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FMSS 
Location 

Code

Asset 
(Component ID) 
this will change 
to WO # when 

FMSS upload is 
complete

Work Order Long Description Qty Qty 
UoM

Work 
Subtype

Deferred 
Year

7600 GLAC002-2004 REPLACE 6" THICK CONCRETE PAVEMENT, UNDER 8 SF,(CORNER OF CONCRETE SLAB IS 
BROKEN), 4 SF, SLAB ON GRADE AT THE BASE OF THE WEST EXTERIOR STAIRWAY. 4 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

7912 GLAC002-2171 REPLACE 2" X 6" ROOF JOISTS/RAFTERS, 4/12 PITCH OR LESS,(ROOF FRAMING IS AGED 
BEYOND REPAIR), 40 LF, ALL ROOF FRAMING. 40 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

7912 GLAC002-2173 REPLACE BEVEL OR CLAPBOARD SIDING, UNPAINTED,(EXISTING SIDING IS AGED BEYOND 
REPAIR), 192 SF, ALL EXTERIOR SIDING. 192 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

7912 GLAC002-2170 REPLACE PLYWOOD ROOF SHEATHING,(ROOF SHEATHING IS AGED BEYOND REPAIR), 64, 
ALL ROOF SHEATHING. 64 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

7914 GLAC002-2187 REPLACE WOOD BOARD ROOF SHEATHING,(PROJECTED END OF USEFUL LIFE), 1854 SF, 
ALL OF ROOF DECK. 1854 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

7914 GLAC002-2194 REPLACE WOOD ROLLING SERVICE DOOR, OVER 100 UP TO 144 SF,(EXISTING DOOR IS 
AGED BEYOND DESIGN LIFE), 1 EA, 12 FT X 12 FT EXTERIOR DOOR. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2014

7914 GLAC002-2195 REPLACE ARCHITECTURAL SHINGLES, STEEP ROOF, 6/12 AND GREATER, 300 SF AND 
OVER,(AGED AND BEYOND SERVICE LIFE), 1854 SF, ALL ROOF SHINGLES. 1854 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

7923 GLAC002-2399 REPLACE WOOD SHINGLE ROOF ON ENTIRE ROOF (PROJECTED END OF USEFUL LIFE) 11205 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014
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7930 GLAC002-2614 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 
2438 SF, ROOF. 2438 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

8099 GLAC002-3786 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL. 
(PROJECTED END OF USEFUL LIFE), 4855 SF, ROOF. 4855 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

8156 GLAC002-5187 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL 
(PROJECTED END OF USEFUL LIFE), 6830 SF, ROOF. 6830 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

8157 GLAC002-5234 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL 
(PROJECTED END OF USEFUL LIFE), 6830 SF, ROOF. 6830 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

8179 GLAC002-5339 REPLACE WOOD CEDAR SHINGLES ON ROOF, 300 SF AND OVER,(PROJECTED END OF 
USEFUL LIFE), 7535 SF, ALL OF ROOF EXCEPT NORTH STORAGE ROOM WING. 7535 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

8434 GLAC002-5787 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL. 
(PROJECTED END OF USEFUL LIFE), 14077 SF, ROOF. 14077 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

8441 GLAC002-6126 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 940 
SF, ROOF. 940 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

9620 GLAC002-6468 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 900 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014

225882 GLAC002-7161 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 323 SF

CRDM - 
Component 
Renewal 
Defer Maint

2014
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6790 GLAC002-2000 PATCH ASPHALT PAVEMENT OVER TRENCHING/POTHOLE, 4'' THICK,(POTHOLES), 5 SY, 
THROUGHOUT PARKING LOT. 45 SF

DM - 
Deferred 
Maintenanc
e

2014

7600 GLAC002-2044
REPLACE STEEL PIPE RAILING,(BALCONY RAILING IS NOT 42" HIGH AS REQUIRED BY 
CODE ANDARE NOT CONTINUOUS ON BOTH SIDES), 280 LF, LENGTH OF SECOND FLOOR 
BALCONY FACING THE LAKE.

280 SF

LMCO - 
Legis 
Mandate 
Code

2014

7600 GLAC002-2004 CLEAN AND SEAL CRACKS IN CONCRETE PAVEMENT, UP TO 1/4",(STRESS CRACKS IN 
CONCRETE), 80 LF, RANDOM CRACKS IN BALCONY SLAB. 80 SF

DM - 
Deferred 
Maintenanc
e

2014

7600 GLAC002-2012 PREPARE AND REFINISH EXTERIOR WOOD, MULTIPLE STORY,(EXISTING PAINT IS AGED 
AND WEATHERED), 14160 SF, ALL EXTERIOR 14160 SF

DM - 
Deferred 
Maintenanc
e

2014

7600 GLAC002-2013
REMOVE ELECTRICAL COMPONENT UP TO AN ITEM EQUIVALENT TO A 60 AMP SAFETY 
SWITCH,(ABANDONDED WIRING SYSTEM), AT VARIOUS LOCATIONS AROUND THE 
PERIMETER OF THE BUILDING.

3 SF

DM - 
Deferred 
Maintenanc
e

2014

7600 GLAC002-2019 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES,(EXISTING 
PAINT IS AGED AND WEATHERED), 1450 SF, ALL EXTERIOR WINDOWS. 145 WINDOWS 145 EA

DM - 
Deferred 
Maintenanc
e

2014

7600 GLAC002-2032 REPLACE INTERIOR DOOR LEVER TYPE LOCKSET, KEYED,(EXISTING IS NON-COMPLIANT 
WITH ADAAG), 1 EA, SUITE 60 - DOOR TO BEDROOM 2. 1 EA

LMCO - 
Legis 
Mandate 
Code

2014

7912 GLAC002-2172 PREPARE/PAINT EXTERIOR WOOD SIDING,(REQUIRED PAINTING OF NEW SIDING), 192 SF, 
ALL EXTERIOR SIDING. 192 SF

DM - 
Deferred 
Maintenanc
e

2014

7914 GLAC002-2189 PREPARE AND REFINISH EXTERIOR WOOD,(EXISTING PAINT IS AGED AND WEATHERED), 
2200 SF, ALL SIDING. 2200 SF

DM - 
Deferred 
Maintenanc
e

2014

7914 GLAC002-2191 REPLACE BLOWN-IN INSULATION,(SAW DUST IS LEAKING FROM WALLS), 1000 SF 
ESTIMATED, ALL 4 WALLS. 2200 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2204
CUT AND POINT PAINTED EXTERIOR CMU WALLS, SPOT POINTING,(SPALDING AND 
DECAYING FROM WEATHER OF CMU WALL), 200 SF, ALONG EAST WALL OF CMU BUILDING 
NEXT KITCHEN.

200 SF

DM - 
Deferred 
Maintenanc
e

2014
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7921 GLAC002-2301

REPLACE SHEET VINYL FLOOR COVERING,(HOLE, TEARS AND AGE), 247 SY, BASEMENT 
UNISEX RESTROOM, MANAGER'S OFFICE IN MAINTENANCE ROOM NEXT TO TROY'S, REAR 
HALLWAY BEHIND MAINT. SHOP, RESTROOM IN MAINT SHOP, RM 3 HOUSEKEEPING, RM 2, 
BELLMAN'S BATHROOM, BASEMENT DORM ROOM, GUEST RM 56, & 40, STORE ROOM NEXT 
TO HEIDI'S, DINING AREA NEAR LUCERNE ROOM, SERVING AREA BETWEEN KITCHEN AND 
DINING ROOM ON 1ST FLOOR, RM 243, 330, 355, 104, 105, 209, & 409.

2227 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2292 REPLACE WOOD PANELING,(HOLES AND DAMAGE TO WALL PANEL), 331 SF, ANNEX 2 
GUEST ROOMS # 104, 105, 212, 206, 202, 311, & 306. 331 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2244 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(SHINGLES MISSING AND DAMAGED 
FROM THE WEATHER), 250 SF, ROOF OF PORTE COCHERE. 250 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2283 REPLACE WOOD STAIRS SYSTEM,(WOOD DECAY, DAMAGE AND OVERALL BAD SHAPE 
UNSAFE), 25 SF, ENTRANCE TO EMPLOYEE REC ROOM. 25 SF

LMLS - 
Legis 
Mandate 
Life Safety

2014

7921 GLAC002-2207 REPLACE 4' LONG WOOD PLANK BENCH,(MISSING), 16 EA, MISSING BENCH SEATS ALONG 
THE EAST WALL. 16 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2203 REPLACE EXTERIOR WOOD FASCIA BOARD, MULTIPLE STORY,(WOOD DECAY AND 
BROKEN), 20 LF, WEST WALL ANNEX 1. 20 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2204 REPLACE PAINTED EXTERIOR CMU WALL. SINGLE STORY,(BUILDING HAS SEVERE WALL 
DAMAGE  BROKEN CMU WALLS), 38 SF, REPLACE 38 SF OF SOUTH WALL. 38 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2208
REPLACE WINDOW SCREEN, FABRIC ONLY,(TORN AND MISSING), APPROX 15% OF ALL 
WINDOWS 1772 SF, VARIOUS LOCATIONS THROUGH OUT HOTEL WINDOWS. APPROX 70 
WINDOWS

70 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2245 REPLACE ALUMINUM BOX GUTTERS,(FALLING OFF OR MISSING), 22 LF, WEST WALL 
KITCHEN/DINING AREA, 77 LF NORTH WALL ANNEX 1. 77 LF 52 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2245 REPLACE ALUMINUM DOWNSPOUT,(MISSING), 37 LF, SOUTH WALL OF ANNEX 1 2 
SEPARATE AREAS ON SAME WALL. 13 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2270 REPLACE PANIC HARDWARE PER DOOR,(MISSING OR BROKEN), 4 EA, VARIOUS 
LOCATIONS THROUGH OUT HOTEL. 4 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014
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7921 GLAC002-2284
REPLACE LANDING FOR EXTERIOR WOOD STAIRS,(WOOD DECAY CAUSING BALCONY TO 
BE UNSAFE)), 70 SF, BALCONY SECOND FLOOR LOBBY EAST WALL AT ENTRANCE. NEEDS 
TO BE CLOSED OFF AND AREA BELOW ROPED OFF.

70 SF

LMLS - 
Legis 
Mandate 
Life Safety

2014

7921 GLAC002-2304 REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",(HOLES IN FLOOR COVERING), 399 SF, 
SWISS LOUNGE BAR AND SINK ROOM. 399 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2298
REPLACE CARPET,(DAMAGED, HOLES, TEARS AND AGE), 575 SY, EMPLOYEE REC ROOM, 
BASEMENT DINING AREA NEAR LUCERNE ROOM, LUCERNE ROOM, AREA BEHIND 
RESERVATION DESK, & AREA SE CORNER OF HALL WAY NEXT TO SWISS LOUNGE.

5174 SF

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2316 REPLACE ADA-COMPLIANT LAVATORY PIPE INSULATION,(MISSING), ADA LAVATORY IN 
GUEST ROOM 162 AND COMMON AREA RESTROOMS ALONG ANNEX 1 HALLWAY. 9 EA

LMCO - 
Legis 
Mandate 
Code

2014

7921 GLAC002-2323 REPLACE SERVICE SINK FAUCET WITH PAIL HOOK AND VACUUM BREAKER,(NON ANTI-
SIPHON FAUCET), ON SERVICE SINK IN STORAGE ROOMS 9-A, 209-A, 309-A, AND 409-A. 4 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2351 REPLACE 4" X 4" WIREWAYS,(MISSING COVER ON TWO 4' SECTIONS), WALL MOUNTED IN 
ELECTRIC ROOM AT SOUTH END OF BUILDING NEXT TO ST. MORITZ ROOM. 8 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2351 REPLACE  CIRCUIT BREAKER BLANK,(MISSING), SURFACE MOUNT LOAD CENTER IN 
WOMEN'S RESTROOM NEXT TO ST. MORITZ ROOM STAGE. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2351 REPLACE CIRCUIT BREAKER BLANK,(MISSING), CIRCUITS 41 AND 42 IN PANELBOARD "H" 
IN ELECTRIC ROOM AT SOUTH END OF BUILDING NEXT TO ST. MORITZ ROOM. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2351 REPLACE CIRCUIT BREAKER BLANK,(MISSING), WALL MOUNTED LOAD CENTER NEAR 
GUEST ROOM 340. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2354 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE AT 
LAVATORIES), VARIOUS GUEST ROOMS THROUGHOUT HOTEL. 100 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

7921 GLAC002-2353 REPLACE DUPLEX RECEPTACLE PLATE, INTERIOR,(MISSING), TWIST LOCK PLUG, WALL 
MOUNTED AT SOUTH END OF LARGE DINING ROOM AT NORTH END OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014
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7921 GLAC002-2354 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(WORN OR BROKEN), SURFACE 
MOUNTED ON LOG COLUMNS IN MAIN HOTEL CHECK IN SEATING AREA. 8 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2370 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(NOT WORKING WHEN 
TESTED), WALL MOUNT IN GROUND FLOOR REGRISTRATION AREA. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2354 REPLACE DUPLEX RECEPTACLE PLATE, INTERIOR,(MISSING), WALL OUTLETS IN 
EMPLOYEE SERVICES RECREATION ROOM. 4 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2354
REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI OUTLET FOR SUMP 
PUMP SYSTEM), AT SUMP PUMP IN MAINTENANCE STORAGE AREA AT NORTH END OF 
BUILDING.

1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

7921 GLAC002-2355 REPLACE INCANDESCENT FIXTURE, PENDENT MOUNT, UP TO 150 WATT, INTERIOR,( 
MISSING LENS), 12" ROUND GLOBE LENS, VARIOUS LOCATIONS THROUGHOUT BUILDING. 80 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2368 REPLACE INCANDESCENT FIXTURE, EXTERIOR, UP TO 100 WATT, SURFACE,(MISSING ONE 
OF TWO LAMPS), EXTERIOR NORTH EAST CORNER AT EMPLOYEE SERVICES BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2355 REPLACE INCANDESCENT FIXTURE,  UP TO 100 WATT, INTERIOR,(MISSING ROUND GLOBE 
LENS), ON CEILING FANS IN ST. MORITZ ROOM AT SOUTH END OF BUILDING. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2358 REPLACE INCANDESCENT FIXTURE,  UP TO 100 WATT, INTERIOR,(MISSING LENS), CEILING 
MOUNT IN STORAGE ROOM 357-B. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7921 GLAC002-2358
REPLACE INCANDESCENT FIXTURE,  UP TO 100 WATT, INTERIOR,(MISSING FIXTURE 
LENS), CEILING MOUNT IN SMALL STORAGE ROOM IN EMPLOYEE SERVICES AREA AT 
NORTH END OF BUILDING.

1 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2377 CUT AND POINT STONE FOUNDATION WALL,(WEATHERED AND BREAKING APART), 
PRIMARILY ON WEST ELEVATION. 140 SF

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2377 CUT AND REPOINT EXTERIOR CUT STONE BLOCK WALL, SPOT POINTING. SINGLE 
STORY,(WEATHERED AND BREAKING APART), WEST SIDE PATIO COLUMNS. 160 SF

DM - 
Deferred 
Maintenanc
e

2014
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7923 GLAC002-2382 EXCAVATE, BACKFILL AND COMPACT SOIL, BY HAND,(IN CONJUNCTION WITH RETAINING 
WALL REPLACEMENT), WEST SIDE BASEMENT ENTRANCE. 18 SF

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2420
REPLACE STONE STAIRS SET IN NATURAL SURFACE USING NATIVE MATERIAL,(STONE 
TREADS ARE BROKEN, SHIFTED AND UNSAFE), 50 LF OF TREAD, NORTH SIDE OF 
BUILDING.

50 SF

LMLS - 
Legis 
Mandate 
Life Safety

2014

7923 GLAC002-2391
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(EXISTING PAINT IS AGED AND WEATHERED), 600 SF, ALL EXTERIOR 
WINDOWS. 120 EA WINDOWS

120 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2392

REFURBISH/REPLACE FIXED SASH WINDOW WITH LIKE MATERIALS, OVER 6 SF UP TO 12 
SF, SINGLE PANE GLASS, WOOD FRAME,(WINDOWS FACING THE LAKE ARE AGED AND 
WEATHERED), 4 EA, NORTH AND WEST WALLS, SECOND FLOOR, ROOMS 200, 203, 210 
AND 214.

4 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2393 REFURBISH/REPLACE FIXED SASH WINDOW WITH LIKE MATERIALS, UP TO 6 SF, SINGLE 
PANE GLASS, WOOD FRAME,(AGED AND WEATHERED), 6 EA, SHOWER ROOMS. 6 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2392

REFURBISH/REPLACE DOUBLE HUNG WINDOW WITH LIKE MATERIALS, OVER 6 SF UP TO 
12 SF, SINGLE PANE GLASS, WOOD FRAME,(WINDOWS FACING THE LAKE ARE AGED AND 
WEATHERED), 52 EA OF 110 WINDOWS NORTH AND WEST WALLS OF ORIGINAL BUILDING. 
USE LIKE MATERIAL.

52 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2392 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(EXISTING IS AGED AND 
WEATHERED), 100 LF, VARIOUS WINDOWS, ONGOING MAINTENANCE.  120 EA WINDOWS 120 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7923 GLAC002-2405
REPLACE FIRE DOOR AND FRAME IN STAIRWELL, UP TO 90 MINUTE RATING, UP TO 3' X 
7',(FIRE RATED DOOR REQUIRED), 6 EA, 2 STAIRWAY DOORS AT EACH OF THREE FLOORS 
OF ORIGINAL BUILDING.

6 EA

LMCO - 
Legis 
Mandate 
Code

2014

7923 GLAC002-2408
REPLACE FIRE DOOR AND FRAME IN STAIRWELL, UP TO 90 MINUTE RATING, UP TO 3' X 
7',(FIRE RATED DOOR REQUIRED), 2 EA, 2 DOORS ON EACH OF TWO STAIRWAY DOORS IN 
THE NEWER WING.

2 EA

LMCO - 
Legis 
Mandate 
Code

2014

7923 GLAC002-2443 REMOVE ABANDONED EQUIPMENT, INCLUDING ASSOCIATED PIPING, UNDER 1000 
POUNDS,(ABANDONED BOILER AND PIPING), IN THE LOWER LEVEL OF THE BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2424 REPLACE 12" X 12" VINYL FLOOR TILE,(AGED AND BROKEN), 240 SF, VARIOUS LOCATIONS 
IN THE FIRST FLOOR LOUNGES (FIREPLACE ROOMS). 240 SF

DM - 
Deferred 
Maintenanc
e

2014
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7923 GLAC002-2414 REPLACE BRACING,(NOT INSTALLED), NORTH AND SOUTH STAIRS. 60 SF

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2427 REPLACE PAINTED PLYWOOD CEILING,(ROTTED FROM BATHROOM LEAK ABOVE), 20 SF, 
FIRST FLOOR ROOM 103 EAST. 20 SF

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2434 REPLACE SERVICE SINK FAUCET WITH PAIL HOOK AND VACUUM BREAKER,(MISSING 
BACKFLOW PREVENTION), ON SERVICE SINKS WITHIN THE BUILDING. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2451 REPLACE PANEL BOARD COVER, INDOOR, FLUSH OR SURFACE,(MISSING PANELBOARD 
COVER), ON 200 AMP PANELBOARD. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2454 REPLACE CONDUIT CAP UP TO 4",(MISSING CONDUIT CAP), ON EXTERIOR CONDUIT. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2453 REPLACE DUPLEX RECEPTACLE PLATE, INTERIOR,(DAMAGED OUTLET COVER), ON GFCI 
OUTLET. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2458 REPLACE EXIT LIGHT W/BATTERY BACKUP, INTERIOR,(DAMAGED MOUNTING), IN 
HALLWAY. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7923 GLAC002-2457 REPLACE LIGHTING FIXTURE LENS, 1' X 4' FLUORESCENT,(AGED/ INCORRECT MOUNTING), 
ON FLUORESCENT FIXTURE IN THE HALLWAY. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7924 GLAC002-2501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 8240 SF, 
ALL INTERIOR PAINTED WALLS. 8240 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7924 GLAC002-2473 REPLACE ASPHALT SHINGLES ON WOOD WALL,(EXISTING SHINGLES ARE AGED AND 
WEATHERED), 500 SF, N, W & S WALLS ALONG BASE. 5 SF

DM - 
Deferred 
Maintenanc
e

2014

7924 GLAC002-2475 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(EXISTING PAINT IS AGED AND WEATHERED), 200, ALL EXTERIOR 41 EA WINDOWS. 41 EA

DM - 
Deferred 
Maintenanc
e

2014
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7924 GLAC002-2485 REPLACE BRICK VENEER EXTERIOR WALL, SINGLE STORY,(MASONRY IS BROKEN AWAY 
AT JAMBS), 8 SF, BOILER ROOM DOOR JAMBS. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7924 GLAC002-2484 REPLACE DRY WALL,(DRYWALL IS MISSING), 20 SF, WATER HEATER ROOM ON NORTH 
SIDE OF BUILDING - INTERIOR. 20 EA

DM - 
Deferred 
Maintenanc
e

2014

7924 GLAC002-2495 REPLACE 5/4 TONGUE AND GROOVE SOFTWOOD  FLOORING ON PORCH OR DECK,(FLOOR 
OPENING IS COVERED WITH PLYWOOD), 8 SF, FIRST FLOOR CORRIDOR, EAST END. 8 SF

DM - 
Deferred 
Maintenanc
e

2014

7928 GLAC002-2552 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 65 SF, ALL EXTERIOR WINDOWS. 13 EACH WINDOWS 13 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7928 GLAC002-2559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, BOTH EXTERIOR DOORS. 3 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7928 GLAC002-2566 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 5 EA, ALL INTERIOR DOORS. 5 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7924 GLAC002-2495
REPLACE ARCHITECTURAL GRADE HARDWOOD STAIR RAILING, WALL 
MOUNTED,(EXISTING HANDRAILS DO NOT COMPLY WITH CODE REQUIRING 
GRASPABILITY),  ALL INTERIOR AND EXTERIOR STAIR RAILINGS.

80 SF

LMCO - 
Legis 
Mandate 
Code

2014

7924 GLAC002-2515 REPLACE SERVICE SINK FAUCET WITH PAIL HOOK AND VACUUM BREAKER,(MISSING 
BACKFLOW PREVENTION), ON SERVICE SINK. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7928 GLAC002-2572 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1860 SF, 
ALL INTERIOR WALLS. 1860 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7928 GLAC002-2574 SAND AND REFINISH HARDWOOD FLOOR,(BEYOND SERVICE LIFE), 75 SF, NORTH 
BEDROOM NEXT TO KITCHEN. 75 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7928 GLAC002-2578 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1200 SF, ALL 
INTERIOR CEILINGS. 1200 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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7928 GLAC002-2550 REPLACE STATIONARY CHIMNEY RAIN CAP UP TO 16" DIAMETER,(DAMAGED/ INCORRECT 
CAP), ON CHIMNEY FLUE FOR WOOD BURNING FIREPLACE. 1 SF

DM - 
Deferred 
Maintenanc
e

2014

7930 GLAC002-2617 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 8 EA, ALL INTERIOR DOORS. 8 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7930 GLAC002-2624 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2200 SF, 
ALL INTERIOR WALLS. 2200 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7930 GLAC002-2628 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 820 SF, ALL 
INTERIOR CEILINGS. 820 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7928 GLAC002-2584 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(NO ANTI-SIPHON), 
ON EXTERIOR HOSE BIBB. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7928 GLAC002-2594 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT KITCHEN SINK. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

7928 GLAC002-2576 REPLACE QUARRY TILE, UP TO 20 SF,(FIRE RESISTANT FINISH REQUIRED UNDER WOOD 
STOVE), 20 SF, IN FRONT OF FIREPLACE. 20 SF

LMFS - 
Legis 
Mandate 
Fire/Structur
e

2014

7930 GLAC002-2601 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(DAMAGED), WEST 
ELEVATION. 30 SF

DM - 
Deferred 
Maintenanc
e

2014

7930 GLAC002-2607 REPLACE PAINTED BEVEL OR CLAPBOARD SIDING, SINGLE STORY,(EXISTING SIDING IS 
CRACKED OR MISSING), 18 SF, NORTH WALL BUMPOUT AROUND WINDOW. 18 SF

DM - 
Deferred 
Maintenanc
e

2014

7930 GLAC002-2642 REPLACE DUPLEX RECEPTACLE PLATE, INTERIOR,(MISSING COVER PLATES), AT 
OUTLETS THROUGHOUT THE BUILDING. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

7930 GLAC002-2645 REPLACE INCANDESCENT FIXTURE,  UP TO 100 WATT, INTERIOR,(INCORRECT FIXTURE 
APPLICATION), THROUGHOUT THE BUILDING. 3 EA

DM - 
Deferred 
Maintenanc
e

2014
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7930 GLAC002-2647
REPLACE INCANDESCENT FIXTURE,  UP TO 100 WATT, INTERIOR WITH GLASS 
GLOBE,(MISSING GLOBE LENS), THROUGHOUT THE BUILDING. ADD THIS BACK INTO ADD 
THIS BACK INTO FCIS AS CR

3 EA

DM - 
Deferred 
Maintenanc
e

2014

7930 GLAC002-2649 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(MISSING SMOKE 
DETECTORS), ON CEILING WITHIN THE BUILDING. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

7970 GLAC002-2664 CLEAN AND SEAL CONCRETE CRACKS IN SITE PAVEMENTS,(NUMEROUS CRACKS AND 
CHIPPING), 17 LF, ADA CONCRETE WALK AND RAMP ON EAST SIDE OF BUILDING. 17 SF

DM - 
Deferred 
Maintenanc
e

2014

7972 GLAC002-2755 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 495 SF 39 WINDOWS, ALL EXT WINDOWS. 39 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2760 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 3X7, ALL EXTERIOR DOORS. 11 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2775 PREPARE/PAINT WROUGHT IRON STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 70 LF, TUBULAR HANDRAILINGS ON  ALL CONCRETE STAIRS. 70 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2784 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENENCE), 933 SF, ALL 
INTERIOR CONCRETE FLOORS. 933 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2745 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), VARIOUS 
LOCATIONS AROUND ENTIRE PERIMETER. 374 SF

DM - 
Deferred 
Maintenanc
e

2014

7972 GLAC002-2782 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(AGE AND 
WEAR), 172 SF, BATHROOMS. 172 SF

DM - 
Deferred 
Maintenanc
e

2014

7972 GLAC002-2781 RESEAL SEAMS IN VINYL FLOOR COVERING,(SEAMS HAVE SEPARATED OR HAS PULLE D 
UP), 14 LF, ROOM 12. 14 SF

DM - 
Deferred 
Maintenanc
e

2014

7973 GLAC002-2828 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 350 LF, 
ALL EXTERIOR WOOD FRAMED WINDOW SCREENS. 29 WINDOW SCREENS 29 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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7972 GLAC002-2745 GROUT RUB CONCRETE WALL,(SPALLING), PERIMETER FOUNDATION WALL. 778 SF

DM - 
Deferred 
Maintenanc
e

2014

7973 GLAC002-2828 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 255 SF, ALL EXTERIOR WINDOWS.29 EA. 29 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7973 GLAC002-2830 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), UP TO 4'X8', ALL EXTERIOR DOORS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2756 PREPARE AND REFINISH SINGLE LITE WINDOW, INTERIOR SIDE,(WATER DAMAGE TO 
WOOD), 53 SF, GIFT SHOP WINDOWS ON SOUTH WALL. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7972 GLAC002-2756 REPLACE GLAZING COMPOUND IN WINDOW,(WATER LEAKAGE CAUSING WOOD DAMAGE), 
36"x53"  712 LF 4 EA WINDOWS, GIFT SHOP. 4 EA

DM - 
Deferred 
Maintenanc
e

2014

7973 GLAC002-2839 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X78", BATHROOM DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7973 GLAC002-2844 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), STAIN 75 LF, INTERIOR STAIRS. 75 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7973 GLAC002-2843 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 108 SF, ALL WOOD 
INTERIOR STAIRS. 108 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7973 GLAC002-2845 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7781 SF, 
ALL INTERIOR PAINTED WALLS. 7781 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2767 ALIGN/ADJUST DOOR,(DOOR DRAGGING CAUSING DAMAGE TO VINYL FLOOR), 32"x83", 
ROOM 12. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7972 GLAC002-2767 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 3X7, ALL INTERIOR WOOD STAINED DOORS. 27 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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7973 GLAC002-2848 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1221 SF, STAGING, 
LINENS, CAMP LAUNDRY, & HOUSEKEEPING ROOMS. 1221 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7973 GLAC002-2849 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3268 SF, ALL 
INTERIOR CEILING. 3268 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2765 REPLACE ASPHALT SHINGLES, CLASS A, UNDER 300 SF,(WIND DAMAGE, MISSING 
SHINGLES),100 SF, SOUTH SIDE OF ROOF. 100 SF

DM - 
Deferred 
Maintenanc
e

2014

7972 GLAC002-2779 REPLACE CARPET TILES,(PROJECTED END OF USEFUL LIFE), 145 SY (1302 SF), GIFT 
SHOP. 1302 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7972 GLAC002-2780 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 45 SY (408 SF), RMS - 29 & 30. 408 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7973 GLAC002-2820 CHIP, CLEAN AND EPOXY GROUT PAINTED CONCRETE FOUNDATION WALL,(CRACKED), 
SOUTH ELEVATION. 5 SF

DM - 
Deferred 
Maintenanc
e

2014

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 32"x78", BOTH ENTRANCE DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 32"x78", BOTH EXTERIOR SCREEN DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7973 GLAC002-2837 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 36"X82", ALL STAINED INTERIOR DOORS. 16 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7974 GLAC002-2880 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(SPALLING), NORTH AND 
EAST ELEVATIONS. 22 SF

DM - 
Deferred 
Maintenanc
e

2014

7974 GLAC002-2899 REPLACE SHEET VINYL FLOOR COVERING,(END OF PROJECTED USEFUL LIFE), 35 SY (314 
SF), DORM ROOMS. 314 SF

RMDM - RM 
Defer 
Maintenanc
e

2014



Page H-Att 3 14

7974 GLAC002-2886 PREPARE AND PAINT EXTERIOR FASCIA BOARD,(CHIPPING PEALING PAINT EXPOSING 
BARE WOOD), 28 SF, EXTERIOR WALLS. 28 SF

DM - 
Deferred 
Maintenanc
e

2014

7974 GLAC002-2887 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(CHIPPING PEELING PAINT EXPOSING BARE WOOD), 139 SF, EXTERIOR WINDOWS. 5 EA

DM - 
Deferred 
Maintenanc
e

2014

7975 GLAC002-2918 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), ALL 
ELEVATIONS. 420 SF

DM - 
Deferred 
Maintenanc
e

2014

7975 GLAC002-2937 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7976 GLAC002-2951 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), SOUTH 
ELEVATION. 6 SF

DM - 
Deferred 
Maintenanc
e

2014

7976 GLAC002-2970 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7977 GLAC002-2985 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), SOUTH 
ELEVATION. 10 SF

DM - 
Deferred 
Maintenanc
e

2014

7977 GLAC002-2998 REPLACE ARCHITECTURAL SHINGLES, UNDER 300 SF,(MISSING / DAMAGED), 5 SF, ROOF. 5 SF

DM - 
Deferred 
Maintenanc
e

2014

7977 GLAC002-3004 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391SF), ALL INTERIOR 
CARPET. 391 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7978 GLAC002-3019 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), SOUTH 
ELEVATION. 12 SF

DM - 
Deferred 
Maintenanc
e

2014

7978 GLAC002-3038 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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7979 GLAC002-3053 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), SOUTH 
ELEVATION. 4 SF

DM - 
Deferred 
Maintenanc
e

2014

7979 GLAC002-3072 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), INTERIOR CARPET. 391 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7980 GLAC002-3087 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(SPALLING), NORTH 
ELEVATION. 6 SF

DM - 
Deferred 
Maintenanc
e

2014

7980 GLAC002-3106 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7980 GLAC002-3112 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI-
SIPHONE DEVICE ), EXTERIOR NORTH END OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7981 GLAC002-3122 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), EAST 
ELEVATION. 4 SF

DM - 
Deferred 
Maintenanc
e

2014

7981 GLAC002-3141 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 480 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7981 GLAC002-2635 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI-
SIPHONE DEVICE ), EXTERIOR  OF BUILDING. 480 EA

DM - 
Deferred 
Maintenanc
e

2014

7982 GLAC002-3157 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(SPALLING), SOUTH 
ELEVATION. 480 SF

DM - 
Deferred 
Maintenanc
e

2014

7982 GLAC002-3176 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7982 GLAC002-3182 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI-
SIPHON DEVICE ), EXTERIOR WALL ON NORTH SIDE OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014
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7983 GLAC002-3211 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7983 GLAC002-3217 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI 
SIPHON DEVICE), EXTERIOR WALL AT NORTH END OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7984 GLAC002-3228 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), SOUTH 
ELEVATION. 12 SF

DM - 
Deferred 
Maintenanc
e

2014

7984 GLAC002-3247 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7985 GLAC002-3261 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), NORTH 
ELEVATION. 21 SF

DM - 
Deferred 
Maintenanc
e

2014

7985 GLAC002-3261 SECURE SILL PLATE TO CONCRETE,(EXPOSED ANCHOR BOLT), NORTH ELEVATION. 6 SF

DM - 
Deferred 
Maintenanc
e

2014

7985 GLAC002-3280 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7986 GLAC002-3294 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), WEST 
ELEVATION. 10 SF

DM - 
Deferred 
Maintenanc
e

2014

7986 GLAC002-3313 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7987 GLAC002-3327 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), SOUTH, 
WEST AND NORTH ELEVATIONS. 68 SF

DM - 
Deferred 
Maintenanc
e

2014

7987 GLAC002-3346 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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7988 GLAC002-3361 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), SOUTH, 
WEST AND NORTH ELEVATIONS. 50 SF

DM - 
Deferred 
Maintenanc
e

2014

7988 GLAC002-3380 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SYF (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7988 GLAC002-3386 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI-
SIPHON DEVICE), EXTERIOR WALL AT NORTH END OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7989 GLAC002-3415 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3579
PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(RECURRING MAINTENANCE), 225 SF, ALL EXTERIOR WINDOWS AND FRAMES. 25 
WINDOWS INCLUDING WINDOW WALLS

25 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3597 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 11 EACH, ALL EXTERIOR DOORS. 11 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3620 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7265 SF, 
ALL PAINTED INTERIOR WALLS. 7265 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7990 GLAC002-3449 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8098 GLAC002-3718 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 124 LF, FRONT PORCH HANDRAILS AND DECORATIVE BALLUSTRAS. 372 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8098 GLAC002-3717 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 107 SF, ALL 
EXTERIOR WOOD STAIRS, LANDINGS AND HANDRAILS. 107 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8098 GLAC002-3719 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANACE), 6269 SF, 
INTERIOR WALLS. 6269 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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7991 GLAC002-3477 CLEAN ALGAE/FUNGUS FROM ASPHALT SHINGLE, WOOD OR CEDAR SHAKE 
ROOF,(VEGATATION GROWTH), 180 SF, ON ROOF. 180 SF

DM - 
Deferred 
Maintenanc
e

2014

8098 GLAC002-3730 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 6818 SF, ALL 
PAINTED INTERIOR CEILINGS. 6818 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7991 GLAC002-3483 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

7991 GLAC002-3488 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI-
SIPHON DEVICE), EXTERIOR WALL ON EACH END OF THE BULDING. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

7992 GLAC002-3499 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), EAST, 
SOUTH AND WEST ELEVATIONS. 38 SF

DM - 
Deferred 
Maintenanc
e

2014

8101 GLAC002-3832 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS  4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8101 GLAC002-3831 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EACH. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8101 GLAC002-3834 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8101 GLAC002-3838 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8101 GLAC002-3839 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8101 GLAC002-3840 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8102 GLAC002-3862 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
4 EXTERIOR WOOD FRAMED SCREENS. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7992 GLAC002-3518 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SF (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8102 GLAC002-3861 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7992 GLAC002-3523 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI-
SIPHON DEVICE), END EXTERIOR WALL ON UNIT B SIDE OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

7993 GLAC002-3533 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), WEST 
ELEVATION. 24 SF

DM - 
Deferred 
Maintenanc
e

2014

8102 GLAC002-3864 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8102 GLAC002-3868 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8102 GLAC002-3869 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8102 GLAC002-3870 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8103 GLAC002-3892 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 93 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8103 GLAC002-3891 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL EXTERIOR WINDOWS. 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8103 GLAC002-3894 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8103 GLAC002-3898 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

7993 GLAC002-3552 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8103 GLAC002-3899 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3615
CHIP/CLEAN/EPOXY GROUT PAINTED CONCRETE STAIRS LANDINGS,(SERIOUS SPALLING 
AND CONCRETE DETERIORATION), 35 SF, STAIRS UP TO LOADING DOCK AND KITCHEN 
HALL.

35 SF

DM - 
Deferred 
Maintenanc
e

2014

8001 GLAC002-3625 REPLACE SHEET VINYL FLOOR COVERING,(DAMAGED AND AGE), 54 SY (482 SF), PUBLIC 
RESTROOMS, FOYER TO GIFT SHOP. 482 SF

DM - 
Deferred 
Maintenanc
e

2014

8001 GLAC002-3626
REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(AGE AND 
WORN), 225 SF, DOWNSTAIRS LANDING TO PUBLIC RESTROOM AND LANDS WHERE 
SPIRAL STAIR CASE IS.

225 SF

DM - 
Deferred 
Maintenanc
e

2014

8001 GLAC002-3578 PREPARE/PAINT EXTERIOR WOOD SIDING,(CHIPPING/PEELING PAINT, EXPOSING BARE 
WOOD), 7688 SF, ALL EXTERIOR WOOD WALLS. 7688 SF

DM - 
Deferred 
Maintenanc
e

2014

8103 GLAC002-3900 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOORS. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8103 GLAC002-3901 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3618 PREPARE/PAINT/STAIN WOOD STAIRS,(SPLINTERING AND CHIPPING PAINT), 347 SF, ALL 
WOOD STAIRS. 347 SF

DM - 
Deferred 
Maintenanc
e

2014
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8104 GLAC002-3922 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8104 GLAC002-3921 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3623 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 432 SY (3884 SF), DINING ROOM, 
GIFT SHOP AND ALL OTHER CARPETED AREA. 3884 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8104 GLAC002-3924 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3628 REFINISH WOOD CEILING,(RECURRING MAINTENANCE), 3490 SF, ALL WOOD STAINED 
CEILING. 3490 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8001 GLAC002-3656 REPLACE PANELBOARD,100A, 120/208V,  4-WIRE, UP TO 30 CIRCUIT,(NEAR END OF 
USEFUL LIFE), IN UTILITY AREA NEXT TO EMPLOYEE LOUNGE AREA. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8001 GLAC002-3569
REPLACE PRECAST CAP STONE FOR CONCRETE SITE WALL, UP TO 4" THICK AND 16" 
WIDE,(SERIOUS SPALDING AND DETERIORATION), 23 LF, RETAINING WALL OUTSIDE 
BASEMENT ENTRANCE TO STORAGE ROOM.

12 SF

DM - 
Deferred 
Maintenanc
e

2014

8098 GLAC002-3712 CHIP/CLEAN/EPOXY GROUT CONCRETE STAIR/LANDING,(SPALLING OF CONCRETE 
STEPS), 36 SF, CONCRETE STEPS IN BASEMENT AT NORTH ENTRANCE. 36 SF

DM - 
Deferred 
Maintenanc
e

2014

8098 GLAC002-3724 REPLACE SHEET VINYL FLOOR COVERING,(HOLES AND DAMAGE), 20 SY (120 SF), 
STORAGE ROOM. 120 SF

DM - 
Deferred 
Maintenanc
e

2014

8104 GLAC002-3928 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8098 GLAC002-3677 WATERPROOF INTERIOR FOUNDATION WALL, 25 TO 40 MILS THICK,(CRACKS IN 
FOUNDATION WALL WATER LEAKING THROUGH), 4 SF, BASEMENT REC ROOM WALL. 4 SF

DM - 
Deferred 
Maintenanc
e

2014
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8104 GLAC002-3929 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8104 GLAC002-3932 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8098 GLAC002-3727 PREPARE AND PAINT CONCRETE FLOOR,(PAINT CHIPPING AND PEELING EXPOSING BASE 
CONCRETE), 1419 SF, BASEMENT LEVEL. 1419 SF

DM - 
Deferred 
Maintenanc
e

2014

8105 GLAC002-3954 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOD FRAMED SCREENS -6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8098 GLAC002-3730 REPLACE DRYWALL CEILING, OVER 5 SF PER LOCATION,(HOLES AND DAMAGE IN 
CEILING), 14 SF, DISH WASHING ROOM, BASEMENT REC ROOM AND DINING ROOM. 22 SF

DM - 
Deferred 
Maintenanc
e

2014

8098 GLAC002-3746
REPLACE PIPING TO SAFE LOCATION FOR  BACK FLOW PREVENTER RELIEF VALVE, UP 
TO 2",(ROOF DRAIN NEEDED FOR CONDENSATE DRAIN FROM AHU), ROOF AREA OVER 
KITCHEN ON NORTH SIDE OF BUILDING.

1 EA

DM - 
Deferred 
Maintenanc
e

2014

8098 GLAC002-3746 REPLACE PVC P-TRAP ON CONDENSATE LINE, UP TO 1",(EMPTIES OVER ROOF EDGE), 
ROOF TOP CONNECTED TO HASTINGS AIR HANDLING UNIT, RUNS TO ROOF EDGE. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8099 GLAC002-3771 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), NORTH 
ELEVATION. 20 SF

DM - 
Deferred 
Maintenanc
e

2014

8099 GLAC002-3796 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(PROJECTED 
END OF USEFUL LIFE), 50 SF, STORAGE ROOMS. 50 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8105 GLAC002-3953 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8105 GLAC002-3956 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36X79, EXTERIOR  DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8105 GLAC002-3960 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8105 GLAC002-3961 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8105 GLAC002-3962 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
FLOORS. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8099 GLAC002-3794 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 449 SY (4040 SF), ALL INTERIOR 
CARPET. 4040 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8099 GLAC002-3790
REPLACE CAST IN PLACE CONCRETE STAIRS,(SPALDING CONCRETE STEPS  AND 
MISSING LOWER TWO STEPS), 42 SF OF THE TOTAL 80 SF, CONCRETE STEPS AT NORTH 
WALL DOUBLE DOORS.

42 SF

DM - 
Deferred 
Maintenanc
e

2014

8105 GLAC002-3963 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8099 GLAC002-3801 REPLACE UTILITY SINK, FLOOR MOUNTED, 28" X 28",( MISSING ANTI-SIPHON DEVICE), 
LINEN STORAGE ROOM. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8101 GLAC002-3837 REPLACE WOOD SHOE MOLDING,(WOOD DECAY AND MISSING), 55 LF, INTERIOR SHOE 
MOLDING. 3 EA

DM - 
Deferred 
Maintenanc
e

2014

8106 GLAC002-3984 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8106 GLAC002-3983 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8106 GLAC002-3986 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8106 GLAC002-7332 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8106 GLAC002-3990 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8106 GLAC002-3992 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8107 GLAC002-4014 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8107 GLAC002-4013 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS, 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8107 GLAC002-4016 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8107 GLAC002-4020 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8107 GLAC002-4021 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8107 GLAC002-4023 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8108 GLAC002-4043 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8108 GLAC002-4042 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH  WINDOWS. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8108 GLAC002-4045 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8103 GLAC002-3883 REPLACE CONCRETE FOOTING,(WEATHERED AND SPALDING), CORNER PIERS. 48 SF

DM - 
Deferred 
Maintenanc
e

2014

8108 GLAC002-4049 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTEANCE), 300 SF, ALL 
INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8108 GLAC002-4050 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8108 GLAC002-4051 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8109 GLAC002-4072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8109 GLAC002-4071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH EXTERIOR WINDOWS. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8109 GLAC002-4074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8109 GLAC002-4078 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8109 GLAC002-4079 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8109 GLAC002-4080 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8110 GLAC002-4101 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS, 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8110 GLAC002-4100 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8110 GLAC002-4103 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8110 GLAC002-4107 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8110 GLAC002-4108 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING  MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8110 GLAC002-4109 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8110 GLAC002-4110 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8106 GLAC002-3991 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 180 SF, ALL INTERIOR CARPET. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8111 GLAC002-4131 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 FL, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8111 GLAC002-4130 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8111 GLAC002-4132 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8111 GLAC002-4137 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8111 GLAC002-4138 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8111 GLAC002-4139 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8111 GLAC002-4140 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8107 GLAC002-4022 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 260 SF, ALL INTERIOR CARPET. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8113 GLAC002-4161 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAME SCREENS. 8 EA 8 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8113 GLAC002-4160 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8113 GLAC002-4163 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8113 GLAC002-4167 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8113 GLAC002-4168 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8108 GLAC002-4034 REPLACE CONCRETE FOOTING,(WEATHERED), CORNER PIERS. 48 SF

DM - 
Deferred 
Maintenanc
e

2014
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8113 GLAC002-4169 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8113 GLAC002-4170 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8115 GLAC002-4191 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62  LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4  EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8115 GLAC002-4190 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8115 GLAC002-4193 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8115 GLAC002-4197 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8115 GLAC002-4198 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8115 GLAC002-4199 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8115 GLAC002-4200 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8117 GLAC002-4221 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8117 GLAC002-4220 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8117 GLAC002-4223 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8117 GLAC002-4227 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8117 GLAC002-4228 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8117 GLAC002-4229 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8117 GLAC002-4230 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8118 GLAC002-4251 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8118 GLAC002-4250 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8118 GLAC002-4253 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8118 GLAC002-4257 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8118 GLAC002-4258 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8118 GLAC002-4259 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8118 GLAC002-4260 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8119 GLAC002-4281 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 8 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8119 GLAC002-4280 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8119 GLAC002-4283 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8119 GLAC002-4287 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8119 GLAC002-4288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8119 GLAC002-4289 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8119 GLAC002-4290 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8120 GLAC002-4314 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8120 GLAC002-4313 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8120 GLAC002-4316 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR  DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8120 GLAC002-4320 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8120 GLAC002-4321 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8120 GLAC002-4322 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8120 GLAC002-4323 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8121 GLAC002-4344 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS - 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8121 GLAC002-4343 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8121 GLAC002-4346 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8122 GLAC002-4374 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8122 GLAC002-4373 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8122 GLAC002-4376 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8122 GLAC002-4380 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014



Page H-Att 3 32

8122 GLAC002-4381 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8122 GLAC002-4382 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8122 GLAC002-4383 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8123 GLAC002-4404 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8123 GLAC002-4403 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8123 GLAC002-4406 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8124 GLAC002-4434 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8124 GLAC002-4433 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8124 GLAC002-4436 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8124 GLAC002-4440 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8124 GLAC002-4441 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8124 GLAC002-4442 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8124 GLAC002-4443 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8125 GLAC002-4464 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8125 GLAC002-4463 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8125 GLAC002-4466 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8123 GLAC002-4401 CUT BACK TREE LIMBS OR SHRUBS, HAND TOOLS ONLY,(TREE LIMBS BLOCKING 
ENTRANCE TO CABIN), 1 EACH TREE, FRONT DOOR ENTRANCE. 12 SF

DM - 
Deferred 
Maintenanc
e

2014

8126 GLAC002-4494 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREEN 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8126 GLAC002-4493 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8126 GLAC002-4496 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8126 GLAC002-4500 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8126 GLAC002-4501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014



Page H-Att 3 34

8126 GLAC002-4502 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8126 GLAC002-4503 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8127 GLAC002-4524 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8127 GLAC002-4523 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8127 GLAC002-4526 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8127 GLAC002-4530 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8127 GLAC002-4531 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8127 GLAC002-4532 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8127 GLAC002-4533 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8128 GLAC002-4564 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8128 GLAC002-4565 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8128 GLAC002-4566 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8129 GLAC002-4593 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8129 GLAC002-4594 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8129 GLAC002-4595 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8129 GLAC002-4596 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8130 GLAC002-4617 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8130 GLAC002-4616 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8130 GLAC002-4619 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8129 GLAC002-4605 REPLACE DUPLEX RECEPTACLE PLATE, INTERIOR,(MISSING COVER), 2" X 4" JUNCTION 
BOX, WALL MOUNT OVER BEDROOM DOOR. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8131 GLAC002-4653 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8131 GLAC002-4654 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8131 GLAC002-4655 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8131 GLAC002-4656 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8132 GLAC002-4677 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOF FRAMED SCREENS. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8132 GLAC002-4676 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8132 GLAC002-4679 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8133 GLAC002-4713 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8133 GLAC002-4714 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8133 GLAC002-4715 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8133 GLAC002-4716 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8134 GLAC002-4737 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8134 GLAC002-4736 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8134 GLAC002-4739 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8135 GLAC002-4773 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8135 GLAC002-4774 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 330 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8135 GLAC002-4775 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8135 GLAC002-4776 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8136 GLAC002-4803 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8136 GLAC002-4804 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8136 GLAC002-4805 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8136 GLAC002-4806 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8140 GLAC002-4827 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8140 GLAC002-4826 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8140 GLAC002-4818 REPLACE CONCRETE FOOTING,(WEATHERED AND SPALDING), CORNER PIERS. 48 SF

DM - 
Deferred 
Maintenanc
e

2014

8140 GLAC002-4829 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8140 GLAC002-4833 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8140 GLAC002-4834 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8140 GLAC002-4835 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8140 GLAC002-4836 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8142 GLAC002-4857 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8142 GLAC002-4848 REPLACE CONCRETE FOOTING,(WEATHERED AND SPALDING), CORNER PIERS. 48 SF

DM - 
Deferred 
Maintenanc
e

2014

8142 GLAC002-4856 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8142 GLAC002-4859 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8142 GLAC002-4863 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8142 GLAC002-4864 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8142 GLAC002-4865 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8142 GLAC002-4866 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8146 GLAC002-4887 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8146 GLAC002-4886 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8146 GLAC002-4889 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8146 GLAC002-4893 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8146 GLAC002-4894 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8146 GLAC002-4895 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8146 GLAC002-4896 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8147 GLAC002-4917 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8147 GLAC002-4916 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8147 GLAC002-4923 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8147 GLAC002-4924 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8147 GLAC002-4925 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENACE), 260 SF, INTERIOR WOOD 
FLOOR. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8147 GLAC002-4926 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8148 GLAC002-4948 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8148 GLAC002-4947 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8148 GLAC002-4950 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8148 GLAC002-4954 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8148 GLAC002-4955 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8148 GLAC002-4956 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8148 GLAC002-4957 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8150 GLAC002-5018 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 180 SF LAMINATE 
FLOOR COVERING OVER THE WOOD., INTERIOR FLOOR. 180 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8149 GLAC002-4979 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8149 GLAC002-4978 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8149 GLAC002-4981 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8150 GLAC002-5020 REPLACE WALL MOUNTED LAVATORY WITH FAUCET AND DRAIN, 19'' X 17'',(CHIPPED AND 
PEALING FINISH), WALL MOUNT IN MAIN LIVING AREA. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8152 GLAC002-5041 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8153 GLAC002-5088 REPLACE INCANDESCENT FIXTURE, PENDENT MOUNT, UP TO 150 WATT, 
INTERIOR,(BROKE AT BASE OF FIXTURE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8153 GLAC002-5072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8154 GLAC002-5119 REPLACE INCANDESCENT FIXTURE, PENDENT MOUNT, UP TO 150 WATT, 
INTERIOR,(MISSING LIGHT FIXTURE GLOBE), CEILING MOUNT IN BEDROOM. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8155 GLAC002-5140 REPLACE WOOD EXTERIOR DOOR THRESHOLD,(TOO HIGH IN ADA RESTROOM, NEEDS 
LOWER), 3 LF, ADA RESTROOM. 1 EA

LMCO - 
Legis 
Mandate 
Code

2014
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8156 GLAC002-7326 REPLACE WOOD RAMP,(TREX DECKING POPPED UP IPH), 4 LF ONE BOARD, ON ADA 
SIDEWALK NEXT TO ROOM 41. 4 SF

LMLS - 
Legis 
Mandate 
Life Safety

2014

8156 GLAC002-5196 RESEAL SEAMS IN VINYL FLOOR COVERING,(SEAMS PULLING APART), 5 LF, ROOM 41 
BATHROOM. 5 SF

DM - 
Deferred 
Maintenanc
e

2014

8156 GLAC002-5180
REPLACE CONCRETE BASE AND CAP FOR WOOD COLUMN,(CONCRETE BASES/FOOTINGS 
SPALDING AND SEVERE DETERIORATION),8X8X4, 6 EACH SUPPORT COLUMNS ON EAST 
SIDE OF BUILDING.

32 SF

DM - 
Deferred 
Maintenanc
e

2014

8157 GLAC002-5229 REPLACE EXTERIOR PAINTED SOFFIT BOARD, SINGLE STORY,(WOOD DECAY), 3 SF, WEST 
END NEAR ROOM 22. 3 SF

DM - 
Deferred 
Maintenanc
e

2014

8157 GLAC002-5227
REPLACE BASE AND CAP FOR WOOD COLUMN,(SERIOUS DETERIORATION AND 
SPALDING), 8X8X4 CONCRETE FOOTINGS, EACH CONCRETE BASE FOOTINGS UNDER 
VARIOUS COLUMNS ON BOTH SIDEWALKS. 4 EACH

27 SF

DM - 
Deferred 
Maintenanc
e

2014

8158 GLAC002-5293 REMOVE HEATER COMPONENT ASBESTOS INSULATION,(PART OF HOT WATER STORAGE 
TANK REPLACEMENT), UTILITY ROOM. 150 SF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8158 GLAC002-5271 REPLACE BASE AND CAP FOR WOOD COLUMN,(SEVERE DETERIORATION AND SPALDING), 
6 EA CONCRETE FOOTINGS FOR COLUMNS, VARIOUS AREAS ON BOTH SIDEWALKS. 6 EA. 32 SF

DM - 
Deferred 
Maintenanc
e

2014

8179 GLAC002-5310 CUT AND POINT STONE FOUNDATION WALL,(WEATHERED), NORTH AND WEST 
ELEVATIONS. 100 SF

DM - 
Deferred 
Maintenanc
e

2014

8179 GLAC002-5360 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 170 SF, SECOND 
FLOOR - NORTHWEST BATHROOM. 170 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8179 GLAC002-5359 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(RECURRING 
MAINTENANCE), 100 SF, NORTH STORAGE WING. 100 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8179 GLAC002-5312 REPLACE WOOD COLUMN, ROUND, UP TO 14",(SPLITTING), SOUTHWEST PATIO COLUMN. 16 SF

DM - 
Deferred 
Maintenanc
e

2014
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8179 GLAC002-5385
REMOVE ELECTRICAL COMPONENT UP TO AN ITEM EQUIVALENT TO A 60 AMP SAFETY 
SWITCH,(ABANDONED KNOB AND TUBE WIRING), AT VARIOUS LOCATIONS WITHIN THE 
BUILDING.

4 EA

DM - 
Deferred 
Maintenanc
e

2014

8179 GLAC002-5314 REPLACE 10" VIGA COLUMN OR BEAM,(FAILING AND SPLITTING), SOUTHWEST PATIO 
FRAMING. 40 SF

DM - 
Deferred 
Maintenanc
e

2014

8179 GLAC002-5361 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 50 SF, SECOND 
FLOOR - SOUTH BATHROOMS. 50 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8179 GLAC002-5365 REPLACE CARPET,(BEYOND USEFUL LIFE), 120 SF, SECOND FLOOR - NORTH BALCONY 
ABOVE KITCHEN. 120 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8179 GLAC002-5363 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 588 SF, SECOND FLOOR SOUTH - 
BEDROOMS 5 AND 6. 588 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8179 GLAC002-5364 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 160 SF, SECOND FLOOR - SOUTH 
BALCONY. 160 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8179 GLAC002-5309 REPLACE CONCRETE PIER AND SPREAD FOOTING,(WASHED OUT FOUNDATION), 
NORTHWEST PATIO CORNER. 2 SF

DM - 
Deferred 
Maintenanc
e

2014

8179 GLAC002-5366 REPLACE PAINTED PLYWOOD CEILING,(EXISTING IS WATER DAMAGED FROM LEAKING 
ROOF), 64 SF, NORTH WING WOOD STORAGE ROOM. 64 SF

DM - 
Deferred 
Maintenanc
e

2014

8179 GLAC002-5366 REPLACE PAINTED PLYWOOD CEILING,(EXISTING IS WATER DAMAGED), 32 SF, 
NORTHEAST STORAGE ROOM ADJACENT TO KITCHEN. 32 SF

DM - 
Deferred 
Maintenanc
e

2014

8185 GLAC002-5396 CUT AND POINT EXTERIOR CMU WALL, ENTIRE ELEVATION. SINGLE STORY,(MORTAR 
JOINTS ARE AGED AND FAILING), 448 SF, APPROXIMATELY 50% OF ALL FOUR WALLS. 448 SF

DM - 
Deferred 
Maintenanc
e

2014

8185 GLAC002-5395 CLEAN/SEAL EXPOSED CONCRETE ROOF DECK,(BEYOND SERVICE LIFE), 231 SF, ALL OF 
ROOF. 231 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8185 GLAC002-5397 PREPARE/PAINT EXTERIOR MASONRY/CONCRETE WALLS,(BEYOND SERVICE LIFE), 1056 
SF, ALL EXTERIOR CMU WALLS. 1056 SF

DM - 
Deferred 
Maintenanc
e

2014

8185 GLAC002-5399 REPLACE EXTERIOR DOOR LATCH/LOCKSET, KEYED,(SECURITY BAR ON EXTERIOR IS 
SAFETY HAZARD), 2 EA, DOUBLE ENTRY DOORS. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8185 GLAC002-5402 REPLACE GALVANIZED ROUND DUCT, 10",(AGED AND RUSTING), ON VENTILATION AT THE 
REAR OF THE BUILDING. 10 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8185 GLAC002-5408 REPLACE METAL TRENCH COVER PLATE,(EXISTING COVER IS LOOSE AND UNLOCKED - 
SAFETY HAZARD), 3 SF, ACCESS PORT TO PIT ON WEST EXTERIOR SIDE. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8185 GLAC002-5399 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 
8',(BEYOND SERVICE LIFE), 1 EA, DOUBLE ENTRY DOORS. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8424 GLAC002-5442 REPLACE 100 AMP SERVICE GROUND WIRE, #8 COPPER,(SERVICE NOT ATTACHED TO 
GROUND ROD), AT EXTERIOR OF THE BUILDING. 20 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8424 GLAC002-5430 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 370 SF, BOTH BEDROOMS. 370 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8424 GLAC002-5443 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI ADJACENT TO 
LAVATORIES), IN THE BATHROOMS. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8426 GLAC002-5469 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE), 438 SF, BOTH BEDROOMS. 438 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8426 GLAC002-5476 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(NO ANTI-SIPHON), 
ON EXTERIOR HOSE BIBB. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8426 GLAC002-5483 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI OUTLET 
PROTECTION), AT LAVATORIES IN UNITS A AND B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014
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8427 GLAC002-5501 REPLACE DRY WALL, UP TO 5 SF,(EXISTING IS WATER DAMAGED), 4 SF, SUITE 1, 
BATHROOM ABOVE WC. 4 EA

DM - 
Deferred 
Maintenanc
e

2014

8427 GLAC002-5509 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE), 438 SF, BOTH BEDROOMS. 438 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8427 GLAC002-5516 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(NO ANTI-SIPHON/ 
PROJECTED END OF USEFUL LIFE), AT THE EXTERIOR OF THE BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8427 GLAC002-5523 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI PROTECTION), AT 
LAVATORIES IN UNIT A AND B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8428 GLAC002-5549 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE), 438 SF, BOTH BEDROOMS. 438 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8428 GLAC002-5562 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI PROTECTION), AT 
LAVATORIES IN UNITS A AND B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8430 GLAC002-5600 INSTALL OR REPLACE ADA-COMPLIANT LAVATORY PIPE INSULATION,(NO PIPE 
PROTECTION), AT LAVATORIES THROUGHOT THE BUILDING. 3 EA

LMCO - 
Legis 
Mandate 
Code

2014

8430 GLAC002-5590 INSTALL STEEL PIPE RAILING,(TO COMPLY WITH ADA), 32 LF, BOTH SIDES OF WEST REAR 
RAMP. 32 SF

LMCO - 
Legis 
Mandate 
Code

2014

8430 GLAC002-5584 REPLACE HANDICAP SIGN ON EXTERIOR WALL OR DOOR,(TO COMPLY WITH ADAAG), 2 
EA, ACCESSIBLE REAR DOORS OF SUITES 1 AND 2. 2 EA

LMCO - 
Legis 
Mandate 
Code

2014

8430 GLAC002-5608 REPLACE 100 AMP SERVICE GROUND WIRE, #8 COPPER,(NO GROUND WIRE AT ROD), AT 
EXTERIOR OF THE BUILDING. 20 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8430 GLAC002-5600 REPLACE LAVATORY FAUCET, AND HANDLES TO ACCOMMODATE ADA REQUIREMENT,(NO 
LEVER HANDLES), AT LAVATORIES THROUGHOUT THE BUILDING. 3 EA

LMCO - 
Legis 
Mandate 
Code

2014



Page H-Att 3 46

8431 GLAC002-5645 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 650 SF, ALL INTERIOR CARPET. 650 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8432 GLAC002-5688 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 438 SF, ALL INTERIOR CARPET. 438 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8432 GLAC002-5700 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES IN 
ALL UNIT. 4 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8433 GLAC002-5727 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 250 SF, ALL OF BEDROOM. 250 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8434 GLAC002-5816 REPLACE SHEET VINYL FLOOR COVERING,(TEARS AND HOLES), 88 SY (736 SF), 
EMPLOYEE DINING ROOM. 736 SF

DM - 
Deferred 
Maintenanc
e

2014

8434 GLAC002-5816 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 243 SY ( 2190 SF), 
ALL INTERIOR ROOMS WITH VINYL FLOORING. 2190 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8434 GLAC002-5820 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(RECURRING 
MAINTENANCE), 318  SF, STORAGE ROOM OFF KITCHEN. 318 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8434 GLAC002-5787 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(MISSING OR BROKEN SHINGLES), 
APPROX 30 % 1764 SF, ROOF OVER KITCHEN, EMPLOYEE DINING AND DINING ROOM. 1764 SF

DM - 
Deferred 
Maintenanc
e

2014

8434 GLAC002-5754 CLEAN AND CAULK JOINTS IN CONCRETE FLOOR,(CRACKS IN PATIO), 49 LF, WEST 
ENTRANCE CONCRETE PATIO. 13 SF

DM - 
Deferred 
Maintenanc
e

2014

8434 GLAC002-5771 REPLACE WINDOW SCREEN, FABRIC ONLY,(TEARS AND OR MISSING), 51 SF, ROOMS 314-
315-& 316. 4 EACH 4 EA

DM - 
Deferred 
Maintenanc
e

2014

8434 GLAC002-5800 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), "VARIOUS SIZES", ALL INTERIOR STAINED WOOD DOORS 120 EACH. 120 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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8434 GLAC002-5751 REPAIR STONE FLOOR WITH MORTAR TO FILL CRACKS,(MISSING MORTAR IN STONE 
FLOOR), 5 LF, DIFFERENT AREAS OF LOBBY FLOOR. 5 SF

DM - 
Deferred 
Maintenanc
e

2014

8434 GLAC002-5819 REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",(DAMAGED), 9 SF, KITCHEN NEXT TO 
BACK DOOR TO EMPLOYEE RESTROOMS. 9 SF

DM - 
Deferred 
Maintenanc
e

2014

8434 GLAC002-5815 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 120 SY (1080 SF), ALL INTERIOR 
CARPETED STAIR CASES. 1080 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8434 GLAC002-5834 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI-
SIPHON DEVICE ), EXTERIOR WALL AT VARIOUS LOCATIONS. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

8434 GLAC002-5865 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), EXTERIOR 
WEST SIDE OF BUILDING NEXT TO PLANTER BOX. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8438 GLAC002-5744 CHIP, CLEAN AND EPOXY GROUT CONCRETE FOUNDATION WALL,(CRACKED), NORTH 
ELEVATION. 4 SF

DM - 
Deferred 
Maintenanc
e

2014

8438 GLAC002-6039 REMOVE AND RESET FIXTURES,(WATER CLOSET NOT INSTALLED), IN BATHROOM AREA. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8438 GLAC002-6049 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES 
THROUGHOUT THE BUILDING. 4 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8439 GLAC002-6093 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), ON EXTERIOR OF THE BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8439 GLAC002-6102 REPLACE GROUND ROD, 3/4" X 8',(DAMAGED/ BENT GROUND ROD), AT EXTERIOR OF THE 
BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8439 GLAC002-6103 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES IN 
THE BATHROOM AREAS. 6 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014
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8439 GLAC002-6105
REPLACE INCANDESCENT FIXTURE, EXTERIOR, UP TO 100 WATT, SURFACE,(DAMAGED/ 
DISABLED DUAL SOCKET FLOOR LIGHT), AT EVE OF ROOF ON THE EXTERIOR OF THE 
BUILDING.

1 EA

DM - 
Deferred 
Maintenanc
e

2014

8441 GLAC002-6136 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 29 SY (265 SF), 
ALL INTERIOR VINYL FLOORING. 265 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8441 GLAC002-6137 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(RECURRING 
MAINTENANCE), 76 SF, INTERIOR DISPENSARY ROOM. 76 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8441 GLAC002-6143 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING), 
EXTERIOR WEST SIDE OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8441 GLAC002-6152 REPLACE LOW VOLTAGE WIRING FOR CONTROLS,(AGED), COMMUNICATIONS CABLE, 
INTERIOR WALL AREA. 159 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8441 GLAC002-6157 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI RECEPTICLE), 
EXTERIOR WALL OUTLET WITH RAIN PROOF COVER PLATE. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8445 GLAC002-6253 REPLACE SHEET VINYL FLOOR COVERING,(AGED AND WORN BEYOND USEFUL LIFE), 120 
SF, ALL 3 BATHROOMS. 120 SF

DM - 
Deferred 
Maintenanc
e

2014

8445 GLAC002-6250 REPLACE 12" X 12" VINYL FLOOR TILE,(AGED AND WORN BEYOND USEFUL LIFE), 200 SF, 
SOUTH SUITE KITCHEN. 200 SF

DM - 
Deferred 
Maintenanc
e

2014

8445 GLAC002-6252 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(AGED AND 
WORN BEYOND USEFUL LIFE), 100 SF, SOUTH SUITE, FIRST FLOOR WH ROOM. 100 SF

DM - 
Deferred 
Maintenanc
e

2014

8445 GLAC002-6263 REMOVE PIPING, FITTINGS, VALVES, INSULATION AND HANGERS UP TO 4'',(OPEN WATER 
LINES/ CONNECTIONS), UNDERFLOOR AT PERIMETER OF THE BUILDING. 15 EA

DM - 
Deferred 
Maintenanc
e

2014

8445 GLAC002-6264 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), ON EXTERIOR OF THE BUILDING. 2 EA

DM - 
Deferred 
Maintenanc
e

2014
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8445 GLAC002-6275 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT KITCHEN SINK 
AND LAVATORIES IN THE BATHROOMS. 3 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8445 GLAC002-6252 REPLACE QUARRY TILE, UP TO 20 SF,(WOOD STOVE REQUIRES FIRE RESISTANT 
SURROUND), 20 SF, LIVING ROOM IN FRONT OF FIREPLACE. 20 SF

LMFS - 
Legis 
Mandate 
Fire/Structur
e

2014

8445 GLAC002-6284 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(DAMAGED/ MISSING), 
THROUGHOUT THE BUILDING. 8 EA

DM - 
Deferred 
Maintenanc
e

2014

8446 GLAC002-6307 REPLACE SHEET VINYL FLOOR COVERING,(AGE, WEAR AND DAMAGE), 77 SY (688 SF), 
INTERIOR FLOOR. 688 SF

DM - 
Deferred 
Maintenanc
e

2014

8446 GLAC002-6291 REPLACE PAINTED BEVEL OR CLAPBOARD SIDING, SINGLE STORY,(CRACKED), SIDING 
CRACKED AT NAIL ATTACHMENT IN VARIOUS LOCATIONS. 10 SF

DM - 
Deferred 
Maintenanc
e

2014

8447 GLAC002-6346 REPLACE WOOD STAIR RAILING, SINGLE RAIL AND POSTS,(MISSING), 10 LF, STAGE 
STAIRS TO LEFT OF STAGE. 3 SF

DM - 
Deferred 
Maintenanc
e

2014

8447 GLAC002-6355 SAND AND REFINISH HARDWOOD FLOOR,(CHIPPING AND SPLINTERING FLOORS), 2952 SF, 
DANCE FLOOR AND STAGE. 2952 SF

DM - 
Deferred 
Maintenanc
e

2014

8447 GLAC002-6324 CLEAN/SEAL CRACKS IN EXTERIOR CONCRETE WALL, SINGLE STORY,(CRACKING IN 
CONCRETE FOOTING), 30 LF, WEST WALL. 8 SF

DM - 
Deferred 
Maintenanc
e

2014

8447 GLAC002-6330

REPLACE CHINKING ON LOG CABIN, MULTIPLE STORY,REPLACING CHINKING ON SOFFIT 
AT ROOF BETWEEN ROOF RAFTERS, AND REPAIR BOARDS THAT ARE POPPING 
OUT.(MISSING AND LARGE GAPS BETWEEN 2X10 SOFFIT BOARDS), APPROX 200 LF, 
VARIOUS LOCATIONS ON AUDITORIUM EXTERIOR WALLS. ROOF LEVEL SOFFIT.

200 SF

DM - 
Deferred 
Maintenanc
e

2014

8447 GLAC002-6360
REPLACE 1/2" THICK CLOSED CELL FOAM RUBBER PIPE INSULATION, UP TO 1-1/4" 
PIPE,(CRACKED AND MISSING), EXTERIOR COPPER PIPE LOCATED ON GROUND AT 
SOUTH WEST CORNER OF AUDITORIUM. 15 LF

1 EA

DM - 
Deferred 
Maintenanc
e

2014

8447 GLAC002-6362 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",( MISSING ANTI-
SIPHON DEVICE), EXTERIOR SOUTH WEST CORNER OF AUDITORIUM. 1 EA

DM - 
Deferred 
Maintenanc
e

2014
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8447 GLAC002-6375 REPLACE LIGHTING FIXTURE LENS, 1' X 4' FLUORESCENT,(CRACKED), CHAIN HUNG IN 
STAGE AREA OF AUDITORIUM AND SURFACE MOUNTED IN REC. HALL AREA. 5 EA

DM - 
Deferred 
Maintenanc
e

2014

8450 GLAC002-6381 CLEAN AND SEAL CRACKS IN CONCRETE FOUNDATION WALL,(CRACKED), NORTH AND 
WEST ELEVATIONS. 6 SF

DM - 
Deferred 
Maintenanc
e

2014

8450 GLAC002-6406 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1230 SF, ALL BEDROOMS AND 
HALLWAY. 1230 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8450 GLAC002-6412 REPLACE 3/4" THICK CLOSED CELL FOAM RUBBER PIPE INSULATION, UP TO 1-1/2" 
PIPE,(DAMAGED/ MISSING INSULATION), ON HOT WATER SUPPLY PIPING. 20 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8450 GLAC002-6413 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(NO ANTI-SIPHON), 
ON EXTERIOR OF THE BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8450 GLAC002-6419 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES 
THROUGHOUT THE BUILDING. 6 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

8456 GLAC002-6446 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(MISSING ANTI 
SIPHON DEVICE), NEXT TO RESTROOM DOOR ON WEST SIDE OF BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

8459 150
REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(PROJECTED 
END OF USEFUL LIFE), 784 SF, HALLWAY BEHIND KITCHEN, STORAGE ROOM AND BACK 
OFFICE.

784 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8459 113 REPLACE EXTERIOR WOOD FASCIA BOARD. SINGLE STORY,(WOOD DECAY,)8'x15",EAST 
WALL BEHIND THE TOOL SHED. 80 SF

DM - 
Deferred 
Maintenanc
e

2014

8459 104
REPAIR AND RECONNECT LUMBER RAFTER TAIL, 3"X10",RAFTER TAIL HAS WOOD DECAY 
AND HAS BROKEN LOOSE FROM UNDERSIDE OF PORCH CEILING ON WEST WALL. REPAIR 
AND OR REPLACE. 5 LF. (1 EA)

5 SF

DM - 
Deferred 
Maintenanc
e

2014

8459 149 REPLACE CARPET,(AGE, WEAR, PROJECTED END OF USEFUL LIFE), 191 SY, DINING 
ROOM. 1716 SF

RMDM - RM 
Defer 
Maintenanc
e

2014
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8459 101 REPLACE CONCRETE PATIO, UNDER 8 SF,(ANIMAL  BURROWING HAS BROKEN DOWN 
SIDEWALK/PATIO), 6 SF, NORTH END OF FRONT WALK AT ENTRANCE 6 SF

DM - 
Deferred 
Maintenanc
e

2014

8459 154 REFINISH WOOD CEILING,(RECURRING MAINTENANCE), 3245, ALL WOOD STAINED 
CEILING THROUGH OUT. 3245 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

8459 153 REPAIR AND REFINISH WOOD CEILING,HOLES AND WOOD DECAY DUE TO WATER LEAK, 
REPAIR AND REFINISH DAMAGEGED CEILING IN DINING ROOM. 25 SF. 25 SF

DM - 
Deferred 
Maintenanc
e

2014

8459 161
REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON DEVICE ON HOSE 
BIB.,(MISSING ANTI-SIPHON DEVICE), EXTERIOR NORTH, SOUTH, EAST AND WEST WALLS. 
AT BASE OF BUILDING

5 EA

DM - 
Deferred 
Maintenanc
e

2014

8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

8459 185
REPLACE SURFACE MOUNTED COMPACT FLUORESCENT LAMP FIXTURE,(AGED AND 
DETERIORATED), WALL MOUNTED INSIDE JANITORIAL UTILITY ROOM ON EAST SIDE OF 
BUILDING.

1 EA

DM - 
Deferred 
Maintenanc
e

2014

8459 181
REPLACE INCANDESCENT FIXTURE, PENDENT MOUNT, UP TO 150 WATT, 
INTERIOR,(MISSING 12" ROUND GLOBE LENS), STORAGE ROOM AND HALLWAY AT SOUTH 
WEST CORNER OF BUILDING.

2 EA

DM - 
Deferred 
Maintenanc
e

2014

9620 GLAC002-6491 REPLACE DUPLEX RECEPTACLE PLATE, INTERIOR,(MISSING COVER PLATES), AT OUTLET 
AND CEILING JUNCTION BOX. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

9621 GLAC002-6524 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 440 SF, ALL 4 BEDROOMS. 440 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

9621 GLAC002-6537 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES 
THROUGHOUT THE BUILDING. 4 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014
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9622 GLAC002-6565 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 370 SF, BEDROOMS. 370 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

9622 GLAC002-6578 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES 
THROUGHOUT THE BUILDING. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

9623 GLAC002-6583 CUT AND POINT CMU FOUNDATION WALL,(CHIPPED), ENTIRE PERIMETER. 100 SF

DM - 
Deferred 
Maintenanc
e

2014

9623 GLAC002-6593 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 20 LF, VARIOUS 
WINDOWS, AS NEEDED. 10 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

9623 GLAC002-6614 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(NO ANTI-SIPHON), 
ON HOSE BIBBS AROUND PERIMETER OF BUILDING. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

9624 GLAC002-6630 CUT AND POINT CMU FOUNDATION WALL,(CHIPPED), ENTIRE PERIMETER. 100 SF

DM - 
Deferred 
Maintenanc
e

2014

9624 GLAC002-6640 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 20 LF, VARIOUS 
WINDOWS, AS NEEDED. 10 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

9625 GLAC002-6682 PATCH AND SEAL HOLES IN EXTERIOR WOOD SIDING,(OPEN HOLES WHERE WOOD 
KNOTS FELL OUT OF SIDING), 5 EA, EAST WALL. 5 SF

DM - 
Deferred 
Maintenanc
e

2014

9625 GLAC002-6682 PREPARE/PAINT EXTERIOR WOOD SIDING,(NEW PAINT IS BLISTERED), 100 SF, NORTH 
WALL. 100 SF

DM - 
Deferred 
Maintenanc
e

2014

9626 GLAC002-6727 PREPARE/PAINT EXTERIOR WOOD SIDING,(NEW PAINT IS BLISTERED), 100 SF, NORTH 
WALL. 100 SF

DM - 
Deferred 
Maintenanc
e

2014

38006 GLAC002-6773 REPLACE 12" X 18" REFLECTIVE ALUMINUM NO PARKING SIGNS, SIGN ONLY,(CAN'T READ), 
1 EA, BEHIND BUILDING. 1 EA

DM - 
Deferred 
Maintenanc
e

2014
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84682 GLAC002-6813 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1400 SF, ALL INTERIOR 
CARPETING. 1400 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

84682 GLAC002-6829 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), ON EXTERIOR 
OUTLET. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

84682 GLAC002-6830
REPLACE SQUARE JUNCTION BOX UP TO 15' ABOVE FINISHED GRADE, UP TO 4" 
SQUARE,(MISSING JUNCTION BOX COVER), AT UNDERFLOOR LOCATIONS AND WITHIN 
THE BUILDING. 6 LF

1 EA

DM - 
Deferred 
Maintenanc
e

2014

84683 GLAC002-6864 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 560 SF, ALL 3 BEDROOMS. 560 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

84683 GLAC002-6867 REMOVE AND RESET FIXTURES,(WATER CLOSET NOT INSTALLED), IN BATHROOM AREA. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

84683 GLAC002-6877 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES 
THROUGHOUT THE BUILDING. 4 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

90665 GLAC002-6905 REPLACE SHEET VINYL FLOOR COVERING,(WEAR AND AGE), 13 SY (116 SF), OFFICE. 116 SF

DM - 
Deferred 
Maintenanc
e

2014

90665 GLAC002-6898 REPLACE ALUMINUM BOX GUTTERS,(MISSING), 28 LF, SOUTH WALL. 28 SF

DM - 
Deferred 
Maintenanc
e

2014

90665 GLAC002-6899 REPLACE ALUMINUM DOWNSPOUT,(MISSING), 9 LF, SOUTH WALL. 9 SF

DM - 
Deferred 
Maintenanc
e

2014

90665 GLAC002-6906 PREPARE AND APPLY CLEAR SILICONE SEALER ON CONCRETE FLOORS,(RECURRING 
MAINTENANCE), 670 SF, MAINTENANCE SHOP. 670 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

90665 GLAC002-6904 REPLACE CARPET,(HOLE AND WEAR), 12 SY (104 SF), TOOL ROOM. 104 SF

DM - 
Deferred 
Maintenanc
e

2014



Page H-Att 3 54

90674 GLAC002-6928 REPLACE EXTERIOR WOOD FASCIA BOARD. SINGLE STORY,(WOOD DECAY AND AGE), 48 
SF, EXTERIOR WALLS. 48 SF

DM - 
Deferred 
Maintenanc
e

2014

90674 GLAC002-6933 REPLACE ALUMINUM RIDGE CAPS,(DAMAGED AND AGE), 16 LF, ROOF. 16 SF

DM - 
Deferred 
Maintenanc
e

2014

93601 GLAC002-6952 CHIP/CLEAN/PATCH/ CONCRETE FLOOR,(HOLES IN CONCRETE), 144 SF, INTERIOR 
CONCRETE FLOOR. 144 SF

DM - 
Deferred 
Maintenanc
e

2014

93601 GLAC002-6952 PREPARE AND APPLY CLEAR SILICONE SEALER ON CONCRETE FLOORS TO INCLUDE 
RAMP,(RECURRING MAINTENANCE), 144 SF, INTERIOR CONCRETE FLOOR. 144 SF

RMDM - RM 
Defer 
Maintenanc
e

2014

94885 GLAC002-6995 REPLACE PAINTED EXTERIOR WALL METAL TRIM/FLASHING, SINGLE STORY,(DAMAGED), 9 
LF, NORTH WEST CORNER FOR BUILDING. 9 SF

DM - 
Deferred 
Maintenanc
e

2014

94885 GLAC002-6995 REPLACE PAINTED INDUSTRIAL ALUMINUM SIDING, SINGLE STORY,(DAMAGED), 72 SF, 
NORTH AND SOUTH WALLS. 72 SF

DM - 
Deferred 
Maintenanc
e

2014

103592 GLAC002-7018 INSTALL ADA ACESSIBLE PARKING SPACE WITH SIGNS AND MARKINGS,(CURRENT ADA 
SPOT IS GRAVEL), 1, BUILDING 8430. 1 SF

DM - 
Deferred 
Maintenanc
e

2014

103592 GLAC002-7019 INSTALL CONCRETE SIDEWALK TO COMPLY WITH ADA REQUIREMENTS,(ADA ROUTE IS 
NEEDED), 120 SF, BUILDING 8430. 120 SF

LMCO - 
Legis 
Mandate 
Code

2014

103833 GLAC002-7027 PATCH ASPHALT PAVEMENT OVER TRENCHING/POTHOLE, 2'' THICK,(POTHOLES), 30 SY, 
THROUGHOUT ROAD. 4 SF

DM - 
Deferred 
Maintenanc
e

2014

103833 GLAC002-7027 PATCH ASPHALT PAVEMENT OVER TRENCHING/POTHOLE, 4'' THICK,(POTHOLES), 2 SY, 
THROUGHOUT ROAD. 2 SF

DM - 
Deferred 
Maintenanc
e

2014

103833 GLAC002-7029 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,(PROJECTED OF SERVICE LIFE), 1 
EA, AT RD JUNCTION. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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103833 GLAC002-7030 REPLACE PAVEMENT WORDS PER LETTER, 3' TO 6' TALL,(PROJECTED END OF SERVICE 
LIFE), 4 LETTERS 4' TALL, IN ROAD. 4 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

103836 GLAC002-7034 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,(END OF SERVICE LIFE), 1 EA, AT 
INTERSECTION. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

103877 GLAC002-7044 REPLACE LANDSCAPING TIMBERS, 8" X 8",(DETERIORATED WOOD), 10 LF, PARKING 
STOPS. 10 LF

DM - 
Deferred 
Maintenanc
e

2014

103878 GLAC002-7045 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(DETERIORATING 
SURFACE, END OF SERVICE LIFE), 3364 SF, ENTIRE ROAD. 3364 SF

DM - 
Deferred 
Maintenanc
e

2014

103881 GLAC002-7051
INSTALL CONCRETE SIDEWALK TO COMPLY WITH ADA REQUIREMENTS,(CURRENT 
SIDEWALK NOT UP TO ADA STANDARDS), 109 SF, FROM PARKING LOT 103881 TO 
BUILDING 7970.

109 SF

DM - 
Deferred 
Maintenanc
e

2014

103881 GLAC002-7051
REPLACE CONCRETE CURB RAMP IN EXISTING SIDEWALK TO ACCOMMODATE ADA 
REQUIREMENTS,(CURRENT RAMP NOT UP TO ADA STANDARDS), 1 EA, AT BUILDING 7970. 
200 SF

1 SF

DM - 
Deferred 
Maintenanc
e

2014

103881 GLAC002-7053 CUT BACK TREE LIMBS OR SHRUBS, HAND TOOLS ONLY,(TREE COVERING SIGN), 1 EA, 
PARKING LOT. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

103899 GLAC002-7330 CUT BACK TREE LIMBS OR SHRUBS, HAND TOOLS ONLY,(TREE LIMPS AROUND 
OVERHEAD LIGHT), 1 EA, AROUND OVERHEAD LIGHT. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

103900 GLAC002-7057 PATCH ASPHALT PAVEMENT OVER TRENCHING/POTHOLE, 2'' THICK,(POTHOLES), 5 SY, 
THROUGHOUT PARKING LOT. 45 SF

DM - 
Deferred 
Maintenanc
e

2014

103900 GLAC002-7059 PREPARE/PAINT HANDICAPPED PAVEMENT MARKING AND SYMBOL TO ACCOMMODATE 
ADA REQUIREMENTS,(END OF SERVICE LIFE), 1 EA, PARKING AREA. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

103900 GLAC002-7058 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR YELLOW,(END 
OF SURFACE LIFE), 178 LF, ENTRANCE TO CABIN. 1 EA

RMDM - RM 
Defer 
Maintenanc
e

2014
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103902 GLAC002-7067 PATCH ASPHALT PAVEMENT OVER TRENCHING/POTHOLE, 2'' THICK,(POTHOLES), 24 SY, 
THROUGHOUT PARKING LOT. 288 LF

DM - 
Deferred 
Maintenanc
e

2014

103901 GLAC002-7064 PREPARE/PAINT HANDICAPPED PARKING STALL PAVEMENT MARKINGS AND SYMBOL TO 
ACCOMMODATE ADA REQUIREMENTS,(END OF SERVICE LIFE), 3 EA, PARKING AREA. 3 EA

RMDM - RM 
Defer 
Maintenanc
e

2014

225882 GLAC002-7168 REPLACE SERVICE CABLE, UP TO 4/0 ALUMINUM,(EXPOSED), FROM A REMOTE SOURCE. 
50 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7191 CHIP/CLEAN/EPOXY GROUT CONCRETE SITE WALL, NO PAINTING,(ADD GROUT BETWEEN 
WALL AND PAVEMENT), 40 SF, FRONT OF LODGE. 40 SF

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7217
INSTALL STEEL RAIL EXTENSIONS ON ONE SIDE OF RAILING AT FOOT OR HEAD OF 
STAIRS OR RAMP,(RAIL SHOULD BE EXTENDED FOR ADA), 36 LF, RAMP BEHIND LAKE 
MCDONALD LODGE.

36 LF

LMCO - 
Legis 
Mandate 
Code

2014

228002 GLAC002-7186 SECURE FASTENER ON SITE ELECTRICAL LIGHTING AND POWER COMPONENT, UP TO 12' 
ABOVE GRADE,(EXPOSED WIRING), JAMMER JOES WALKWAY TO LODGE. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7180 SECURE FASTENERS,(REATTACH SIGN TO POST), 1 EA, BUILDING #9. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7173 REPLACE ENGRAVED WOOD SIGN AND POST,  OVER 6 UP TO 16 SF,(DETERIORATED), 48" 
X 84", JAMMER JOES. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7186 REPLACE FASTENER ON SITE ELECTRICAL LIGHTING AND POWER 
COMPONENT,(EXPOSED WIRING), LIGHTING AREA BY CABIN 14. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7209 REPLACE LANDSCAPE TIMBERS, 4'' X 6'',(DETERIORATED), JAMMER JOES. 48 SF

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7209 REPLACE LANDSCAPING TIMBERS, 8" X 8",(DETERIORATED), , IN FRONT OF JAMMER JOES. 118 SF

DM - 
Deferred 
Maintenanc
e

2014
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228002 GLAC002-7186 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(LIGHTS NOT 
WORKING), RAMP WALKWAY  TO LAKE VIEWING AREA. 10 EA

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7210 REPLACE COVER FOR UTILITY BOX UP TO 2 SF,(WOOD DETERIORATED COVER) 7 EA, 
THROUGHOUT SITE. 7 EA

DM - 
Deferred 
Maintenanc
e

2014

228002 GLAC002-7202 CLEAN OUT CULVERT, UP TO 24",(FILLED WITH SOIL AND DEBRIS), 400 LF, THROUGHOUT 
SITE. 7 EA

DM - 
Deferred 
Maintenanc
e

2014

228056 GLAC002-7218 REPLACE ASPHALT PATIO,(DETERIORATED), AREA BETWEEN VILLAGE MOTEL AND BOAT 
CONCESSION. 286 SF

DM - 
Deferred 
Maintenanc
e

2014

228058 GLAC002-7228 REPLACE WOOD TRAFFIC CONTROL BOLLARDS,(AGED AND DETERIORATION), 22 EA, 
THOUGHOUT SITE. 66 EA

DM - 
Deferred 
Maintenanc
e

2014

228058 GLAC002-7229 PREPARE/PAINT ATHLETIC COURT MARKINGS,(WEATHERED DETERIORATING PAINT), 183 
LF, BASKETBALL COURT ON PARKING LOT. 1 SF

DM - 
Deferred 
Maintenanc
e

2014

228058 GLAC002-7236 REPLACE INCANDESCENT FIXTURE, SURFACE MOUNTED, UP TO 150 WATT, 
INTERIOR,(DAMAGED), 2 EA, TELEPHONE BOOTH. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

228058 GLAC002-7235
REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(LIGHT POLE 
MISSING AND WIRE STICKING UP OUT OF GROUND), 1 EA, BETWEEN BUILDING 7972 AND 
TELEPHONE BOOTH.

1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2014

228058 GLAC002-7232 REPLACE LANDSCAPE EDGING/CURB,(DETERIORATED CONCRETE), AREA BETWEEN 
VILLAGE MOTEL AND BOAT CONCESSION. 358 LF 1 EA

DM - 
Deferred 
Maintenanc
e

2014

228058 GLAC002-7230 REPLACE BASKETBALL GOAL,(AGED AND DETERIORATION), 1, PARKING LOT. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

228059 GLAC002-7243 REPLACE CONCRETE CURB RAMP AT EXISTING SIDEWALK/CURB TO ACCOMMODATE ADA 
REQUIREMENTS,CONCRETE ADA RAMP, LOCATED IN BACK OF LODGE 20 SF. 20 SF

DM - 
Deferred 
Maintenanc
e

2014
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228062 GLAC002-7255 REPLACE INCANDESCENT FIXTURE,  RECESSED, UP TO 150 WATT, INTERIOR,(DAMAGED), 
6 EA, INSIDE PHONE BOOTH. 6 EA

DM - 
Deferred 
Maintenanc
e

2014

228276 GLAC002-7281 PREPARE/PAINT HANDICAPPED PAVEMENT MARKING AND SYMBOL TO ACCOMMODATE 
ADA REQUIREMENTS,(DETERIORATING PAINT) 2 EA, ADA PARKING SPOTS. 2 EA

DM - 
Deferred 
Maintenanc
e

2014

228276 GLAC002-7279 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR 
YELLOW,(DETERIORATING PAINT), 127 LF, THROUGHOUT PARKING LOT. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

231812 GLAC002-7288 CUT AND POINT PAINTED EXTERIOR CMU WALLS, ENTIRE ELEVATION,(CHIPPED AND 
MISSING MORTAR), ALL ELEVATIONS. 336 SF

DM - 
Deferred 
Maintenanc
e

2014

231812 GLAC002-7292 REPLACE ROLLED ROOFING, UNDER 300 SF,(DAMAGED), 110 SF, ROOF. 110 SF

DM - 
Deferred 
Maintenanc
e

2014

231852 GLAC002-7297 REPLACE GRAVEL BY HAND, UNDER 5,000 SF, UP TO 6" THICK,(POTHOLES), 16 SF, 
THROUGHOUT  PARKING AREA. 16 SF

DM - 
Deferred 
Maintenanc
e

2014

232169 GLAC002-7325 REPLACE JUNCTION BOX COVER UP TO 4 SF,(MISSING), INTERIOR 24X24 JUNCTION BOXE. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

232169 GLAC002-7326 REPLACE JUNCTION BOX COVER UP TO 4 SF,(MISSING), INTERIOR WIREWAY. 1 EA

DM - 
Deferred 
Maintenanc
e

2014

232169 GLAC002-7328 REPLACE SEALTITE CONDUIT CONNECTOR UP TO 1",(MISSING), EXTERIOR SEALTITE 
FROM 4X4 JUNCTION BOX NEXT TO STAIRS ON SIDE OF BUILDING. 3 EA

DM - 
Deferred 
Maintenanc
e

2014

7600 GLAC002-2022 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(EXISTING PAINT IS AGED AND WEATHERED), 53 EA, ALL EXTERIOR DOORS. 53 EA

RM - 
Recurring 
Maintenanc
e

2014

7912 GLAC002-2175 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(REQUIRED PAINTING OF NEW DOOR), 1 EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2014
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7924 GLAC002-2476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(EXISTING DOORS ARE AGED & WEATHERED), 7 EA, ALL EXTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2014

7970 GLAC002-2670 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(AGE, WEAR 
AND DETERIORATION), 358 SF 8X8 VINYL TILE, STORAGE  ROOM. 358 SF

RM - 
Recurring 
Maintenanc
e

2014

7971 GLAC002-2717 REPLACE VINYL ASBESTOS FLOOR TILES WITH 12" X 12" VINYL FLOOR TILES,(AGE, WEAR 
AND DETERIORATION), 358 SF, STORAGE ROOM. 358 SF

RM - 
Recurring 
Maintenanc
e

2014

7972 GLAC002-2762 PREPARE AND REFINISH  BOTH SIDES OF EXTERIOR WOOD DOOR,  UP TO 3' X 7',(AGE 
AND WEAR), 44"x84" INTERIOR SIDES ONLY, WEST WALL STORE ROOM DOOR,. 1 EA

RM - 
Recurring 
Maintenanc
e

2014

8106 GLAC002-3986 ALIGN/ADJUST DOOR,(DOOR DRAGS ON CARPET CAUSING UNDUE WEAR TO FLOOR 
COVERING), 36"x79" I EA, EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2014

8126 GLAC002-4496 REFURBISH OR REPLACE EXTERIOR WOOD DOOR FRAME, 4' X 8' OPENING,(WOOD 
DECAY), 4X8, EXTERIOR DOOR FRAME. 1 EA

RM - 
Recurring 
Maintenanc
e

2014

8127 GLAC002-4526 REFURBISH OR REPLACE EXTERIOR WOOD DOOR FRAME, 4' X 8' OPENING,(WOOD 
DECAY), 4X8, EXTERIOR DOOR FRAME. 1 EA

RM - 
Recurring 
Maintenanc
e

2014

8128 GLAC002-4559 REFURBISH OR REPLACE EXTERIOR WOOD DOOR FRAME, 4' X 8' OPENING,(WOOD 
DECAY), 4X8, EXTERIOR DOOR FRAME. 1 EA

RM - 
Recurring 
Maintenanc
e

2014

8459 120 REPLACE FLUSH WOOD DOUBLE DOORS WITH FRAME AND HARDWARE, OPENING OVER 
6' X 7' UP TO 8' X 8',(WOOD DECAY,  AND AGE). KITCHEN ENTRANCE. 1 EA

RM - 
Recurring 
Maintenanc
e

2014

90674 GLAC002-6932 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(CHIPPING, PEELING EXPOSING BARE WOOD), 74"x86", MAIN ENTRANCE DOORS. 1 EA

RM - 
Recurring 
Maintenanc
e

2014

232169 GLAC002-7319 SECURE AN ITEM OF DOOR HARDWARE,(DOOR HINGES ARE LOOSE), 2 EA, ENTRANCE 
DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2014
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7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2014

7601 GLAC002-2110 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2014

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2014

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2014

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2014

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2014

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2014

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2014

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2014

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2014

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2014
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7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2014

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2014

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2014

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2014

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2014

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2014

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2014

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2014

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2014

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2014
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7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2014

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014
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7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2014

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2014

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2014

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014
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8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014
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8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014
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8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2014



Page H-Att 3 67

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2014

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2014

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2014

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2014

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2014

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2014

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2014

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2014

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2014
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8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2014

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2014

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2014

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2014

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2014

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2014

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2014

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2014

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2014

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2014
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8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2014

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2014

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2014

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2014

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2014

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2014

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2014

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2014

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2014

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2014

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2014
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9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2014

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2014

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2014

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2014

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2014

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2014

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2014

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2014

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2014

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2014
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93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2014

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2014

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2014

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2014

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2014

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2014

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2014

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2014

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2014

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014
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7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2014

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2014

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2014
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8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2014

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2014

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2014
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8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2014

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014
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8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014
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84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2014

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2014

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014
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7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2014

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2014

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014
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8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2014

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014
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8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2014

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2014

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2014

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2014
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84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2014

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2014

7921 GLAC002-2320 REPLACE ENAMEL STEEL SHOWER WITH STONE RECEPTOR, 32" X 32",(VISIBLE RUST ), 
WOMEN'S EMPLOYEE ONLY RESTROOM. 1 EA

CR - 
Component 
Renewal

2015

7600 GLAC002-2062 REPLACE IN-LINE CENTRIFUGAL PUMP, UP TO 1/3 HP,(PROJECTED END OF USEFUL LIFE), 
WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

7600 GLAC002-2075 REPLACE RECEPTACLE 20/30 AMP, 240 VOLTS,(PROJECTED END OF USEFUL LIFE), 
APPLIANCE OUTLETS, THROUGHOUT THE BUILDING. 24 EA

CR - 
Component 
Renewal

2015

7603 GLAC002-2162 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT ROOF OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

7603 GLAC002-2163 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 3 EA

CR - 
Component 
Renewal

2015

7603 GLAC002-2164 REPLACE RECEPTACLE 20/30 AMP, 240 VOLTS,(PROJECTED END OF USEFUL LIFE), WITHIN 
THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

7912 GLAC002-2176 REPLACE UNINSULATED BUILT-UP ROOF, UP TO 4-PLY,(ROOF IS AGED BEYOND REPAIR), 
64 SF, ALL OF ROOF. 64 SF

CR - 
Component 
Renewal

2015

7912 GLAC002-2183 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

7912 GLAC002-2182 REPLACE RECEPTACLE, DUPLEX, UNGROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 3 EA

CR - 
Component 
Renewal

2015

7914 GLAC002-2193 REPLACE HORIZONTAL WOOD SIDING, TONGUE AND GROOVE BOARDS, 1" X 4" 
FIR,(WATER DAMAGED), ROOF DIAPHRAGM BOARDS. 1800 SF

CR - 
Component 
Renewal

2015

7914 GLAC002-2190 REPLACE BEVEL OR CLAPBOARD SIDING, UNPAINTED,(BOARDS ARE SPLIT AND BROKEN), 
2200 SF, ALL EXTERIOR WALLS. 2200 SF

CR - 
Component 
Renewal

2015

7914 GLAC002-2192

REPLACE EXTERIOR WALL FRAMING ASSEMBLY BY LINEAR FOOT OF WALL, 2" X 6" 
STUDS,(LEANING),  HORIZONTAL DISPLACEMENT HAS DAMAGED STRUCTURAL FRAMING 
AND CAUSED BUILDING TO LEAN. DEMO WALLS TO REPLACE BRACING AND SQUARE UP 
FRAME.

800 SF
CR - 
Component 
Renewal

2015
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7921 GLAC002-2253

REPLACE SOLID CORE WOOD VENEER INTERIOR DOOR AND HARDWARE, OVER 3' X 7' UP 
TO 3' X 9',REPLACE WITH LIKE MATERIAL. (PROJECTED END OF USEFUL LIFE), 37"X80" 
PLYWOOD BARN DOOR STYLE SWING DOOR, HALLWAY BETWEEN SWISS LOUNGE AND 
ROOMS 156-162.

1 EA
CR - 
Component 
Renewal

2015

7921 GLAC002-2371 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
UTILITY ROOM NEXT TO ST. MORITZ ROOM ON LOWER LEVEL OF BUILDING. 1 EA

CR - 
Component 
Renewal

2015

7921 GLAC002-2206
REPLACE CEMENTITIOUS HARDBOARD EXTERIOR PANELS, MULTIPLE STORY,(MISSING 
AND DAMAGED), APPROX 1500 SF, VARIOUS AREAS OF EXTERIOR WALL. DIAMOND SHAPE 
INTERLOCKING CEMENT BOARD PANEL SIDING.

1500 SF
CR - 
Component 
Renewal

2015

7921 GLAC002-2329 REPLACE COMMERCIAL WATER HEATER, ELECTRIC, 150 TO 200 GALLONS,(PROJECTED 
END OF USEFUL LIFE), LOWER LEVEL UTILITY ROOM 9A. 1 EA

CR - 
Component 
Renewal

2015

7923 GLAC002-2443 REPLACE ELECTRIC UNIT HEATER, FAN DRIVEN, UP TO 10 KW,(PROJECTED END OF 
USEFUL LIFE), IN THE BATHROOM AREA. 1 EA

CR - 
Component 
Renewal

2015

7923 GLAC002-2451 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 6 EA

CR - 
Component 
Renewal

2015

7923 GLAC002-2462 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE 
BUILDING. 8 EA

CR - 
Component 
Renewal

2015

7923 GLAC002-2453 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 290 EA

CR - 
Component 
Renewal

2015

7924 GLAC002-2521 REPLACE RESIDENTIAL BATHROOM EXHAUST FAN,(INOPERABLE/ MISSING COVER), INTHE 
BATHROOM AREAS. 3 EA

CR - 
Component 
Renewal

2015

7924 GLAC002-2540 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE 
BUILDING. 4 EA

CR - 
Component 
Renewal

2015

7928 GLAC002-2596 REPLACE EMT CONDUIT AND CABLE, #10, 30 AMP,(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2015

7928 GLAC002-2584 REPLACE HOSE BIB, UP TO 3/4",(PROJECTED END OF USEFUL LIFE), INTERIOR 
APPLICATION AT APPLIANCES. 4 EA

CR - 
Component 
Renewal

2015

7928 GLAC002-2594 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 20 EA

CR - 
Component 
Renewal

2015

7928 GLAC002-2595 REPLACE RECEPTACLE 20/30 AMP, 240 VOLTS,(PROJECTED END OF USEFUL LIFE), AT 
APPLIANCE. 6 EA

CR - 
Component 
Renewal

2015

7930 GLAC002-2640 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015
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7930 GLAC002-2641 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

7971 GLAC002-2742 REPLACE RESIDENTIAL SMOKE DETECTOR, HARD WIRED,(PROJECTED END OF USEFUL 
LIFE), CEILING MOUNT IN GUESTROOMS, LENIN STORAGE AND UTILITY ROOMS. 17 EA

CR - 
Component 
Renewal

2015

7973 GLAC002-2860 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), EXTERIOR AT VARIOUS LOCATIONS AROUND BUILDING. 6 EA

CR - 
Component 
Renewal

2015

7974 GLAC002-2913 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
INTERIOR NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2015

7974 GLAC002-2911 REPLACE INCANDESCENT FIXTURE, EXTERIOR, UP TO 100 WATT, SURFACE,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT NEXT TO MAIN ENTRY DOOR. 1 EA

CR - 
Component 
Renewal

2015

7974 GLAC002-2914 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS. 2 EA

CR - 
Component 
Renewal

2015

7981 GLAC002-3152 REPLACE FLUORESCENT FIXTURE, SURFACE MOUNTED OVER RESTROOM 
VANITY,(PROJECTED END OF USEFUL LIFE), WALL MOUNT OVER LAVATORY. 480 EA

CR - 
Component 
Renewal

2015

8001 GLAC002-3647 REPLACE UNHEATED AIR CURTAIN UP TO 60" LONG,(PROJECTED END OF USEFUL LIFE), 
EXTERIOR DOOR AT LOADING DOCK AND AT EXTERIOR DOOR TO EMPLOYEE LOUNGE. 2 EA

CR - 
Component 
Renewal

2015

8098 GLAC002-3697

REPLACE EXTERIOR WOOD DOOR WITH VISION LITE AND HARDWARE, UP TO 3' X 
7',REFURBISH OR REPLACE WITH LIKE MATERIAL.(PROJECTED END  OF USEFUL LIFE) 
41"X80" WOOD WITH VISION LITE THAT IS A HORIZONTAL SLIDER. BOTH KITCHEN 
ENTRANCES.

2 EA
CR - 
Component 
Renewal

2015

8098 GLAC002-3705
REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE WITH VISION LITE, UP TO 
3' X 7',REFURBISH OR REPLACE WITH LIKE MATERIAL. (PROJECTED END OF USEFUL LIFE), 
36"X79", BASEMENT LEVEL.

1 EA
CR - 
Component 
Renewal

2015

8098 GLAC002-3706
REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 7',REFURBISH 
OR REPLACE WITH LIKE MATERIAL. (PROJECTED END OF USEFUL LIFE), 32"X79" BARN 
DOOR STYLE, BASEMENT LEVEL.

1 EA
CR - 
Component 
Renewal

2015

8098 GLAC002-3703
REPLACE WOOD INTERIOR DUTCH DOOR WITH FRAME AND HARDWARE, UP TO 3' X 
7',REFURBISH OR REPLACE WITH LIKE MATERIAL. (PROJECTED END OF USEFUL LIFE), 
36"X80", DOOR FROM KITCHEN TO EMPLOYEE DINING ROOM.

1 EA
CR - 
Component 
Renewal

2015

8098 GLAC002-3770 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
WALL MOUNT IN OFFICE BEHIND GUEST CHECK-IN DESK. 1 EA

CR - 
Component 
Renewal

2015

8098 GLAC002-3753
REPLACE COMMERCIAL KITCHEN HOOD WET CHEMICAL FIRE EXTINGUISHER SYSTEM, 
MINIMUM,(PROJECTED END OF USEFUL LIFE), WALL MOUNT IN KITCHEN PREPARATION 
AREA.

1 EA
CR - 
Component 
Renewal

2015

8098 GLAC002-3738 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), EXTERIOR WALL ON NORTH SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2015
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8098 GLAC002-3737 REPLACE WALL MOUNTED STAINLESS STEEL HI-LO BARRIER FREE ELECTRIC WATER 
COOLER,(PROJECTED END OF USEFUL LIFE), WATER FOUNTAIN IN GUEST LOBBY AREA. 1 EA

CR - 
Component 
Renewal

2015

8098 GLAC002-3744 REPLACE FAN COIL UNIT, DX, FOR USE WITH AIR COOLED CONDENSER, OVER 3 TO 5 
TON,(PROJECTED END OF USEFUL LIFE), INTERSTITIAL SPACE OVER KITCHEN AREA. 3 EA

CR - 
Component 
Renewal

2015

8098 GLAC002-3769 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), VARIOUS INTERIOR 
LOCATIONS THROUGHOUT BUILDING. 7 EA

CR - 
Component 
Renewal

2015

8099 GLAC002-3818 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
INSIDE GUEST BATHROOMS. 20 EA

CR - 
Component 
Renewal

2015

8101 GLAC002-3851 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM AREA. 1 EA

CR - 
Component 
Renewal

2015

8102 GLAC002-3881 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM AREA. 1 EA

CR - 
Component 
Renewal

2015

8103 GLAC002-3911 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOMS. 2 EA

CR - 
Component 
Renewal

2015

8104 GLAC002-3941 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN MAIN LIVING AREA BATHROOM. 1 EA

CR - 
Component 
Renewal

2015

8104 GLAC002-3940 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), IN BEDROOM AREA. 1 EA

CR - 
Component 
Renewal

2015

8104 GLAC002-3943 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2015

8105 GLAC002-3973 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2015

8106 GLAC002-4001 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT NEXT TO LAVATORY IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2015

8106 GLAC002-4000 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2015

8106 GLAC002-4003 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNTED IN BEDROOM. 2 EA

CR - 
Component 
Renewal

2015

8108 GLAC002-4061 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), INTERIOR CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2015



Page H-Att 3 84

8109 GLAC002-4088 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT IN MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2015

8109 GLAC002-4090 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2015

8111 GLAC002-4137
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE AND GROOVE INTERIOR DOOR 
AND HARDWARE, WITH LIKE MATERIALS UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2015

8113 GLAC002-4167
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE,  WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2015

8115 GLAC002-4197
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL.  UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2015

8117 GLAC002-4227
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2015

8118 GLAC002-4257
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2015

8128 GLAC002-4563
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE AND GROOVE INTERIOR DOOR 
AND HARDWARE,  WITH LIKE MATERIAL UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2015

8129 GLAC002-4593 REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE, INTERIOR DOOR AND 
HARDWARE, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"X79", INTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2015

8131 GLAC002-4653
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL.  UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2015

8133 GLAC002-4713
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE AND GROOVE INTERIOR DOOR 
AND HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2015

8135 GLAC002-4773
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2015

8136 GLAC002-4803
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2015

8156 GLAC002-5211 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR ELECTRICAL SYSTEM. 1500 LF 1 EA

CR - 
Component 
Renewal

2015

8156 GLAC002-5215 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
GUEST BATHROOMS. 14 EA

CR - 
Component 
Renewal

2015



Page H-Att 3 85

8156 GLAC002-5214 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR GUEST ROOMS. 14 EA

CR - 
Component 
Renewal

2015

8157 GLAC002-5256 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR ELECTRICAL SYSTEM. 1500 LF 1 EA

CR - 
Component 
Renewal

2015

8157 GLAC002-5260 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
GUEST BATHROOMS. 14 EA

CR - 
Component 
Renewal

2015

8158 GLAC002-5300 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR ELECTRICAL SYSTEM. 1500 LF 1 EA

CR - 
Component 
Renewal

2015

8158 GLAC002-5304 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
GUEST BATHROOMS. 14 EA

CR - 
Component 
Renewal

2015

8158 GLAC002-5303 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR GUEST ROOMS. 14 EA

CR - 
Component 
Renewal

2015

8179 GLAC002-5340 REPLACE WOOD SHAKE ROOF, UNDER 300 SF,(AGED, DAMAGED BEYOND SERVICE LIFE), 
150 SF, NORTH STORAGE ROOM WING. 150 SF

CR - 
Component 
Renewal

2015

8179 GLAC002-5318 REPLACE DECK,(AGED AND WEATHERED ), 210 SF, FIRST FLOOR, NORTH PORCH, 
INCLUDES FRAMING. 210 SF

CR - 
Component 
Renewal

2015

8179 GLAC002-5385 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 250 LF 1 EA

CR - 
Component 
Renewal

2015

8179 GLAC002-5374 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), ON THE EXTERIOR OF THE BUILDING. 2 EA

CR - 
Component 
Renewal

2015

8179 GLAC002-5384 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 12 EA

CR - 
Component 
Renewal

2015

8185 GLAC002-5407 REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF USEFUL 
LIFE), ON THE EXTERIOR OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8424 GLAC002-5441 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8424 GLAC002-5442 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
SERVICE LIFE), AT THE END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8424 GLAC002-5444 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015
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8424 GLAC002-5443 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2015

8426 GLAC002-5481 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8426 GLAC002-5482 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8426 GLAC002-5484 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

8426 GLAC002-5483 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2015

8427 GLAC002-5521 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8427 GLAC002-5522 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT THE END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8427 GLAC002-5524 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

8427 GLAC002-5523 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2015

8428 GLAC002-5560 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8428 GLAC002-5561 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8428 GLAC002-5563 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

8428 GLAC002-5562 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF SERVICE 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2015

8430 GLAC002-5607 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8430 GLAC002-5608 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015
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8430 GLAC002-5610 REPLACE EMT CONDUIT AN CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2015

8430 GLAC002-5613 REPLACE FIRE ALARM SYSTEM STROBE,(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 3 EA

CR - 
Component 
Renewal

2015

8430 GLAC002-5609 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 15 EA

CR - 
Component 
Renewal

2015

8431 GLAC002-5655 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8431 GLAC002-5656 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT THE END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8431 GLAC002-5658 REPLACE EMT CONDUIT AN CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2015

8431 GLAC002-5657 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 20 EA

CR - 
Component 
Renewal

2015

8432 GLAC002-5698 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8432 GLAC002-5699 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT THE END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8432 GLAC002-5701 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2015

8432 GLAC002-5700 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 18 EA

CR - 
Component 
Renewal

2015

8433 GLAC002-5737 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8433 GLAC002-5738 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8433 GLAC002-5740 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

8433 GLAC002-5739 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 5 EA

CR - 
Component 
Renewal

2015
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8434 GLAC002-5860 REPLACE CONDUIT, WIRE AND CONNECTORS UP TO #12 AWG, 20 AMP,(PROJECTED END 
OF SERVICE LIFE), VARIOUS THROUGHOUT BUILDING. 6000 LF 1 EA

CR - 
Component 
Renewal

2015

8437 GLAC002-6007 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL. 
(VEGATATION GROWTH, WOOD DECAY AND MISSING), 430 SF, ROOF. 430 SF

CR - 
Component 
Renewal

2015

8438 GLAC002-6047 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8438 GLAC002-6048 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8438 GLAC002-6050 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

8438 GLAC002-6049 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2015

8439 GLAC002-6101 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), INTERIOR FOR EMERGENCY EGRESS LIGHTING. 1 EA

CR - 
Component 
Renewal

2015

8439 GLAC002-6102 REPLACE SERVICE DROP CABLE, UP TO 4/0 ALUMINUM,(PROJECTED END OF USEFUL 
LIFE), AT ENTRANCE TO THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2015

8439 GLAC002-6104 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 250 LF 1 EA

CR - 
Component 
Renewal

2015

8439 GLAC002-6110 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE 
BUILDING. 4 EA

CR - 
Component 
Renewal

2015

8439 GLAC002-6103 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 70 EA

CR - 
Component 
Renewal

2015

8441 GLAC002-6152 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR THROUGHOUT BUILDING. 200LF 1 EA

CR - 
Component 
Renewal

2015

8441 GLAC002-6145 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), INTERIOR AND SUB-GRADE TO BUILDING. 40 LF 1 EA

CR - 
Component 
Renewal

2015

8441 GLAC002-6147 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), LAUNDRY ROOM FLOOR DRAIN W/ BRASS DRAIN GRATE. 20 LF 1 EA

CR - 
Component 
Renewal

2015

8441 GLAC002-6154 REPLACE SURFACE MOUNTED COMPACT FLUORESCENT LAMP FIXTURE,(PROJECTED 
END OF USEFUL LIFE), INTERIOR CEILING MOUNT. 2 EA

CR - 
Component 
Renewal

2015
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8445 GLAC002-6274 REPLACE SERVICE DROP CABLE, UP TO 4/0 ALUMINUM,(PROJECTED END OF USEFUL 
LIFE), AT END OF THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

8445 GLAC002-6270
REPLACE OVER 6" TO 8" DIAMETER, GALVANIZED, DOUBLE WALL VENT/EXHAUST 
CHIMNEY,(PROJECTED END OF USEFUL LIFE), AT FREE STAND ING WOOD BURNING 
FIREPLACE. 15 LF

1 EA
CR - 
Component 
Renewal

2015

8445 GLAC002-6277 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 150 LF 1 EA

CR - 
Component 
Renewal

2015

8445 GLAC002-6268 REPLACE 52" PADDLE BLADE AIR CIRCULATOR CEILING FAN WITH 3 SPEED 
SWITCH,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8445 GLAC002-6282 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE 
BUILDING. 2 EA

CR - 
Component 
Renewal

2015

8445 GLAC002-6275 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 40 EA

CR - 
Component 
Renewal

2015

8445 GLAC002-6276 REPLACE RECEPTACLE 20/30 AMP, 240 VOLTS,(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 6 EA

CR - 
Component 
Renewal

2015

8446 GLAC002-6300
REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL. 
(MISSING OR BROKEN SHINGLE S THROUGH OUT ROOF ALONG WITH VEGETATION 
GROWTH), 1157 SF, ROOF.

1157 SF
CR - 
Component 
Renewal

2015

8446 GLAC002-6299
REPLACE OR REFURBISH EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 
7',REFURBISH OR REPLACE WITH LIKE MATERIAL.(PROJECTED END OF USEFUL LIFE), 
20"X78" TONGUE & GROOVE, SOUTH WALL.

1 EA
CR - 
Component 
Renewal

2015

8446 GLAC002-6317 REPLACE EXTERIOR WALL MOUNT 100 AMP 120/240 VOLT LOAD CENTER (PROJECTED 
END OF USEFUL LIFE) LOCATED ON EXTERIOR NORTH WALL OF BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8447 GLAC002-6334 REPLACE WOOD WALL  LOUVER VENTS, OVER 5 UP TO 10 SF,(PROJECTED END OF 
USEFUL LIFE), 24"X48", GABLE ENDS 4 EACH. 10 SF

CR - 
Component 
Renewal

2015

8447 GLAC002-6363 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), SUB GRADE WASTE PIPE SYSTEM. 150 EA

CR - 
Component 
Renewal

2015

8450 GLAC002-6417 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8450 GLAC002-6418 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

8450 GLAC002-6420 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 150 LF 1 EA

CR - 
Component 
Renewal

2015
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8450 GLAC002-6419 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 24 EA

CR - 
Component 
Renewal

2015

8459 143 REPLACE VINYL WALL COVERING,(PROJECTED END OF USEFUL LIFE), 486 SF,ALL VINYL 
ON DINING ROOM WALLS 486 SF

CR - 
Component 
Renewal

2015

8459 111 REPLACE EXTERIOR WALL LOUVER AND VENT, UP TO 3 SF,(PROJECTED END OF USEFUL 
LIFE), 77 IN X 22 IN, NORTH WALL TOOL SHED. 12 SF

CR - 
Component 
Renewal

2015

8459 112 REPLACE EXTERIOR WALL LOUVER AND VENT, UP TO 3 SF,(PROJECTED END OF USEFUL 
LIFE), 21 INX 21 IN, ON EAST WALL ABOVE THE TOOL SHED AREA. 4 SF

CR - 
Component 
Renewal

2015

8459 167
REPLACE CENTRIFUGAL EXHAUST FAN, UP TO 815 CFM, 12" SQUARE OR ROUND, ROOF 
OR WALL MOUNTED,(AGED AND DETERIORATED), ROOF MOUNTED OVER ELECTRIC 
UTILITY ROOM.

1 EA
CR - 
Component 
Renewal

2015

8459 166
REPLACE CENTRIFUGAL SUPPLY OR EXHAUST FAN, 1380 CFM, 12" DIAMETER, IN LINE, 
COMPLETE WITH DISCONNECT SWITCH,(AGED AND DETERIORATED), ROOF MOUNTED 
OVER KITCHEN DISH WASHING MACHINE.

1 EA
CR - 
Component 
Renewal

2015

9620 GLAC002-6488 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
SERVICE LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

9620 GLAC002-6492 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFLIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

9620 GLAC002-6483 REPLACE IN-LINE CENTRIFUGAL PUMP, UP TO 1/3 HP,(PROJECTED END OF USEFUL LIFE), 
IN THE HOT WATER DISTRIBUTION SYSTEM. 2 EA

CR - 
Component 
Renewal

2015

9620 GLAC002-6490 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 4 EA

CR - 
Component 
Renewal

2015

9620 GLAC002-6491 REPLACE RECEPTACLE, DUPLEX, UNGROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 4 EA

CR - 
Component 
Renewal

2015

9621 GLAC002-6535 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

9621 GLAC002-6536 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT THE END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

9621 GLAC002-6538 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2015

9621 GLAC002-6537 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2015



Page H-Att 3 91

9622 GLAC002-6576 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

9622 GLAC002-6577 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT THE END OF THE BUILDING THE BUILDING. 1 EA

CR - 
Component 
Renewal

2015

9622 GLAC002-6579 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2015

9622 GLAC002-6578 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2015

9623 GLAC002-6623 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2015

9623 GLAC002-6627 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE 
BUILDING. 2 EA

CR - 
Component 
Renewal

2015

9623 GLAC002-6622 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 12 EA

CR - 
Component 
Renewal

2015

90674 GLAC002-6933 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL. 
(MISSING, DAMAGE & VEGETATION GROWTH), 200 SF, ROOF. 230 SF

CR - 
Component 
Renewal

2015

225882 GLAC002-7169 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 2 EA

CR - 
Component 
Renewal

2015

228002 GLAC002-7184 REPLACE WOOD PLANK BENCH, OVER 4' UP TO 8',(PROJECTED END OF SERVICE LIFE) 1 
EA, CONCESSION GROUNDS. 1 EA

CR - 
Component 
Renewal

2015

228002 GLAC002-7179 REPLACE ENGRAVED WOOD SIGN WITH POST, UP TO 6 SF,(PROJECTED END OF USEFUL 
LIFE), 11"X15", MCDONALD LODGE FLOWER BED AREA. 1 EA

CR - 
Component 
Renewal

2015

228002 GLAC002-7211 REPLACE SCHOOL/COMMERCIAL IRRIGATION SYSTEM,(PROJECTED END OF SERVICE 
LIFE), 11,160 SF, AROUND LODGE. 1 EA

CR - 
Component 
Renewal

2015

228002 GLAC002-7183 REPLACE BACKLESS LOG BENCH, ANCHORED, UP TO 6' LONG,(PROJECTED END OF 
SERVICE LIFE), 10 EA  THROUGHOUT GROUNDS. 10 EA

CR - 
Component 
Renewal

2015

228002 GLAC002-7180 REPLACE 12" X 18" REFLECTIVE ALUMINUM NO PARKING SIGNS, SIGN ONLY,(PROJECTED 
END OF SERVICE LIFE), 5 EA, THROUGHTOUT SITE. 5 EA

CR - 
Component 
Renewal

2015

228002 GLAC002-7175 REPLACE SINGLE TAMPERPROOF TRASH CONTAINER,(PROJECTED END OF SERVICE 
LIFE), 13 EA, THROUGHOUT SITE. 13 EA

CR - 
Component 
Renewal

2015
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228056 GLAC002-7219 REPLACE 6" CONCRETE CURB (PROJECTED END OF USEFUL LIFE)358 LF 1 EA
CR - 
Component 
Renewal

2015

228058 GLAC002-7235 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF USEFUL LIFE), 3 EA, IN FRONT OF GENERAL STORE. 3 EA

CR - 
Component 
Renewal

2015

228062 GLAC002-7248 REPLACE ASPHALT SIDEWALK,(PROJECTED END OF SERVICE LIFE), 4193 SF, AROUND 
MOTELS. 4193 SF

CR - 
Component 
Renewal

2015

228062 GLAC002-7256 REPLACE BASKETBALL GOAL,1 EA.  LOCATED IN PARKING LOT.  (PROJECTED END OF 
SERVICE LIFE). 1 EA

CR - 
Component 
Renewal

2015

228065 GLAC002-7258 REPLACE 40' STEEL FLAGPOLE,(PROJECTED END OF SERVICE LIFE.), 40 FT, BETWEEN 
PARKING LOT AND TWO MEDICINE GENERAL STORE. 1 EA

CR - 
Component 
Renewal

2015

231844 GLAC002-7295 REPLACE WOOD TRAFFIC CONTROL BOLLARDS,(PROJECTED END OF SERVICE LIFE.), 2 
EA, . 6 LF

CR - 
Component 
Renewal

2015

232169 GLAC002-7311 REPLACE STONE FOUNDATION WALL,(CRUMBLING, MISSING GENERAL DETERIORATION), 
140 CF, ALL STONE FOUNDATION. 70 SF

CR - 
Component 
Renewal

2015

232169 GLAC002-7321 REPLACE WOOD STAIRS SYSTEM,(WOOD DECAY AND AGE), 7 SF, ENTRANCE TO 
BUILDING. 7 SF

CR - 
Component 
Renewal

2015

232169 GLAC002-7319
REPLACE EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 7',REFURBISH OR 
REPLACE  WITH LIKE MATERIAL.(PROJECTED END OF USEFUL  LIFE), 30"X72" PLYWOOD 
DOOR WITH 1X4 BRACING, ENTRANCE.

1 EA
CR - 
Component 
Renewal

2015

7912 GLAC002-2175 REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE WITH 
LIKE MATERIALS, UP TO 3' X 7',(EXISTING DOOR IS BEYOND REPAIR), 1 EA, FRONT DOOR. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

7921 GLAC002-2230
REPLACE WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE, UP TO 3' X 
7',REFURBISH OR REPLACE WITH LIKE MATERIAL.(WOOD DECAY AND AGE), 35"X84" T&G 
WOOD DOOR AND THRESHOLD, BASEMENT LEVEL LAUNDRY ROOM AND JANITOR ROOM.

2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

7923 GLAC002-2403 REPLACE HINGE TYPE DOOR CLOSER,(EXISTING SPRING HINGES ARE AGED AND 
INOPERABLE), 39 EA, BEDROOM DOORS. 39 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

7923 GLAC002-2381 REPLACE 5'' TO 8'' THICK REINFORCED CMU SITE WALL,(FAILING), WEST SIDE BASEMENT 
ENTRANCE. 50 SF

CRDM - 
Component 
Renewal 
Defer Maint

2015
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7972 GLAC002-2764
REPLACE EXTERIOR WOOD DOOR WITH VISION LITE AND HARDWARE, UP TO 3' X 
7',(WOOD DECAY AND DAMAGE), 35"x84" WOOD DOOR WITH LITE AND PANIC BAR, WEST 
ENTRANCE TO MOTEL HALLWAY. REPLACE OR REFURBISH.

1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

7972 GLAC002-2764
REPLACE EXTERIOR WOOD DOOR WITH VISION LITE AND HARDWARE, UP TO 3' X 
7',REPLACE OR REFURBISH (AGE, DETIORATION AND DECAY), 36"X84" SOLID WOOD 
INTERIOR ENTRANCE STORE ROOM OF GIFT SHOP.

1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

7972 GLAC002-2763 REPLACE STEEL EXTERIOR DOOR AND HARDWARE, UP TO 3' X 7',(DAMAGED AND AGED), 
36"x79 1/2" STEEL DOOR W/LOWER LOUVER, MECHANICAL ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

7973 GLAC002-2834 REPLACE OR REFURBISH EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 
7',(DAMAGED, WOOD DECAY), 32"X80" STAGING ROOM EXT DOOR. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

7973 GLAC002-2833
REPLACE EXTERIOR WOOD DOOR WITH VISION LITE AND HARDWARE, UP TO 3' X 
7',(WOOD DECAY AND AGED) 42"X84" SOLID WITH MULTI SASH VISION LITE, 
HOUSEKEEPING ROOM.

2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8121 GLAC002-4346 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8123 GLAC002-4406 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8124 GLAC002-4436 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8125 GLAC002-4466 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015
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8129 GLAC002-4589 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8130 GLAC002-4619 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8131 GLAC002-4649 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8132 GLAC002-4679 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8133 GLAC002-4709 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8134 GLAC002-4739 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8135 GLAC002-4769 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8136 GLAC002-4799 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8146 GLAC002-4889 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015
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8147 GLAC002-4919 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8148 GLAC002-4950 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8149 GLAC002-4981 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8150 GLAC002-5012 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8152 GLAC002-5043 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8153 GLAC002-5074 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8154 GLAC002-5106 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME WITH LIKE MATERIAL, 4' X 8' 
OPENING,(WOOD DECAY AND AGE), 4X7, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8155 GLAC002-5138 REPLACE OR REFURBISH DOOR FRAME ON  WOOD DOUBLE DOOR INTERIOR SIDE ONLY, 
6' X 7' OPENING,(MISSING AND DAMAGED), 6 FT, HOUSEKEEPING DOUBLE DOORS. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8459 119
REPLACE FLUSH WOOD DOUBLE DOORS WITH FRAME AND HARDWARE, OPENING OVER 
6' X 7' UP TO 8' X 8',(WOOD DECAY AND DAMAGED), 60"x64", ENTRANCE TO TOOL SHED 
MAN MADE PLYWOOD DOORS REPLACE WITH LIKE MATERIAL.

1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015
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93613 GLAC002-6970 REPLACE OR REFURBISH EXTERIOR WOOD DOOR FRAME, 4' X 8' OPENING,(WOOD DECAY 
AND AGE), 4X8, EXTERIOR DOOR FRAME. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

231812 GLAC002-7291 REPLACE OR REFURBISH SOLID CORE EXTERIOR WOOD DOOR WITH LOUVER, UP TO 3' X 
7',(WOOD DECAY AND AGE), 36"X74", EXTERIOR DOOR. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2015

8155 GLAC002-5150 MODIFY/REPLACE AN EXISTING SHOWER WITH A TRANSFER TYPE SHOWER TO 
ACCOMMODATE ADA REQUIREMENTS, ADA GUESTROOM. 1 EA

LMCO - 
Legis 
Mandate 
Code

2015

7600 GLAC002-2050 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 8256 SF, ALL BEDROOMS. 8256 SF

RM - 
Recurring 
Maintenanc
e

2015

7600 GLAC002-2022 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',53 EA, ALL EXTERIOR DOORS. 53 EA

RM - 
Recurring 
Maintenanc
e

2015

7601 GLAC002-2104 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',3 
EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

7912 GLAC002-2175 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',1 
EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2015

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2015

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2015

7923 GLAC002-2422 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1000 SF, ALL 
EXTERIOR STAIR TREADS & STRINGERS. 1000 SF

RM - 
Recurring 
Maintenanc
e

2015

7923 GLAC002-2423 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 600 SF, TWO SETS 
OF INTERIOR STAIRS. 600 SF

RM - 
Recurring 
Maintenanc
e

2015
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7923 GLAC002-2426 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 10400 SF, ALL INTERIOR 
PAINTED FLOORS. 10400 SF

RM - 
Recurring 
Maintenanc
e

2015

7924 GLAC002-2476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',7 
EA, ALL EXTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2015

7928 GLAC002-2559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, BOTH EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

7928 GLAC002-2566 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 7',5 
EA, ALL INTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2015

7970 GLAC002-2657 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5724 SF, ALL 
EXTERIOR WALLS. 5724 SF

RM - 
Recurring 
Maintenanc
e

2015

7970 GLAC002-2671 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3164 SF, ALL 
INTERIOR PAINTED CEILING. 3164 SF

RM - 
Recurring 
Maintenanc
e

2015

7971 GLAC002-2704 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5724 SF, ALL 
EXTERIOR SIDING. 5724 SF

RM - 
Recurring 
Maintenanc
e

2015

7971 GLAC002-2718 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3164 SF, ALL 
INTERIOR CEILING. 3164 SF

RM - 
Recurring 
Maintenanc
e

2015

7972 GLAC002-2752 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 10993 SF, ALL 
EXTERIOR WALLS. 10993 SF

RM - 
Recurring 
Maintenanc
e

2015

7974 GLAC002-2887
PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 139 SF, ALL EXTERIOR WINDOWS. AND SCREENS.  9 
TOTAL WINDOWS AND SCREENS

9 EA

RM - 
Recurring 
Maintenanc
e

2015

7974 GLAC002-2901 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 490 SF, ALL 
INTERIOR  CEILING. 490 SF

RM - 
Recurring 
Maintenanc
e

2015
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7975 GLAC002-2929 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 2 EA 4X8, BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7975 GLAC002-2933 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7975 GLAC002-2939 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE),420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2015

7976 GLAC002-2966 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7976 GLAC002-2972 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2015

7977 GLAC002-2997 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 3X7 2 EA, EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7977 GLAC002-2996 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8 2 EA, BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7977 GLAC002-3000 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7977 GLAC002-3006 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2015

7978 GLAC002-3034 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONLY ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7978 GLAC002-3040 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 ALL INTERIOR 
CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2015
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7979 GLAC002-3060 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2015

7979 GLAC002-3068 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7979 GLAC002-3074 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2015

7980 GLAC002-3102 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7980 GLAC002-3108 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

7981 GLAC002-3129 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2015

7924 GLAC002-2475 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 50 LF, VARIOUS WINDOWS. 41 EA WINDOWS 41 EA

RM - 
Recurring 
Maintenanc
e

2015

7981 GLAC002-3137 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2015

7981 GLAC002-3143 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 480 SF

RM - 
Recurring 
Maintenanc
e

2015

7928 GLAC002-2573 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 232 SF, 
BATHROOM AND KITCHEN. 232 SF

RM - 
Recurring 
Maintenanc
e

2015

7928 GLAC002-2552 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 20 LF, VARIOUS 
WINDOWS AS NEEDED. 18 EA WINDOWS 18 EA

RM - 
Recurring 
Maintenanc
e

2015
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7930 GLAC002-2625 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 80 SF, 
BATHROOM. 80 SF

RM - 
Recurring 
Maintenanc
e

2015

7930 GLAC002-2610 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 20 LF, VARIOUS 
WINDOWS, AS NEEDED. 8 EA WINDOWS 8 EA

RM - 
Recurring 
Maintenanc
e

2015

7930 GLAC002-2626 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE.), 745 SF, ALL INTERIOR CARPET. 745 SF

RM - 
Recurring 
Maintenanc
e

2015

7970 GLAC002-2669 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 291 SY (2625 SF), ALL INTERIOR 
CARPET. 2625 SF

RM - 
Recurring 
Maintenanc
e

2015

7971 GLAC002-2716 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 292 SY (2625 SF), ALL GUEST 
ROOMS. 2625 SF

RM - 
Recurring 
Maintenanc
e

2015

7972 GLAC002-2777 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 2482 SF, 
INTERIOR STAIN WOOD PANELING. 2482 SF

RM - 
Recurring 
Maintenanc
e

2015

7973 GLAC002-2851 PREPARE/PAINT METAL CEILING, SPRAY,(RECURRING MAINTENANCE), 395 SF, CAMP 
LAUNDRY ROOM. 395 SF

RM - 
Recurring 
Maintenanc
e

2015

7982 GLAC002-3172 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7982 GLAC002-3178 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2015

7978 GLAC002-3031 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7978 GLAC002-3030 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8, BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015
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7979 GLAC002-3065 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7979 GLAC002-3064 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8, BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7980 GLAC002-3099 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7980 GLAC002-3098 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7983 GLAC002-3199 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2015

7981 GLAC002-3134 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7981 GLAC002-3133 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7983 GLAC002-3207 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7983 GLAC002-3213 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

7982 GLAC002-3169 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2015

7982 GLAC002-3168 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", BOTH EXTERIOR  DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2015
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7983 GLAC002-3204 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7983 GLAC002-3203 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7984 GLAC002-3240 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7984 GLAC002-3239 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7985 GLAC002-3273 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7985 GLAC002-3272 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", EXTERIOR ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7984 GLAC002-3243 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7984 GLAC002-3249 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

7986 GLAC002-3306 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7986 GLAC002-3305 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7987 GLAC002-3339 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015
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7987 GLAC002-3338 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7988 GLAC002-3372 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7985 GLAC002-3268 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2015

7989 GLAC002-3408 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7989 GLAC002-3407 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7985 GLAC002-3276 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7985 GLAC002-3282 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

7990 GLAC002-3442 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7990 GLAC002-3441 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7991 GLAC002-3476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7991 GLAC002-3475 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015
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7992 GLAC002-3511 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7992 GLAC002-3510 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7993 GLAC002-3545 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7993 GLAC002-3544 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING  
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7986 GLAC002-3301 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIORS WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2015

7986 GLAC002-3309 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7986 GLAC002-3315 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

8001 GLAC002-3621 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 1296 SF, 
ALL STAINED PANELING. 1296 SF

RM - 
Recurring 
Maintenanc
e

2015

8099 GLAC002-3795 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 400 SF, ALL INTERIOR 
VINYL FLOOR. 400 SF

RM - 
Recurring 
Maintenanc
e

2015

8155 GLAC002-5135 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2296 SF, ALL 
EXTERIOR WALLS. 2296 SF

RM - 
Recurring 
Maintenanc
e

2015

8156 GLAC002-5195 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 3038 SF, ALL GUEST ROOMS. 3038 SF

RM - 
Recurring 
Maintenanc
e

2015
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8179 GLAC002-5329 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 50 LF, VARIOUS WINDOWS, AS NEEDED. 33 EA

RM - 
Recurring 
Maintenanc
e

2015

8179 GLAC002-5348 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 12 EA, ALL INTERIOR DOORS. 12 EA

RM - 
Recurring 
Maintenanc
e

2015

8179 GLAC002-5356 PREPARE AND STAIN/VARNISH INTERIOR WOOD WALLS (RECURRING MAINTENANCE) ALL 
INTERIOR WOOD WALLS 2200 SF

RM - 
Recurring 
Maintenanc
e

2015

8179 GLAC002-5362 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 440 SF, SECOND FLOOR NORTH - 
BEDROOMS 1 AND 3. 440 SF

RM - 
Recurring 
Maintenanc
e

2015

8179 GLAC002-5368 PREPARE AND PAINT/STAIN WOOD CEILING,(RECURRING MAINTENANCE), 1800 SF, ALL 
EXPOSED  CEILINGS. 1800 SF

RM - 
Recurring 
Maintenanc
e

2015

7987 GLAC002-3342 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7987 GLAC002-3348 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

8424 GLAC002-5418 REPLACE GLAZING COMPOUND IN WINDOW,(PROJECTED END OF SERVICE LIFE), 50 LF, 
VARIOUS WINDOWS, AS NEEDED. 6 EA 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8426 GLAC002-5456 REPLACE GLAZING COMPOUND IN WINDOW,(PROJECTED END OF SERVICE LIFE), 50 LF, 
VARIOUS WINDOWS, AS NEEDED. 6 EA 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8427 GLAC002-5496 REPLACE GLAZING COMPOUND IN WINDOW,(PROJECTED END OF SERVICE LIFE), 50 LF, 
VARIOUS WINDOWS, AS NEEDED. 6 EA 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8428 GLAC002-5536 REPLACE GLAZING COMPOUND IN WINDOW,(PROJECTED END OF SERVICE LIFE), 50 LF, 
VARIOUS WINDOWS, AS NEEDED. 6 EA 6 EA

RM - 
Recurring 
Maintenanc
e

2015



Page H-Att 3 106

8430 GLAC002-5577 REPLACE GLAZING COMPOUND IN WINDOW,(PROJECTED END OF SERVICE LIFE), 50 LF, 
VARIOUS WINDOWS, AS NEEDED. 7 EA 7 EA

RM - 
Recurring 
Maintenanc
e

2015

7988 GLAC002-3376 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7988 GLAC002-3382 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

8431 GLAC002-5625 REPLACE GLAZING COMPOUND IN WINDOW,(PROJECTED END OF SERVICE LIFE), 50 LF, 
VARIOUS WINDOWS, AS NEEDED. 8 EA 8 EA

RM - 
Recurring 
Maintenanc
e

2015

8432 GLAC002-5671 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 50 LF, VARIOUS 
WINDOWS, AS NEEDED. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8433 GLAC002-5714 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 10 LF, VARIOUS 
WINDOWS, AS NEEDED. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

8433 GLAC002-5721 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 1 EA, BATHROOM DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2015

7989 GLAC002-3411 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7989 GLAC002-3417 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

8434 GLAC002-5813 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 1890 SF, 
INTERIOR WOOD PANELED WALLS. 1890 SF

RM - 
Recurring 
Maintenanc
e

2015

8438 GLAC002-6017 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 50 LF, VARIOUS 
WINDOWS, AS NEEDED. 7 EA

RM - 
Recurring 
Maintenanc
e

2015
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8438 GLAC002-6032 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 30 LF, 
FRONT PORCH AND STAIRS, REAR ENTRY LANDING. 8 SF

RM - 
Recurring 
Maintenanc
e

2015

8439 GLAC002-6064 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 50 LF, VARIOUS WINDOWS, AS NEEDED. 26 EA

RM - 
Recurring 
Maintenanc
e

2015

8442 GLAC002-6170 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1120 SF, ALL 
EXTERIOR WALLS. 1120 SF

RM - 
Recurring 
Maintenanc
e

2015

8442 GLAC002-6171 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 20 LF, VARIOUS 
WINDOWS, AS NEEDED. 16 EA

RM - 
Recurring 
Maintenanc
e

2015

7990 GLAC002-3445 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7990 GLAC002-3451 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR  CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

8445 GLAC002-6217 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 30 LF, VARIOUS WINDOWS, AS NEEDED. 14 EA

RM - 
Recurring 
Maintenanc
e

2015

8450 GLAC002-6390 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 40 LF, VARIOUS 
WINDOWS, AS NEEDED. 20 EA

RM - 
Recurring 
Maintenanc
e

2015

8450 GLAC002-6398 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 6 EA, DOORS TO SUITES. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8456 GLAC002-6440 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 160 SF, 
INTERIOR WOOD PANELING. 160 SF

RM - 
Recurring 
Maintenanc
e

2015

8459 115 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE OF HISTORIC  
WINDOWS), 683 LF, ALL WINDOWS. 36 EA

RM - 
Recurring 
Maintenanc
e

2015
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8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RM - 
Recurring 
Maintenanc
e

2015

9620 GLAC002-6465 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 10 LF, VARIOUS 
WINDOWS, AS NEEDED. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

9620 GLAC002-6467 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 2 EA, FRONT AND REAR ENTRY 
DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

9621 GLAC002-6504 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 50 LF, VARIOUS 
WINDOWS, AS NEEDED. 7 EA

RM - 
Recurring 
Maintenanc
e

2015

7991 GLAC002-3479 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7991 GLAC002-3485 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

9622 GLAC002-6553 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 10 LF, VARIOUS 
WINDOWS, AS NEEDED. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

9622 GLAC002-6555 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 2 EA, FRONT AND REAR ENTRY 
DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

9622 GLAC002-6559 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7992 GLAC002-3506 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2015

7992 GLAC002-3520 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015
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9625 GLAC002-6684 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1200 SF, ALL 
EXTERIOR SIDING. 1200 SF

RM - 
Recurring 
Maintenanc
e

2015

9626 GLAC002-6729 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1120 SF, ALL 
EXTERIOR SIDING. 1120 SF

RM - 
Recurring 
Maintenanc
e

2015

84682 GLAC002-6790 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 30 LF, VARIOUS WINDOWS, AS NEEDED. 15 EA

RM - 
Recurring 
Maintenanc
e

2015

7993 GLAC002-3548 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

7993 GLAC002-3554 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2015

84682 GLAC002-6803 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',RECURRING 
MAINTENANCE. ALL INTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

84682 GLAC002-6809 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 140 SF, NORTH AND 
EAST EXTERIOR DECKS. 140 SF

RM - 
Recurring 
Maintenanc
e

2015

84683 GLAC002-6845 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 50 LF, VARIOUS 
WINDOWS, AS NEEDED. 8 EA

RM - 
Recurring 
Maintenanc
e

2015

94885 GLAC002-7001 PREPARE/PAINT INTERIOR METAL WALL PANEL/PARTITION,(RECURRING MAINTENANCE), 
400 SF, INTERIOR METAL DIVIDING WALL. 400 EA

RM - 
Recurring 
Maintenanc
e

2015

94885 GLAC002-7002 PREPARE/PAINT METAL WATER CLOSET PARTITION,(RECURRING MAINTENANCE), 8 EA, 
INTERIOR WATER CLOSETS. 8 EA

RM - 
Recurring 
Maintenanc
e

2015

225882 GLAC002-7166 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 100 SF, EXTERIOR 
RAMP. 100 SF

RM - 
Recurring 
Maintenanc
e

2015
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8001 GLAC002-3618 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 347 SF, ALL WOOD 
STAIRS, RAMPS AND RAILINGS. 347 SF

RM - 
Recurring 
Maintenanc
e

2015

8098 GLAC002-3683 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 9846 SF, ALL 
EXTERIOR WALLS, DOORS AND WINDOWS. 9846 SF

RM - 
Recurring 
Maintenanc
e

2015

8099 GLAC002-3791 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7856 SF, 
ALL INTERIOR WALLS. 7856 SF

RM - 
Recurring 
Maintenanc
e

2015

8099 GLAC002-3797 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4440 SF, ALL 
PAINTED INTERIOR CEILING. 4440 SF

RM - 
Recurring 
Maintenanc
e

2015

8101 GLAC002-3830 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2015

8104 GLAC002-3920 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2015

8106 GLAC002-3982 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2015

8110 GLAC002-4099 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2015

8115 GLAC002-4189 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2015

8124 GLAC002-4432 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2015

8128 GLAC002-4555 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2015
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8155 GLAC002-5136
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF- 10 EACH WINDOWS, ALL WINDOWS IN 
BUILDING.

10 EA

RM - 
Recurring 
Maintenanc
e

2015

8155 GLAC002-5140 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8155 GLAC002-5149 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1140 SF, INTERIOR 
PAINTED CEILING. 1140 SF

RM - 
Recurring 
Maintenanc
e

2015

8156 GLAC002-5192 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL INTERIOR PAINTED WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2015

8157 GLAC002-5239 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL PAINTED INTERIOR WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2015

8158 GLAC002-5239 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL PAINTED INTERIOR WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2015

8424 GLAC002-5417 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8424 GLAC002-5419 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

8424 GLAC002-5431 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 500 SF, ALL 
INTERIOR CEILINGS. 500 SF

RM - 
Recurring 
Maintenanc
e

2015

8426 GLAC002-5456 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8426 GLAC002-5458 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2015
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8426 GLAC002-5471 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2015

8427 GLAC002-5496 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8427 GLAC002-5498 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

8427 GLAC002-5511 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2015

8428 GLAC002-5536 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8428 GLAC002-5538 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

8428 GLAC002-5551 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2015

8430 GLAC002-5577 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL 7 EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2015

8430 GLAC002-5579 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL 4 EXTERIOR DOORS AND 2 SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8430 GLAC002-5598 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 850 SF, ALL 
INTERIOR CEILINGS. 850 SF

RM - 
Recurring 
Maintenanc
e

2015

8431 GLAC002-5625 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL 8 EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2015
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8431 GLAC002-5627 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8431 GLAC002-5647 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 850 SF, ALL 
INTERIOR CEILINGS. 850 SF

RM - 
Recurring 
Maintenanc
e

2015

8432 GLAC002-5671 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

8432 GLAC002-5673
PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL THREE EXTERIOR ENTRY DOORS AND SCREEN 
DOORS.

6 EA

RM - 
Recurring 
Maintenanc
e

2015

8432 GLAC002-5690 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2015

8433 GLAC002-5714 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL 3 EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

8433 GLAC002-5716 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

8433 GLAC002-5729 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 280 SF, ALL 
INTERIOR CEILINGS. 280 SF

RM - 
Recurring 
Maintenanc
e

2015

8434 GLAC002-5815 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1056 SY (9508 SF), ALL INTERIOR 
CARPET. 9508 SF

RM - 
Recurring 
Maintenanc
e

2015

8434 GLAC002-5821 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 20400 SF, ALL 
PAINTED INTERIOR CEILING. 20400 SF

RM - 
Recurring 
Maintenanc
e

2015

8434 GLAC002-5757 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 17760 SF, ALL 
EXTERIOR WALLS, TRIM, SOFFIT AND FASCIA. 17760 SF

RM - 
Recurring 
Maintenanc
e

2015
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8438 GLAC002-6018 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 20 SF, 2 BATHROOM WINDOWS. 2 EA

RM - 
Recurring 
Maintenanc
e

2015

8438 GLAC002-6017 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 50 SF, ALL 5 BEDROOM WINDOWS. 5 EA

RM - 
Recurring 
Maintenanc
e

2015

8439 GLAC002-6063 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2700 SF, ALL 
EXTERIOR SIDING. 2700 SF

RM - 
Recurring 
Maintenanc
e

2015

8439 GLAC002-6064 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 260 SF, ALL EXTERIOR WINDOWS. 26 EACH 26 EA

RM - 
Recurring 
Maintenanc
e

2015

8439 GLAC002-6066 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

8439 GLAC002-6086 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 2440 SF, ALL 
INTERIOR PAINTED CEILINGS. 2440 SF

RM - 
Recurring 
Maintenanc
e

2015

8442 GLAC002-6171 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 160 SF, ALL EXTERIOR WINDOWS. 16 EACH 16 EA

RM - 
Recurring 
Maintenanc
e

2015

8442 GLAC002-6173 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2015

8442 GLAC002-6179 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2015

8442 GLAC002-6186 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2015

8445 GLAC002-6215 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 2040 SF, ALL EXTERIOR SIDING AND LOGS. 2040 SF

RM - 
Recurring 
Maintenanc
e

2015
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8445 GLAC002-6216 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2015

8445 GLAC002-6225 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 7 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2015

8446 GLAC002-6308 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTEANCE), 688 SF, INTERIOR 
CEILING. 688 SF

RM - 
Recurring 
Maintenanc
e

2015

8450 GLAC002-6389 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1280 SF, ALL 
EXTERIOR SIDING. 1280 SF

RM - 
Recurring 
Maintenanc
e

2015

8450 GLAC002-6408 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1350 SF, ALL 
CEILINGS. 1350 SF

RM - 
Recurring 
Maintenanc
e

2015

8459 110 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2540 SF, ALL 
EXTERIOR WOOD BOARD SIDING. 2540 SF

RM - 
Recurring 
Maintenanc
e

2015

8459 122 REFURBISH AND RESCREEN DOUBLE  WOOD SCREEN DOORS, OVER 3' X 6'8" UP TO 6" X 
7'8",34"X94" HISTORIC DOUBLE SCREEN DOORS, NORTH AND SOUTH WALLS. 8 EA

RM - 
Recurring 
Maintenanc
e

2015

9621 GLAC002-6503 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, SIDE 
WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2015

9621 GLAC002-6526 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 580 SF, ALL 
INTERIOR CEILINGS. 580 SF

RM - 
Recurring 
Maintenanc
e

2015

9622 GLAC002-6553 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2015

9622 GLAC002-6554
PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR ENTRY DOORS AND SCREEN 
DOORS.

4 EA

RM - 
Recurring 
Maintenanc
e

2015
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9622 GLAC002-6562 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 150 SF, FRONT 
PORCH AND STAIRS. 150 SF

RM - 
Recurring 
Maintenanc
e

2015

9622 GLAC002-6567 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
CEILINGS. 420 SF

RM - 
Recurring 
Maintenanc
e

2015

9623 GLAC002-6592 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1040 SF, ALL 
EXTERIOR SIDING. 1040 SF

RM - 
Recurring 
Maintenanc
e

2015

9623 GLAC002-6593 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 100 SF, ALL EXTERIOR WINDOWS. 10 EA

RM - 
Recurring 
Maintenanc
e

2015

9623 GLAC002-6604 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 40 SF, BOTH 
EAXTERIOR STAIRS/LANDINGS. 40 SF

RM - 
Recurring 
Maintenanc
e

2015

9623 GLAC002-6608 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 700 SF, ALL 
INTERIOR CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2015

9624 GLAC002-6639 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1040 SF, ALL 
EXTERIOR SIDING. 1040 SF

RM - 
Recurring 
Maintenanc
e

2015

9624 GLAC002-6640 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 100 SF, ALL EXTERIOR WINDOWS. 10 EA

RM - 
Recurring 
Maintenanc
e

2015

9624 GLAC002-6651 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 40 SF, BOTH 
EXTERIOR STAIRS/LANDINGS. 40 SF

RM - 
Recurring 
Maintenanc
e

2015

9624 GLAC002-6655 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 700 SF, ALL 
INTERIOR CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2015

9625 GLAC002-6685 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2015
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9625 GLAC002-6688 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2015

9625 GLAC002-6694 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2015

9625 GLAC002-6701 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2015

9626 GLAC002-6730 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2015

9626 GLAC002-6732 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2015

9626 GLAC002-6738 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2015

9626 GLAC002-6744 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2015

84682 GLAC002-6783 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2200 SF, ALL 
EXTERIOR PAINTED SIDING. 2200 SF

RM - 
Recurring 
Maintenanc
e

2015

84682 GLAC002-6811 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 1600 SF, ALL 
INTERIOR STAINED WOOD PANELING. 1600 SF

RM - 
Recurring 
Maintenanc
e

2015

84683 GLAC002-6845 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 80 SF, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2015

84683 GLAC002-6847 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2015
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90674 GLAC002-6932 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(RECURRING MAINTENANCE), 74"x86", MAIN ENTRANCE TO SHED. 1 EA

RM - 
Recurring 
Maintenanc
e

2015

103845 GLAC002-7035 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(SURFACE 
MAINTENANCE), 6897 SF, . 6897 SF

RM - 
Recurring 
Maintenanc
e

2015

228058 GLAC002-7224 REPLACE GRAVEL BY HAND, UNDER 5,000 SF, UP TO 6" THICK,(RECURRING 
MAINTENANCE), 328 SF, RIGHT SIDE OF CONCESSION. 328 SF

RM - 
Recurring 
Maintenanc
e

2015

232169 GLAC002-7322 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 7 SF, FRONT STAIRS. 7 SF

RM - 
Recurring 
Maintenanc
e

2015

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2015

7601 GLAC002-2111 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2015

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2015

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2015

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2015

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2015

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2015
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7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2015

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2015

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2015

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2015

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2015

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2015

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2015

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2015

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2015

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2015

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2015
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7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2015

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2015

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2015

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2015

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015
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7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2015

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2015

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2015

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015
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8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015
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8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015
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8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015
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8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2015

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2015

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2015

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2015

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2015

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2015
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8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2015

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2015

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2015

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2015

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2015

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2015

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2015

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2015

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2015

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2015

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2015
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8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2015

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2015

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2015

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2015

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2015

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2015

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2015

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2015

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2015

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2015
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8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2015

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2015

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2015

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2015

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2015

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2015

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2015

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2015

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2015

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2015

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2015
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84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2015

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2015

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2015

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2015

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2015

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2015

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2015

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2015

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2015

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2015
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7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2015

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2015

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2015
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7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2015

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2015

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2015

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2015
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8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2015

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2015

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015
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8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015
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84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2015

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2015
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7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2015

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2015

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015
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8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015
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8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2015

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2015

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2015
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9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2015

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2015

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2015

7970 GLAC002-2660 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 
5749 SF, ROOF. 5749 SF

CR - 
Component 
Renewal

2016

7971 GLAC002-2707 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 
5749 SF, ROOF. 5749 SF

CR - 
Component 
Renewal

2016

7972 GLAC002-2794 REPLACE DOMESTIC HOT WATER STORAGE TANK, 500 GALLON,(PROJECTED END OF 
USEFUL LIFE), UTILITY ROOM AT NORTH WEST END OF BUILDING. 1 EA

CR - 
Component 
Renewal

2016

7973 GLAC002-2868 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(PROJECTED END OF 
USEFUL LIFE), INSIDE WALL MOUNT IN HALLWAY. 2 EA

CR - 
Component 
Renewal

2016

7973 GLAC002-2855 REPLACE DOMESTIC HOT WATER STORAGE TANK, 500 GALLON,(PROJECTED END OF 
USEFUL LIFE), INSIDE HOUSEKEEPING ROOM OF BUILDING. 1 EA

CR - 
Component 
Renewal

2016

8098 GLAC002-3698 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 
12,162 SF, ROOF. 12162 SF

CR - 
Component 
Renewal

2016

8155 GLAC002-5142 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 
1536 SF, ROOF. 1536 SF

CR - 
Component 
Renewal

2016

8459 168
REPLACE AIR CURTAIN, ELECTRIC HEAT, UP TO 60'' LONG, UP TO 8' HIGH,(IN MID LIFE 
CYCLE SERVICE), OVER EXTERIOR ENTRY DOORS ON WEST AND EAST SIDES OF THE 
BUILDING.

3 EA
CR - 
Component 
Renewal

2016
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8156 GLAC002-5199 MODIFY/REPLACE AN EXISTING SHOWER WITH A TRANSFER TYPE SHOWER TO 
ACCOMMODATE ADA REQUIREMENTS, ADA GUEST ROOM. 4 EA

LMCO - 
Legis 
Mandate 
Code

2016

7930 GLAC002-2642 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NO GFCI), AT LAVATORIES IN 
THE BATHROOM AREA. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7970 GLAC002-2659 REPLACE ALUMINUM EXTERIOR DOOR THRESHOLD,(NOT ADA ACCESSIBLE), 36", ALL 4 
ADA ROOMS, # 15-26-27- & 28. 4 EA

LMCO - 
Legis 
Mandate 
Code

2016

7970 GLAC002-2696 REPLACE FIRE ALARM SYSTEM STROBE/HORN,(MISSING), ADA GUEST ROOMS #26 AND 27 
BATHROOM AND MAIN LIVING AREAS. 4 EA

LMFS - 
Legis 
Mandate 
Fire/Structur
e

2016

7970 GLAC002-2677
MODIFY/REPLACE AN EXISTING SHOWER WITH A TRANSFER TYPE SHOWER TO 
ACCOMMODATE ADA REQUIREMENTS,(PROJECTED END OF USEFUL LIFE), ADA GUEST 
BATHROOMS.

2 EA

LMCO - 
Legis 
Mandate 
Code

2016

7973 GLAC002-2841 REPLACE PANIC HARDWARE PER DOOR,(MISSING, NOT CODE COMPLIANT), 1 EA -36"X80" 
AND 3 EACH 36"X84" FIRE DOORS, THROUGH OUT CORRIDORS BOTH LEVELS. 4 EA

LMCO - 
Legis 
Mandate 
Code

2016

7973 GLAC002-2872 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), EXTERIOR 
WALL MOUNT DUPLEX RECEPTICLE ON NORTH SIDE OF BUILDING. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7975 GLAC002-2948 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE INSTALLED), 
OUTLET AT LAVATORY IN UNITS A & B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7976 GLAC002-2982 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORY IN UNIT A. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7976 GLAC002-2982 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), OUTLET 
NEXT TO LAVATORY IN UNIT B 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7977 GLAC002-3016 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORY IN UNIT B. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016
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7978 GLAC002-3050 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI RECEPTICLE), WALL 
MOUNT NEXT TO LAVATORIES IN UNITS A & B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7979 GLAC002-3084 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORY IN UNIT B. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7981 GLAC002-3153 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORIES IN UNITS A & B. 480 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7981 GLAC002-3154 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(NON GFCI DEVICE), EXTERIOR ON 
NORTH SIDE OF BUILDING AT ROOF FACIA. 480 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7982 GLAC002-3189 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORY IN UNIT B. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7983 GLAC002-3225 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORY IN UNIT B. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7983 GLAC002-3224 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(NON GFCI DEVICE), EXTERIOR 
MOUNT AT ROOF FASCIA AT END  OF BUILDING. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7985 GLAC002-3291 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), AT 
LAVATORIES IN UNITS A & B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7986 GLAC002-3324 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORY IN UNITS A & B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7987 GLAC002-3358 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), AT 
LAVATORY IN UNIT A. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7988 GLAC002-3393 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), EXTERIOR 
RECEPTICLE AT ROOF FACIA ON UNIT A SIDE OF BUILDING. 1 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016
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7992 GLAC002-3528 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), NEXT TO 
LAVATORY IN UNITS A & B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7993 GLAC002-3564 REPLACE DUPLEX RECEPTACLE WITH GFCI RECEPTACLE,(NON GFCI DEVICE), AT 
LAVATORY IN UNITS A & B. 2 EA

LMLS - 
Legis 
Mandate 
Life Safety

2016

7600 GLAC002-2053 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 11000 SF, ALL 
INTERIOR CEILINGS. 11000 SF

RM - 
Recurring 
Maintenanc
e

2016

7600 GLAC002-2019 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES,(EXISTING 
PAINT IS AGED AND WEATHERED), 1450 SF, ALL EXTERIOR WINDOWS. 145 WINDOWS 145 EA

RM - 
Recurring 
Maintenanc
e

2016

7600 GLAC002-2046 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7584 SF, 
ALL INTERIOR PAINTED WALLS. 7584 SF

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2304 REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",(PROJECTED END OF USEFUL LIFE), 1782 
SF, KITCHEN  & BAR AREAS. 1782 SF

RM - 
Recurring 
Maintenanc
e

2016

7601 GLAC002-2098 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES,70 SF, ALL 
EXTERIOR WINDOWS. 9 EA 9 EA

RM - 
Recurring 
Maintenanc
e

2016

7601 GLAC002-2121 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',2002 SF, ALL INTERIOR WALLS. 2002 SF

RM - 
Recurring 
Maintenanc
e

2016

7603 GLAC002-2160 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',360 SF, ALL INTERIOR WALLS. 360 SF

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2016
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7921 GLAC002-2205 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 54528 SF, ALL 
EXTERIOR WOOD SIDING AND TRIM. 54528 SF

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2285 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 4976 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 4976 SF

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2016

7921 GLAC002-2376 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 4136 SF, ALL 
BALCONIES AND PORCH DECKS. 4136 SF

RM - 
Recurring 
Maintenanc
e

2016

7923 GLAC002-2389 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(PROJECTED END OF 
USEFUL LIFE), 7600 SF, ALL EXTERIOR WOOD SIDING. 7600 SF

RM - 
Recurring 
Maintenanc
e

2016

7923 GLAC002-2403 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 68 EA, ALL INTERIOR PAINTED DOORS. 68 EA

RM - 
Recurring 
Maintenanc
e

2016

7923 GLAC002-2423 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 26900 SF, 
ALL INTERIOR PAINTED WALLS. 26900 SF

RM - 
Recurring 
Maintenanc
e

2016

7923 GLAC002-2427 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 12000 SF, ALL 
INTERIOR PAINTED CEILINGS. 12000 SF

RM - 
Recurring 
Maintenanc
e

2016
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7923 GLAC002-2392
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(EXISTING PAINT IS AGED AND WEATHERED), 600 SF, ALL EXTERIOR 
WINDOWS. 120 EA WINDOWS

120 EA

RM - 
Recurring 
Maintenanc
e

2016

7923 GLAC002-2395 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 9 EA

RM - 
Recurring 
Maintenanc
e

2016

7923 GLAC002-2403 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 68 EA, ALL INTERIOR PAINTED DOORS. 68 EA

RM - 
Recurring 
Maintenanc
e

2016

7924 GLAC002-2470 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(EXISTING PAINT IS AGED 
AND WEATHERED), 3840 SF, ALL EXTERIOR SIDING. 3840 SF

RM - 
Recurring 
Maintenanc
e

2016

7924 GLAC002-2475 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(EXISTING PAINT IS AGED AND WEATHERED), 200, ALL EXTERIOR 41 EA WINDOWS. 41 EA

RM - 
Recurring 
Maintenanc
e

2016

7924 GLAC002-2489 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 27 EA, ALL INTERIOR DOORS. 27 EA

RM - 
Recurring 
Maintenanc
e

2016

7924 GLAC002-2500 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 500 SF, ALL 
EXTERIOR STAIR TREADS, RISERS & LANDINGS. 500 SF

RM - 
Recurring 
Maintenanc
e

2016

7924 GLAC002-2499 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 150 SF, INTERIOR 
STAIRWAY. 150 SF

RM - 
Recurring 
Maintenanc
e

2016

7928 GLAC002-2548 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1152 SF, ALL 
EXTERIOR WOOD SIDING. 1152 SF

RM - 
Recurring 
Maintenanc
e

2016

7928 GLAC002-2552 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 65 SF, ALL EXTERIOR WINDOWS. 13 EACH WINDOWS 13 EA

RM - 
Recurring 
Maintenanc
e

2016

7970 GLAC002-2658 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 432 LF, 
ALL 32 EXTERIOR WOOD FRAMED SCREENS. 32 EA

RM - 
Recurring 
Maintenanc
e

2016
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7970 GLAC002-2658 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 360 SF, ALL 32 WINDOWS. 32 EA

RM - 
Recurring 
Maintenanc
e

2016

7970 GLAC002-2659 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x80", ALL EXTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2016

7970 GLAC002-2662 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X80" AND 36"X80" , ALL INTERIOR DOORS. 22 EA

RM - 
Recurring 
Maintenanc
e

2016

7971 GLAC002-2705 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 432 LF, 
ALL 32 EXTERIOR WOOD FRAMED SCREENS. 32 EA

RM - 
Recurring 
Maintenanc
e

2016

7971 GLAC002-2705 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 360 SF, ALL 32 WINDOWS. 32 EA

RM - 
Recurring 
Maintenanc
e

2016

7971 GLAC002-2706 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X80" WOOD SOLID WITH LITES, ALL EXTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2016

7971 GLAC002-2709 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x80"AND 36"x80", ALL INTERIOR DOORS 22 EACH. 22 EA

RM - 
Recurring 
Maintenanc
e

2016

7972 GLAC002-2755 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 495 SF 39 WINDOWS, ALL EXT WINDOWS. 39 EA

RM - 
Recurring 
Maintenanc
e

2016

7972 GLAC002-2760 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 3X7, ALL EXTERIOR DOORS. 11 EA

RM - 
Recurring 
Maintenanc
e

2016

7972 GLAC002-2775 PREPARE/PAINT WROUGHT IRON STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 70 LF, TUBULAR HANDRAILINGS ON  ALL CONCRETE STAIRS. 70 SF

RM - 
Recurring 
Maintenanc
e

2016

7972 GLAC002-2774 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 80 SF, WEST 
ENTRANCE WOOD STAIRS. 80 SF

RM - 
Recurring 
Maintenanc
e

2016



Page H-Att 3 145

7972 GLAC002-2784 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENENCE), 933 SF, ALL 
INTERIOR CONCRETE FLOORS. 933 SF

RM - 
Recurring 
Maintenanc
e

2016

7973 GLAC002-2827 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 3474 SF, ALL 
EXTERIOR WALLS. 3474 SF

RM - 
Recurring 
Maintenanc
e

2016

7978 GLAC002-3026 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2016

7980 GLAC002-3094 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2016

228260 GLAC002-7276 PREPARE AND PAINT EXTERIOR WOOD BRIDGE DECKING,(PROJECTED END OF SERVICE 
LIFE), 5809 SF, REPAINT ENTIRE BRIDGE EVERY 5 YEARS. 5809 SF

RM - 
Recurring 
Maintenanc
e

2016

228261 GLAC002-7277 PREPARE AND PAINT EXTERIOR WOOD BRIDGE DECKING,(RECURRING MAINTENANCE), 
5809 SF, REPAINT EVERY 5 YEARS. 5809 SF

RM - 
Recurring 
Maintenanc
e

2016

7982 GLAC002-3164 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 480 SF

RM - 
Recurring 
Maintenanc
e

2016

7984 GLAC002-3235 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2016

7991 GLAC002-3471 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2016

7993 GLAC002-3539 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2016

7600 GLAC002-2043 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 200 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 3 EA 200 SF

RM - 
Recurring 
Maintenanc
e

2016
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8001 GLAC002-3578 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 7688 SF, ALL 
EXTERIOR WOOD WALLS. 7688 SF

RM - 
Recurring 
Maintenanc
e

2016

8001 GLAC002-3579
PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(RECURRING MAINTENANCE), 225 SF, ALL EXTERIOR WINDOWS AND FRAMES. 25 
WINDOWS INCLUDING WINDOW WALLS

25 EA

RM - 
Recurring 
Maintenanc
e

2016

8001 GLAC002-3597 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 11 EACH, ALL EXTERIOR DOORS. 11 EA

RM - 
Recurring 
Maintenanc
e

2016

8098 GLAC002-3717 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 107 SF, ALL 
EXTERIOR WOOD STAIRS, LANDINGS AND HANDRAILS. 107 SF

RM - 
Recurring 
Maintenanc
e

2016

8099 GLAC002-3779 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5671 SF, ALL 
EXTERIOR WALLS. 5671 SF

RM - 
Recurring 
Maintenanc
e

2016

7992 GLAC002-3511 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE FOR MAINTAINING  DOORS), 32 SF, EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

8101 GLAC002-3838 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8001 GLAC002-3619 PAINT CONCRETE OR MASONRY STAIRS,(RECURRING MAINTENANCE), 35 SF, CONCRETE 
STEPS TO KITCHEN HALL AND LOADING DOCK. 35 SF

RM - 
Recurring 
Maintenanc
e

2016

8098 GLAC002-3723 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 156 SY (1468 SF), 
EMPLOYEE DINING ROOM, & PART OF STORE. 1468 SF

RM - 
Recurring 
Maintenanc
e

2016

8098 GLAC002-3729 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 276 SY (2488 SF), STORE, OFFICE, 
& LOBBY. 2488 SF

RM - 
Recurring 
Maintenanc
e

2016

8102 GLAC002-3868 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016
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8102 GLAC002-3860 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8103 GLAC002-3890 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2016

8158 GLAC002-5242 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 338  SY (3038 SF), ALL GUEST 
ROOMS. 3038 SF

RM - 
Recurring 
Maintenanc
e

2016

8430 GLAC002-5596 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE), 650 SF, ALL THREE BEDROOMS 
AND FRONT ENTRY. 650 SF

RM - 
Recurring 
Maintenanc
e

2016

8104 GLAC002-3929 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8445 GLAC002-6251 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1200 SF, ALL INTERIOR CARPET. 1200 SF

RM - 
Recurring 
Maintenanc
e

2016

103836 GLAC002-7034 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,1 EA, AT INTERSECTION. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

8105 GLAC002-3952 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2016

115747 GLAC002-7104 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 35"X79.5", ALL INTERIOR STAINED DOORS. 25 EA

RM - 
Recurring 
Maintenanc
e

2016

115747 GLAC002-7112 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 647 SY, ALL EMPLOYEE ROOMS. 5823 SF

RM - 
Recurring 
Maintenanc
e

2016

115747 GLAC002-7108 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 33 SY (300 SF), CARPETED 
STAIRCASES. 300 SF

RM - 
Recurring 
Maintenanc
e

2016
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8106 GLAC002-3990 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8108 GLAC002-4049 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTEANCE), 300 SF, ALL 
INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8108 GLAC002-4041 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8109 GLAC002-4078 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8109 GLAC002-4070 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8113 GLAC002-4159 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8122 GLAC002-4372 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8126 GLAC002-4492 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8128 GLAC002-4564 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8129 GLAC002-4585 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8129 GLAC002-4593 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016
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8129 GLAC002-4594 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8131 GLAC002-4645 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8131 GLAC002-4653 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

8131 GLAC002-4654 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8133 GLAC002-4705 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2016

8133 GLAC002-4713 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

8133 GLAC002-4714 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8134 GLAC002-4735 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2016

8135 GLAC002-4773 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

8135 GLAC002-4774 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 330 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8136 GLAC002-4803 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016



Page H-Att 3 150

8136 GLAC002-4804 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8140 GLAC002-4833 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

8140 GLAC002-4834 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8142 GLAC002-4863 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

8142 GLAC002-4864 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

8147 GLAC002-4923 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

8147 GLAC002-4924 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2016

8148 GLAC002-4954 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

8148 GLAC002-4955 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2016

8149 GLAC002-4985 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

8149 GLAC002-4986 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2016
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8152 GLAC002-5047 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

8152 GLAC002-5048 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2016

8153 GLAC002-5072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2016

8153 GLAC002-5078 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

8153 GLAC002-5079 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2016

8179 GLAC002-5324 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(EXPECTED END OF 
SERVICE LIFE), 4160 SF, ALL EXTERIOR SIDING AND LOGS. 4160 SF

RM - 
Recurring 
Maintenanc
e

2016

8179 GLAC002-5327
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 165 SF, ALL EXTERIOR WINDOWS. 33 
EACH

33 EA

RM - 
Recurring 
Maintenanc
e

2016

8179 GLAC002-5334 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 15 EA

RM - 
Recurring 
Maintenanc
e

2016

8179 GLAC002-5355 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3440 SF, 
ALL INETRIOR PAINTED WALLS. 3440 SF

RM - 
Recurring 
Maintenanc
e

2016

8185 GLAC002-5399 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 8',1 
EA, DOUBLE ENTRY DOORS. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

8430 GLAC002-5576 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 450 SF, ALL 
EXTERIOR PAINTED SIDING. 450 SF

RM - 
Recurring 
Maintenanc
e

2016
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8431 GLAC002-5624 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 450 SF, ALL 
EXTERIOR PAINTED SIDING AND LATTICE. 450 SF

RM - 
Recurring 
Maintenanc
e

2016

8433 GLAC002-5712 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 96 SF, SIDING ON 
REAR OF BUILDING AND LATTICE. 96 SF

RM - 
Recurring 
Maintenanc
e

2016

8434 GLAC002-5811 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 39067 SF, 
ALL PAINTED INTERIOR WALLS. 39067 SF

RM - 
Recurring 
Maintenanc
e

2016

8436 GLAC002-5954
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY, MULTIPLE STORY,(RECURRING MAINTENANCE), 150 SF, ALL EXTERIOR WINDOWS. 
18 EACH

18 EA

RM - 
Recurring 
Maintenanc
e

2016

8436 GLAC002-5956 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2016

8437 GLAC002-6003 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 594 SF, ALL 
EXTERIOR WALLS. 594 SF

RM - 
Recurring 
Maintenanc
e

2016

8438 GLAC002-6019 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2016

8442 GLAC002-6191 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2016

8445 GLAC002-6249 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1100 SF, 
ALL INTERIOR WALLS. 1100 SF

RM - 
Recurring 
Maintenanc
e

2016

8446 GLAC002-6293 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 960 SF, ALL 
EXTERIOR WALLS DOORS AND WINDOWS. 960 SF

RM - 
Recurring 
Maintenanc
e

2016

8446 GLAC002-6305 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 96 SF, BOTH 
ENTRANCES. 112 SF

RM - 
Recurring 
Maintenanc
e

2016
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8447 GLAC002-6333 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 6270 SF, ALL 
EXTERIOR CLAPBOARD SIDING. 6270 SF

RM - 
Recurring 
Maintenanc
e

2016

8450 GLAC002-6390 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 200 SF, ALL EXTERIOR WINDOWS. 20 EA

RM - 
Recurring 
Maintenanc
e

2016

8450 GLAC002-6392 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

8450 GLAC002-6399 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, BATHROOM DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2016

8456 GLAC002-6429 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1095 SF, ALL 
EXTERIOR WALLS. 1095 SF

RM - 
Recurring 
Maintenanc
e

2016

8459 135
PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(RECURRING MAINTENANCE), 32"x98" DOUBLE FRENCH DOORS, NORTH AND SOUTH 
WALLS.

8 EA

RM - 
Recurring 
Maintenanc
e

2016

9620 GLAC002-6464 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 760 SF, ALL 
EXTERIOR SIDING AND LATTICE. 760 SF

RM - 
Recurring 
Maintenanc
e

2016

9620 GLAC002-6465 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL 3 EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2016

9620 GLAC002-6467 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT AND REAR ENTRY DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

9620 GLAC002-6475 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 400 SF, 
LINEN STORAGE ROOM. 400 SF

RM - 
Recurring 
Maintenanc
e

2016

9621 GLAC002-6504 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2016
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9621 GLAC002-6513 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2016

9622 GLAC002-6551 PREPARE/PAINT EXTERIOR WOOD SIDING,60 SF, ALL WOOD LATTICE. 60 SF

RM - 
Recurring 
Maintenanc
e

2016

9625 GLAC002-6706 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2016

9626 GLAC002-6749 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2016

84682 GLAC002-6810 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 600 SF, 
ALL INTERIOR PAINTED WALLS. 600 SF

RM - 
Recurring 
Maintenanc
e

2016

90665 GLAC002-6889 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1683, EXTERIOR 
WALLS, DOORS, &  WINDOWS FRAMES 1683 SF

RM - 
Recurring 
Maintenanc
e

2016

90665 GLAC002-6903 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 696 SF, 
INTERIOR PAINTED WALLS. 696 SF

RM - 
Recurring 
Maintenanc
e

2016

90674 GLAC002-6930 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 490 SF, ALL 
EXTERIOR WALLS, DOORS AND WINDOWS. 490 SF

RM - 
Recurring 
Maintenanc
e

2016

93613 GLAC002-6974 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

93613 GLAC002-6975 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2016

103900 GLAC002-7059 PREPARE/PAINT HANDICAPPED PAVEMENT MARKING AND SYMBOL TO ACCOMMODATE 
ADA REQUIREMENTS,1 EA, PARKING AREA. 1 EA

RM - 
Recurring 
Maintenanc
e

2016
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103900 GLAC002-7058 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR YELLOW,178 
LF, ENTRANCE TO CABIN. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

103901 GLAC002-7064 PREPARE/PAINT HANDICAPPED PARKING STALL PAVEMENT MARKINGS AND SYMBOL TO 
ACCOMMODATE ADA REQUIREMENTS,3 EA, PARKING AREA. 3 EA

RM - 
Recurring 
Maintenanc
e

2016

103901 GLAC002-7065 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR YELLOW,178 
LF, PARKING AREA. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

115747 GLAC002-7110 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 21934 SF, 
ALL INTERIOR PAINTED WALLS ON ALL LEVELS. 21934 SF

RM - 
Recurring 
Maintenanc
e

2016

225882 GLAC002-7158 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 500 SF, ALL 
EXTERIOR SIDING. 500 SF

RM - 
Recurring 
Maintenanc
e

2016

225882 GLAC002-7159 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 16 SF, EAST AND WEST WALLS. 2 EA

RM - 
Recurring 
Maintenanc
e

2016

225882 GLAC002-7160 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOOR AND FRAME, UP TO 6' X 
7',(RECURRING MAINTENANCE), 1 EA, NORTH WALL. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

225882 GLAC002-7164 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 1 EA, ONLY INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

225882 GLAC002-7165 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2016

228062 GLAC002-7257 PREPARE/PAINT ATHLETIC COURT MARKINGS,1 EA, PARKING LOT. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

231812 GLAC002-7289 PREPARE/PAINT EXTERIOR MASONRY/CONCRETE WALLS,(RECURRING MAINTENANCE), 
336 SF, ALL EXTERIOR WALLS. 336 SF

RM - 
Recurring 
Maintenanc
e

2016
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231812 GLAC002-7291 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X74", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2016

232169 GLAC002-7318 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 350 SF, ALL 
EXTERIOR WALLS. 350 SF

RM - 
Recurring 
Maintenanc
e

2016

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2016

7601 GLAC002-2112 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2016

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2016

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2016

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2016

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2016

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2016

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2016

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2016
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7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2016

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2016

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2016

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2016

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2016

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2016

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2016

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2016

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2016

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2016

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2016
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7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2016

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2016

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016
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7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2016

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2016

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2016

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016
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8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016
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8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016
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8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016
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8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2016

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2016

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2016

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2016

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2016

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2016

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2016

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2016
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8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2016

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2016

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2016

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2016

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2016

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2016

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2016

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2016

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2016

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2016
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8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2016

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2016

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2016

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2016

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2016

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2016

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2016

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2016

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2016

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2016

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2016
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8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2016

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2016

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2016

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2016

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2016

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2016

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2016

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2016

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2016

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2016
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90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2016

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2016

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2016

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2016

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2016

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2016

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2016

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2016

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2016

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2016
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7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2016

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2016

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2016

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2016
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8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2016

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2016

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2016

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2016
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8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2016

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2016

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016
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8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016
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84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2016

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2016

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016
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7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2016

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2016

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016
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8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016
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8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2016

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2016

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2016

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016
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84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2016

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2016

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2016

7600 GLAC002-2007 REPLACE WOOD DECKING FOR EXTERIOR DECK, UP TO 2" X 6",(PROJECTED END OF 
USEFUL LIFE), 783 SF, MAINTENANCE ACCESS DECK ALONG REAR OF BUILDING. 783 SF

CR - 
Component 
Renewal

2017

7600 GLAC002-2025 REPLACE MODIFIED BITUMINOUS ROOFING, MOP APPLIED, 300 SF AND OVER, 2" 
INSULATION,(PROJECTED END OF SERVICE LIFE.), 9590 SF, ENTIRE ROOF OF BUILDING. 9590 SF

CR - 
Component 
Renewal

2017

7600 GLAC002-2074 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 300 EA

CR - 
Component 
Renewal

2017

7921 GLAC002-2295 REPLACE VINYL WALL COVERING,(PROJECTED END OF USEFUL LIFE), 12616 SF, VARIOUS 
GUEST ROOMS HAVE 1/2 VINYL WALL COVERING ON WALLS. 12616 SF

CR - 
Component 
Renewal

2017

7930 GLAC002-2638 REPLACE ELECTRIC BASEBOARD HEATER, 8' TO 10', 1500 TO 1875 WATTS,(BENT 
HOUSINGS), THROUGHOUT THE BUILDING.  5 EA

CR - 
Component 
Renewal

2017

7921 GLAC002-2372 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), VARIOUS 
LOCATIONS THROUGHOUT BUILDING. 100 EA

CR - 
Component 
Renewal

2017

7923 GLAC002-2454 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 4500 LF 1 EA

CR - 
Component 
Renewal

2017

8098 GLAC002-3746 REPLACE OUTDOOR AIR HANDLING UNIT, UP TO 2,000 CFM,(PROJECTED END OF USEFUL 
LIFE), ROOF MOUNT OVER KITCHEN AREA. 1 EA

CR - 
Component 
Renewal

2017

7973 GLAC002-2879 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
WALL MOUNT IN HOUSEKEEPING ROOM OF BUILDING. 1 EA

CR - 
Component 
Renewal

2017

8001 GLAC002-3597
REPLACE FLUSH WOOD DOUBLE DOORS WITH FRAME AND HARDWARE, OPENING OVER 
6' X 7' UP TO 8' X 8',(PROJECTED END OF USEFUL LIFE), 70"x84", BASEMENT LEVEL TO 
STORAGE ROOM.

1 EA
CR - 
Component 
Renewal

2017

8107 GLAC002-4020
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE,  WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"X80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2017
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8119 GLAC002-4287
REFURBISH OR REPLACE SOLID CORE WOOD  TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2017

8120 GLAC002-4320
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL.UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR BATHROOM.

1 EA
CR - 
Component 
Renewal

2017

8107 GLAC002-4033 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2017

8126 GLAC002-4500
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE AND GROOVE INTERIOR DOOR 
AND HARDWARE, WITH  LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2017

8140 GLAC002-4833
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL.UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2017

8142 GLAC002-4863
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2017

8150 GLAC002-5016
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2017

8154 GLAC002-5110
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2017

8427 GLAC002-5519 REPLACE ELECTRIC BASEBOARD HEATER, 8' TO 10', 1500 TO 1875 WATTS,(BENT 
HOUSINGS), THROUGHOUT THE BUILDING. 2 EA

CR - 
Component 
Renewal

2017

8434 GLAC002-5863 REPLACE SURFACE MOUNTED COMPACT FLUORESCENT LAMP FIXTURE,(PROJECTED 
END OF USEFUL LIFE), ATTIC AREA, VARIOUS LOCATIONS. 10 EA

CR - 
Component 
Renewal

2017

9623 GLAC002-6621 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2017

9624 GLAC002-6667 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTECTED END 
OF USEFUL LIFE), AT END OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2017

9624 GLAC002-6673 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE 
BUILDING. 2 EA

CR - 
Component 
Renewal

2017

9624 GLAC002-6675 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 2 EA

CR - 
Component 
Renewal

2017

37391 GLAC002-6767 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 15,407 SF, ROAD IN FRONT OF MOTEL. 15407 SF

CR - 
Component 
Renewal

2017
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84682 GLAC002-6830 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 200 LF 1 EA

CR - 
Component 
Renewal

2017

84682 GLAC002-6819 REPLACE COMMERCIAL WATER HEATER, ELECTRIC, UP TO 80 GALLONS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2017

84682 GLAC002-6824 REPLACE AIR CURTAIN, ELECTRIC HEAT, UP TO 60'' LONG, UP TO 8' HIGH,(PROJECTED 
END OF USEFUL LIFE), AT ENTRY DOOR TO THE STOCKING AREA. 1 EA

CR - 
Component 
Renewal

2017

84682 GLAC002-6825 REPLACE EVAPORATIVE COOLER UP TO 4215 CFM, 3/4 HP,(PROJECTED END OF USEFUL 
LIFE), WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2017

84683 GLAC002-6875 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2017

84683 GLAC002-6878 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2017

90665 GLAC002-6914 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR THROUGHOUT BUILDING. 200 LF 1 EA

CR - 
Component 
Renewal

2017

90674 GLAC002-6927 REPLACE EXTERIOR WALL LOUVER AND VENT, UP TO 3 SF,(PROJECTED END OF USEFUL 
LIFE), 16"x9", GABLE ENDS. 2 EA 3 SF

CR - 
Component 
Renewal

2017

103876 GLAC002-7042 REPLACE WOOD TRAFFIC CONTROL BOLLARDS,(PROJECTED END OF SERVICE LIFE), 8 
EA, THROUGHOUT ROAD. 24 LF

CR - 
Component 
Renewal

2017

225882 GLAC002-7159
REFURBISH/REPLACE FIXED SASH WINDOW WITH LIKE MATERIAL, OVER 6 SF UP TO 12 
SF, SINGLE PANE GLASS, WOOD FRAME,(PROJECTED END OF SERVICE LIFE), 2 EA, EAST 
AND WEST WALLS.

2 EA
CR - 
Component 
Renewal

2017

228002 GLAC002-7201 REPLACE SAND IN PLAY COURTS, UP TO 6" THICK,(SURFACE MAINTANENCE) 1,800 SF, 
VOLLYBALL COURTS. 1800 SF

CR - 
Component 
Renewal

2017

7600 GLAC002-2063 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), AROUND THE PERIMETER OF THE BUILDING. 10 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

7603 GLAC002-2158 REPLACE MODIFIED BITUMINOUS ROOFING, MOP APPLIED, UNDER 300 SF, 2" 
INSULATION,(PROJECTED END OF USEFUL LIFE), 225 SF, ALL OF ROOF. 225 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017
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7921 GLAC002-2340 REPLACE SPRINKLER HEAD, UPRIGHT, PENDANT, SIDE WALL,(PROJECTED END OF 
SERVICE LIFE.), ALL LOCATIONS THROUGHOUT BUILDING. 1000 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

7921 GLAC002-2353 REPLACE RECEPTACLES, DUPLEX, NON-GROUNDED, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), VARIOUS LOCATIONS THROUGHOUT BUILDING. 450 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

7921 GLAC002-2367 REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF SERVICE 
LIFE.), EXTERIOR EAST AND WEST SIDES OF BUILDING. 3 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

7970 GLAC002-2678 REPLACE UTILITY SINK, FLOOR MOUNTED, 28" X 28",(AT END OF USEFUL LIFE), INSIDE 
LENIN STORAGE ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

7971 GLAC002-2727 REPLACE DOMESTIC HOT WATER STORAGE TANK, 500 GALLON,(PROJECTED END OF 
SERVICE LIFE.), INSIDE UTILITY ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

7971 GLAC002-2725 REPLACE UTILITY SINK, FLOOR MOUNTED, 28" X 28",(PROJECTED END OF SERVICE LIFE.), 
INSIDE LENIN STORAGE ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

7970 GLAC002-2681 REPLACE DOMESTIC HOT WATER STORAGE TANK, 500 GALLON,(NEAR END OF USEFUL 
LIFE), INSIDE MECHANICAL ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8001 GLAC002-3603 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 
5936 SF, ROOF. 5936 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

8098 GLAC002-3750 REPLACE WIND DRIVEN ROOFTOP VENTILATOR, TURBINE, GALVANIZED 12"-14" 
DIAMETER,(PROJECTED END OF USEFUL LIFE), ROOF TOP OVER KITCHEN AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017
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8101 GLAC002-3845 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNTED IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8102 GLAC002-3879 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO SINK. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8103 GLAC002-3908 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8104 GLAC002-3928
REFURBISH OR REPLACE SOLID TONGUE & GROOVE WOOD INTERIOR DOOR AND 
HARDWARE, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"X79", INTERIOR 
BATHROOM DOOR.

1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8105 GLAC002-3970 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(AT END OF USEFUL LIFE), 
INTERIOR BEDROOMS AND LIVING AREA. 3 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8101 GLAC002-3844 REPLACE RESIDENTIAL WALL MOUNTED ELECTRIC HEATER, UP TO 5000 
WATTS,(PROJECTED END OF USEFUL LIFE), WALL MOUNTED IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8106 GLAC002-7332
REFURBISH TONGUE AND GROOVE OR REPLACE SOLID CORE WOOD INTERIOR DOOR 
AND HARDWARE WITH LIKE MATERIAL, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR DOOR.

1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8108 GLAC002-4059 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT IN MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8109 GLAC002-4084 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017
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8110 GLAC002-4107 REFURBISH OR REPLACE SOLID  WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 30"X79", INTERIOR BATHROOM DOOR. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8113 GLAC002-4174 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8117 GLAC002-4234 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8119 GLAC002-4297 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8104 GLAC002-3936 REPLACE RESIDENTIAL WALL MOUNTED ELECTRIC HEATER, UP TO 5000 
WATTS,(PROJECTED END OF USEFUL LIFE), WALL MOUNTED IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8120 GLAC002-4327 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8121 GLAC002-4357 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8124 GLAC002-4447 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFEE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8125 GLAC002-4477 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017
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8129 GLAC002-4600 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8130 GLAC002-4634 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8132 GLAC002-4690 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8134 GLAC002-4750 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8136 GLAC002-4810 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8148 GLAC002-4962 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8150 GLAC002-5024 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8153 GLAC002-5086 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8155 GLAC002-5157 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), INTERIOR DOMESTIC WATER SYSTEM. 50 LF 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017
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8155 GLAC002-5170 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(AT END OF USEFUL LIFE), WALL 
MOUNT IN LAUNDRY ROOM. 7 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8158 GLAC002-5278 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,REPLACE WITH LIKE MATERIAL 
(PROJECTED END OF USEFUL LIFE), 6830 SF, ROOF. 6830 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

8158 GLAC002-5292 REPLACE COMMERCIAL WATER HEATER, ELECTRIC, 80 TO 100 GALLONS,(PROJECTED 
END OF USEFUL LIFE), UTILITY ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8434 GLAC002-5864 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
INTERIOR GUEST ROOMS. 32 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8441 GLAC002-6156 REPLACE RECEPTACLE 20/30 AMP, 240 VOLTS,(PROJECTED END OF USEFUL LIFE), 
INTERIOR ELECTRICAL OUTLETS. 6 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

8456 GLAC002-6435 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 530 
SF, ROOF. 530 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

8456 GLAC002-6453 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), VARIOUS LOCATIONS THROUGHOUT BUILDING. 5 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

90674 GLAC002-6937 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), 100 AMP 120/240 VOLT LOAD CENTER, INTERIOR WALL MOUNTED. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

93601 GLAC002-6953 REPLACE HOSE BIB, UP TO 3/4",(AT END OF USEFUL LIFE), INTERIOR NEXT TO WALK-IN 
REFRIGERATOR. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017
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93613 GLAC002-6980 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), BELOW GRADE WASTELINE SYSTEM. 75 LF 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

103592 GLAC002-7024 REPLACE WOOD TRAFFIC CONTROL BOLLARDS,(EXPECTED END OF SERVICE LIFE) 4 EA, 
THROUGHOUT SITE. 20 LF

CRDM - 
Component 
Renewal 
Defer Maint

2017

103877 GLAC002-7043 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(END OF SERVICE 
LIFE, SURFACE MAINTENANCE), 5736 SF, ENTIRE ROAD. 5736 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

103881 GLAC002-7051 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(END OF USEFUL 
LIFE), 3402 SF, ENTIRE ROAD. 3402 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

108159 GLAC002-7070 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(END OF SURFACE LIFE), 
1454, ENTIRE LOT. SURFACE MAINTENANCE. 1454 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

228058 GLAC002-7222 REPLACE ASPHALT SIDEWALK,(PROJECTED END OF SERVICE LIFE), 2317 SF, LOCATED 
THROUGHOUT SITE . 2317 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

228059 GLAC002-7246 REPLACE UP TO 18'' THICK RANDOM STONE SITE WALL, MORTAR SET,(END OF USEFUL 
SERVICE LIFE), 193 SF, ABOVE LODGE. 193 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

228059 GLAC002-7244 REPLACE CONCRETE SIDEWALK, OVER 8 SF,(END OF SERVICE LIFE), 1598 SF, BEHIND 
LODGE. 1598 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

228156 GLAC002-7264 REPLACE THREADED BRONZE BALL VALVE, 1-1/4" UP TO 2",(AT END OF USEFUL LIFE), 
BELOW GRADE DOMESTIC WATER SERVICE SYSTEM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017
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228159 GLAC002-7267 REPLACE THREADED BRONZE BALL VALVE, 1-1/4" UP TO 2",(AT END OF USEFUL LIFE), 
BELOW GRADE DOMESTIC WATER SERVICE SYSTEM. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2017

228176 GLAC002-7274 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF SERVICE LIFE.), BELOW GRADE WASTE WATER SYSTEM. 50 LF 50 LF

CRDM - 
Component 
Renewal 
Defer Maint

2017

231844 GLAC002-7293 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(END OF SERVICE 
LIFE), 3410 SF, ENTIRE ROAD. 3410 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

232113 GLAC002-7305 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(END OF SERVICE 
LIFE), 875 SF, DORM PARKING. 875 SF

CRDM - 
Component 
Renewal 
Defer Maint

2017

7601 GLAC002-2123 REPLACE CARPET,(PROJECTED END OF USEFUL  LIFE), 56 SY, ALL INTERIOR CARPET. 500 SF

RM - 
Recurring 
Maintenanc
e

2017

7603 GLAC002-2153 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 450 SF, ALL 
EXTERIOR SIDING. 450 SF

RM - 
Recurring 
Maintenanc
e

2017

7600 GLAC002-2046 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7584 SF, 
ALL INTERIOR PAINTED WALLS. 7584 SF

RM - 
Recurring 
Maintenanc
e

2017

7600 GLAC002-2043 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 200 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 3 EA 200 SF

RM - 
Recurring 
Maintenanc
e

2017

7928 GLAC002-2575 REPLACE CARPET,(EXPECTED END OF SERVICE LIFE), 800 SF, ALL INTERIOR CARPET. 800 SF

RM - 
Recurring 
Maintenanc
e

2017

7601 GLAC002-2098 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL EXTERIOR WINDOWS. 9 WINDOWS EACH 9 EA

RM - 
Recurring 
Maintenanc
e

2017
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7601 GLAC002-2104 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 3 EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2017

7601 GLAC002-2120 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 150 SF, INTERIOR 
STAIRWAY. 150 SF

RM - 
Recurring 
Maintenanc
e

2017

7601 GLAC002-2121 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2002 SF, 
ALL INTERIOR WALLS. 2002 SF

RM - 
Recurring 
Maintenanc
e

2017

7601 GLAC002-2126 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE LIFE), 700 SF, ALL 
CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2017

7601 GLAC002-2126 PREPARE AND PAINT INTERIOR CEILING,700 SF, ALL CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2017

7603 GLAC002-2157 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 1 EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

7603 GLAC002-2160 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(PAINT IS BEYOND USEFUL LIFE), 360 
SF, ALL INTERIOR WALLS. 360 SF

RM - 
Recurring 
Maintenanc
e

2017

7603 GLAC002-2157 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',1 
EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

7921 GLAC002-2285 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 4976 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 4976 SF

RM - 
Recurring 
Maintenanc
e

2017

7921 GLAC002-2286 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1500 SF, ALL 
INTERIOR STAINED STAIR FINISHES. 1500 SF

RM - 
Recurring 
Maintenanc
e

2017

7921 GLAC002-2303 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1136 SF, ALL 
AREAS WITH PAINTED CONCRETE FLOORS. 1136 SF

RM - 
Recurring 
Maintenanc
e

2017
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7921 GLAC002-2305 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 1782 SF, ALL INTERIOR 
PAINTED WOOD FLOORS. 1782 SF

RM - 
Recurring 
Maintenanc
e

2017

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2017

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2017

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2017

7923 GLAC002-2395 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 9 EA

RM - 
Recurring 
Maintenanc
e

2017

7923 GLAC002-2423 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 180 LF, ALL EXTERIOR STAIRS. 600 SF

RM - 
Recurring 
Maintenanc
e

2017

7923 GLAC002-2423 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 26900 SF, 
ALL INTERIOR PAINTED WALLS. 26900 SF

RM - 
Recurring 
Maintenanc
e

2017

7924 GLAC002-2509 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4500 SF, ALL 
INTERIOR PAINTED CEILINGS. 4500 SF

RM - 
Recurring 
Maintenanc
e

2017

7924 GLAC002-2489 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 27 EA, ALL INTERIOR DOORS. 27 EA

RM - 
Recurring 
Maintenanc
e

2017

7924 GLAC002-2500 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 500 SF, ALL 
EXTERIOR STAIR TREADS, RISERS & LANDINGS. 500 SF

RM - 
Recurring 
Maintenanc
e

2017

7988 GLAC002-3373 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017
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7928 GLAC002-2572 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1860 SF, 
ALL INTERIOR WALLS. 1860 SF

RM - 
Recurring 
Maintenanc
e

2017

7930 GLAC002-2606 PREPARE/PAINT EXTERIOR WOOD SIDING,(BEYOND SERVICE LIFE), 1120 SF, ALL 
EXTERIOR WOOD SIDING. 1120 SF

RM - 
Recurring 
Maintenanc
e

2017

7930 GLAC002-2617 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 8 EA, ALL INTERIOR DOORS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7970 GLAC002-2665 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3850 SF, 
ALL PAINTED INTERIOR WALLS. 3850 SF

RM - 
Recurring 
Maintenanc
e

2017

7971 GLAC002-2712 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3850 SF, 
ALL INTERIOR PAINTED WALLS. 3850 SF

RM - 
Recurring 
Maintenanc
e

2017

7972 GLAC002-2776 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7078 SF, 
INTERIOR WALLS. 7078 SF

RM - 
Recurring 
Maintenanc
e

2017

7972 GLAC002-2786 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 5558 SF, ALL 
INTERIOR PAINTED CEILING. 5558 SF

RM - 
Recurring 
Maintenanc
e

2017

7973 GLAC002-2830 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), UP TO 4'X8', ALL EXTERIOR DOORS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

7973 GLAC002-2839 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X78", BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

7973 GLAC002-2849 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3268 SF, ALL 
INTERIOR CEILING. 3268 SF

RM - 
Recurring 
Maintenanc
e

2017

7973 GLAC002-2828 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 350 LF, 
ALL EXTERIOR WOOD FRAMED WINDOW SCREENS. 29 WINDOW SCREENS 29 EA

RM - 
Recurring 
Maintenanc
e

2017
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7973 GLAC002-2828 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 255 SF, ALL EXTERIOR WINDOWS.29 EA. 29 EA

RM - 
Recurring 
Maintenanc
e

2017

7974 GLAC002-2886 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1274 SF, ALL 
EXTERIOR WALLS. 1274 SF

RM - 
Recurring 
Maintenanc
e

2017

7974 GLAC002-2895 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x76", BOTH INTEIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

7974 GLAC002-2897 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 990 SF, 
ALL INTERIOR WALLS. 990 SF

RM - 
Recurring 
Maintenanc
e

2017

7975 GLAC002-2925 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2017

7975 GLAC002-2926 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 65 SF, 6 EACH EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

7975 GLAC002-2927 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF, 4 EACH MUTLI SASH WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

7975 GLAC002-2930 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

7975 GLAC002-2936 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL INTERIOR PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2017

7975 GLAC002-2938 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2017

8424 GLAC002-5415 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2017
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8427 GLAC002-5495 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2017

7976 GLAC002-2958 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2017

7976 GLAC002-2959 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 65 SF, ALL EXTERIOR WINDOWS. 8 EA WINDOWS 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7976 GLAC002-2960 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF, 4 EA EXTERIOR MULTI SASH WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

7976 GLAC002-2963 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8428 GLAC002-5535 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2017

7976 GLAC002-2962 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8, BOTH EXTERIOR ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

7976 GLAC002-2969 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED INTERIOR WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2017

7976 GLAC002-2971 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2017

8430 GLAC002-5590 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 60 LF, 
ALL EXTERIOR HANDRAILS AND BENCHES. 60 SF

RM - 
Recurring 
Maintenanc
e

2017

8431 GLAC002-5641 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 30 LF, RAILINGS AT ALL THREE EXTERIOR ENTRIES. 60 SF

RM - 
Recurring 
Maintenanc
e

2017
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8432 GLAC002-5670 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, ALL 
EXTERIOR LATTICE. 50 SF

RM - 
Recurring 
Maintenanc
e

2017

7977 GLAC002-2992 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD SIDING. 880 SF

RM - 
Recurring 
Maintenanc
e

2017

8432 GLAC002-5684 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 30 LF, 
RAILINGS AT ALL THREE EXTERIOR ENTRIES. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

7977 GLAC002-2993 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOWS, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

7977 GLAC002-2994 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EACH, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

7977 GLAC002-3003 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2017

7977 GLAC002-3005 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2017

8433 GLAC002-5723 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 6 LF, 
FRONT STAIRS. 6 SF

RM - 
Recurring 
Maintenanc
e

2017

8438 GLAC002-6015 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 60 SF, ALL 
LATTICE PANELS. 60 SF

RM - 
Recurring 
Maintenanc
e

2017

8438 GLAC002-6036 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 560 SF, ALL 3 SUITES. 560 SF

RM - 
Recurring 
Maintenanc
e

2017

7978 GLAC002-3027 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOW, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017
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7978 GLAC002-3028 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOWS, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

7978 GLAC002-3037 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2017

7978 GLAC002-3039 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2017

8447 GLAC002-6356 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), SY (110 SF), EMPLOYEE REC 
CENTER. 110 SF

RM - 
Recurring 
Maintenanc
e

2017

8459 108 PREPARE AND PAINT EXTERIOR STUCCO WALLS,(RECURRING MAINTENANCE), 424 SF, 
ALL EXTERIOR WALLS. 424 SF

RM - 
Recurring 
Maintenanc
e

2017

7979 GLAC002-3061 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF, EXTERIOR WINDOWS. 6 EA WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

7979 GLAC002-3062 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOW, EXTERIOR WINDOW. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

7979 GLAC002-3071 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL INTERIOR PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2017

7979 GLAC002-3073 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2017

84683 GLAC002-6844 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 60 SF, ALL 
LATTICE PANELS. 60 SF

RM - 
Recurring 
Maintenanc
e

2017

7980 GLAC002-3095 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF, ALL EXTERIOR WINDOWS. 8 EA WINDOWS 8 EA

RM - 
Recurring 
Maintenanc
e

2017
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7980 GLAC002-3105 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
ALL PAINTED WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

94885 GLAC002-6995 PREPARE/PAINT EXTERIOR METAL SIDING,(RECURRING MAINTENANCE), 960 SF, ALL 
EXTERIOR WALLS. 960 SF

RM - 
Recurring 
Maintenanc
e

2017

94885 GLAC002-6997 PREPARE AND PAINT BOTH SIDES OF EXTERIOR METAL DOOR AND FRAME, OVER 4' X 8' 
UP TO 5' X 10',(RECURRING MAINTENANCE), 2 EA, BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

7980 GLAC002-3107 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

228276 GLAC002-7282 PREPARE/PAINT METAL PIPE BOLLARD,(DETERIORATING PAINT), 4 EA, PARKING LOT. 12 LF

RM - 
Recurring 
Maintenanc
e

2017

7981 GLAC002-3130 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOWS, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

7981 GLAC002-3131 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOWS, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

7981 GLAC002-3140 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
INTERIOR PAINTED WALLS. 480 SF

RM - 
Recurring 
Maintenanc
e

2017

7981 GLAC002-3142 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOMS. 480 SF

RM - 
Recurring 
Maintenanc
e

2017

7982 GLAC002-3165 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOWS, EXTERIOR WINDOWS. 480 EA

RM - 
Recurring 
Maintenanc
e

2017

7982 GLAC002-3166 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EACH WINDOWS, EXTERIOR WINDOWS. 480 EA

RM - 
Recurring 
Maintenanc
e

2017
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7982 GLAC002-3175 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2017

7982 GLAC002-3177 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOMS. 32 SF

RM - 
Recurring 
Maintenanc
e

2017

7983 GLAC002-3200 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7983 GLAC002-3210 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOMS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7983 GLAC002-3212 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

7984 GLAC002-3236 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7984 GLAC002-3246 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7984 GLAC002-3248 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

7985 GLAC002-3269 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7985 GLAC002-3279 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7985 GLAC002-3281 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017
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7986 GLAC002-3302 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7986 GLAC002-3312 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7986 GLAC002-3314 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

7987 GLAC002-3334 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2017

7987 GLAC002-3335 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOW, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7987 GLAC002-3345 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7987 GLAC002-3347 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

7988 GLAC002-3368 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2017

7988 GLAC002-3369 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7988 GLAC002-3379 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7988 GLAC002-3381 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017
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7989 GLAC002-3403 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2017

7989 GLAC002-3404 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7989 GLAC002-3414 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7989 GLAC002-3416 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

7990 GLAC002-3437 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2017

7990 GLAC002-3438 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR  WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7990 GLAC002-3448 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7990 GLAC002-3450 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

7991 GLAC002-3472 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EACH WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7991 GLAC002-3482 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7991 GLAC002-3484 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017
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7992 GLAC002-3507 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EACH WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7992 GLAC002-3517 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7992 GLAC002-3519 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 5 SF

RM - 
Recurring 
Maintenanc
e

2017

7993 GLAC002-3541 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

7993 GLAC002-3551 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2017

7993 GLAC002-3553 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

8001 GLAC002-3628 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4612 SF, ALL 
PAINTED CEILING. 4612 SF

RM - 
Recurring 
Maintenanc
e

2017

7921 GLAC002-2296 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 2230 SY, GUEST ROOMS  THAT 
WERE UPGRADED IN 2000. 20070 SF

RM - 
Recurring 
Maintenanc
e

2017

8098 GLAC002-3718 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 124 LF, FRONT PORCH HANDRAILS AND DECORATIVE BALLUSTRAS. 372 SF

RM - 
Recurring 
Maintenanc
e

2017

8098 GLAC002-3718 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 124 LF, FRONT PORCH HANDRAILS AND DECORATIVE BALLUSTRAS. 372 SF

RM - 
Recurring 
Maintenanc
e

2017

8098 GLAC002-3718 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 124 LF, FRONT PORCH HANDRAILS AND DECORATIVE BALLUSTRAS. 372 SF

RM - 
Recurring 
Maintenanc
e

2017
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8098 GLAC002-3719 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANACE), 6269 SF, 
INTERIOR WALLS. 6269 SF

RM - 
Recurring 
Maintenanc
e

2017

8098 GLAC002-3727 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1419 SF, 
BASEMENT LEVEL. 1419 SF

RM - 
Recurring 
Maintenanc
e

2017

8098 GLAC002-3727 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1419 SF, 
BASEMENT LEVEL. 1419 SF

RM - 
Recurring 
Maintenanc
e

2017

8098 GLAC002-3730 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 6818 SF, ALL 
PAINTED INTERIOR CEILINGS. 6818 SF

RM - 
Recurring 
Maintenanc
e

2017

8101 GLAC002-3840 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8102 GLAC002-3870 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8103 GLAC002-3898 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8103 GLAC002-3899 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8104 GLAC002-3932 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8105 GLAC002-3960 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8105 GLAC002-3961 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017
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8106 GLAC002-3992 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8107 GLAC002-4020 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8107 GLAC002-4021 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8104 GLAC002-3930 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 8 SY (68 SF), INTERIOR CARPET. 68 SF

RM - 
Recurring 
Maintenanc
e

2017

8107 GLAC002-4012 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2017

8108 GLAC002-4051 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8109 GLAC002-4080 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8110 GLAC002-4103 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8110 GLAC002-4107 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8110 GLAC002-4108 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING  MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8110 GLAC002-4101 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS, 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017
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8110 GLAC002-4100 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8157 GLAC002-5242 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 338 SY (3038 SF), GUEST ROOMS. 3038 SF

RM - 
Recurring 
Maintenanc
e

2017

8424 GLAC002-5425 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8426 GLAC002-5464 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8427 GLAC002-5504 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8111 GLAC002-4132 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8111 GLAC002-4137 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8428 GLAC002-5544 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8430 GLAC002-5588 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 5 EA, ALL INTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2017

8111 GLAC002-4138 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8111 GLAC002-4131 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 FL, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017
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8111 GLAC002-4130 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8111 GLAC002-4129 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2017

8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RM - 
Recurring 
Maintenanc
e

2017

103833 GLAC002-7029 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,(PROJECTED OF SERVICE LIFE), 1 
EA, AT RD JUNCTION. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

103833 GLAC002-7030 REPLACE PAVEMENT WORDS PER LETTER, 3' TO 6' TALL,(PROJECTED END OF SERVICE 
LIFE), 4 LETTERS 4' TALL, IN ROAD. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8113 GLAC002-4163 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8113 GLAC002-4167 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8113 GLAC002-4168 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8113 GLAC002-4161 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAME SCREENS. 8 EA 8 EA

RM - 
Recurring 
Maintenanc
e

2017

8113 GLAC002-4160 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8115 GLAC002-4193 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017
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8115 GLAC002-4197 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8115 GLAC002-4198 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8115 GLAC002-4191 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62  LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4  EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8115 GLAC002-4190 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8117 GLAC002-4223 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8117 GLAC002-4227 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8117 GLAC002-4228 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8117 GLAC002-4221 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8117 GLAC002-4220 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8118 GLAC002-4253 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8118 GLAC002-4257 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017
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8118 GLAC002-4258 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8118 GLAC002-4251 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8118 GLAC002-4250 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8119 GLAC002-4279 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2017

8120 GLAC002-4312 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2017

8121 GLAC002-4350 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8121 GLAC002-4351 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8121 GLAC002-4352 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
WOOD FLOORS. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8121 GLAC002-4353 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8123 GLAC002-4410 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8123 GLAC002-4411 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017
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8123 GLAC002-4412 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8123 GLAC002-4413 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8125 GLAC002-4470 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8125 GLAC002-4471 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8125 GLAC002-4472 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENENCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8125 GLAC002-4473 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8127 GLAC002-4522 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTEANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2017

8128 GLAC002-4557 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8128 GLAC002-4556 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8128 GLAC002-4559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8128 GLAC002-4563 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017
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8128 GLAC002-4566 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8129 GLAC002-4587 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8129 GLAC002-4586 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8129 GLAC002-4589 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8129 GLAC002-4596 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8130 GLAC002-4623 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8130 GLAC002-4624 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8130 GLAC002-4625 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8130 GLAC002-4626 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8131 GLAC002-4647 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8131 GLAC002-4646 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017
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8131 GLAC002-4649 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8131 GLAC002-4656 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8132 GLAC002-4683 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8132 GLAC002-4684 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8132 GLAC002-4685 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8132 GLAC002-4686 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8133 GLAC002-4707 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 FL, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8133 GLAC002-4706 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8133 GLAC002-4709 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8133 GLAC002-4716 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8134 GLAC002-4743 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017
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8134 GLAC002-4744 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8134 GLAC002-4745 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8134 GLAC002-4746 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8135 GLAC002-4765 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2017

8135 GLAC002-4767 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8135 GLAC002-4766 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8135 GLAC002-4769 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8135 GLAC002-4776 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8136 GLAC002-4795 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2017

8136 GLAC002-4797 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8136 GLAC002-4796 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017
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8136 GLAC002-4799 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8136 GLAC002-4806 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8140 GLAC002-4836 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8142 GLAC002-4866 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8146 GLAC002-4893 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8146 GLAC002-4894 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8147 GLAC002-4926 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8148 GLAC002-4957 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8149 GLAC002-4988 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR  CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8149 GLAC002-4985 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8149 GLAC002-4986 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017
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8149 GLAC002-4987 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8149 GLAC002-4988 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR  CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5016 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5017 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5010 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5009 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5012 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5016 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5017 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8150 GLAC002-5019 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8152 GLAC002-5050 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR  CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017
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8152 GLAC002-5040 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

8152 GLAC002-5043 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8152 GLAC002-5047 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8152 GLAC002-5048 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

8152 GLAC002-5049 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8152 GLAC002-5050 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR  CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8153 GLAC002-5081 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8153 GLAC002-5071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

8153 GLAC002-5074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8153 GLAC002-5078 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8153 GLAC002-5079 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017
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8153 GLAC002-5080 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8153 GLAC002-5081 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5110 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5111 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5104 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EACH 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5103 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5106 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5110 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5111 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5112 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2017

8154 GLAC002-5113 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2017
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8155 GLAC002-5144 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1261 SF, 
ALL INTERIOR PAINTED WALLS. 1261 SF

RM - 
Recurring 
Maintenanc
e

2017

8155 GLAC002-5146 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 172 SF, LAUNDRY 
ROOM. 172 SF

RM - 
Recurring 
Maintenanc
e

2017

8155 GLAC002-5147 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 409 SF, 
HOUSEKEEPING. 409 SF

RM - 
Recurring 
Maintenanc
e

2017

8156 GLAC002-5186 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2017

8156 GLAC002-5183 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5321 SF, ALL 
EXTERIOR WALLS. 5321 SF

RM - 
Recurring 
Maintenanc
e

2017

8156 GLAC002-5186 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2017

8156 GLAC002-5197 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, INTERIOR 
CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2017

8157 GLAC002-5233 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2017

8157 GLAC002-5230 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5321 SF, ALL 
EXTERIOR WALLS. 5321 SF

RM - 
Recurring 
Maintenanc
e

2017

8157 GLAC002-5233 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2017

8157 GLAC002-5243 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, ALL 
INTERIOR CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2017
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8158 GLAC002-5277 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2017

8158 GLAC002-5274 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5321 SF, ALL 
EXTERIOR WALLS. 5321 SF

RM - 
Recurring 
Maintenanc
e

2017

8158 GLAC002-5277 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2017

8158 GLAC002-5287 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, INTERIOR 
CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2017

8179 GLAC002-5327
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 165 SF, ALL EXTERIOR WINDOWS. 33 
EACH

33 EA

RM - 
Recurring 
Maintenanc
e

2017

8179 GLAC002-5334 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 15 EA

RM - 
Recurring 
Maintenanc
e

2017

8179 GLAC002-5355 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3440 SF, 
ALL INETRIOR PAINTED WALLS. 3440 SF

RM - 
Recurring 
Maintenanc
e

2017

8424 GLAC002-5427 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

8424 GLAC002-5428 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1300 SF, 
ALL INTERIOR PAINTED WALLS. 1300 SF

RM - 
Recurring 
Maintenanc
e

2017

8424 GLAC002-5424 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8424 GLAC002-5424 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017
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8426 GLAC002-5455 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2017

8426 GLAC002-5466 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR , RAILINGS AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

8426 GLAC002-5467 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2017

8426 GLAC002-5463 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8426 GLAC002-5463 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8427 GLAC002-5506 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS  AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

8427 GLAC002-5507 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2017

8427 GLAC002-5503 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8427 GLAC002-5503 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8428 GLAC002-5546 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS  AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2017

8428 GLAC002-5547 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2017
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8428 GLAC002-5543 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8428 GLAC002-5543 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8430 GLAC002-5591 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 210 SF, FRONT STAIR 
AND PORCH, TWO SIDE RAMPS, REAR ENTRY LANDING. 210 SF

RM - 
Recurring 
Maintenanc
e

2017

8430 GLAC002-5592 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1600 SF, 
ALL INTERIOR PAINTED WALLS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2017

8431 GLAC002-5635 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 7 EA, ALL INTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2017

8431 GLAC002-5642 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 110 SF, STAIRS 
PORCHES AND LANDINGS AT ALL 3 EXTERIOR ENTRIES. 110 SF

RM - 
Recurring 
Maintenanc
e

2017

8431 GLAC002-5643 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2080 SF, 
ALL INTERIOR WALLS. 2080 SF

RM - 
Recurring 
Maintenanc
e

2017

8432 GLAC002-5681 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

8432 GLAC002-5685 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 80 SF, FRONT STAIR 
AND PORCH, TWO REAR ENTRY LANDINGS. 80 SF

RM - 
Recurring 
Maintenanc
e

2017

8432 GLAC002-5686 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2017

8433 GLAC002-5724 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 125 SF, FRONT 
PORCH AND STAIRS. 125 SF

RM - 
Recurring 
Maintenanc
e

2017
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8433 GLAC002-5725 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 720 SF, 
ALL INTERIOR WALLS. 720 SF

RM - 
Recurring 
Maintenanc
e

2017

8434 GLAC002-5765
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 1700 SF, ALL EXTERIOR WINDOWS ALL LEVELS. 115 
EACH

115 EA

RM - 
Recurring 
Maintenanc
e

2017

8434 GLAC002-5776 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 20 EA VARIOUS SIZED, ALL EXTERIOR DOORS. 20 EA

RM - 
Recurring 
Maintenanc
e

2017

8434 GLAC002-5809 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1580 SF, ALL WOOD 
EXTERIOR AND INTERIOR STAIRS. 1580 SF

RM - 
Recurring 
Maintenanc
e

2017

8434 GLAC002-5809 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1580 SF, ALL WOOD 
EXTERIOR AND INTERIOR STAIRS. 1580 SF

RM - 
Recurring 
Maintenanc
e

2017

8436 GLAC002-5970 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1200 SF, ALL 
INTERIOR PAINTED CEILINGS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2017

8438 GLAC002-6026 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

8438 GLAC002-6031 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 70 SF, FRONT PORCH 
AND STAIRS, REAR ENTRY LANDING. 70 SF

RM - 
Recurring 
Maintenanc
e

2017

8438 GLAC002-6033 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1900 SF, 
ALL INTERIOR WALLS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2017

8438 GLAC002-6038 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 720 SF, ALL 
INTERIOR CEILINGS. 720 SF

RM - 
Recurring 
Maintenanc
e

2017

8438 GLAC002-6019 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017
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8439 GLAC002-6073 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 23 EA, ALL INTERIOR DOORS. 23 EA

RM - 
Recurring 
Maintenanc
e

2017

8439 GLAC002-6082 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7400 SF, 
ALL INTERIOR WALLS. 7400 SF

RM - 
Recurring 
Maintenanc
e

2017

8441 GLAC002-6132 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 155 SF, FRONT 
PORCH. 155 SF

RM - 
Recurring 
Maintenanc
e

2017

8441 GLAC002-6138 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 532 SF, ALL 
INTERIOR CEILING. 532 SF

RM - 
Recurring 
Maintenanc
e

2017

8441 GLAC002-6119 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 752 SF, ALL 
EXTERIOR WALLS, WINDOWS AND DOORS. 752 SF

RM - 
Recurring 
Maintenanc
e

2017

8441 GLAC002-6134 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 900 SF, 
ALL INTERIOR PAINTED WALLS. 900 SF

RM - 
Recurring 
Maintenanc
e

2017

8445 GLAC002-6255 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1600 SF, ALL 
INTERIOR CEILINGS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2017

8445 GLAC002-6235 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 7 EA, ALL INETRIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2017

8445 GLAC002-6249 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1100 SF, 
ALL INTERIOR WALLS. 1100 SF

RM - 
Recurring 
Maintenanc
e

2017

8445 GLAC002-6255 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1600 SF, ALL 
INTERIOR CEILINGS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2017

8446 GLAC002-6306 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1456 SF, 
ALL INTERIOR WALLS. 1456 SF

RM - 
Recurring 
Maintenanc
e

2017
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8446 GLAC002-6305 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 96 SF, BOTH 
ENTRANCES. 112 SF

RM - 
Recurring 
Maintenanc
e

2017

8447 GLAC002-6357 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 331 SF, ALL 
PAINTED CEILINGS. 331 SF

RM - 
Recurring 
Maintenanc
e

2017

8447 GLAC002-6351 PREPARE/PAINT METAL PIPE STAIR RAILING,(RECURRING MAINTENANCE), 50 LF, WEST 
PORCH. 8 SF

RM - 
Recurring 
Maintenanc
e

2017

8447 GLAC002-6352 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 963 SF, 
EMPLOYEE REC CENTER AND RESTROOMS IN AUDITORIUM. 963 SF

RM - 
Recurring 
Maintenanc
e

2017

8450 GLAC002-6403 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2981 SF, 
ALL INTERIOR PAINTED WALLS. 2981 SF

RM - 
Recurring 
Maintenanc
e

2017

8450 GLAC002-6390 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 200 SF, ALL EXTERIOR WINDOWS. 20 EA

RM - 
Recurring 
Maintenanc
e

2017

8450 GLAC002-6392 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

8450 GLAC002-6399 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, BATHROOM DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

8456 GLAC002-6432 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 5 EA, ALL EXTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2017

8456 GLAC002-6439 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 816 SF, 
INTERIOR WALLS. 816 SF

RM - 
Recurring 
Maintenanc
e

2017

8456 GLAC002-6441 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 294 SF, INTERIOR 
CONCRETE FLOORS. 294 SF

RM - 
Recurring 
Maintenanc
e

2017
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8456 GLAC002-6442 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 294 SF, INTERIOR 
CEILING. 294 SF

RM - 
Recurring 
Maintenanc
e

2017

8459 153 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1316 SF, ALL 
PAINTED INTERIOR CEILINGS. 1316 SF

RM - 
Recurring 
Maintenanc
e

2017

8459 142 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 4561 SF, 
ALL PAINTED INTERIOR WALLS. 4561 SF

RM - 
Recurring 
Maintenanc
e

2017

8459 115 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 697 SF, ALL WINDOWS. 36 EA

RM - 
Recurring 
Maintenanc
e

2017

8459 115 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 697 SF, ALL WINDOWS. 36 EA

RM - 
Recurring 
Maintenanc
e

2017

8459 135
PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(RECURRING MAINTENANCE), 32"x98" DOUBLE FRENCH DOORS, NORTH AND SOUTH 
WALLS.

8 EA

RM - 
Recurring 
Maintenanc
e

2017

8459 142 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 4561 SF, 
ALL PAINTED INTERIOR WALLS. 4561 SF

RM - 
Recurring 
Maintenanc
e

2017

8459 152 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 140 SF, REAR 
ENTRANCE TO KITCHEN, JANITOR CLOSET AND ALL CONCRETE PAINTED FLOOR. 140 SF

RM - 
Recurring 
Maintenanc
e

2017

8459 153 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1316 SF, ALL 
PAINTED INTERIOR CEILINGS. 1316 SF

RM - 
Recurring 
Maintenanc
e

2017

9620 GLAC002-6478 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 220 SF, LINEN 
STORAGE ROOM. 220 SF

RM - 
Recurring 
Maintenanc
e

2017

9620 GLAC002-6465 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL 3 EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2017
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9620 GLAC002-6467 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT AND REAR ENTRY DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

9620 GLAC002-6474 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 225 SF, FRONT 
PORCH AND RAMP, REAR PORCH. 225 SF

RM - 
Recurring 
Maintenanc
e

2017

9620 GLAC002-6475 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 400 SF, 
LINEN STORAGE ROOM. 400 SF

RM - 
Recurring 
Maintenanc
e

2017

9620 GLAC002-6476 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 220 SF, LINEN 
STORAGE ROOM. 220 SF

RM - 
Recurring 
Maintenanc
e

2017

9620 GLAC002-6478 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 220 SF, LINEN 
STORAGE ROOM. 220 SF

RM - 
Recurring 
Maintenanc
e

2017

9621 GLAC002-6522 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1600 SF, 
ALL INTERIOR WALLS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2017

9621 GLAC002-6508 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

9621 GLAC002-6504 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2017

9621 GLAC002-6508 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

9621 GLAC002-6521 PREPARE AND PAINT WOOD RAMP AND LANDINGS,(RECURRING MAINTENANCE), 24 SF, 
REAR ENTRY LANDINGS. 24 SF

RM - 
Recurring 
Maintenanc
e

2017

9622 GLAC002-6563 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1120 SF, 
ALL INTERIOR WALLS. 1120 SF

RM - 
Recurring 
Maintenanc
e

2017
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9623 GLAC002-6595 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, BOTH EXTERIOR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

9623 GLAC002-6600 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, BOTH INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

9623 GLAC002-6605 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1200 SF, 
ALL INTERIOR WALLS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2017

9623 GLAC002-6607 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 170 SF, SHOWER 
ROOM. 170 SF

RM - 
Recurring 
Maintenanc
e

2017

9624 GLAC002-6642 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, BOTH EXTERIOR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2017

9624 GLAC002-6647 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, BOTH INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

9624 GLAC002-6652 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1200 SF, 
ALL INTERIOR WALLS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2017

9624 GLAC002-6654 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 170 SF, SHOWER 
ROOM. 170 SF

RM - 
Recurring 
Maintenanc
e

2017

84682 GLAC002-6788 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 15 EA, ALL EXTERIOR WINDOWS. 15 EA

RM - 
Recurring 
Maintenanc
e

2017

84682 GLAC002-6793 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 8 EA, ALL EXTERIOR DOORS. 8 EA

RM - 
Recurring 
Maintenanc
e

2017

84682 GLAC002-6815 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1900 SF, ALL 
INTERIOR PAINTED CEILINGS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2017
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84682 GLAC002-6810 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 600 SF, 
ALL INTERIOR PAINTED WALLS. 600 SF

RM - 
Recurring 
Maintenanc
e

2017

84682 GLAC002-6815 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1900 SF, ALL 
INTERIOR PAINTED CEILINGS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2017

84683 GLAC002-6854 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

84683 GLAC002-6861 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1900 SF, 
ALL INTERIOR WALLS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2017

84683 GLAC002-6866 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 720 SF, ALL 
INTERIOR CEILINGS. 720 SF

RM - 
Recurring 
Maintenanc
e

2017

90665 GLAC002-6907 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTEINANCE), 220 SF, ALL 
PAINTED INTERIOR CEILING. 220 SF

RM - 
Recurring 
Maintenanc
e

2017

90665 GLAC002-6903 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 696 SF, 
INTERIOR PAINTED WALLS. 696 SF

RM - 
Recurring 
Maintenanc
e

2017

90665 GLAC002-6907 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTEINANCE), 220 SF, ALL 
PAINTED INTERIOR CEILING. 220 SF

RM - 
Recurring 
Maintenanc
e

2017

90674 GLAC002-6936 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 95 SF, INTERIOR 
PARTIAL CEILING. 95 SF

RM - 
Recurring 
Maintenanc
e

2017

90674 GLAC002-6935 PREPARE/PAINT INTERIOR WOOD WALL PANEL OR PARTITION, 8' TO 15' 
HIGH,(RECURRING MAINTENANCE), 370 SF, INTERIOR WALLS. 370 SF

RM - 
Recurring 
Maintenanc
e

2017

90674 GLAC002-6935 PREPARE/PAINT INTERIOR WOOD WALL PANEL OR PARTITION, 8' TO 15' 
HIGH,(RECURRING MAINTENANCE), 370 SF, INTERIOR WALLS. 370 SF

RM - 
Recurring 
Maintenanc
e

2017
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90674 GLAC002-6936 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 95 SF, INTERIOR 
PARTIAL CEILING. 95 SF

RM - 
Recurring 
Maintenanc
e

2017

93601 GLAC002-6946 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 
8',(RECURRING MAINTENANCE), 60"X80", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6977 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6968 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 92 LF 6 EA

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6967 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6970 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6974 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6975 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6976 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
WOOD FLOORS. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

93613 GLAC002-6977 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2017

103901 GLAC002-7065 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR 
YELLOW,(RECURRING MAINTENANCE), 178 LF, PARKING AREA. 1 EA

RM - 
Recurring 
Maintenanc
e

2017
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115747 GLAC002-7115 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 7384 SF, ALL 
INTERIOR CEILING. 7384 SF

RM - 
Recurring 
Maintenanc
e

2017

115747 GLAC002-7109 PREPARE AND PAINT METAL STAIRS AND LANDINGS,(RECURRING MAINTENANCE), 350 SF, 
EXTERIOR METAL STAIRS. 350 SF

RM - 
Recurring 
Maintenanc
e

2017

225882 GLAC002-7167 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 150 SF, ALL 
INTERIOR CEILING. 150 SF

RM - 
Recurring 
Maintenanc
e

2017

225882 GLAC002-7159 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 16 SF, EAST AND WEST WALLS. 2 EA

RM - 
Recurring 
Maintenanc
e

2017

225882 GLAC002-7160 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOOR AND FRAME, UP TO 6' X 
7',(RECURRING MAINTENANCE), 1 EA, NORTH WALL. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

225882 GLAC002-7164 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 1 EA, ONLY INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

225882 GLAC002-7165 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2017

225882 GLAC002-7167 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 150 SF, ALL 
INTERIOR CEILING. 150 SF

RM - 
Recurring 
Maintenanc
e

2017

228062 GLAC002-7257 PREPARE/PAINT ATHLETIC COURT MARKINGS,(RECURRING MAINTENANCE), 1 EA, 
PARKING LOT. 1 EA

RM - 
Recurring 
Maintenanc
e

2017

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2017

7601 GLAC002-2113 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2017
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7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2017

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2017

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2017

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2017

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2017

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2017

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2017

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2017

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2017

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2017

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2017
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7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2017

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2017

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2017

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2017

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2017

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2017

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2017

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2017

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2017

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017



Page H-Att 3 227

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2017
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8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2017

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2017

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017
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8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017
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8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017
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8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2017

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017
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8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2017

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2017

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2017

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2017

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2017

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2017

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2017

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2017

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2017

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2017

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2017
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8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2017

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2017

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2017

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2017

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2017

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2017

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2017

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2017

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2017

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2017
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8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2017

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2017

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2017

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2017

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2017

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2017

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2017

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2017

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2017

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2017

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2017
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9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2017

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2017

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2017

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2017

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2017

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2017

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2017

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2017

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2017

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2017
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94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2017

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2017

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2017

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2017

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2017

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2017

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2017

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017
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7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2017

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2017

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2017

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2017
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8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2017

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2017

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2017

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2017
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8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017
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8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017
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84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2017

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2017

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017
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7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2017

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2017

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017
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8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2017

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017
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8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2017

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2017

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2017

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2017
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84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2017

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2017

6790 GLAC002-2000 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 8338 SF, ENTIRE ROAD. 8338 SF

CR - 
Component 
Renewal

2018

7601 GLAC002-2130 REPLACE FIBERGLASS SHOWER STALL, 36" X 36",(PROJECTED END OF USEFUL LIFE), IN 
THE BATHROOM . 1 EA

CR - 
Component 
Renewal

2018

7921 GLAC002-2328 REPLACE COMMERCIAL WATER HEATER, ELECTRIC, OVER 200 UP TO 300 
GALLONS,(PROJECTED END OF USEFUL LIFE), LOWER LEVEL UTILITY ROOM. 2 EA

CR - 
Component 
Renewal

2018

7972 GLAC002-2793 REPLACE WALL HUNG URINAL,(PROJECTED END OF USEFUL LIFE), PUBLIC RESTROOM 
ON NORTH SIDE OF BUILDING. 2 EA

CR - 
Component 
Renewal

2018

7993 GLAC002-3557 REPLACE ENAMEL STEEL SHOWER WITH STONE RECEPTOR, 32" X 32",(PROJECTED END 
OF USEFUL LIFE), BATHROOM IN UNIT A. 1 EA

CR - 
Component 
Renewal

2018

8001 GLAC002-3639 REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(PROJECTED END OF USEFUL LIFE), CORNER AREA OF MAINTENANCE SHOP. 1 EA

CR - 
Component 
Renewal

2018

8001 GLAC002-3666 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), VARIOUS WALL LOCATIONS THROUGHOUT BUILDING. 30 EA

CR - 
Component 
Renewal

2018

8450 GLAC002-6394 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 
2285 SF, ALL ROOF AREAS. 2285 SF

CR - 
Component 
Renewal

2018

8459 173
REPLACE COMMERCIAL KITCHEN HOOD WET CHEMICAL FIRE EXTINGUISHER SYSTEM, 
MINIMUM,(APPROACHING END OF SERVICE LIFE), WALL MOUNTED ADJACENT TO KITCHEN 
HOOD.

1 EA
CR - 
Component 
Renewal

2018

8459 157 REPLACE CAST IRON SERVICE SINK,  WALL HUNG, 22'' X 18'',(AGED AND DETERIORATING), 
FLOOR MOUNTED IN UTILITY CLOSET ON EAST SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2018

9623 GLAC002-6597 REPLACE WOOD CEDAR SHINGLES ON ROOF, 300 SF AND OVER,(PROJECTED END OF 
SERVICE LIFE), 914 SF, ALL ROOF AREA. 914 SF

CR - 
Component 
Renewal

2018

9624 GLAC002-6644 REPLACE WOOD CEDAR SHINGLES ON ROOF, 300 SF AND OVER,(PROJECTED END OF 
SERVICE LIFE), 914 SF, ALL ROOF AREA. 914 SF

CR - 
Component 
Renewal

2018

90665 GLAC002-6912 REPLACE PANELBOARD,100A, 120/208V,  4-WIRE, UP TO 30 CIRCUIT,(PROJECTED END OF 
USEFUL LIFE), INTERIOR WALL MOUNT OVER WORKBENCH. 1 EA

CR - 
Component 
Renewal

2018
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103833 GLAC002-7027 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SURFACE LIFE), 32160 SF, ENTIRE ROAD. 32160 SF

CR - 
Component 
Renewal

2018

103900 GLAC002-7057 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SURFACE), 6434 SF, ENTIRE ROAD. 6434 SF

CR - 
Component 
Renewal

2018

103901 GLAC002-7062 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 7897 SF, ENTIRE ROAD. 7897 SF

CR - 
Component 
Renewal

2018

103902 GLAC002-7066 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 10040 SF, ENTIRE ROAD. 10040 SF

CR - 
Component 
Renewal

2018

228062 GLAC002-7253 REPLACE ENGRAVED WOOD SIGN WITH POST, UP TO 6 SF,SIGN FOR RESTAURANT. 
(PROJECTED END OF SERVICE LIFE). 1 EA. 1 EA

CR - 
Component 
Renewal

2018

228062 GLAC002-7254 REPLACE ENGRAVED WOOD SIGN WITH POST, UP TO 6 SF, (PROJECTED END OF SERVICE 
LIFE). MOTOR INN SIGN. 1 EA. ON MOTEL ROOF. 1 EA

CR - 
Component 
Renewal

2018

232169 GLAC002-7328 REPLACE ELECTRICAL METALLIC TUBING CONDUIT, 1-1/4" TO 2", UP TO 15' ABOVE 
FINISHED GRADE,(PROJECTED END OF USEFUL LIFE), INTERIOR WALL MOUNT. 60 LF 1 EA

CR - 
Component 
Renewal

2018

232169 GLAC002-7324 REPLACE 18" X 18" X 6", NEMA 1, JUNCTION BOX WITH COVER,(PROJECTED END OF 
USEFUL LIFE), INTERIOR WALL MOUNT. 3 EA

CR - 
Component 
Renewal

2018

232169 GLAC002-7325 REPLACE 24" X 24" X 6",  NEMA 1, JUNCTION BOX WITH COVER,(PROJECTED END OF 
USEFUL LIFE), INTERIOR WALL MOUNT. 1 EA

CR - 
Component 
Renewal

2018

232169 GLAC002-7326 REPLACE 6" X 6" X 6", NEMA 1, JUNCTION BOX WITH COVER,(PROJECTED END OF USEFUL 
LIFE), INTERIOR WALL MOUNT. 1 EA

CR - 
Component 
Renewal

2018

232169 GLAC002-7327 REPLACE 4" X 4" WIREWAYS,(PROJECTED END OF USEFUL LIFE), INTERIOR WALL MOUNT. 14 EA
CR - 
Component 
Renewal

2018

232169 GLAC002-7320 REPLACE ROLLED ROOFING, UNDER 300 SF,(PROJECTED END OF USEFUL LIFE), 190 SF, 
ROOF. 190 SF

CR - 
Component 
Renewal

2018

232169 GLAC002-7329 REPLACE SINGLE CONDUCTOR IN EXISTING CONDUIT, #1/0, 150 AMP,(PROJECTED END OF 
USEFUL LIFE), INTERIOR TO CONDUIT, JUNCTION BOXES AND WIREWAYS. 275 LF 1 EA

CR - 
Component 
Renewal

2018

8101 GLAC002-3842 REPLACE ENAMEL STEEL SHOWER WITH STONE RECEPTOR, 32" X 32",(PROJECTED END 
OF USEFUL LIFE), MAIN CABIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2018
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8102 GLAC002-3872 REPLACE ENAMEL STEEL SHOWER WITH STONE RECEPTOR, 32" X 32",(PROJECTED END 
OF USEFUL LIFE), IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2018

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2018

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2018

7924 GLAC002-2501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 8240 SF, 
ALL INTERIOR PAINTED WALLS. 8240 SF

RM - 
Recurring 
Maintenanc
e

2018

7924 GLAC002-2505 PREPARE AND PAINT WOOD FLOOR, (RECURRING MAINTENANCE), 4650 SF, ALL INTERIOR 
PAINTED FLOORS. 4650 SF

RM - 
Recurring 
Maintenanc
e

2018

7930 GLAC002-2628 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 820 SF, ALL 
INTERIOR CEILINGS. 820 SF

RM - 
Recurring 
Maintenanc
e

2018

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 32"x78", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2018

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 32"x78", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2018

7979 GLAC002-3073 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2018

8001 GLAC002-3620 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7265 SF, 
ALL PAINTED INTERIOR WALLS. 7265 SF

RM - 
Recurring 
Maintenanc
e

2018

8001 GLAC002-3627 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1384 SF, ALL 
PAINTED CONCRETE FLOORS. 1384 SF

RM - 
Recurring 
Maintenanc
e

2018
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8101 GLAC002-3832 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS  4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8101 GLAC002-3831 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8101 GLAC002-3834 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8102 GLAC002-3862 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
4 EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8102 GLAC002-3861 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8102 GLAC002-3864 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8103 GLAC002-3892 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 93 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8103 GLAC002-3891 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL EXTERIOR WINDOWS. 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8103 GLAC002-3894 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8103 GLAC002-3901 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2018

8104 GLAC002-3922 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018
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8104 GLAC002-3921 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8104 GLAC002-3924 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8104 GLAC002-3928 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8105 GLAC002-3954 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8105 GLAC002-3953 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8105 GLAC002-3956 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36X79, EXTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8105 GLAC002-3963 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2018

7921 GLAC002-2297 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 6074 SY, ALL GUEST ROOMS THAT 
WERE UPGRADED IN 2001. 54663 SF

RM - 
Recurring 
Maintenanc
e

2018

8106 GLAC002-3984 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8106 GLAC002-3983 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8106 GLAC002-3986 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018
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8106 GLAC002-7332 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8107 GLAC002-4014 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8107 GLAC002-4013 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS, 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8107 GLAC002-4016 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8107 GLAC002-4023 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2018

8108 GLAC002-4043 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8108 GLAC002-4042 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH  WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8108 GLAC002-4045 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8109 GLAC002-4072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8109 GLAC002-4071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8109 GLAC002-4074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018
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8110 GLAC002-4110 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

8111 GLAC002-4140 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

7921 GLAC002-2376 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 4136 SF, ALL 
BALCONIES AND PORCH DECKS. 4136 SF

RM - 
Recurring 
Maintenanc
e

2018

7924 GLAC002-2502 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 960 SF, 
ROOMS 18, 19 AND 20. 960 SF

RM - 
Recurring 
Maintenanc
e

2018

7970 GLAC002-2668 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTNENANCE), 49 SY- (439 SF), 
INTERIOR BATHROOMS. 439 SF

RM - 
Recurring 
Maintenanc
e

2018

7971 GLAC002-2715 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 49 SY (439 SF), 
BATHROOMS. 439 SF

RM - 
Recurring 
Maintenanc
e

2018

7972 GLAC002-2781 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 95 SY (854 SF), 
ALL ROOMS WITH SHEET VINYL FLOORING. 854 SF

RM - 
Recurring 
Maintenanc
e

2018

7972 GLAC002-2783 SAND AND REFINISH HARDWOOD FLOOR,(RECURRING MAINTENANCE), 1271 SF, ALL 
ROOMS WITH WOOD FLOORS. 1271 SF

RM - 
Recurring 
Maintenanc
e

2018

7973 GLAC002-2847 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 250 SY (2254 SF), 
ALL INTERIOR VINYL FLOORING. 2254 SF

RM - 
Recurring 
Maintenanc
e

2018

7974 GLAC002-2900 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 7 SY (60 SF), 
BATHROOM. 60 SF

RM - 
Recurring 
Maintenanc
e

2018

7975 GLAC002-2935 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR WOOD WALLS, DOORS AND WINDOW FRAMES. 928 SF

RM - 
Recurring 
Maintenanc
e

2018
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7976 GLAC002-2968 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR STAIN WOOD WALLS, DOORS AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2018

7977 GLAC002-3002 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR  COAT ALL INTERIOR  WOOD WALLS, DOORS AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2018

7978 GLAC002-3036 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL STAINED WOOD WALLS, DOORS, AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2018

7979 GLAC002-3070 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT WOOD WALL PANELS, DOORS, AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2018

8113 GLAC002-4170 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

7980 GLAC002-3104 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7981 GLAC002-3139 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR WOOD WALLS, DOORS AND WINDOWS. 480 SF

RM - 
Recurring 
Maintenanc
e

2018

7982 GLAC002-3174 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, WINDOWS AND DOORS. 928 SF

RM - 
Recurring 
Maintenanc
e

2018

7983 GLAC002-3209 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7984 GLAC002-3245 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7985 GLAC002-3278 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR  COAT ALL INTERIOR WOOD STAIN WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018
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7986 GLAC002-3311 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING  MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7987 GLAC002-3344 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR STAINED WOOD WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7988 GLAC002-3378 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7989 GLAC002-3413 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7990 GLAC002-3447 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7991 GLAC002-3481 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7992 GLAC002-3516 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COATE ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

7993 GLAC002-3550 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL WOOD STAINED WOOD WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2018

8115 GLAC002-4200 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

8117 GLAC002-4219 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2018

8117 GLAC002-4230 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018
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8118 GLAC002-4249 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2018

8118 GLAC002-4260 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

8119 GLAC002-4281 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 8 EA

RM - 
Recurring 
Maintenanc
e

2018

8119 GLAC002-4280 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8119 GLAC002-4283 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8119 GLAC002-4287 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8119 GLAC002-4288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2018

8120 GLAC002-4314 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8120 GLAC002-4313 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8120 GLAC002-4316 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8120 GLAC002-4320 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018
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8120 GLAC002-4321 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2018

8121 GLAC002-4342 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8121 GLAC002-4344 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS - 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8121 GLAC002-4343 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8121 GLAC002-4346 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8122 GLAC002-4374 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8122 GLAC002-4373 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8122 GLAC002-4376 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8122 GLAC002-4380 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8122 GLAC002-4381 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2018

8123 GLAC002-4402 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018
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8123 GLAC002-4404 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8123 GLAC002-4403 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8123 GLAC002-4406 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8124 GLAC002-4434 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8124 GLAC002-4433 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8124 GLAC002-4436 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8124 GLAC002-4440 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8124 GLAC002-4441 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2018

8125 GLAC002-4462 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8125 GLAC002-4464 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8125 GLAC002-4463 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018



Page H-Att 3 257

8125 GLAC002-4466 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8156 GLAC002-5196 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 378 SF, GUEST 
BATHROOMS. 378 SF

RM - 
Recurring 
Maintenanc
e

2018

8156 GLAC002-5194 REPLACE 12" X 12" VINYL FLOOR TILE,8X8 VINYL TILE.(RECURRING MAINTENANCE), 420 
SF, ALL GUEST BATHROOMS. 420 SF

RM - 
Recurring 
Maintenanc
e

2018

8434 GLAC002-5818 SAND AND REFINISH HARDWOOD FLOOR,(RECURRING MAINTENANCE), 3129 SF, ALL 
INTERIOR WOOD FLOORS. 3129 SF

RM - 
Recurring 
Maintenanc
e

2018

8126 GLAC002-4494 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREEN 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8126 GLAC002-4493 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8126 GLAC002-4496 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8126 GLAC002-4500 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8126 GLAC002-4501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2018

8439 GLAC002-6083 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 24 SF, WATER 
HEATER ROOM. 24 SF

RM - 
Recurring 
Maintenanc
e

2018

8459 147 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 81 SY, 
KITCHEN AND ROOMS ASSOCIATED WITH KITCHEN (728 SF). 728 SF

RM - 
Recurring 
Maintenanc
e

2018
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8459 147 REPLACE 12" X 12" VINYL FLOOR TILE,(PROJECTED END OF USEFUL LIFE), 1076 SF, DINING 
ROOM AREA. 1076 SF

RM - 
Recurring 
Maintenanc
e

2018

90665 GLAC002-6904 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 12 SY (104 SF), TOOL ROOM. 104 SF

RM - 
Recurring 
Maintenanc
e

2018

8127 GLAC002-4524 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

115747 GLAC002-7111 REPLACE CARPET TILES,(PROJECTED END OF USEFUL LIFE), 36 SY, LOUNGES ON BOTH 
1ST AND 2ND FLOOR. 36 SF

RM - 
Recurring 
Maintenanc
e

2018

8127 GLAC002-4523 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8127 GLAC002-4526 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8127 GLAC002-4530 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8127 GLAC002-4531 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2018

8130 GLAC002-4615 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8130 GLAC002-4617 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8130 GLAC002-4616 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018
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8130 GLAC002-4619 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8132 GLAC002-4675 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8132 GLAC002-4677 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOF FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8132 GLAC002-4676 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8132 GLAC002-4679 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8134 GLAC002-4735 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8134 GLAC002-4737 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8134 GLAC002-4736 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8134 GLAC002-4739 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8140 GLAC002-4825 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2018

8140 GLAC002-4827 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2018
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8140 GLAC002-4826 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8140 GLAC002-4829 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8142 GLAC002-4855 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2018

8142 GLAC002-4857 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8142 GLAC002-4856 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8142 GLAC002-4859 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8146 GLAC002-4885 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2018

8146 GLAC002-4887 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8146 GLAC002-4886 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8098 GLAC002-3726 REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",(PROJECTED END OF USEFUL LIFE), 2354 
SF, KITCHEN, KITCHEN STORE ROOM, & SERVING AREA IN DINING ROOM,. 2354 SF

RM - 
Recurring 
Maintenanc
e

2018

8146 GLAC002-4889 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018
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8146 GLAC002-4896 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

8147 GLAC002-4915 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8147 GLAC002-4917 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8147 GLAC002-4916 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8148 GLAC002-4946 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8148 GLAC002-4948 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8148 GLAC002-4947 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8148 GLAC002-4950 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8149 GLAC002-4977 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8149 GLAC002-4979 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8149 GLAC002-4978 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2018
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8149 GLAC002-4981 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8150 GLAC002-5008 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENACE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2018

8150 GLAC002-5010 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8150 GLAC002-5009 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8150 GLAC002-5012 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8150 GLAC002-5019 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

8152 GLAC002-5039 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

8152 GLAC002-5041 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8152 GLAC002-5040 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8152 GLAC002-5043 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8153 GLAC002-5070 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018
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8153 GLAC002-5071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

8153 GLAC002-5074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8154 GLAC002-5102 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2018

8154 GLAC002-5104 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EACH 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8154 GLAC002-5103 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2018

8154 GLAC002-5106 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

8154 GLAC002-5113 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2018

8155 GLAC002-5146 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 172 SF, LAUNDRY 
ROOM. 172 SF

RM - 
Recurring 
Maintenanc
e

2018

8434 GLAC002-5811 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 39067 SF, 
ALL PAINTED INTERIOR WALLS. 39067 SF

RM - 
Recurring 
Maintenanc
e

2018

8435 GLAC002-5915 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2200 SF, 
ALL INTERIOR PAINTED WALLS. 2200 SF

RM - 
Recurring 
Maintenanc
e

2018

8435 GLAC002-5916 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 1200 SF, ALL 
INTERIOR WOOD PANELING. 1200 SF

RM - 
Recurring 
Maintenanc
e

2018
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8436 GLAC002-5963 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 13 EA, ALL INTERIOR DOORS. 13 EA

RM - 
Recurring 
Maintenanc
e

2018

8436 GLAC002-5967 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 5200 SF, 
ALL INTERIOR PAINTED WALLS. 5200 SF

RM - 
Recurring 
Maintenanc
e

2018

8441 GLAC002-6134 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 900 SF, 
ALL INTERIOR PAINTED WALLS. 900 SF

RM - 
Recurring 
Maintenanc
e

2018

8441 GLAC002-6135 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 145 SF, LAUNDRY 
ROOM. 145 SF

RM - 
Recurring 
Maintenanc
e

2018

8445 GLAC002-6235 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 7 EA, ALL INETRIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2018

8447 GLAC002-6352 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 963 SF, 
EMPLOYEE REC CENTER AND RESTROOMS IN AUDITORIUM. 963 SF

RM - 
Recurring 
Maintenanc
e

2018

8456 GLAC002-6439 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 816 SF, 
INTERIOR WALLS. 816 SF

RM - 
Recurring 
Maintenanc
e

2018

8456 GLAC002-6442 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 294 SF, INTERIOR 
CEILING. 294 SF

RM - 
Recurring 
Maintenanc
e

2018

93601 GLAC002-6946 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 
8',(RECURRING MAINTENANCE), 60"X80", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

93613 GLAC002-6966 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2018

93613 GLAC002-6968 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 92 LF 6 EA

RM - 
Recurring 
Maintenanc
e

2018
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93613 GLAC002-6967 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2018

93613 GLAC002-6970 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2018

115747 GLAC002-7089 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5880 SF, ALL 
EXTERIOR WALLS. 5880 SF

RM - 
Recurring 
Maintenanc
e

2018

115747 GLAC002-7101
PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 
8',PAINT BOTH SIDES OF ALL METAL DOORS. (RECURRING MAINTENANCE), BASEMENT 
STORAGE ROOM.

8 EA

RM - 
Recurring 
Maintenanc
e

2018

115747 GLAC002-7110 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 21934 SF, 
ALL INTERIOR PAINTED WALLS ON ALL LEVELS. 21934 SF

RM - 
Recurring 
Maintenanc
e

2018

115747 GLAC002-7114 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1455 SF, 
CONCRETE FLOORS IN BASEMENT LEVEL. 1455 SF

RM - 
Recurring 
Maintenanc
e

2018

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2018

7601 GLAC002-2114 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2018

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2018

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2018

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2018
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7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2018

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2018

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2018

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2018

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2018

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2018

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2018

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2018

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2018

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2018

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2018
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7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2018

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2018

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2018

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2018

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2018

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2018

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018
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7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2018

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2018

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2018

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018
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8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018
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8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018
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8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018
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8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2018

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2018

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2018

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2018
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8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2018

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2018

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2018

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2018

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2018

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2018

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2018

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2018

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2018

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2018

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2018
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8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2018

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2018

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2018

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2018

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2018

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2018

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2018

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2018

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2018

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2018

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2018



Page H-Att 3 275

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2018

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2018

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2018

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2018

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2018

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2018

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2018

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2018

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2018

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2018

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2018
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9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2018

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2018

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2018

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2018

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2018

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2018

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2018

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2018

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2018

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2018
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231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2018

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2018

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2018

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2018

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2018

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018
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7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2018

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2018

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2018

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018
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8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2018

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2018

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2018

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2018

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2018

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018
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8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2018
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9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018
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115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2018

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2018

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2018

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2018

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2018
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8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2018

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2018
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8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2018

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2018

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2018

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2018
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9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2018

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2018

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2018

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2018

8103 GLAC002-3898
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE,  WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"X80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2019

8105 GLAC002-3960
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"x80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2019

8122 GLAC002-4380
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR BATHROOM.

1 EA
CR - 
Component 
Renewal

2019

8124 GLAC002-4440
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE  INTERIOR DOOR AND 
HARDWARE,  WITH LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2019

8127 GLAC002-4530
REFURBISH OR REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL.  UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"X79", INTERIOR BATHROOM DOOR.

1 EA
CR - 
Component 
Renewal

2019

8146 GLAC002-4893
REFURBISH OR  REPLACE SOLID CORE WOOD TONGUE & GROOVE INTERIOR DOOR AND 
HARDWARE, WITH LIKE MATERIAL UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 
30"x79", INTERIOR DOOR.

1 EA
CR - 
Component 
Renewal

2019
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8424 GLAC002-5439 REPLACE ELECTRIC BASEBOARD HEATER, 8' TO 10', 1500 TO 1875 WATTS,(BENT 
HOUSINGS), THROUGHOUT THE BUILDING. 2 EA

CR - 
Component 
Renewal

2019

8158 GLAC002-5238 REPLACE WOOD PANELING,(PROJECTED END OF USEFUL LIFE), 2768 SF ON WALLS UP 4', 
GUEST ROOMS. 2768 SF

CR - 
Component 
Renewal

2019

8441 GLAC002-6143 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), EXTERIOR WALL ON WEST SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2019

8447 GLAC002-6339
REPLACE TREE BARK VENEERS ON DOORS WITH LIKE MATERIAL.,(PROJECTED END OF 
USEFUL LIFE), 70 SF, 3 EXTERIOR AUDITORIUM DOORS. AND 3 INTERIOR DOORS IN 
AUDITORIUM.

6 EA
CR - 
Component 
Renewal

2019

9623 GLAC002-6620 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2019

9624 GLAC002-6666 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 1 EA

CR - 
Component 
Renewal

2019

9624 GLAC002-6669 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2019

9624 GLAC002-6668 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 12 EA

CR - 
Component 
Renewal

2019

84682 GLAC002-6828 REPLACE SERVICE DROP CABLE, UP TO 4/0 ALUMINUM,(PROJECTED END OF USEFUL 
LIFE), AT REAR OF THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2019

84682 GLAC002-6822 REPLACE 52" PADDLE BLADE AIR CIRCULATOR CEILING FAN WITH 3 SPEED 
SWITCH,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 2 EA

CR - 
Component 
Renewal

2019

84682 GLAC002-6829 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 30 EA

CR - 
Component 
Renewal

2019

84683 GLAC002-6876 REPLACE SERVICE ENTRANCE  WEATHERHEAD, UP TO 2" CONDUIT,(PROJECTED END OF 
USEFUL LIFE), AT END OF THE BUIILDING. 1 EA

CR - 
Component 
Renewal

2019

84683 GLAC002-6877 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF SERVICE 
LIFE), THROUGHOUT THE BUILDING. 10 EA

CR - 
Component 
Renewal

2019

90665 GLAC002-6908 REPLACE EPOXY RESIN LABORATORY SINK,(PROJECTED END OF USEFUL LIFE), DOUBLE 
COMPARTMENT, INSIDE BUILDING AT SOUTHWEST ENTRANCE. 1 EA

CR - 
Component 
Renewal

2019

103846 GLAC002-7037 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 3348 SF,  ENTIRE ROAD. 3348 SF

CR - 
Component 
Renewal

2019
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103879 GLAC002-7049 REPLACE LANDSCAPING TIMBERS, 8" X 8",(PROJECTED END OF SERVICE LIFE), 81 LF, CAR 
STOP, TIMBER POLE. 81 LF

CR - 
Component 
Renewal

2019

225882 GLAC002-7170 REPLACE EMT CONDUIT AND CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2019

7921 GLAC002-2336
REPLACE ELECTRIC UNIT HEATER, FAN DRIVEN, UP TO 10 KW,(PROJECTED END OF 
SERVICE LIFE.), CEILING MOUNT IN EMPLOYEE SERVICES ROOM ON NORTH SIDE OF 
KITCHEN.

3 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

7912 GLAC002-2180 REPLACE IN-LINE CENTRIFUGAL PUMP, 1-1/2 HP,(PROJECTED END OF USEFUL LIFE), 
WITHIN THE BUILDING. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

7921 GLAC002-2323
REPLACE WOOD SHAKE SHINGLE ROOF, 300 SF AND OVER,REPLACE WITH LIKE 
MATERIAL. (PROJECTED END OF USEFUL LIFE ) ROOF OF THE CUPOLA ON THE PORTE 
COCHERE.

1625 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

7921 GLAC002-2354 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF SERVICE 
LIFE.), VARIOUS LOCATIONS THROUGHOUT BUILDING. 400 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

7930 GLAC002-2635 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",(PROJECTED END 
OF USEFUL LIFE), ON EXTERIOR OF THE BUILDING. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

7921 GLAC002-2330 REPLACE DOMESTIC HOT WATER STORAGE TANK, 500 GALLON,(PROJECTED END OF 
SERVICE LIFE.), LOWER LEVEL UTILITY ROOM WITH TWO LOCHINVAR WATER HEATERS. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

7970 GLAC002-2689
REPLACE INCANDESCENT FIXTURE, SURFACE MOUNTED, UP TO 150 WATT, 
INTERIOR,(PROJECTED END OF SERVICE LIFE.), CEILING MOUNT IN LENIN STORAGE AND 
UTILITY ROOM.

3 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

7971 GLAC002-2736
REPLACE INCANDESCENT FIXTURE, SURFACE MOUNTED, UP TO 150 WATT, 
INTERIOR,(PROJECTED END OF SERVICE LIFE.), CEILING MOUNT IN LENIN STORAGE AND 
UTILITY ROOMS.

3 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019
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8001 GLAC002-3672 REPLACE MANUAL PULL STATION,(AT END OF USEFUL LIFE), EXTERIOR WALL MOUNT 
NEXT TO MAIN ENTRY DOOR. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8102 GLAC002-3875 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNTED IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8103 GLAC002-3905 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8103 GLAC002-3909 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8104 GLAC002-3937 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNTED IN BEDROOM AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8105 GLAC002-3967 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNTED IN BEDROOM AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8105 GLAC002-3971 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), MAIN 
LIVING AREA NEXT TO LAVATORY. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8106 GLAC002-3997 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN BEDROOM AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8107 GLAC002-4027 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN BEDROOM AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019
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8108 GLAC002-4055 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8108 GLAC002-4058 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8110 GLAC002-4114 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8111 GLAC002-4144 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8115 GLAC002-4204 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8118 GLAC002-4264 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8122 GLAC002-4387 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8123 GLAC002-4417 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8126 GLAC002-4507 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019
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8127 GLAC002-4540 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8128 GLAC002-4570 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8130 GLAC002-4630 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8131 GLAC002-4660 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8133 GLAC002-4720 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8135 GLAC002-4780 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT AT END OF USEFUL LIFE. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8146 GLAC002-4901 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(AT END OF 
USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8147 GLAC002-4931 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8149 GLAC002-4993 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(AT END OF 
USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019
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8154 GLAC002-5118 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8155 GLAC002-5164 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 200 AMPS, 24 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT ON SOUTH END OF HOUSEKEEPING ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8155 GLAC002-5156 REPLACE HOSE BIB, UP TO 3/4",(PROJECTED END OF USEFUL LIFE), WALL MOUNT IN 
LAUNDRY ROOM. 10 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8157 GLAC002-5249
REMOVE HEATER COMPONENT ASBESTOS INSULATION,(AS PART OF HOT WATER TANK 
REPLACEMENT), 150 SF (PROJECTED END OF USEFUL LIFE) UTILITY ROOM NEXT TO LINEN 
STORAGE ROOM.

1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8157 GLAC002-5249 REPLACE DOMESTIC HOT WATER STORAGE TANK, 500 GALLON,(PROJECTED END OF 
USEFUL LIFE), UTILITY ROOM NEXT TO LINNEN STORAGE ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8158 GLAC002-5293 REPLACE DOMESTIC HOT WATER STORAGE TANK, 500 GALLON,(AT END OF USEFUL LIFE), 
UTILITY ROOM. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8434 GLAC002-5865 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(NEAR END OF USEFUL LIFE), 
INTERIOR VARIOUS LOCATIONS. 100 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

8441 GLAC002-6131 REPLACE WOOD STAIR RAILING, SINGLE RAIL AND POSTS,(PROJECTED END OF USEFUL 
LIFE AND SHOWING SIGNS OF WOOD DECAY), 70 LF, FRONT PORCH. 28 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

8456 GLAC002-6436 REPLACE GALVANIZED STEEL GUTTERS,(PROJECTED END OF USEFUL LIFE SHOWING 
SOME DAMAGE), 20 LF, ROOF AREA. 20 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019
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90665 GLAC002-6897 REPLACE WOOD SHAKE ROOF, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 728 
SF, ROOF. 728 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

90674 GLAC002-6938 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED  END OF USEFUL 
LIFE), INTERIOR WALL MOUNTED. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

93613 GLAC002-6982 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WALL MOUNT IN MAIN LIVING AREA. 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

94885 GLAC002-7008 REPLACE HOSE BIB, UP TO 3/4",(PROJECTED END OF USEFUL LIFE), WALL MOUNT NEXT 
TO LAVATORIES IN MEN'S AND WOMEN'S RESTROOM/SHOWER AREA/. 2 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

103599 GLAC002-7025 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(EXPECTED END OF 
SERVICE LIFE), 2,100 SF, ENTIRE ROAD. 2100 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

103879 GLAC002-7048 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(END OF SERVICE 
LIFE), 5190 SF, ENTIRE ROAD. 5190 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

103899 GLAC002-7055 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(END OF SERVICE 
LIFE), 5112 SF, ENTIRE PARKING AREA. 5112 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

228002 GLAC002-7209 REPLACE LANDSCAPE TIMBERS, 4'' X 6'',(REPLACE WOOD PLANTER), 6'X6', IN FRONT OF 
JAMMER JOES. 24 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

228058 GLAC002-7236 REPLACE LENS ON PARKING LOT LIGHT STANDARD, UP TO 400W,(END OF SERVICE LIFE, 2 
OF 4 DEFICIENT), 4 EA, IN PHONE BOOTH. 4 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019
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228059 GLAC002-7240 REPLACE WOOD STAIRS, INCLUDING STRINGERS, RISERS AND TREADS,(PROJECTED END 
OF SERVICE LIFE), 226 SF, BEHIND LODGE. 226 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

228059 GLAC002-7244 REPLACE CONCRETE SIDEWALK, OVER 8 SF,(END OF SERVICE LIFE), 1460 SF, CONCRETE 
PORCH ENTRANCE. 1460 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

228159 GLAC002-7268 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), INTERIOR DOMESTIC WATER SYSTEM. 50 LF 1 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

228174 GLAC002-7271 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(AT END OF 
USEFUL LIFE), BELOW GRADE WASTE WATER SYSTEM. 50 LF 50 EA

CRDM - 
Component 
Renewal 
Defer Maint

2019

231812 GLAC002-7290 REPLACE EXTERIOR WOOD FASCIA BOARD. SINGLE STORY,(PROJECTED END OF USEFUL 
LIFE), 22 LF, AROUND BUILDING. 22 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

232112 GLAC002-7304 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(END OF SERVICE 
LIFE), 4,532 SF, ENTIRE PARKING LOT. 4532 SF

CRDM - 
Component 
Renewal 
Defer Maint

2019

232113 GLAC002-7306 REPLACE CONCRETE CURB AND GUTTER, STRAIGHT,(END OF SERVICE LIFE), 25 LF, 
PARKING LOT CLOSEST TO DORM. 25 LF

CRDM - 
Component 
Renewal 
Defer Maint

2019

7601 GLAC002-2104 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',3 
EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2019

7912 GLAC002-2175 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',1 
EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019

7603 GLAC002-2153 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 450 SF, ALL 
EXTERIOR SIDING. 450 SF

RM - 
Recurring 
Maintenanc
e

2019
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7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2019

7921 GLAC002-2306 SAND AND REFINISH HARDWOOD FLOOR,(RECURRING MAINTENANCE), 2680 SF, ALL 
GUEST ROOMS WITH STAIN HARDWOOD FLOORS, MAINLY IN SOUTH ANNEX. 2680 SF

RM - 
Recurring 
Maintenanc
e

2019

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2019

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2019

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2019

7923 GLAC002-2427 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 12000 SF, ALL 
INTERIOR PAINTED CEILINGS. 12000 SF

RM - 
Recurring 
Maintenanc
e

2019

7923 GLAC002-2423 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,180 LF, ALL 
EXTERIOR STAIRS. 600 SF

RM - 
Recurring 
Maintenanc
e

2019

7924 GLAC002-2476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',7 
EA, ALL EXTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2019

7928 GLAC002-2559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, BOTH EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2019

7928 GLAC002-2566 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 7',5 
EA, ALL INTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2019

7928 GLAC002-2578 PREPARE AND PAINT INTERIOR CEILING,1200 SF, ALL INTERIOR CEILINGS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2019
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7970 GLAC002-2665 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3850 SF, 
ALL PAINTED INTERIOR WALLS. 3850 SF

RM - 
Recurring 
Maintenanc
e

2019

7970 GLAC002-2657 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5724 SF, ALL 
EXTERIOR WALLS. 5724 SF

RM - 
Recurring 
Maintenanc
e

2019

7971 GLAC002-2712 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3850 SF, 
ALL INTERIOR PAINTED WALLS. 3850 SF

RM - 
Recurring 
Maintenanc
e

2019

7972 GLAC002-2776 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7078 SF, 
INTERIOR WALLS. 7078 SF

RM - 
Recurring 
Maintenanc
e

2019

7972 GLAC002-2752 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 10993 SF, ALL 
EXTERIOR WALLS. 10993 SF

RM - 
Recurring 
Maintenanc
e

2019

7974 GLAC002-2895 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x76", BOTH INTEIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

7974 GLAC002-2897 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 990 SF, 
ALL INTERIOR WALLS. 990 SF

RM - 
Recurring 
Maintenanc
e

2019

7975 GLAC002-2930 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

7975 GLAC002-2936 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL INTERIOR PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2019

7975 GLAC002-2938 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2019

7975 GLAC002-2926 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE ONLY,65 
SF, 6 EACH EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019
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7975 GLAC002-2927 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF, 4 EACH MUTLI SASH WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

7976 GLAC002-2963 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 7',2 EA 
3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

7976 GLAC002-2962 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,4X8, BOTH EXTERIOR 
ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

7976 GLAC002-2969 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED INTERIOR WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2019

7976 GLAC002-2971 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2019

7976 GLAC002-2959 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 65 SF, ALL EXTERIOR WINDOWS. 8 EA WINDOWS 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7976 GLAC002-2960 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,28 SF, 4 EA EXTERIOR MULTI SASH WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

7977 GLAC002-3003 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2019

7977 GLAC002-3005 PREPARE AND PAINT WOOD FLOOR,32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2019

7977 GLAC002-2993 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE ONLY,51 
SF 6 EA WINDOWS, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019

7977 GLAC002-2994 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,28 SF 4 EACH, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2019
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7978 GLAC002-3037 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',224 SF, ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2019

7978 GLAC002-3039 PREPARE AND PAINT WOOD FLOOR,32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2019

7978 GLAC002-3027 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOW, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019

7978 GLAC002-3028 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOWS, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

7979 GLAC002-3071 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL INTERIOR PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2019

7979 GLAC002-3061 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF, EXTERIOR WINDOWS. 6 EA WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019

7979 GLAC002-3062 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOW, EXTERIOR WINDOW. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

7980 GLAC002-3105 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
ALL PAINTED WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7980 GLAC002-3107 PREPARE AND PAINT WOOD FLOOR,30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7980 GLAC002-3095 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7981 GLAC002-3140 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
INTERIOR PAINTED WALLS. 480 SF

RM - 
Recurring 
Maintenanc
e

2019
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7981 GLAC002-3142 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOMS. 480 SF

RM - 
Recurring 
Maintenanc
e

2019

7981 GLAC002-3130 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOWS, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019

7981 GLAC002-3131 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOWS, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

7982 GLAC002-3175 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2019

7982 GLAC002-3177 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOMS. 32 SF

RM - 
Recurring 
Maintenanc
e

2019

7982 GLAC002-3165 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOWS, EXTERIOR WINDOWS. 480 EA

RM - 
Recurring 
Maintenanc
e

2019

7982 GLAC002-3166 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EACH WINDOWS, EXTERIOR WINDOWS. 480 EA

RM - 
Recurring 
Maintenanc
e

2019

7983 GLAC002-3210 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOMS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7983 GLAC002-3212 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7983 GLAC002-3200 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7984 GLAC002-3246 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019
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7984 GLAC002-3248 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7984 GLAC002-3236 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7985 GLAC002-3279 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7985 GLAC002-3281 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7985 GLAC002-3269 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7986 GLAC002-3312 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7986 GLAC002-3314 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7986 GLAC002-3302 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7987 GLAC002-3345 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7987 GLAC002-3347 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7987 GLAC002-3335 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOW, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019
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7988 GLAC002-3379 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7988 GLAC002-3381 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7988 GLAC002-3369 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7989 GLAC002-3414 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7989 GLAC002-3416 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7989 GLAC002-3404 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7990 GLAC002-3448 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7990 GLAC002-3450 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7990 GLAC002-3438 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR  WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7988 GLAC002-3373 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

7991 GLAC002-3482 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019
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7991 GLAC002-3484 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7991 GLAC002-3472 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EACH WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7992 GLAC002-3517 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7992 GLAC002-3519 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 5 SF

RM - 
Recurring 
Maintenanc
e

2019

7992 GLAC002-3507 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EACH WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

7993 GLAC002-3551 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2019

7993 GLAC002-3553 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

7993 GLAC002-3541 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

8099 GLAC002-3791 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7856 SF, 
ALL INTERIOR WALLS. 7856 SF

RM - 
Recurring 
Maintenanc
e

2019

8119 GLAC002-4290 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2019

8120 GLAC002-4323 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2019
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8121 GLAC002-4350 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

8121 GLAC002-4351 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2019

8122 GLAC002-4383 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2019

8123 GLAC002-4410 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

8123 GLAC002-4411 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2019

8124 GLAC002-4443 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2019

8125 GLAC002-4470 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

8125 GLAC002-4471 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2019

8126 GLAC002-4503 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2019

8127 GLAC002-4533 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2019

8128 GLAC002-4559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019
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8128 GLAC002-4563 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019

8128 GLAC002-4557 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8128 GLAC002-4556 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8129 GLAC002-4589 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019

8129 GLAC002-4587 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8129 GLAC002-4586 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8130 GLAC002-4623 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

8130 GLAC002-4624 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2019

8131 GLAC002-4649 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019

8131 GLAC002-4647 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8131 GLAC002-4646 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019
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8132 GLAC002-4683 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

8132 GLAC002-4684 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2019

8133 GLAC002-4709 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019

8133 GLAC002-4707 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 FL, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8133 GLAC002-4706 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8134 GLAC002-4743 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

8134 GLAC002-4744 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2019

8135 GLAC002-4769 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019

8135 GLAC002-4767 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8135 GLAC002-4766 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8135 GLAC002-4765 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2019
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8136 GLAC002-4799 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2019

8136 GLAC002-4797 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8136 GLAC002-4796 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

8155 GLAC002-5144 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1261 SF, 
ALL INTERIOR PAINTED WALLS. 1261 SF

RM - 
Recurring 
Maintenanc
e

2019

8157 GLAC002-5241 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 757 SF 8X8 VINYL 
TILE, GUEST BATHROOMS. 757 SF

RM - 
Recurring 
Maintenanc
e

2019

8156 GLAC002-5197 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, INTERIOR 
CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2019

8157 GLAC002-5243 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, ALL 
INTERIOR CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2019

8158 GLAC002-5287 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, INTERIOR 
CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2019

8424 GLAC002-5415 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2019

8424 GLAC002-5428 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1300 SF, 
ALL INTERIOR PAINTED WALLS. 1300 SF

RM - 
Recurring 
Maintenanc
e

2019

8424 GLAC002-5427 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2019
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8426 GLAC002-5467 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2019

8426 GLAC002-5466 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR , RAILINGS AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

8427 GLAC002-5495 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2019

8427 GLAC002-5507 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2019

8427 GLAC002-5506 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS  AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

8428 GLAC002-5535 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2019

8428 GLAC002-5547 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2019

8428 GLAC002-5546 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS  AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

8430 GLAC002-5592 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1600 SF, 
ALL INTERIOR PAINTED WALLS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2019

8430 GLAC002-5590 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 60 LF, 
ALL EXTERIOR HANDRAILS AND BENCHES. 60 SF

RM - 
Recurring 
Maintenanc
e

2019

8430 GLAC002-5593 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(PROJECTED END OF USEFUL LIFE), 480 SF, 
ALL WOOD PANELING THROUGHOUT. 480 SF

RM - 
Recurring 
Maintenanc
e

2019
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8430 GLAC002-5591 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 210 SF, FRONT STAIR 
AND PORCH, TWO SIDE RAMPS, REAR ENTRY LANDING. 210 SF

RM - 
Recurring 
Maintenanc
e

2019

8431 GLAC002-5635 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 7 EA, ALL INTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2019

8431 GLAC002-5643 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2080 SF, 
ALL INTERIOR WALLS. 2080 SF

RM - 
Recurring 
Maintenanc
e

2019

8431 GLAC002-5641 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 30 LF, RAILINGS AT ALL THREE EXTERIOR ENTRIES. 60 SF

RM - 
Recurring 
Maintenanc
e

2019

8431 GLAC002-5642 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 110 SF, STAIRS 
PORCHES AND LANDINGS AT ALL 3 EXTERIOR ENTRIES. 110 SF

RM - 
Recurring 
Maintenanc
e

2019

8432 GLAC002-5681 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019

8432 GLAC002-5686 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2019

8432 GLAC002-5685 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 80 SF, FRONT STAIR 
AND PORCH, TWO REAR ENTRY LANDINGS. 80 SF

RM - 
Recurring 
Maintenanc
e

2019

8432 GLAC002-5670 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, ALL 
EXTERIOR LATTICE. 50 SF

RM - 
Recurring 
Maintenanc
e

2019

8432 GLAC002-5684 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 30 LF, 
RAILINGS AT ALL THREE EXTERIOR ENTRIES. 30 SF

RM - 
Recurring 
Maintenanc
e

2019

8433 GLAC002-5725 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 720 SF, 
ALL INTERIOR WALLS. 720 SF

RM - 
Recurring 
Maintenanc
e

2019
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8433 GLAC002-5724 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 125 SF, FRONT 
PORCH AND STAIRS. 125 SF

RM - 
Recurring 
Maintenanc
e

2019

8433 GLAC002-5723 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 6 LF, 
FRONT STAIRS. 6 SF

RM - 
Recurring 
Maintenanc
e

2019

8434 GLAC002-5776 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 20 EA VARIOUS SIZED, ALL EXTERIOR DOORS. 20 EA

RM - 
Recurring 
Maintenanc
e

2019

8434 GLAC002-5765
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 1700 SF, ALL EXTERIOR WINDOWS ALL LEVELS. 115 
EACH

115 EA

RM - 
Recurring 
Maintenanc
e

2019

8434 GLAC002-5758 PREPARE/PAINT EXTERIOR STUCCO WALLS, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 4960 SF, ALL EXTERIOR STUCCO WALLS. 4960 SF

RM - 
Recurring 
Maintenanc
e

2019

8438 GLAC002-6026 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019

8438 GLAC002-6033 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1900 SF, 
ALL INTERIOR WALLS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2019

8438 GLAC002-6031 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 70 SF, FRONT PORCH 
AND STAIRS, REAR ENTRY LANDING. 70 SF

RM - 
Recurring 
Maintenanc
e

2019

8438 GLAC002-6015 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 60 SF, ALL 
LATTICE PANELS. 60 SF

RM - 
Recurring 
Maintenanc
e

2019

8439 GLAC002-6073 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 23 EA, ALL INTERIOR DOORS. 23 EA

RM - 
Recurring 
Maintenanc
e

2019

8439 GLAC002-6082 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7400 SF, 
ALL INTERIOR WALLS. 7400 SF

RM - 
Recurring 
Maintenanc
e

2019
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8439 GLAC002-6081 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 150 LF, ALL EXTERIOR RAILINGS. 38 SF

RM - 
Recurring 
Maintenanc
e

2019

8439 GLAC002-6080 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 600 SF, ALL 
EXTERIOR STAIR TREADS AND PORCHES. 600 SF

RM - 
Recurring 
Maintenanc
e

2019

8441 GLAC002-6132 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 155 SF, FRONT 
PORCH. 155 SF

RM - 
Recurring 
Maintenanc
e

2019

8445 GLAC002-6247 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 100 SF, SOUTH SUITE 
INTERIOR STAIRWAY. 100 SF

RM - 
Recurring 
Maintenanc
e

2019

8446 GLAC002-6306 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1456 SF, 
ALL INTERIOR WALLS. 1456 SF

RM - 
Recurring 
Maintenanc
e

2019

8450 GLAC002-6403 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2981 SF, 
ALL INTERIOR PAINTED WALLS. 2981 SF

RM - 
Recurring 
Maintenanc
e

2019

8450 GLAC002-6404 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 1540 SF, ALL 
WAINSCOAT. 1540 SF

RM - 
Recurring 
Maintenanc
e

2019

8450 GLAC002-6402 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 200 SF, FRONT 
PORCH AND STAIRS. 200 SF

RM - 
Recurring 
Maintenanc
e

2019

8456 GLAC002-6432 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 5 EA, ALL EXTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2019

8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RM - 
Recurring 
Maintenanc
e

2019

9621 GLAC002-6522 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1600 SF, 
ALL INTERIOR WALLS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2019
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9621 GLAC002-6520 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 50 SF, FRONT PORCH 
AND STAIRS. 50 SF

RM - 
Recurring 
Maintenanc
e

2019

9622 GLAC002-6563 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1120 SF, 
ALL INTERIOR WALLS. 1120 SF

RM - 
Recurring 
Maintenanc
e

2019

9623 GLAC002-6595 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, BOTH EXTERIOR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

9623 GLAC002-6600 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, BOTH INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

9623 GLAC002-6607 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 170 SF, SHOWER 
ROOM. 170 SF

RM - 
Recurring 
Maintenanc
e

2019

9623 GLAC002-6605 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1200 SF, 
ALL INTERIOR WALLS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2019

9623 GLAC002-6606 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 380 SF, SLEEPING 
ROOMS. 380 SF

RM - 
Recurring 
Maintenanc
e

2019

9624 GLAC002-6642 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, BOTH EXTERIOR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2019

9624 GLAC002-6647 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, BOTH INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

9624 GLAC002-6654 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 170 SF, SHOWER 
ROOM. 170 SF

RM - 
Recurring 
Maintenanc
e

2019

9624 GLAC002-6652 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1200 SF, 
ALL INTERIOR WALLS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2019
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9624 GLAC002-6653 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 380 SF, SLEEPING 
ROOMS. 380 SF

RM - 
Recurring 
Maintenanc
e

2019

84682 GLAC002-6793 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 8 EA, ALL EXTERIOR DOORS. 8 EA

RM - 
Recurring 
Maintenanc
e

2019

84682 GLAC002-6788 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 15 EA, ALL EXTERIOR WINDOWS. 15 EA

RM - 
Recurring 
Maintenanc
e

2019

84683 GLAC002-6844 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 60 SF, ALL 
LATTICE PANELS. 60 SF

RM - 
Recurring 
Maintenanc
e

2019

84683 GLAC002-6854 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2019

84683 GLAC002-6861 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1900 SF, 
ALL INTERIOR WALLS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2019

84683 GLAC002-6860 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 30 LF, FRONT PORCH AND STAIRS, REAR ENTRY LANDING. 8 SF

RM - 
Recurring 
Maintenanc
e

2019

84683 GLAC002-6859 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 120 SF, FRONT 
PORCH AND STAIRS, REAR ENTRY LANDING. 120 SF

RM - 
Recurring 
Maintenanc
e

2019

94885 GLAC002-6997 PREPARE AND PAINT BOTH SIDES OF EXTERIOR METAL DOOR AND FRAME, OVER 4' X 8' 
UP TO 5' X 10',(RECURRING MAINTENANCE), 2 EA, BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2019

94885 GLAC002-6995 PREPARE/PAINT EXTERIOR METAL SIDING,(RECURRING MAINTENANCE), 960 SF, ALL 
EXTERIOR WALLS. 960 SF

RM - 
Recurring 
Maintenanc
e

2019

228260 GLAC002-7276 PREPARE AND PAINT EXTERIOR WOOD BRIDGE DECKING,(PROJECTED END OF SERVICE 
LIFE), 5809 SF, REPAINT ENTIRE BRIDGE EVERY 5 YEARS. 5809 SF

RM - 
Recurring 
Maintenanc
e

2019
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228261 GLAC002-7277 PREPARE AND PAINT EXTERIOR WOOD BRIDGE DECKING,(RECURRING MAINTENANCE), 
5809 SF, REPAINT EVERY 5 YEARS. 5809 SF

RM - 
Recurring 
Maintenanc
e

2019

228276 GLAC002-7282 PREPARE/PAINT METAL PIPE BOLLARD,4 EA, PARKING LOT. 12 LF

RM - 
Recurring 
Maintenanc
e

2019

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2019

7601 GLAC002-2115 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2019

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2019

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2019

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2019

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2019

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2019

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2019

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2019
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7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2019

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2019

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2019

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2019

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2019

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2019

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2019

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2019

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2019

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2019

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2019
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7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2019

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2019

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019
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7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2019

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2019

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2019

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019
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8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019
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8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019
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8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019
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8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2019

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2019

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2019

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2019

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2019

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2019

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2019

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2019
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8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2019

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2019

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2019

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2019

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2019

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2019

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2019

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2019

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2019

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2019
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8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2019

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2019

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2019

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2019

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2019

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2019

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2019

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2019

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2019

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2019

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2019
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8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2019

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2019

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2019

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2019

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2019

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2019

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2019

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2019

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2019

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2019
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90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2019

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2019

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2019

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2019

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2019

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2019

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2019

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2019

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2019

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2019
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7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2019

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2019

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2019

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2019



Page H-Att 3 325

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2019

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2019

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2019

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2019
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8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2019

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2019

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019
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8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019
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84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2019

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2019

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019
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7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2019

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2019

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019
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8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019
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8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2019

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2019

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2019

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019
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84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2019

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2019

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2019

7600 GLAC002-2024
REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE WITH 
LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 3 EA, EXTERIOR 
STORAGE ROOM DOORS.

3 EA
CR - 
Component 
Renewal

2020

7603 GLAC002-2161 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2020

7603 GLAC002-2155 REPLACE VERTICAL BOARD SIDING,(PROJECTED END OF USEFUL LIFE), 342 SF, SIDE AND 
REAR WALLS. 342 SF

CR - 
Component 
Renewal

2020

7603 GLAC002-2157
REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE WITH 
LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, FRONT DOOR. 
USE LIKE MATERIAL.

1 EA
CR - 
Component 
Renewal

2020

7603 GLAC002-2154 REPLACE BOARD AND BATTEN SIDING, UNFINISHED,(PROJECTED END OF USEFUL LIFE), 
108, FRONT (NORTH) WALL. 108 SF

CR - 
Component 
Renewal

2020

7603 GLAC002-2165 REPLACE EMT CONDUIT AND CABLE, #10, 30 AMP,(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2020

7921 GLAC002-2254
REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 34"X80", BASEMENT LEVEL GLASS SHOP AND 
PLUMBERS SHOP.

2 EA
CR - 
Component 
Renewal

2020

7921 GLAC002-2313 REPLACE WALL MOUNTED LAVATORY WITH FAUCET AND DRAIN, 19'' X 17'',(PROJECT END 
OF USEFUL LIFE), WOMEN'S EMPLOYEE ONLY RESTROOM. 2 EA

CR - 
Component 
Renewal

2020

7921 GLAC002-2338 REPLACE AIR CURTAIN, UP TO 60'' LONG, UP TO 8' HIGH,(PROJECTED END OF USEFUL 
LIFE), VARIOUS EXTERIOR DOORS THROUGHOUT BUILDING. 4 EA

CR - 
Component 
Renewal

2020

7921 GLAC002-2352 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
VARIOUS LOCATIONS THROUGHOUT BUILDING. 100 EA

CR - 
Component 
Renewal

2020

7923 GLAC002-2389 REPLACE PAINTED BEVEL OR CLAPBOARD SIDING, MULTIPLE STORY,(PROJECTED END 
OF USEFUL LIFE), 1140 SF ESTIMATED, NORTH AND WEST WALLS OF ORIGINAL BUILDING. 1140 SF

CR - 
Component 
Renewal

2020
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7924 GLAC002-2518 REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(PROJECTED END OF USEFUL LIFE), WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2020

7923 GLAC002-2455 REPLACE INCANDESCENT FIXTURE, EXTERIOR, UP TO 100 WATT, SURFACE,(PROJECTED 
END OF USEFUL LIFE), AROUND THE PERIMETER OF THE BUILDING. 8 EA

CR - 
Component 
Renewal

2020

7924 GLAC002-2471 REPLACE BEVEL OR CLAPBOARD SIDING, UNPAINTED,(PROJECTED END OF USEFUL LIFE), 
3840 SF, ALL EXTERIOR SIDING. 3840 SF

CR - 
Component 
Renewal

2020

7928 GLAC002-2592 REPLACE 30 AMP SAFETY SWITCH, 3 POLE, 250 VOLT, NON-FUSED, NEMA 1,(PROJECTED 
END OF USEFUL LIFE), INTERIOR FOR PUMPS AND FILTER SYSTEM. 4 EA

CR - 
Component 
Renewal

2020

7928 GLAC002-2582 REPLACE FIBERGLASS SHOWER, 32" X 32",(PROJECTED END OF USEFUL LIFE), IN THE 
BATHROOM. 1 EA

CR - 
Component 
Renewal

2020

7928 GLAC002-2580 REPLACE WALL MOUNTED LAVATORY WITH FAUCET AND DRAIN, 19'' X 17'',(PROJECTED 
END OF USEFUL LIFE), IN BATHROOM. 1 EA

CR - 
Component 
Renewal

2020

7928 GLAC002-2597 REPLACE INCANDESCENT FIXTURE, EXTERIOR, UP TO 100 WATT, SURFACE,(PROJECTED 
END OF USEFUL LIFE), AT ENTRY ON PORCH. 1 EA

CR - 
Component 
Renewal

2020

7930 GLAC002-2610
REFURBISH/REPLACE DOUBLE HUNG WINDOW WITH LIKE MATERIALS, OVER 6 SF UP TO 
12 SF, SINGLE PANE GLASS, WOOD FRAME,(PROJECTED END OF USEFUL LIFE), 4 EA, 
WEST WALLS OF SOUTHWEST BEDROOM AND LIVING ROOM.

4 EA
CR - 
Component 
Renewal

2020

7930 GLAC002-2611

REFURBISH/REPLACE FIXED SASH WINDOW WITH LIKE MATERIALS, OVER 6 SF UP TO 12 
SF, SINGLE PANE GLASS, WOOD FRAME,(PROJECTED END OF USEFUL LIFE), 3 EA, NORTH 
WALL OF NORTHWEST BEDROOM; EAST AND WEST WALLS OF SOUTHEAST AND 
SOUTHWEST BEDROOMS.

3 EA
CR - 
Component 
Renewal

2020

7930 GLAC002-2612
REFURBISH/REPLACE FIXED SASH WINDOW WITH LIKE MATERIALS, OVER 6 SF UP TO 12 
SF, SINGLE PANE GLASS, WOOD FRAME,(PROJECTED END OF USEFUL LIFE), 1 EA, NORTH 
WALL OF NORTHEAST BEDROOM.

1 EA
CR - 
Component 
Renewal

2020

7930 GLAC002-2613
REPLACE OR REFURBISH HALF GLASS WOOD EXTERIOR DOOR WITH FRAME AND 
HARDWARE WITH LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, 
NORTH ENTRY DOOR.

1 EA
CR - 
Component 
Renewal

2020

7970 GLAC002-2696 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
WALL MOUNT IN UTILITY ROOM. 1 EA

CR - 
Component 
Renewal

2020

7928 GLAC002-2579 REPLACE WALL/FLOOR MOUNTED WATER CLOSET, TANK TYPE,(PROJECTED END OF 
USEFUL LIFE), IN THE BATHROOM. 1 EA

CR - 
Component 
Renewal

2020

7972 GLAC002-2761
REPLACE OR REFURBISH FULL GLASS EXTERIOR WOOD DOUBLE DOORS WITH FRAME 
AND HARDWARE WITH LIKE MATERIALS, OPENING OVER 3' X 7' UP TO 8' X 8',(PROJECTED 
END OF USEFUL LIFE), 72"x83" DOOR, MAIN ENTRANCE TO STORE.

1 EA
CR - 
Component 
Renewal

2020

7970 GLAC002-2679 REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(PROJECTED END OF USEFUL LIFE), INSIDE MECHANICAL ROOM. 1 EA

CR - 
Component 
Renewal

2020
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7971 GLAC002-2726 REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(PROJECTED END OF USEFUL LIFE), INSIDE UTILITY ROOM. 1 EA

CR - 
Component 
Renewal

2020

7972 GLAC002-2818 REPLACE MANUAL PULL STATION,(PROJECTED END OF SERVICE LIFE.), VARIOUS 
LOCATIONS THROUGHOUT BUILDING. 3 EA

CR - 
Component 
Renewal

2020

7972 GLAC002-2813 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF SERVICE LIFE.), 
WALL MOUNT NEXT TO RESTROOM LAVATORIES. 4 EA

CR - 
Component 
Renewal

2020

7972 GLAC002-2812 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF SERVICE 
LIFE.), VARIOUS WALL LOCATIONS THROUGHOUT BUILDING. 45 EA

CR - 
Component 
Renewal

2020

7973 GLAC002-2832 REPLACE PANELED EXTERIOR WOOD DOOR, UP TO 3' X7',(PROJECTED END OF USEFUL 
LIFE), 32"x80" 5 PANEL - REPLACE WITH LIKE OR REFURBISH, CAMP LAUNDRY DOOR. 1 EA

CR - 
Component 
Renewal

2020

7973 GLAC002-2839
REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), REPLACE OR REFURBISH 30"X78" 5 PANEL, 
RESTROOM DOORS.

2 EA
CR - 
Component 
Renewal

2020

7973 GLAC002-2835 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 4380 SF, ROOF. 4380 SF

CR - 
Component 
Renewal

2020

7973 GLAC002-2877 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), WALL MOUNT AT 
BUILDING EXITS. 2 EA

CR - 
Component 
Renewal

2020

7973 GLAC002-2873 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), 
COMMON AREA MEN'S AND WOMEN'S RESTROOM. 2 EA

CR - 
Component 
Renewal

2020

7973 GLAC002-2871 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), VARIOUS LOCATIONS THROUGHOUT BUILDING. 18 EA

CR - 
Component 
Renewal

2020

7974 GLAC002-2892 REPLACE ASPHALT SHINGLES, CLASS A, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 648 SF, ROOF. 648 SF

CR - 
Component 
Renewal

2020

7975 GLAC002-2931 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 480 SF, ROOF. 480 SF

CR - 
Component 
Renewal

2020

7975 GLAC002-2948 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 8 EA

CR - 
Component 
Renewal

2020

7976 GLAC002-2964 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 480 SF, ROOF REPLACE WITH LIKE MATERIAL. 480 SF

CR - 
Component 
Renewal

2020

7977 GLAC002-2998 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 480 SF, ROOF. 480 SF

CR - 
Component 
Renewal

2020
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7977 GLAC002-3016 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN UNIT A. 1 EA

CR - 
Component 
Renewal

2020

7977 GLAC002-3015 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 7 EA

CR - 
Component 
Renewal

2020

7978 GLAC002-3032 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 480 SF, ROOF. 480 SF

CR - 
Component 
Renewal

2020

7978 GLAC002-3050 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVTORIES IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7978 GLAC002-3049 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 6 EA

CR - 
Component 
Renewal

2020

7978 GLAC002-3052 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7979 GLAC002-3066 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 480 SF, ROOF. 480 SF

CR - 
Component 
Renewal

2020

7979 GLAC002-3084 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN UNITS A & B. 1 EA

CR - 
Component 
Renewal

2020

7979 GLAC002-3083 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 7 EA

CR - 
Component 
Renewal

2020

7979 GLAC002-3086 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7980 GLAC002-3100 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7980 GLAC002-3119 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7980 GLAC002-3118 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 6 EA

CR - 
Component 
Renewal

2020

7980 GLAC002-3121 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7981 GLAC002-3135 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 480 SF, ROOF. 480 SF

CR - 
Component 
Renewal

2020
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7981 GLAC002-3153 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 480 EA

CR - 
Component 
Renewal

2020

7981 GLAC002-3156 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 480 EA

CR - 
Component 
Renewal

2020

7982 GLAC002-3170 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 480 SF, ROOF. 480 SF

CR - 
Component 
Renewal

2020

7982 GLAC002-3189 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN UNIT A. 1 EA

CR - 
Component 
Renewal

2020

7982 GLAC002-3188 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 7 EA

CR - 
Component 
Renewal

2020

7982 GLAC002-3191 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7983 GLAC002-3205 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7983 GLAC002-3225 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN UNIT A. 1 EA

CR - 
Component 
Renewal

2020

7983 GLAC002-3227 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7984 GLAC002-3241 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7984 GLAC002-3258 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 8 EA

CR - 
Component 
Renewal

2020

7984 GLAC002-3260 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7985 GLAC002-3274 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7985 GLAC002-3291 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 8 EA

CR - 
Component 
Renewal

2020

7985 GLAC002-3293 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020
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7986 GLAC002-3307 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7986 GLAC002-3324 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 8 EA

CR - 
Component 
Renewal

2020

7986 GLAC002-3326 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7987 GLAC002-3340 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7987 GLAC002-3360 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7988 GLAC002-3374 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7988 GLAC002-3392 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 8 EA

CR - 
Component 
Renewal

2020

7988 GLAC002-3395 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7989 GLAC002-3409 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7989 GLAC002-3429 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7990 GLAC002-3443 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7990 GLAC002-3461 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7990 GLAC002-3460 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 6 EA

CR - 
Component 
Renewal

2020

7990 GLAC002-3463 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7991 GLAC002-3477 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020
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7991 GLAC002-3496 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), NEXT 
TO LAVATORY IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7991 GLAC002-3498 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7992 GLAC002-3477 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7992 GLAC002-3528 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 8 EA

CR - 
Component 
Renewal

2020

7992 GLAC002-3532 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

7993 GLAC002-3546 REPLACE ARCHITECTURAL SHINGLES, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 384 SF, ROOF. 384 SF

CR - 
Component 
Renewal

2020

7993 GLAC002-3564 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN UNITS A & B. 8 EA

CR - 
Component 
Renewal

2020

7993 GLAC002-3566 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN UNITS A & B. 2 EA

CR - 
Component 
Renewal

2020

8001 GLAC002-3670 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
WALL MOUNT IN MAINTENANCE SHOP AREA. 1 EA

CR - 
Component 
Renewal

2020

8001 GLAC002-3643
REPLACE CENTRIFUGAL SUPPLY OR EXHAUST FAN, 1380 CFM, 12" DIAMETER, IN LINE, 
COMPLETE WITH DISCONNECT SWITCH,(PROJECTED END OF USEFUL LIFE), ROOF 
MOUNTED.

1 EA
CR - 
Component 
Renewal

2020

8001 GLAC002-3645 REPLACE CENTRIFUGAL EXHAUST FAN, UP TO 815 CFM, 12" SQUARE OR ROUND, ROOF 
OR WALL MOUNTED,(PROJECTED END OF USEFUL LIFE), ROOF MOUNT. 2 EA

CR - 
Component 
Renewal

2020

8001 GLAC002-3653
REPLACE COMMERCIAL KITCHEN HOOD WET CHEMICAL FIRE EXTINGUISHER SYSTEM, 
MINIMUM,(PROJECTED END OF USEFUL LIFE), WALL MOUNT ADJACENT TO KITCHEN 
PREPARATION EXHAUST HOOD.

1 EA
CR - 
Component 
Renewal

2020

8001 GLAC002-3659
REPLACE EXTERIOR, QUARTZ FIXTURE, 1500 WATT, WALL MOUNTED,(PROJECTED END 
OF USEFUL LIFE), MOUNTED AT ROOF RIDGE LINE ON EAST SIDE OF BULDING OVER 
DELIVERY DOCK AREA.

1 EA
CR - 
Component 
Renewal

2020

8001 GLAC002-3657
REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF USEFUL 
LIFE), 12"X12" SQUARE SOFFIT MOUNT, NEXT TO EXTERIOR DOOR TO EMPLOYEE LOUNGE 
AREA.

1 EA
CR - 
Component 
Renewal

2020

8001 GLAC002-3662 REPLACE TWO LAMP 8' LONG FLUORESCENT FIXTURE SURFACE MOUNTED WITH WRAP-
AROUND LENS,(PROJECTED END OF USEFUL LIFE), KITCHEN PREPARATION AREA. 10 EA

CR - 
Component 
Renewal

2020
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8098 GLAC002-3699 REPLACE ROLLED ROOFING, 300 SF AND OVER,(PROJECTED END OF USEFUL LIFE), 2871 
SF, ROOF. 2871 SF

CR - 
Component 
Renewal

2020

8098 GLAC002-3728 REPLACE WOOD LAMINATE FLOOR, (PROJECTED END OF USEFUL LIFE), 1740 SF, DINING 
ROOM. 1740 SF

CR - 
Component 
Renewal

2020

8098 GLAC002-3752 REPLACE UNHEATED AIR CURTAIN UP TO 60" LONG,(PROJECTED END OF USEFUL LIFE), 
OVER EXTERIOR DOOR TO KITCHEN PREPARATION AREA. 3 EA

CR - 
Component 
Renewal

2020

8098 GLAC002-3761 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(PROJECTED END OF 
USEFUL LIFE), INTERIOR WALL MOUNT IN VARIOUS LOCATIONS THROUGHOUT BUILDING. 6 EA

CR - 
Component 
Renewal

2020

8098 GLAC002-3756 REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF USEFUL 
LIFE), EXTERIOR WALL ON NORTH, WEST, AND EAST SIDES OF BUILDING. 5 EA

CR - 
Component 
Renewal

2020

8098 GLAC002-3764
REPLACE INDUSTRIAL TYPE FLUORESCENT, 4'  TWO LAMP 40 WATT, 
PENDANT,(PROJECTED END OF USEFUL LIFE), VARIOUS LOCATIONS THROUGHOUT 
BUILDING.

68 EA
CR - 
Component 
Renewal

2020

8099 GLAC002-3821 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
WALL MOUNT IN UTILITY ROOM NEXT TO LENIN STORAGE ROOM. 1 EA

CR - 
Component 
Renewal

2020

8099 GLAC002-3820 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), WALL MOUNT AT 
WEST END OF COMMON AREA HALLWAY. 1 EA

CR - 
Component 
Renewal

2020

8099 GLAC002-3816 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(PROJECTED END OF 
USEFUL LIFE), WEST END OF COMMON AREA HALLWAY. 1 EA

CR - 
Component 
Renewal

2020

8099 GLAC002-3812 REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF USEFUL 
LIFE), EXTERIOR AT EAST END OF BUILDING. 1 EA

CR - 
Component 
Renewal

2020

7972 GLAC002-2804 REPLACE ELECTRIC UNIT HEATER, FAN DRIVEN, UP TO 10 KW,(PROJECTED END OF 
SERVICE LIFE.), CEILING MOUNT IN GENERAL STORE AREA. 2 EA

CR - 
Component 
Renewal

2020

8098 GLAC002-3739 REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(PROJECTED END OF USEFUL LIFE), BASEMENT MAINTENANCE / UTILITY ROOM. 1 EA

CR - 
Component 
Renewal

2020

8110 GLAC002-4118 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), MAIN 
LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8110 GLAC002-4120 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8111 GLAC002-4148 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020
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8111 GLAC002-4150 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8113 GLAC002-4178 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8113 GLAC002-4180 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8115 GLAC002-4208 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8115 GLAC002-4210 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8117 GLAC002-4238 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8117 GLAC002-4240 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8118 GLAC002-4268 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8118 GLAC002-4270 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8119 GLAC002-4301 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), MAIN 
LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8119 GLAC002-4300 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8119 GLAC002-4303 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8120 GLAC002-4331 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), MAIN 
LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8120 GLAC002-4330 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8120 GLAC002-4333 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING AND WALL MOUNTED IN BEDROOM. 2 EA

CR - 
Component 
Renewal

2020
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8121 GLAC002-4350
REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 7',REFURBISH  
OR REPLACE WITH LIKE MATERIALS.(PROJECTED END OF USEFUL LIFE), 30"X80", 
INTERIOR DOORS.

2 EA
CR - 
Component 
Renewal

2020

8121 GLAC002-4361 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8121 GLAC002-4360 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS AND MAIN LIVING AREA. 3 EA

CR - 
Component 
Renewal

2020

8121 GLAC002-4363 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8122 GLAC002-4391 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), MAIN 
LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8122 GLAC002-4390 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8122 GLAC002-4393 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 2 EA

CR - 
Component 
Renewal

2020

8123 GLAC002-4410
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL.  UP TO 3' X 7',(PROJECTED END  OF USEFUL LIFE), 30"x80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

8123 GLAC002-4421 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8123 GLAC002-4420 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS AND MAIN LIVING AREA. 3 EA

CR - 
Component 
Renewal

2020

8123 GLAC002-4423 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA AND BEDROOM. 2 EA

CR - 
Component 
Renewal

2020

8124 GLAC002-4450 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8124 GLAC002-4449 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8124 GLAC002-4453 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 2 EA

CR - 
Component 
Renewal

2020

8125 GLAC002-4470
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"X80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020
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8125 GLAC002-4481 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8125 GLAC002-4480 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS AND MAIN LIVING AREA. 3 EA

CR - 
Component 
Renewal

2020

8125 GLAC002-4483 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8126 GLAC002-4511 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8126 GLAC002-4510 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8126 GLAC002-4513 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8127 GLAC002-4544 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8127 GLAC002-4543 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8127 GLAC002-4546 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8128 GLAC002-4574 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8128 GLAC002-4573 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8128 GLAC002-4576 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8129 GLAC002-4604 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8129 GLAC002-4603 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8129 GLAC002-4606 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020
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8130 GLAC002-4623
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"x80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

8130 GLAC002-4633 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS AND MAIN LIVING AREA. 3 EA

CR - 
Component 
Renewal

2020

8130 GLAC002-4636 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8131 GLAC002-4664 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8131 GLAC002-4663 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8131 GLAC002-4666 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8132 GLAC002-4683
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIALS. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"x80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

8132 GLAC002-4694 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8132 GLAC002-4693 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS. 2 EA

CR - 
Component 
Renewal

2020

8132 GLAC002-4696 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8133 GLAC002-4724 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8133 GLAC002-4723 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8133 GLAC002-4726 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8134 GLAC002-4743
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"x80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

8134 GLAC002-4754 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020
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8134 GLAC002-4753 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS. 2 EA

CR - 
Component 
Renewal

2020

8134 GLAC002-4756 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8135 GLAC002-4784 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8135 GLAC002-4783 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8135 GLAC002-4786 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8136 GLAC002-4814 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8136 GLAC002-4813 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8136 GLAC002-4816 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8140 GLAC002-4844 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8140 GLAC002-4846 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8142 GLAC002-4874 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8142 GLAC002-4876 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2020

8146 GLAC002-4904 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT IN BEDROOM AND IN MAIN LIVING AREA NEXT TO LAVATORY. 2 EA

CR - 
Component 
Renewal

2020

8146 GLAC002-4906 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8147 GLAC002-4923
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL  LIFE), 30"X80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020
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8147 GLAC002-4935 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8147 GLAC002-4934 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS. 2 EA

CR - 
Component 
Renewal

2020

8147 GLAC002-4937 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8148 GLAC002-4954
REFUBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE,  WITH 
LIKE MATERIAL.UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"x80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

8148 GLAC002-4966 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8148 GLAC002-4965 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS. 2 EA

CR - 
Component 
Renewal

2020

8148 GLAC002-4968 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8149 GLAC002-4997 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8149 GLAC002-4996 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS AND MAIN LIVING AREA. 3 EA

CR - 
Component 
Renewal

2020

8149 GLAC002-4999 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8150 GLAC002-5028 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8150 GLAC002-5027 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8150 GLAC002-5030 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8152 GLAC002-5059 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

8152 GLAC002-5058 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS AND MAIN LIVING AREA. 3 EA

CR - 
Component 
Renewal

2020
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8152 GLAC002-5061 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8153 GLAC002-5078
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"x80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

8153 GLAC002-5093 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8154 GLAC002-5122 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8154 GLAC002-5121 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2020

8154 GLAC002-5124 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING. 1 EA

CR - 
Component 
Renewal

2020

8155 GLAC002-5172 REPLACE BX ARMORED CABLE, #10, 30 AMP,(PROJECTED END OF USEFUL LIFE), 
INTERIOR ELECTRICAL WIRING SYSTEM. 200 LF 1 EA

CR - 
Component 
Renewal

2020

8155 GLAC002-5171 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT IN ADA AND WOMEN'S RESTROOM. 2 EA

CR - 
Component 
Renewal

2020

8155 GLAC002-5165 REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN NORTH AND EAST SIDES OF BUILDING. 2 EA

CR - 
Component 
Renewal

2020

8155 GLAC002-5173 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CELING MOUNT IN LAUNDRY ROOM AND HOUSEKEEPING ROOM. 2 EA

CR - 
Component 
Renewal

2020

8156 GLAC002-5219 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
WALL MOUNT IN UTILITY ROOM NEXT TO LENIN STORAGE ROOM. 1 EA

CR - 
Component 
Renewal

2020

8119 GLAC002-4292 REPLACE FIBERGLASS SHOWER, 32" X 32",(PROJECTED END OF USEFUL LIFE), IN MAIN 
LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8127 GLAC002-4535 REPLACE FIBERGLASS SHOWER, 32" X 32",(PROJECTED END OF USEFUL LIFE), IN MAIN 
LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

8156 GLAC002-5218 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), EXTERIOR POLE 
MOUNT ON NORTH SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2020

8157 GLAC002-5263 REPLACE ANNUNCIATOR PANEL, UP TO 16 ZONES,(PROJECTED END OF USEFUL LIFE), 
WALL MOUNT IN UTILITY ROOM. 1 EA

CR - 
Component 
Renewal

2020
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8157 GLAC002-5262 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), EXTERIOR POLE 
MOUNTED ON NORTH SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2020

8158 GLAC002-5306 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), EXTERIOR POLE 
MOUNTED ON NORTH SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2020

8179 GLAC002-5337
REPLACE OR REFURBISH HALF GLASS WOOD EXTERIOR DOOR WITH FRAME AND 
HARDWARE, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 2 EA, NORTH 
STORAGE/LAUNDRY WING.

2 EA
CR - 
Component 
Renewal

2020

8179 GLAC002-5389 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 3 EA

CR - 
Component 
Renewal

2020

8179 GLAC002-5341 REPLACE PREFABRICATED METAL FRAMED SKYLIGHT,(PROJECTED END OF USEFUL 
LIFE), 120 SF, ABOVE KITCHEN. 1 EA

CR - 
Component 
Renewal

2020

8179 GLAC002-5390 REPLACE EXIT LIGHT W/BATTERY BACKUP, INTERIOR,(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 3 EA

CR - 
Component 
Renewal

2020

8179 GLAC002-5388 REPLACE LIGHTING FIXTURE LENS, 1' X 4' FLUORESCENT,(PROJECTED END OF USEFUL 
LIFE), PENDANT MOUNTED THROUGHOUT THE BUILDING. 16 EA

CR - 
Component 
Renewal

2020

8185 GLAC002-5401 REPLACE WATER METER, UP TO 50 GPM,(PROJECTED END OF USEFUL LIFE), AT WATER 
SERVICE ENTRANCE. 1 EA

CR - 
Component 
Renewal

2020

8185 GLAC002-5398 REPLACE METAL LOUVER, OVER 3 UP TO 5 SF,(PROJECTED END OF SERVICE LIFE), 1 EA, 
NORTH WALL. 5 SF

CR - 
Component 
Renewal

2020

8185 GLAC002-5405 REPLACE EMT CONDUIT AND CABLE, #10, 30 AMP,(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 60 LF 1 EA

CR - 
Component 
Renewal

2020

8185 GLAC002-5404 REPLACE RAINPROOF RESIDENTIAL LOAD CENTER, OVER 125 UP TO 200 AMP, 30 
CIRCUIT,(PROJECTED END OF USEFUL LIFE), ON THE EXTERIOR OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2020

8431 GLAC002-5623 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 50 SF, SIDE WALLS AND 
FRONT WALL AND PORCH. 50 SF

CR - 
Component 
Renewal

2020

8434 GLAC002-5835 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), INTERIOR AND SUB GRADE WASTE PIPE SYSTEM. 1000 LF 1 EA

CR - 
Component 
Renewal

2020

8434 GLAC002-5836 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), 2" FLOOR DRAIN SYSTEM, VARIOUS FLOOR LOCATIONS. 300 LF 1 EA

CR - 
Component 
Renewal

2020

8434 GLAC002-5869 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), INTERIOR WALL 
MOUNT, VARIOUS LOCATIONS. 10 EA

CR - 
Component 
Renewal

2020
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8434 GLAC002-5858 REPLACE EXTERIOR, TWIN BEAM FLOOD LIGHT, 150 WATT, WALL MOUNTED,(PROJECTED 
END OF USEFUL LIFE), EXTERIOR WALL MOUNTED. 2 EA

CR - 
Component 
Renewal

2020

8434 GLAC002-5847 REPLACE SPRINKLER HEAD, UPRIGHT, PENDANT, SIDE WALL,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT BUILDING. 145 EA

CR - 
Component 
Renewal

2020

8439 GLAC002-6092 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 250 LF 1 EA

CR - 
Component 
Renewal

2020

8439 GLAC002-6107 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 4 EA

CR - 
Component 
Renewal

2020

8439 GLAC002-6106 REPLACE EXIT LIGHT W/BATTERY BACKUP, INTERIOR,(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 8 EA

CR - 
Component 
Renewal

2020

8441 GLAC002-6125
REPLACE OR REFURBISH EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 24"X36" TONGUE & GROOVE, ATTIC DOOR AT 
GABLE END.

1 EA
CR - 
Component 
Renewal

2020

8441 GLAC002-6160 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), INTERIOR WALL 
MOUNT. 1 EA

CR - 
Component 
Renewal

2020

8434 GLAC002-5841 REPLACE EVAPORATIVE COOLER UP TO 4215 CFM, 3/4 HP,(PROJECTED END OF USEFUL 
LIFE), ROOF MOUNTED. 1 EA

CR - 
Component 
Renewal

2020

8445 GLAC002-6281 REPLACE TRACK LIGHTING,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE 
BUILDING. 1 EA

CR - 
Component 
Renewal

2020

8446 GLAC002-6296 REFURBISH OR REPLACE WINDOW SCREEN AND FRAME, WOOD WITH LIKE 
MATERIAL.,(PROJECTED END OF USEFUL LIFE), 28 SF, EAST & WEST WALL. 2 EACH. 2 EA

CR - 
Component 
Renewal

2020

8446 GLAC002-6298
REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',REFURBISH OR REPLACE 
WITH LIKE MATERIAL. (PROJECTED END OF USEFUL LIFE), 36"X80", EXTERIOR SCREEN 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

8446 GLAC002-6302 REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 28"x80", INTERIOR DOORS. 2 EA

CR - 
Component 
Renewal

2020

8434 GLAC002-5842 REPLACE EVAPORATIVE COOLER UP TO 4215 CFM, 3/4 HP,(PROJECTED END OF USEFUL 
LIFE), BASEMENT AREA NEXT TO BASEMENT STAIRS ON EAST SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2020

8445 GLAC002-6261 REPLACE FIBERGLASS SHOWER, 32" X 32",(PROJECTED END OF USEFUL LIFE), IN THE 
BATHROOM AREA. 2 EA

CR - 
Component 
Renewal

2020

8446 GLAC002-6313 REPLACE  75 LF 2" PVC PIPE, CONNECTORS, AND FITTINGS (PROJECTED END OF USEFUL 
LIFE) LOCATED IN WALLS AND SUBFLOOR TO BUILDING. 1 EA

CR - 
Component 
Renewal

2020
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8446 GLAC002-6316 REPLACE 48" ELECTRIC STRIP BASEBOARD HEATERS (PROJECTED END OF USEFUL LIFE) 
LOCATED IN LIVING ROOM AND RESTROOM. 6 EA

CR - 
Component 
Renewal

2020

8446 GLAC002-6321 REPLACE GFCI RECEPTICLE, FLUSH MOUNT (PROJECTED END OF USEFUL LIFE) NEXT TO 
LAVATORY IN RESTROOM. 2 EA

CR - 
Component 
Renewal

2020

8447 GLAC002-6379 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), INTERIOR WALL 
MOUNT IN AUDITORIUM AND REC. HALL. 2 EA

CR - 
Component 
Renewal

2020

8447 GLAC002-6376 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), VARIOUS INTERIOR LOCATIONS. 80 EA

CR - 
Component 
Renewal

2020

8456 GLAC002-6455 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), EXTERIOR WALL 
ON EAST SIDE OF BUILDING. 1 EA

CR - 
Component 
Renewal

2020

8446 GLAC002-6311 REPLACE FIBERGLASS TUB/SHOWER UNIT (PROJECTED END OF USEFUL LIFE) LOCATED 
IN GUEST RESTROOM. 2 EA

CR - 
Component 
Renewal

2020

8459 145 REPLACE WOOD PANELING,(PROJECTED END OF USEFUL LIFE), 620  SF, SOUTH OFFICE  
WALLS. 620 SF

CR - 
Component 
Renewal

2020

8459 121

REPLACE OR REFURBISH WOOD SCREEN DOOR, OVER 3' X 6'8" UP TO 3'6" X 
6'8",2(PROJECTED END OF USEFUL LIFE), 64"X84", KITCHEN ENTRANCE. REFURBISH 
SPECIAL MADE HISTORIC SCREEN DOORS. DOUBLE DOORS EACH DOOR MEASURING 
32X84.

2 EA
CR - 
Component 
Renewal

2020

8459 125 REPLACE ALUMINUM BOX GUTTERS,(PROJECTED END OF USEFUL LIFE), 100 LF, NORTH 
WALL FRONT OF BUILDING 100 SF

CR - 
Component 
Renewal

2020

8459 132 REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X83", SOUTH OFFICE. 1 EA

CR - 
Component 
Renewal

2020

8459 130
REPLACE PAIR OF WOOD DOUBLE ACTING SWING DOORS, FRAME AND VISION PANEL, 14' 
X 7' OPENING,(PROJECTED END OF USEFUL LIFE), 29 1/2 IN X 83 1/2 IN, BETWEEN KITCHEN 
AND  DINING ROOM.

1 EA
CR - 
Component 
Renewal

2020

8459 138 REPLACE BASE CABINET, PLASTIC LAMINATE,(PROJECTED END OF USEFUL LIFE), 10 LF, 
LOCATED IN PUBLIC RESTROOM. 1 EA

CR - 
Component 
Renewal

2020

8459 139 REPLACE BASE CABINET, PLASTIC LAMINATE,(PROJECTED END OF SERVICE LIFE), 60 LF, 
DINING ROOM AND SERVICE AREA. 1 EA

CR - 
Component 
Renewal

2020

8459 140 REPLACE GRAB BAR, UP TO 42",(PROJECTED END OF USEFUL LIFE), 8 EACH, ADA 
RESTROOM. 8 EA

CR - 
Component 
Renewal

2020

8459 136 REPLACE WALL MOUNTED MIRROR WITH STAINLESS STEEL FRAME,(PROJECTED END OF 
SERVICE LIFE), 18 SF, 3 BATHROOMS. 3 EA

CR - 
Component 
Renewal

2020
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8459 123 REPLACE ASPHALT SHINGLES, CLASS A, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 700 SF, ROOF COVERING OVER MEP EQUIPMENT ROOF TOP. 700 SF

CR - 
Component 
Renewal

2020

8459 106
REPLACE EXTERIOR WALL WOOD STUD,(PROJECTED END OF USEFUL LIFE), 990 LF, 2X4S 
USED AS BATTEN ON EXTERIOR PLYWOOD SHEATHING WALLS. ALL BATTENS ON ALL 
EXTERIOR WALLS

990 SF
CR - 
Component 
Renewal

2020

8446 GLAC002-6310 REPLACE FLOOR MOUNT VITRIOUS CHINA WATER CLOSET (PROJECTED END OF USEFUL 
LIFE) LOCATED IN GUEST UNIT RESTROOM. 2 EA

CR - 
Component 
Renewal

2020

8459 190 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEUL LIFE),  INTERIOR WALL 
NEXT TO BUILDING EXIT DOORS ON THE WEST AND EAST SIDE OF BUILDING 10 EA

CR - 
Component 
Renewal

2020

9620 GLAC002-6471 REPLACE WOOD DECKING FOR EXTERIOR DECK, UP TO 2" X 6",(PROJECTED END OF 
USEFUL LIFE), 45 SF, FRONT RAMP. 45 SF

CR - 
Component 
Renewal

2020

9623 GLAC002-6602 REPLACE WOOD STAIRS SYSTEM,(PROJECTED END OF USEFUL LIFE), 20 SF, NORTH 
EXTERIOR STAIRS/LANDINGS. 20 SF

CR - 
Component 
Renewal

2020

9623 GLAC002-6596 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 2 EA, BOTH EXTERIOR DOORS. 2 EA

CR - 
Component 
Renewal

2020

9623 GLAC002-6601 REPLACE INTERIOR PLYWOOD SHEETING,(PROJECTED END OF USEFUL LIFE), 20 SF, 
SHOWER ROOM - PARTITIONS BETWEEN SHOWERS AND WATER CLOSETS. 4 EA

CR - 
Component 
Renewal

2020

9624 GLAC002-6643 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 2 EA, BOTH EXTERIOR DOORS. 2 EA

CR - 
Component 
Renewal

2020

9624 GLAC002-6648 REPLACE INTERIOR PLYWOOD SHEETING,(PROJECTED END OF USEFUL LIFE), 20 SF, 
SHOWER ROOM - PARTITIONS BETWEEN SHOWERS AND WATER CLOSETS. 4 EA

CR - 
Component 
Renewal

2020

37391 GLAC002-6768 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(PROJECTED END OF 
SERVICE LIFE), 2,611 SF, . 2611 SF

CR - 
Component 
Renewal

2020

38006 GLAC002-6771 REPLACE WOOD TRAFFIC CONTROL BOLLARDS,(PROJECTED END OF SERVICE LIFE.), 6 
EA, THROUGHOUT PARKING AREA. 36 LF

CR - 
Component 
Renewal

2020

38006 GLAC002-6770 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(PROJECTED END OF 
SERVICE LIFE.), 24329 SF, BEHIND GENERAL STORE. 24329 SF

CR - 
Component 
Renewal

2020

84682 GLAC002-6795 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, NORTH WALL OF RECEIVING ROOM. 1 EA

CR - 
Component 
Renewal

2020

84682 GLAC002-6833 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(PROJECTED END OF 
USEFUL LIFE), THROUGHOUT THE BUILDING. 2 EA

CR - 
Component 
Renewal

2020
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84682 GLAC002-6832 REPLACE INDUSTRIAL TYPE FLUORESCENT, 4'  TWO LAMP 40 WATT, 
PENDANT,(PROJECTED END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 36 EA

CR - 
Component 
Renewal

2020

90665 GLAC002-6918 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), INTERIOR WALL 
MOUNT NEXT TO ENTRY DOOR. 1 EA

CR - 
Component 
Renewal

2020

90674 GLAC002-6932
REPLACE FLUSH WOOD DOUBLE DOORS WITH FRAME AND HARDWARE, OPENING OVER 
6' X 7' UP TO 8' X 8',(PROJECTED END OF USEFUL LIFE), 74"x86" OVERSIZED, ENTRANCE TO 
SHED.

1 EA
CR - 
Component 
Renewal

2020

93601 GLAC002-6956 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT NEXT TO WALK-IN REFRIGERATOR. 1 EA

CR - 
Component 
Renewal

2020

93613 GLAC002-6974
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL. UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"X80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2020

93613 GLAC002-6986 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), IN 
MAIN LIVING AREA NEXT TO LAVATORY. 1 EA

CR - 
Component 
Renewal

2020

93613 GLAC002-6985 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS. 2 EA

CR - 
Component 
Renewal

2020

93613 GLAC002-6988 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN MAIN LIVING AREA. 1 EA

CR - 
Component 
Renewal

2020

94885 GLAC002-7006 REPLACE FIBERGLASS SHOWER, 32" X 32",(PROJECTED END OF USEFUL LIFE), MEN'S AND 
WOMEN'S RESTROOM/SHOWER AREA. 6 EA

CR - 
Component 
Renewal

2020

94885 GLAC002-6998 REPLACE INSULATED CORRUGATED METAL PANEL ROOF AND INSULATION, 300 SF AND 
OVER,(PROJECTED END OF USEFUL LIFE), 672 SF, ROOF. 672 SF

CR - 
Component 
Renewal

2020

94885 GLAC002-6999 REPLACE METAL FLASHING ON METAL PANEL ROOF, UP TO 12" WIDE,(PROJECTED END 
OFUSEFUL LIFE), 96 LF, ROOF AREA. 8 SF

CR - 
Component 
Renewal

2020

94885 GLAC002-7015 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), WALL 
MOUNT NEXT TO LAVATORIES. 5 EA

CR - 
Component 
Renewal

2020

94885 GLAC002-7013 REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF USEFUL 
LIFE), NEXT TO MEN'S AND WOMEN'S MAIN ENTRY DOORS. 2 EA

CR - 
Component 
Renewal

2020

103592 GLAC002-7017 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 7,788 SF, ENTIRE ROAD. 7788 SF

CR - 
Component 
Renewal

2020

103592 GLAC002-7019 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF USEFUL LIFE ), 2,520 SF, ASPHALT PARKING AREAS. 2520 SF

CR - 
Component 
Renewal

2020
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103599 GLAC002-7026 REPLACE WOOD TRAFFIC CONTROL BOLLARDS,(PROJECTED END OF USEFUL LIFE), 2 EA, 
ENTIRE ROAD. 10 LF

CR - 
Component 
Renewal

2020

103836 GLAC002-7032 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 1963 SF, ENTIRE ROAD. 1963 SF

CR - 
Component 
Renewal

2020

103845 GLAC002-7036 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(SURFACE MAINTENANCE), 
7660 SF, . 7660 SF

CR - 
Component 
Renewal

2020

108166 GLAC002-7074 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(PROJECTED END OF 
SERVICE LIFE), 6900 SF, BEHIND LODGE. 6900 SF

CR - 
Component 
Renewal

2020

225882 GLAC002-7156 REPLACE EXTERIOR WOOD SHEET SIDING, UNPAINTED,(PROJECTED END OF USEFUL 
LIFE), 50 SF, NORTH SIDE OF BUILDING. 50 SF

CR - 
Component 
Renewal

2020

225882 GLAC002-7160 REPLACE OR REFURBISH EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF SERVICE LIFE), 2 EA, NORTH WALL. 2 EA

CR - 
Component 
Renewal

2020

225882 GLAC002-7164 REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 1 EA, ONLY INTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2020

225882 GLAC002-7155 REPLACE BEVEL OR CLAPBOARD SIDING, UNPAINTED,(PROJECTED END OF SERVICE 
LIFE), 450 SF, ALL EXTERIOR LAP SIDING. 450 SF

CR - 
Component 
Renewal

2020

228002 GLAC002-7192
REPLACE CAST IN PLACE CONCRETE STAIRS, BASED ON SF OF TREADS AND 
LANDING,(PROJECTED END OF USEFUL LIFE) 3,776 SF, INCLUDES RAILINGS, IN FRONT OF 
LODGE.

3776 SF
CR - 
Component 
Renewal

2020

228002 GLAC002-7208 REPLACE CONCRETE PLANTER,(PROJECTED END OF USEFUL LIFE), 8 FEET X 10 FEET 16 
INCHES TALL, IN FRONT OF JAMMER JOES. 36 EA

CR - 
Component 
Renewal

2020

228002 GLAC002-7191 REPLACE CONCRETE SITE WALL, UP TO 8" THICK,(PROJECTED END OF SERVICE LIFE) 465 
SF, GRAVEL AGGRAGRATE MCDONALD LODGE ENTRANCE. 465 SF

CR - 
Component 
Renewal

2020

228002 GLAC002-7191 REPLACE CONCRETE SITE WALL, UP TO 8" THICK,(PROJECTED END OF USEFUL LIFE), 330 
LF, THROUGHOUT SITE. 330 SF

CR - 
Component 
Renewal

2020

228002 GLAC002-7189 REPLACE MORTARED STONE RETAINING WALL,(PROJECTED END OF SERVICE LIFE) 7,193 
SF, VARIOUS LOCATIONS. 7193 SF

CR - 
Component 
Renewal

2020

228002 GLAC002-7213 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF USEFUL LIFE), 6 EA, THROUGHOUT SITE. 6 EA

CR - 
Component 
Renewal

2020

228056 GLAC002-7220 REPLACE CONCRETE SIDEWALK, OVER 8 SF,(PROJECTED END OF USEFUL LIFE), 3031 SF, 
AROUND HOTEL. 3031 SF

CR - 
Component 
Renewal

2020
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228059 GLAC002-7247 REPLACE CONCRETE SITE WALL, UP TO 8" THICK,(PROJECTED END OF SERVICE LIFE), 
193 SF, LOCATED BY LODGE. 16 SF

CR - 
Component 
Renewal

2020

231844 GLAC002-7294 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(SURFACE MAINTANANCE), 
3,535 SF, ENTIRE LOT. 3535 SF

CR - 
Component 
Renewal

2020

232111 GLAC002-7303 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE.), 1,463 SF, ENTIRE PARKING LOT. 1463 SF

CR - 
Component 
Renewal

2020

232113 GLAC002-7307 REPLACE ENGRAVED WOOD SIGN WITH POST, UP TO 6 SF,(PROJECTED END OF SERVICE 
LIFE.), 3 EA, PARKING LOT SIGNS. 3 EA

CR - 
Component 
Renewal

2020

232115 GLAC002-7308 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(SURFACE MAINTANANCE), 
2871 SF, ENTIRE ROAD. 2871 SF

CR - 
Component 
Renewal

2020

232115 GLAC002-7309 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(SURFACE MAINTANANCE), 
266 SF, PARKING AREA. 266 SF

CR - 
Component 
Renewal

2020

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2020

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2020

7924 GLAC002-2509 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4500 SF, ALL 
INTERIOR PAINTED CEILINGS. 4500 SF

RM - 
Recurring 
Maintenanc
e

2020

7971 GLAC002-2704 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5724 SF, ALL 
EXTERIOR SIDING. 5724 SF

RM - 
Recurring 
Maintenanc
e

2020

7972 GLAC002-2786 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 5558 SF, ALL 
INTERIOR PAINTED CEILING. 5558 SF

RM - 
Recurring 
Maintenanc
e

2020

7973 GLAC002-2845 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7781 SF, 
ALL INTERIOR PAINTED WALLS. 7781 SF

RM - 
Recurring 
Maintenanc
e

2020

7974 GLAC002-2887
PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 139 SF, ALL EXTERIOR WINDOWS. AND SCREENS.  9 
TOTAL WINDOWS AND SCREENS

9 EA

RM - 
Recurring 
Maintenanc
e

2020
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7975 GLAC002-2929 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 2 EA 4X8, BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7975 GLAC002-2933 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',28"x77", PAINT ONE SIDE OF BATHROOM DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7975 GLAC002-2930 REPLACE OR REFURBISH THE SCREEN FABRIC IN STORM OR SCREEN 
DOORS,(PROJECTED END OF USEFUL LIFE), 32 SF, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7976 GLAC002-2966 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7977 GLAC002-2997 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 7',3X7 
2 EA, EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7977 GLAC002-2996 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,4X8 2 EA, BOTH 
EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7977 GLAC002-3000 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7977 GLAC002-3006 PREPARE AND PAINT INTERIOR CEILING,420 SF ALL INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2020

7978 GLAC002-3034 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONLY ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7979 GLAC002-3060 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2020

7980 GLAC002-3102 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020
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7981 GLAC002-3129 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2020

7981 GLAC002-3137 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2020

7982 GLAC002-3172 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7983 GLAC002-3199 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2020

7983 GLAC002-3207 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7984 GLAC002-3243 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7985 GLAC002-3268 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2020

7985 GLAC002-3276 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7986 GLAC002-3301 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIORS WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2020

7986 GLAC002-3309 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7987 GLAC002-3342 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020
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7988 GLAC002-3376 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7989 GLAC002-3411 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7990 GLAC002-3445 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7991 GLAC002-3479 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7992 GLAC002-3514 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7993 GLAC002-3548 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

8001 GLAC002-3618 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 347 SF, ALL WOOD 
STAIRS, RAMPS AND RAILINGS. 347 SF

RM - 
Recurring 
Maintenanc
e

2020

8001 GLAC002-3628 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4612 SF, ALL 
PAINTED CEILING. 4612 SF

RM - 
Recurring 
Maintenanc
e

2020

8098 GLAC002-3683 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 9846 SF, ALL 
EXTERIOR WALLS, DOORS AND WINDOWS. 9846 SF

RM - 
Recurring 
Maintenanc
e

2020

8121 GLAC002-4353 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2020

8123 GLAC002-4413 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2020
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8125 GLAC002-4473 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2020

7601 GLAC002-2122 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 15 SY, 
TWO RESTROOMS AND SECOND FLOOR KITCHEN AREA. 136 SF

RM - 
Recurring 
Maintenanc
e

2020

7921 GLAC002-2299 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 236 SY, 
ALL ROOMS THAT HAD UPGRADES IN 2000. 2125 SF

RM - 
Recurring 
Maintenanc
e

2020

7924 GLAC002-2506 REFINISH WOOD CEILING,(RECURRING MAINTENANCE), 400 SF, ROOMS 18, 19 AND 20. 400 SF

RM - 
Recurring 
Maintenanc
e

2020

7972 GLAC002-2785 REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",(PROJECTED END OF USEFUL LIFE), 1221 
SF, MEN'S & WOMEN'S PUBLIC SHOWERS. 1221 SF

RM - 
Recurring 
Maintenanc
e

2020

7975 GLAC002-2937 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2020

7976 GLAC002-2963 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE), 32 SF, BOTH EXTEIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7976 GLAC002-2970 REPLACE CARPET,44 SY (391 SF), ALL INTERIOR CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2020

7977 GLAC002-2997 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(RECURRING MAINTENACE 
TO MAINTAIN DOORS), 32 SF, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7977 GLAC002-3004 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2020

7978 GLAC002-3031 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020
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7978 GLAC002-3030 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8, BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7978 GLAC002-3031 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(RECURRING 
MAINTENANCE TO MAINTAIN DOORS), 32 SF, BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7978 GLAC002-3038 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2020

7979 GLAC002-3065 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7979 GLAC002-3064 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8, BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7979 GLAC002-3065 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE), 32 SF, BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7979 GLAC002-3068 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7979 GLAC002-3072 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), INTERIOR CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2020

7980 GLAC002-3099 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7980 GLAC002-3098 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7980 GLAC002-3099 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE  TO MAINTAIN DOORS), 30"X77", BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020
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7980 GLAC002-3106 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7981 GLAC002-3134 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7981 GLAC002-3133 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,30"X77", BOTH 
EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7981 GLAC002-3134 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE  TO MAINTAIN DOORS), 30"X77", BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7981 GLAC002-3141 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 480 SF

RM - 
Recurring 
Maintenanc
e

2020

7982 GLAC002-3169 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2020

7982 GLAC002-3168 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", BOTH EXTERIOR  DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2020

7982 GLAC002-3169 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE  TO MAINTAIN DOORS), 30"X77", BOTH EXTERIOR SCREEN DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2020

7982 GLAC002-3176 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2020

7983 GLAC002-3204 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7983 GLAC002-3203 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020
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7983 GLAC002-3204 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE TO MAINTAIN DOORS), 32 SF, BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7983 GLAC002-3211 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7984 GLAC002-3240 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7984 GLAC002-3239 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7984 GLAC002-3240 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE TO MAINTAIN DOORS), 32 SF, 2 EA DOORS, EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7984 GLAC002-3247 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7985 GLAC002-3273 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7985 GLAC002-3272 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", EXTERIOR ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7985 GLAC002-3273 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE  TO MAINTAIN DOORS), 32 SF- 2 EA DOORS, EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7985 GLAC002-3280 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7986 GLAC002-3306 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020
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7986 GLAC002-3305 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7986 GLAC002-3306 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE  TO MAINTAIN DOORS), 32 SF, BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7986 GLAC002-3313 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7987 GLAC002-3339 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7987 GLAC002-3338 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7987 GLAC002-3339 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE TO MAINTAIN DOORS), 32 SF, BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7987 GLAC002-3346 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7988 GLAC002-3372 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7988 GLAC002-3373 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE TO MAINTAIN DOORS), 32 SF, BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

8130 GLAC002-4626 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2020

7988 GLAC002-3380 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SYF (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020
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7989 GLAC002-3408 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7989 GLAC002-3407 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7989 GLAC002-3408 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE TO MAINTAIN DOORS), 32 SF, BOTH EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7989 GLAC002-3415 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7990 GLAC002-3442 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7990 GLAC002-3441 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7990 GLAC002-3442 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE  TO MAINTAIN DOORS), 32 SF, EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7990 GLAC002-3449 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7991 GLAC002-3476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7991 GLAC002-3475 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7991 GLAC002-3476 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE TO MAINTAIN DOORS), 32 SF, EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020
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7991 GLAC002-3483 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7992 GLAC002-3511 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7992 GLAC002-3510 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7992 GLAC002-3518 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SF (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

7993 GLAC002-3545 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7993 GLAC002-3544 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING  
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

7993 GLAC002-3545 REPLACE THE SCREEN FABRIC IN STORM OR SCREEN DOORS,(PROJECTED END OF 
USEFUL LIFE TO MAINTAIN DOORS), 32 SF, EXTERIOR SCREEN DOORS. 32 EA

RM - 
Recurring 
Maintenanc
e

2020

7993 GLAC002-3552 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2020

8001 GLAC002-3624 REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",(PROJECTED END OF USEFUL LIFE), 1333 
SF, KITCHEN AND BEHIND SERVING COUNTER IN DINING ROOM. 1333 SF

RM - 
Recurring 
Maintenanc
e

2020

8132 GLAC002-4686 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2020

8155 GLAC002-5135 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2296 SF, ALL 
EXTERIOR WALLS. 2296 SF

RM - 
Recurring 
Maintenanc
e

2020
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8158 GLAC002-5241 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 757 SF, ALL 8X8 VINYL 
TILE IN RESTROOMS. 757 SF

RM - 
Recurring 
Maintenanc
e

2020

8424 GLAC002-5429 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 70 SF, FRONT 
ENTRY AND BOTH BATHROOMS. 70 SF

RM - 
Recurring 
Maintenanc
e

2020

8426 GLAC002-5468 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING  MAINTENANCE), 70 SF, FRONT 
ENTRY AND BOTH BATHROOMS. 70 SF

RM - 
Recurring 
Maintenanc
e

2020

8427 GLAC002-5508 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 70 SF, FRONT 
ENTRY AND BOTH BATHROOMS. 70 SF

RM - 
Recurring 
Maintenanc
e

2020

8428 GLAC002-5548 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 70 SF, FRONT 
ENTRY AND BOTH BATHROOMS. 70 SF

RM - 
Recurring 
Maintenanc
e

2020

8134 GLAC002-4746 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2020

8432 GLAC002-5687 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 70 SF, ALL FOUR 
BATHROOMS. 70 SF

RM - 
Recurring 
Maintenanc
e

2020

8433 GLAC002-5726 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 30 SF, 
BATHROOM. 30 SF

RM - 
Recurring 
Maintenanc
e

2020

8434 GLAC002-5815 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 120 SY (1080 SF), ALL INTERIOR 
CARPETED STAIR CASES. 1080 SF

RM - 
Recurring 
Maintenanc
e

2020

8435 GLAC002-5917 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 100 SF, 
BATHROOMS. 100 SF

RM - 
Recurring 
Maintenanc
e

2020

8435 GLAC002-5900 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 17 EA, ALL INTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2020
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8438 GLAC002-6034 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 80 SF, FRONT 
VESTIBULE, BATHROOMS IN SUITES 1 AND 2. 80 SF

RM - 
Recurring 
Maintenanc
e

2020

8438 GLAC002-6017 PREPARE AND REFINISH MULTIPLE LITE WINDOW,  INTERIOR SIDE,(RECURRING 
MAINTENANCE), 50 SF, ALL 5 BEDROOM WINDOWS. 5 EA

RM - 
Recurring 
Maintenanc
e

2020

8438 GLAC002-6032 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 30 LF, 
FRONT PORCH AND STAIRS, REAR ENTRY LANDING. 8 SF

RM - 
Recurring 
Maintenanc
e

2020

8438 GLAC002-6035 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 40 SF, BATHROOM IN 
SUITE 3. 40 SF

RM - 
Recurring 
Maintenanc
e

2020

8442 GLAC002-6170 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1120 SF, ALL 
EXTERIOR WALLS. 1120 SF

RM - 
Recurring 
Maintenanc
e

2020

8445 GLAC002-6248 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 20 LF, 
NORTH EXTERIOR STAIRWAY. 7 SF

RM - 
Recurring 
Maintenanc
e

2020

9620 GLAC002-6465 ALIGN AND ADJUST WINDOW SASH,(RECURRING MAINTENANCE), 3 EA, ALL EXTERIOR 
WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2020

9622 GLAC002-6564 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING  MAINTENANCE), 50 SF, 
BATHROOMS. 50 SF

RM - 
Recurring 
Maintenanc
e

2020

9622 GLAC002-6553 ALIGN AND ADJUST WINDOW SASH,(RECURRING MAINTENANCE), 3 EA, ALL EXTERIOR 
WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6684 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1200 SF, ALL 
EXTERIOR SIDING. 1200 SF

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6685 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 20 LF, VARIOUS 
WINDOWS, AS NEEDED. 14 EA

RM - 
Recurring 
Maintenanc
e

2020
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9626 GLAC002-6729 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1120 SF, ALL 
EXTERIOR SIDING. 1120 SF

RM - 
Recurring 
Maintenanc
e

2020

9626 GLAC002-6730 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 20 LF, VARIOUS 
WINDOWS, AS NEEDED. 14 EA

RM - 
Recurring 
Maintenanc
e

2020

84682 GLAC002-6803 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',RECURRING 
MAINTENANCE. ALL INTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2020

84683 GLAC002-6862 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 80 SF, FRONT 
VESTIBULE, BATHROOMS IN SUITES 1 AND 2. 80 SF

RM - 
Recurring 
Maintenanc
e

2020

84683 GLAC002-6863 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 40 SF, BATHROOM IN 
SUITE 3. 40 SF

RM - 
Recurring 
Maintenanc
e

2020

8155 GLAC002-5136
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF- 10 EACH WINDOWS, ALL WINDOWS IN 
BUILDING.

10 EA

RM - 
Recurring 
Maintenanc
e

2020

8155 GLAC002-5140 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020

8156 GLAC002-5192 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL INTERIOR PAINTED WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2020

8157 GLAC002-5239 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL PAINTED INTERIOR WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2020

8158 GLAC002-5239 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL PAINTED INTERIOR WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2020

8424 GLAC002-5417 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020
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8424 GLAC002-5419 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

8426 GLAC002-5456 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020

8426 GLAC002-5458 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

8427 GLAC002-5496 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020

8427 GLAC002-5498 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

8428 GLAC002-5536 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020

8428 GLAC002-5538 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

8430 GLAC002-5577 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL 7 EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2020

8430 GLAC002-5579 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL 4 EXTERIOR DOORS AND 2 SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020

8431 GLAC002-5625 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL 8 EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2020

8431 GLAC002-5627 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020
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8432 GLAC002-5671 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020

8432 GLAC002-5673
PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL THREE EXTERIOR ENTRY DOORS AND SCREEN 
DOORS.

6 EA

RM - 
Recurring 
Maintenanc
e

2020

8433 GLAC002-5714 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL 3 EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2020

8433 GLAC002-5716 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

8435 GLAC002-5920 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1800 SF, ALL 
INTERIOR PAINTED CEILINGS. 1800 SF

RM - 
Recurring 
Maintenanc
e

2020

8436 GLAC002-5970 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1200 SF, ALL 
INTERIOR PAINTED CEILINGS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2020

8438 GLAC002-6018 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 20 SF, 2 BATHROOM WINDOWS. 2 EA

RM - 
Recurring 
Maintenanc
e

2020

8438 GLAC002-6017 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 50 SF, ALL 5 BEDROOM WINDOWS. 5 EA

RM - 
Recurring 
Maintenanc
e

2020

8438 GLAC002-6038 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 720 SF, ALL 
INTERIOR CEILINGS. 720 SF

RM - 
Recurring 
Maintenanc
e

2020

8439 GLAC002-6064 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 260 SF, ALL EXTERIOR WINDOWS. 26 EACH 26 EA

RM - 
Recurring 
Maintenanc
e

2020

8439 GLAC002-6066 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2020
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8441 GLAC002-6138 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 532 SF, ALL 
INTERIOR CEILING. 532 SF

RM - 
Recurring 
Maintenanc
e

2020

8442 GLAC002-6171 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 160 SF, ALL EXTERIOR WINDOWS. 16 EACH 16 EA

RM - 
Recurring 
Maintenanc
e

2020

8442 GLAC002-6173 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2020

8442 GLAC002-6179 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2020

8442 GLAC002-6185 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 400 SF, EXTERIOR 
STAIRS AND HALF OF DECK BETWEEN 8442 AND 9626. 455 SF

RM - 
Recurring 
Maintenanc
e

2020

8442 GLAC002-6186 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2020

8442 GLAC002-6189 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 500 SF, PAINTED 
FLOORS IN SLEEPING AND LIVING ROOMS. 500 SF

RM - 
Recurring 
Maintenanc
e

2020

8445 GLAC002-6216 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2020

8445 GLAC002-6225 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 7 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2020

8445 GLAC002-6246 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 400 SF, FRONT 
PORCH AND NORTH EXTERIOR STAIRWAY. 400 SF

RM - 
Recurring 
Maintenanc
e

2020

8447 GLAC002-6357 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 331 SF, ALL 
PAINTED CEILINGS. 331 SF

RM - 
Recurring 
Maintenanc
e

2020
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9622 GLAC002-6553 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2020

9622 GLAC002-6554
PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR ENTRY DOORS AND SCREEN 
DOORS.

4 EA

RM - 
Recurring 
Maintenanc
e

2020

9623 GLAC002-6593 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 100 SF, ALL EXTERIOR WINDOWS. 10 EA

RM - 
Recurring 
Maintenanc
e

2020

9624 GLAC002-6640 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 100 SF, ALL EXTERIOR WINDOWS. 10 EA

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6685 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6688 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6694 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6700 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 800 SF, NORTH 
RAMP, SOUTH STAIR, DECK BETWEEN 9625 AND 9626. 715 SF

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6701 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2020

9625 GLAC002-6704 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 500 SF, PAINTED 
FLOORS IN SLEEPING AND LIVING ROOMS. 500 SF

RM - 
Recurring 
Maintenanc
e

2020

9626 GLAC002-6730 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2020
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9626 GLAC002-6732 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2020

9626 GLAC002-6738 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2020

9626 GLAC002-6743 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 300 SF, HALF OF 
EXTERIOR DECK BETWEEN 9626 AND 8442. 300 SF

RM - 
Recurring 
Maintenanc
e

2020

9626 GLAC002-6744 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2020

9626 GLAC002-6747 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 500 SF, PAINTED 
FLOORS IN SLEEPING AND LIVING ROOMS. 500 SF

RM - 
Recurring 
Maintenanc
e

2020

84683 GLAC002-6845 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 80 SF, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2020

84683 GLAC002-6847 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2020

84683 GLAC002-6866 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 720 SF, ALL 
INTERIOR CEILINGS. 720 SF

RM - 
Recurring 
Maintenanc
e

2020

90674 GLAC002-6932 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(RECURRING MAINTENANCE), 74"x86", MAIN ENTRANCE TO SHED. 1 EA

RM - 
Recurring 
Maintenanc
e

2020

103592 GLAC002-7018 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 2,838 SF, PARKING AREAS. 2838 SF

RM - 
Recurring 
Maintenanc
e

2020

103592 GLAC002-7018 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTANENCE), 192 SF, GRAVEL PARKING AREAS. 192 SF

RM - 
Recurring 
Maintenanc
e

2020
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103846 GLAC002-7038 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 575 SF, ENTIRE GRAVEL SURFACE. 575 SF

RM - 
Recurring 
Maintenanc
e

2020

108156 GLAC002-7069 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 1717 SF, ENTIRE LOT. 1717 SF

RM - 
Recurring 
Maintenanc
e

2020

108160 GLAC002-7071 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 2380 SF, ENTIRE LOT. 2380 SF

RM - 
Recurring 
Maintenanc
e

2020

108162 GLAC002-7072 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 9800 SF, ENTIRE PARKING AREA. 9800 SF

RM - 
Recurring 
Maintenanc
e

2020

115747 GLAC002-7115 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 7384 SF, ALL 
INTERIOR CEILING. 7384 SF

RM - 
Recurring 
Maintenanc
e

2020

231849 GLAC002-7296 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTANENCE), 6,465 SF, ENTRIRE SURFACE. 6465 SF

RM - 
Recurring 
Maintenanc
e

2020

231852 GLAC002-7297 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 8220 SF, ENTIRE ROAD. 8220 SF

RM - 
Recurring 
Maintenanc
e

2020

232106 GLAC002-7298 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 2607 SF, ENTIRE ROAD AND LOT. 2607 SF

RM - 
Recurring 
Maintenanc
e

2020

232107 GLAC002-7299 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 3300 SF, ENTIRE ROAD AND PARKING LOT. 3300 SF

RM - 
Recurring 
Maintenanc
e

2020

232108 GLAC002-7300 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 5028 SF, ENTIRE PARKING AND ACCESS RD. 5028 SF

RM - 
Recurring 
Maintenanc
e

2020

232109 GLAC002-7301 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 4983 SF, ENTIRE PARKING LOT AND ACCESS ROAD. 4983 SF

RM - 
Recurring 
Maintenanc
e

2020
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232110 GLAC002-7302 REPLACE GRAVEL SURFACE, SPREAD BY MACHINE, 4" THICK,(RECURRING 
MAINTENANCE), 3586 SF, ENTIRE ACCESS AND PARKING. 3586 SF

RM - 
Recurring 
Maintenanc
e

2020

232169 GLAC002-7322 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 7 SF, FRONT STAIRS. 7 SF

RM - 
Recurring 
Maintenanc
e

2020

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2020

7601 GLAC002-2116 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2020

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2020

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2020

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2020

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2020

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2020

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2020

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2020
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7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2020

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2020

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2020

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2020

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2020

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2020

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2020

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2020

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2020

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2020

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2020
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7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2020

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2020

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020
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7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2020

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2020

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2020

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020
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8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020
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8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020
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8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020
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8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2020

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2020

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2020

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2020

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2020

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2020

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2020

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2020
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8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2020

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2020

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2020

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2020

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2020

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2020

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2020

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2020

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2020

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2020
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8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2020

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2020

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2020

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2020

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2020

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2020

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2020

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2020

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2020

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2020

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2020
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8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2020

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2020

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2020

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2020

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2020

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2020

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2020

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2020

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2020

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2020
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90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2020

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2020

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2020

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2020

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2020

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2020

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2020

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2020

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2020

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2020
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7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2020

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2020

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2020

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2020
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8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2020

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2020

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2020

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2020
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8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2020

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2020

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020
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8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020
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84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2020

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2020

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020
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7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2020

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2020

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020
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8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020
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8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2020

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2020

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2020

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020
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84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2020

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2020

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2020

7972 GLAC002-2765 REPLACE ASPHALT SHINGLES, CLASS A, 300 SF AND OVER,(PROJECTED END OF USEFUL 
LIFE), 10,332 SF, ROOF. 10332 SF

CR - 
Component 
Renewal

2021

8157 GLAC002-5238 REPLACE WOOD PANELING,(PROJECTED END OF USEFUL LIFE), 2768 SF PANELING UP 4', 
GUEST ROOMS. 2768 SF

CR - 
Component 
Renewal

2021

8441 GLAC002-6155 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INSIDE LAUNDRY ROOM. 7 EA

CR - 
Component 
Renewal

2021

90665 GLAC002-6915 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR AT VARIOUS LOCATIONS. 20 EA

CR - 
Component 
Renewal

2021

7600 GLAC002-2022 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',53 EA, ALL EXTERIOR DOORS. 53 EA

RM - 
Recurring 
Maintenanc
e

2021

7600 GLAC002-2046 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7584 SF, 
ALL INTERIOR PAINTED WALLS. 7584 SF

RM - 
Recurring 
Maintenanc
e

2021

7600 GLAC002-2019 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES,(EXISTING 
PAINT IS AGED AND WEATHERED), 1450 SF, ALL EXTERIOR WINDOWS. 145 WINDOWS 145 EA

RM - 
Recurring 
Maintenanc
e

2021

7601 GLAC002-2121 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',2002 SF, ALL INTERIOR WALLS. 2002 SF

RM - 
Recurring 
Maintenanc
e

2021

7601 GLAC002-2098 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES,70 SF, ALL 
EXTERIOR WINDOWS. 9 EA 9 EA

RM - 
Recurring 
Maintenanc
e

2021
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7603 GLAC002-2157 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',1 
EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

7603 GLAC002-2160 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',360 SF, ALL INTERIOR WALLS. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7914 GLAC002-2189 PREPARE AND REFINISH EXTERIOR WOOD,(EXISTING PAINT IS AGED AND WEATHERED), 
2200 SF, ALL SIDING. 2200 SF

RM - 
Recurring 
Maintenanc
e

2021

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2021

7921 GLAC002-2300 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 1479 SY, 
ALL ROOMS THAT HAD UPGRADES ON 2001. 13311 SF

RM - 
Recurring 
Maintenanc
e

2021

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2021

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2021

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2021

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2021

7921 GLAC002-2285 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 4976 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 4976 SF

RM - 
Recurring 
Maintenanc
e

2021

7923 GLAC002-2395 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 9 EA

RM - 
Recurring 
Maintenanc
e

2021
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7923 GLAC002-2392
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(EXISTING PAINT IS AGED AND WEATHERED), 600 SF, ALL EXTERIOR 
WINDOWS. 120 EA WINDOWS

120 EA

RM - 
Recurring 
Maintenanc
e

2021

7924 GLAC002-2489 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 27 EA, ALL INTERIOR DOORS. 27 EA

RM - 
Recurring 
Maintenanc
e

2021

7924 GLAC002-2475 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(EXISTING PAINT IS AGED AND WEATHERED), 200, ALL EXTERIOR 41 EA WINDOWS. 41 EA

RM - 
Recurring 
Maintenanc
e

2021

7924 GLAC002-2470 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(EXISTING PAINT IS AGED 
AND WEATHERED), 3840 SF, ALL EXTERIOR SIDING. 3840 SF

RM - 
Recurring 
Maintenanc
e

2021

7924 GLAC002-2500 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 500 SF, ALL 
EXTERIOR STAIR TREADS, RISERS & LANDINGS. 500 SF

RM - 
Recurring 
Maintenanc
e

2021

7928 GLAC002-2552 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 65 SF, ALL EXTERIOR WINDOWS. 13 EACH WINDOWS 13 EA

RM - 
Recurring 
Maintenanc
e

2021

7928 GLAC002-2548 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1152 SF, ALL 
EXTERIOR WOOD SIDING. 1152 SF

RM - 
Recurring 
Maintenanc
e

2021

7928 GLAC002-2574 SAND AND REFINISH HARDWOOD FLOOR,75 SF, NORTH BEDROOM NEXT TO KITCHEN. 75 SF

RM - 
Recurring 
Maintenanc
e

2021

7970 GLAC002-2659 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x80", ALL EXTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2021

7970 GLAC002-2662 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X80" AND 36"X80" , ALL INTERIOR DOORS. 22 EA

RM - 
Recurring 
Maintenanc
e

2021

7970 GLAC002-2671 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3164 SF, ALL 
INTERIOR PAINTED CEILING. 3164 SF

RM - 
Recurring 
Maintenanc
e

2021
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7970 GLAC002-2658 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 432 LF, 
ALL 32 EXTERIOR WOOD FRAMED SCREENS. 32 EA

RM - 
Recurring 
Maintenanc
e

2021

7970 GLAC002-2658 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 360 SF, ALL 32 WINDOWS. 32 EA

RM - 
Recurring 
Maintenanc
e

2021

7971 GLAC002-2706 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X80" WOOD SOLID WITH LITES, ALL EXTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2021

7971 GLAC002-2709 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x80"AND 36"x80", ALL INTERIOR DOORS 22 EACH. 22 EA

RM - 
Recurring 
Maintenanc
e

2021

7971 GLAC002-2718 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3164 SF, ALL 
INTERIOR CEILING. 3164 SF

RM - 
Recurring 
Maintenanc
e

2021

7971 GLAC002-2705 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 432 LF, 
ALL 32 EXTERIOR WOOD FRAMED SCREENS. 32 EA

RM - 
Recurring 
Maintenanc
e

2021

7971 GLAC002-2705 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 360 SF, ALL 32 WINDOWS. 32 EA

RM - 
Recurring 
Maintenanc
e

2021

7972 GLAC002-2784 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENENCE), 933 SF, ALL 
INTERIOR CONCRETE FLOORS. 933 SF

RM - 
Recurring 
Maintenanc
e

2021

7972 GLAC002-2760 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 3X7, ALL EXTERIOR DOORS. 11 EA

RM - 
Recurring 
Maintenanc
e

2021

7972 GLAC002-2755 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 495 SF 39 WINDOWS, ALL EXT WINDOWS. 39 EA

RM - 
Recurring 
Maintenanc
e

2021

7972 GLAC002-2775 PREPARE/PAINT WROUGHT IRON STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 70 LF, TUBULAR HANDRAILINGS ON  ALL CONCRETE STAIRS. 70 SF

RM - 
Recurring 
Maintenanc
e

2021
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7972 GLAC002-2774 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 80 SF, WEST 
ENTRANCE WOOD STAIRS. 80 SF

RM - 
Recurring 
Maintenanc
e

2021

7973 GLAC002-2848 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1221 SF, STAGING, 
LINENS, CAMP LAUNDRY, & HOUSEKEEPING ROOMS. 1221 SF

RM - 
Recurring 
Maintenanc
e

2021

7973 GLAC002-2844 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), STAIN 75 LF, INTERIOR STAIRS. 75 SF

RM - 
Recurring 
Maintenanc
e

2021

7973 GLAC002-2827 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 3474 SF, ALL 
EXTERIOR WALLS. 3474 SF

RM - 
Recurring 
Maintenanc
e

2021

7973 GLAC002-2843 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 108 SF, ALL WOOD 
INTERIOR STAIRS. 108 SF

RM - 
Recurring 
Maintenanc
e

2021

7972 GLAC002-2779 REPLACE CARPET TILES,(PROJECTED END OF USEFUL LIFE), 145 SY (1302 SF), GIFT 
SHOP. 1302 SF

RM - 
Recurring 
Maintenanc
e

2021

7972 GLAC002-2780 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 45 SY (408 SF), RMS - 29 & 30. 408 SF

RM - 
Recurring 
Maintenanc
e

2021

7974 GLAC002-2901 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 490 SF, ALL 
INTERIOR  CEILING. 490 SF

RM - 
Recurring 
Maintenanc
e

2021

7973 GLAC002-2837 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 36"X82", ALL STAINED INTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2021

7975 GLAC002-2939 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE),420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2021

7976 GLAC002-2972 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2021
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7978 GLAC002-3040 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 ALL INTERIOR 
CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2021

7979 GLAC002-3074 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2021

7980 GLAC002-3108 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7980 GLAC002-3094 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2021

7981 GLAC002-3143 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 480 SF

RM - 
Recurring 
Maintenanc
e

2021

7982 GLAC002-3178 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2021

7982 GLAC002-3164 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 480 SF

RM - 
Recurring 
Maintenanc
e

2021

7983 GLAC002-3213 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7984 GLAC002-3249 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7984 GLAC002-3235 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2021

7985 GLAC002-3282 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021
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7986 GLAC002-3315 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7987 GLAC002-3348 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7988 GLAC002-3382 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7989 GLAC002-3417 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7990 GLAC002-3451 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR  CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7991 GLAC002-3485 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7992 GLAC002-3520 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

7993 GLAC002-3554 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2021

8001 GLAC002-3597 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 11 EACH, ALL EXTERIOR DOORS. 11 EA

RM - 
Recurring 
Maintenanc
e

2021

8001 GLAC002-3579
PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(RECURRING MAINTENANCE), 225 SF, ALL EXTERIOR WINDOWS AND FRAMES. 25 
WINDOWS INCLUDING WINDOW WALLS

25 EA

RM - 
Recurring 
Maintenanc
e

2021

8098 GLAC002-3730 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 6818 SF, ALL 
PAINTED INTERIOR CEILINGS. 6818 SF

RM - 
Recurring 
Maintenanc
e

2021
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8098 GLAC002-3717 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 107 SF, ALL 
EXTERIOR WOOD STAIRS, LANDINGS AND HANDRAILS. 107 SF

RM - 
Recurring 
Maintenanc
e

2021

8099 GLAC002-3797 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4440 SF, ALL 
PAINTED INTERIOR CEILING. 4440 SF

RM - 
Recurring 
Maintenanc
e

2021

8101 GLAC002-3838 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8101 GLAC002-3839 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8102 GLAC002-3868 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8102 GLAC002-3869 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8001 GLAC002-3623 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 432 SY (3884 SF), DINING ROOM, 
GIFT SHOP AND ALL OTHER CARPETED AREA. 3884 SF

RM - 
Recurring 
Maintenanc
e

2021

8104 GLAC002-3929 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8099 GLAC002-3794 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 449 SY (4040 SF), ALL INTERIOR 
CARPET. 4040 SF

RM - 
Recurring 
Maintenanc
e

2021

8106 GLAC002-3990 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8108 GLAC002-4049 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTEANCE), 300 SF, ALL 
INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021
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8108 GLAC002-4050 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8109 GLAC002-4078 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8109 GLAC002-4079 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8106 GLAC002-3991 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 180 SF, ALL INTERIOR CARPET. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8128 GLAC002-4564 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8128 GLAC002-4565 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8129 GLAC002-4593 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

8129 GLAC002-4594 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8129 GLAC002-4595 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8131 GLAC002-4653 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

8131 GLAC002-4654 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021
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8131 GLAC002-4655 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8133 GLAC002-4713 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

8133 GLAC002-4714 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8133 GLAC002-4715 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8135 GLAC002-4773 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

8135 GLAC002-4774 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 330 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8135 GLAC002-4775 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8136 GLAC002-4803 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

8136 GLAC002-4804 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8136 GLAC002-4805 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8140 GLAC002-4833 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021
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8140 GLAC002-4834 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8140 GLAC002-4835 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8142 GLAC002-4863 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

8142 GLAC002-4864 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

8142 GLAC002-4865 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2021

8147 GLAC002-4923 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

8147 GLAC002-4924 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2021

8147 GLAC002-4925 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENACE), 260 SF, INTERIOR WOOD 
FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2021

8148 GLAC002-4954 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

8148 GLAC002-4955 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2021

8148 GLAC002-4956 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2021
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8149 GLAC002-4985 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

8149 GLAC002-4986 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2021

8149 GLAC002-4987 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2021

8152 GLAC002-5047 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

8152 GLAC002-5048 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2021

8152 GLAC002-5049 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2021

8153 GLAC002-5078 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

8153 GLAC002-5079 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2021

8153 GLAC002-5072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2021

8153 GLAC002-5080 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2021

8155 GLAC002-5149 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1140 SF, INTERIOR 
PAINTED CEILING. 1140 SF

RM - 
Recurring 
Maintenanc
e

2021
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8155 GLAC002-5147 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 409 SF, 
HOUSEKEEPING. 409 SF

RM - 
Recurring 
Maintenanc
e

2021

8185 GLAC002-5395 CLEAN/SEAL EXPOSED CONCRETE ROOF DECK,231 SF, ALL OF ROOF. 231 SF

RM - 
Recurring 
Maintenanc
e

2021

8179 GLAC002-5334 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 15 EA

RM - 
Recurring 
Maintenanc
e

2021

8179 GLAC002-5355 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3440 SF, 
ALL INETRIOR PAINTED WALLS. 3440 SF

RM - 
Recurring 
Maintenanc
e

2021

8179 GLAC002-5327
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 165 SF, ALL EXTERIOR WINDOWS. 33 
EACH

33 EA

RM - 
Recurring 
Maintenanc
e

2021

8185 GLAC002-5399 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 8',1 
EA, DOUBLE ENTRY DOORS. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

8185 GLAC002-5397 PREPARE/PAINT EXTERIOR MASONRY/CONCRETE WALLS,1056 SF, ALL EXTERIOR CMU 
WALLS. 1056 SF

RM - 
Recurring 
Maintenanc
e

2021

8424 GLAC002-5430 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 370 SF, BOTH BEDROOMS. 370 SF

RM - 
Recurring 
Maintenanc
e

2021

8424 GLAC002-5431 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 500 SF, ALL 
INTERIOR CEILINGS. 500 SF

RM - 
Recurring 
Maintenanc
e

2021

8426 GLAC002-5471 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2021

8426 GLAC002-5469 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE), 438 SF, BOTH BEDROOMS. 438 SF

RM - 
Recurring 
Maintenanc
e

2021
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8427 GLAC002-5511 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2021

8428 GLAC002-5551 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2021

8428 GLAC002-5549 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE), 438 SF, BOTH BEDROOMS. 438 SF

RM - 
Recurring 
Maintenanc
e

2021

8430 GLAC002-5598 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 850 SF, ALL 
INTERIOR CEILINGS. 850 SF

RM - 
Recurring 
Maintenanc
e

2021

8431 GLAC002-5647 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 850 SF, ALL 
INTERIOR CEILINGS. 850 SF

RM - 
Recurring 
Maintenanc
e

2021

8431 GLAC002-5645 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 650 SF, ALL INTERIOR CARPET. 650 SF

RM - 
Recurring 
Maintenanc
e

2021

8432 GLAC002-5690 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2021

8432 GLAC002-5688 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 438 SF, ALL INTERIOR CARPET. 438 SF

RM - 
Recurring 
Maintenanc
e

2021

8433 GLAC002-5729 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 280 SF, ALL 
INTERIOR CEILINGS. 280 SF

RM - 
Recurring 
Maintenanc
e

2021

8433 GLAC002-5727 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 250 SF, ALL OF BEDROOM. 250 SF

RM - 
Recurring 
Maintenanc
e

2021

8434 GLAC002-5821 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 20400 SF, ALL 
PAINTED INTERIOR CEILING. 20400 SF

RM - 
Recurring 
Maintenanc
e

2021
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8435 GLAC002-5890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 5 EA, ALL EXTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2021

8435 GLAC002-5884
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY, MULTIPLE STORY,(RECURRING MAINTENANCE), 230 SF, ALL EXTERIOR WINDOWS. 
29 EACH

29 EA

RM - 
Recurring 
Maintenanc
e

2021

8435 GLAC002-5883 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 2200 SF, ALL EXTERIOR SIDING. 2200 SF

RM - 
Recurring 
Maintenanc
e

2021

8436 GLAC002-5956 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2021

8436 GLAC002-5954
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY, MULTIPLE STORY,(RECURRING MAINTENANCE), 150 SF, ALL EXTERIOR WINDOWS. 
18 EACH

18 EA

RM - 
Recurring 
Maintenanc
e

2021

8438 GLAC002-6019 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2021

8439 GLAC002-6086 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 2440 SF, ALL 
INTERIOR PAINTED CEILINGS. 2440 SF

RM - 
Recurring 
Maintenanc
e

2021

8445 GLAC002-6249 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1100 SF, 
ALL INTERIOR WALLS. 1100 SF

RM - 
Recurring 
Maintenanc
e

2021

8446 GLAC002-6308 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTEANCE), 688 SF, INTERIOR 
CEILING. 688 SF

RM - 
Recurring 
Maintenanc
e

2021

8447 GLAC002-6355 SAND AND REFINISH HARDWOOD FLOOR,(RECURRING MAINTENANCE), 2952 SF, DANCE 
FLOOR AND STAGE. 2952 SF

RM - 
Recurring 
Maintenanc
e

2021

8446 GLAC002-6305 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 96 SF, BOTH 
ENTRANCES. 112 SF

RM - 
Recurring 
Maintenanc
e

2021
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8450 GLAC002-6392 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

8450 GLAC002-6399 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, BATHROOM DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2021

8450 GLAC002-6408 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1350 SF, ALL 
CEILINGS. 1350 SF

RM - 
Recurring 
Maintenanc
e

2021

8450 GLAC002-6390 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 200 SF, ALL EXTERIOR WINDOWS. 20 EA

RM - 
Recurring 
Maintenanc
e

2021

8450 GLAC002-6406 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1230 SF, ALL BEDROOMS AND 
HALLWAY. 1230 SF

RM - 
Recurring 
Maintenanc
e

2021

8459 135
PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(RECURRING MAINTENANCE), 32"x98" DOUBLE FRENCH DOORS, NORTH AND SOUTH 
WALLS.

8 EA

RM - 
Recurring 
Maintenanc
e

2021

8459 154 REFINISH WOOD CEILING,(RECURRING MAINTENANCE), 3245, ALL WOOD STAINED 
CEILING THROUGH OUT. 3245 SF

RM - 
Recurring 
Maintenanc
e

2021

8459 149 REPLACE CARPET,(AGE, WEAR, PROJECTED END OF USEFUL LIFE), 191 SY, DINING 
ROOM. 1716 SF

RM - 
Recurring 
Maintenanc
e

2021

8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RM - 
Recurring 
Maintenanc
e

2021

9620 GLAC002-6467 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT AND REAR ENTRY DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

9620 GLAC002-6475 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 400 SF, 
LINEN STORAGE ROOM. 400 SF

RM - 
Recurring 
Maintenanc
e

2021
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9620 GLAC002-6465 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL 3 EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2021

9620 GLAC002-6474 PREPARE/PAINT/STAIN WOOD STAIRS,225 SF, FRONT PORCH AND RAMP, REAR PORCH. 225 SF

RM - 
Recurring 
Maintenanc
e

2021

9621 GLAC002-6513 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2021

9621 GLAC002-6526 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 580 SF, ALL 
INTERIOR CEILINGS. 580 SF

RM - 
Recurring 
Maintenanc
e

2021

9621 GLAC002-6524 REPLACE CARPET,440 SF, ALL 4 BEDROOMS. 440 SF

RM - 
Recurring 
Maintenanc
e

2021

9621 GLAC002-6521 PREPARE AND PAINT WOOD RAMP AND LANDINGS,(RECURRING MAINTENANCE), 24 SF, 
REAR ENTRY LANDINGS. 24 SF

RM - 
Recurring 
Maintenanc
e

2021

9621 GLAC002-6504 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2021

9622 GLAC002-6565 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 370 SF, BEDROOMS. 370 SF

RM - 
Recurring 
Maintenanc
e

2021

9622 GLAC002-6567 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
CEILINGS. 420 SF

RM - 
Recurring 
Maintenanc
e

2021

9623 GLAC002-6608 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 700 SF, ALL 
INTERIOR CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2021

9624 GLAC002-6655 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 700 SF, ALL 
INTERIOR CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2021
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84682 GLAC002-6813 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1400 SF, ALL INTERIOR 
CARPETING. 1400 SF

RM - 
Recurring 
Maintenanc
e

2021

84682 GLAC002-6810 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 600 SF, 
ALL INTERIOR PAINTED WALLS. 600 SF

RM - 
Recurring 
Maintenanc
e

2021

84683 GLAC002-6864 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 560 SF, ALL 3 BEDROOMS. 560 SF

RM - 
Recurring 
Maintenanc
e

2021

90665 GLAC002-6906 PREPARE AND APPLY CLEAR SILICONE SEALER ON CONCRETE FLOORS,(RECURRING 
MAINTENANCE), 670 SF, MAINTENANCE SHOP. 670 SF

RM - 
Recurring 
Maintenanc
e

2021

90665 GLAC002-6903 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 696 SF, 
INTERIOR PAINTED WALLS. 696 SF

RM - 
Recurring 
Maintenanc
e

2021

93613 GLAC002-6974 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

93613 GLAC002-6975 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2021

93613 GLAC002-6976 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
WOOD FLOORS. 260 SF

RM - 
Recurring 
Maintenanc
e

2021

103836 GLAC002-7034 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,1 EA, AT INTERSECTION. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

103900 GLAC002-7059 PREPARE/PAINT HANDICAPPED PAVEMENT MARKING AND SYMBOL TO ACCOMMODATE 
ADA REQUIREMENTS,1 EA, PARKING AREA. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

103900 GLAC002-7058 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR YELLOW,178 
LF, ENTRANCE TO CABIN. 1 EA

RM - 
Recurring 
Maintenanc
e

2021
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103901 GLAC002-7064 PREPARE/PAINT HANDICAPPED PARKING STALL PAVEMENT MARKINGS AND SYMBOL TO 
ACCOMMODATE ADA REQUIREMENTS,3 EA, PARKING AREA. 3 EA

RM - 
Recurring 
Maintenanc
e

2021

103901 GLAC002-7065 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR YELLOW,178 
LF, PARKING AREA. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

225882 GLAC002-7164 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 1 EA, ONLY INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

225882 GLAC002-7160 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOOR AND FRAME, UP TO 6' X 
7',(RECURRING MAINTENANCE), 1 EA, NORTH WALL. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

225882 GLAC002-7165 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2021

225882 GLAC002-7159 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 16 SF, EAST AND WEST WALLS. 2 EA

RM - 
Recurring 
Maintenanc
e

2021

228062 GLAC002-7257 PREPARE/PAINT ATHLETIC COURT MARKINGS,1 EA, PARKING LOT. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

231812 GLAC002-7291 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X74", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2021

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2021

7601 GLAC002-2117 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2021

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2021
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7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2021

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2021

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2021

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2021

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2021

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2021

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2021

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2021

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2021

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2021

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2021
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7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2021

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2021

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2021

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2021

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2021

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2021

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2021

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2021

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021
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7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2021

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2021
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8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2021

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021
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8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021



Page H-Att 3 417

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021
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8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2021

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2021
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8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2021

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2021

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2021

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2021

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2021

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2021

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2021

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2021

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2021

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2021

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2021
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8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2021

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2021

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2021

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2021

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2021

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2021

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2021

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2021

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2021

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2021
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8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2021

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2021

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2021

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2021

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2021

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2021

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2021

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2021

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2021

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2021

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2021
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9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2021

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2021

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2021

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2021

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2021

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2021

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2021

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2021

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2021

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2021
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115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2021

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2021

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2021

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2021

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2021

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2021

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021



Page H-Att 3 424

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2021

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2021

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2021

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2021
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8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2021

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2021

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2021

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2021
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8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021
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8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021
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84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2021

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2021

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021
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7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2021

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2021

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021
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8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2021

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021
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8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2021

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2021

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2021

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2021
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84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2021

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2021

7601 GLAC002-2107
REPLACE UNBALLASTED SINGLE PLY MEMBRANE, RUBBER/PLASTIC ROOFING, 300 SF 
AND OVER, 2" INSULATION,(PROJECTED END OF SERVICE LIFE.), 717 SF, ALL ROOF 
AREAS.

717 SF
CR - 
Component 
Renewal

2022

8099 GLAC002-3802 REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(PROJECTED END OF USEFUL LIFE), UTILITY ROOM NEXT TO LINEN STORAGE. 1 EA

CR - 
Component 
Renewal

2022

8107 GLAC002-4031 REPLACE EXISTING GFCI RECEPTACLE, 20 AMP,(PROJECTED END OF USEFUL LIFE), MAIN 
LIVING AREA NEXT TO VANITY. 1 EA

CR - 
Component 
Renewal

2022

8107 GLAC002-4030 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOMS AND LIVING. 4 EA

CR - 
Component 
Renewal

2022

8459 160
REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(APPROACHING END OF SERVICE LIFE), 119 GALLON, ELECTRIC, MAIN ELECTRIC 
UTILITY ROOM ON EAST SIDE OF BUILDING.

1 EA
CR - 
Component 
Renewal

2022

8459 170 REPLACE EVAPORATIVE COOLER UP TO 4215 CFM, 3/4 HP,(IN MID LIFE CYCLE SERVICE), 
ROOF MOUNTED ADJACENT TO KITCHEN HOOD EXHAUST FAN. 1 EA

CR - 
Component 
Renewal

2022

8446 GLAC002-6315 REPLACE 50 LF 4" PVC PIPE, CONNECTORS (PROJECTED END OF USEFUL LIFE) LOCATED 
IN WALLS AND SUBFLOOR TO BUILDING. 1 EA

CR - 
Component 
Renewal

2022

8459 164 REPLACE CENTRIFUGAL ROOF EXHAUSTER, 1650 CFM, 12'' BELT DRIVEN, ROOF OR WALL 
MOUNTED,(IN MID LIFE CYCLE SERVICE), ROOF MOUNTED OVER KITCHEN AREA. 1 EA

CR - 
Component 
Renewal

2022

8459 186
REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(IN MID SERVICE LIFE CYCLE), IN 
HALLWAYS, DINING AREA,OFFICES, STORAGE ROOMS AND KITCHEN AREAS. ALL ROOMS 
WITH RECEPTICLES.

30 EA
CR - 
Component 
Renewal

2022

7601 GLAC002-2120 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 150 SF, INTERIOR 
STAIRWAY. 150 SF

RM - 
Recurring 
Maintenanc
e

2022

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2022

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2022
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7921 GLAC002-2286 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1500 SF, ALL 
INTERIOR STAINED STAIR FINISHES. 1500 SF

RM - 
Recurring 
Maintenanc
e

2022

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2022

7923 GLAC002-2422 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1000 SF, ALL 
EXTERIOR STAIR TREADS & STRINGERS. 1000 SF

RM - 
Recurring 
Maintenanc
e

2022

7923 GLAC002-2423 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 600 SF, TWO SETS 
OF INTERIOR STAIRS. 600 SF

RM - 
Recurring 
Maintenanc
e

2022

7923 GLAC002-2423 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 26900 SF, 
ALL INTERIOR PAINTED WALLS. 26900 SF

RM - 
Recurring 
Maintenanc
e

2022

7928 GLAC002-2572 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1860 SF, 
ALL INTERIOR WALLS. 1860 SF

RM - 
Recurring 
Maintenanc
e

2022

7930 GLAC002-2606 PREPARE/PAINT EXTERIOR WOOD SIDING,(BEYOND SERVICE LIFE), 1120 SF, ALL 
EXTERIOR WOOD SIDING. 1120 SF

RM - 
Recurring 
Maintenanc
e

2022

7930 GLAC002-2617 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 8 EA, ALL INTERIOR DOORS. 8 EA

RM - 
Recurring 
Maintenanc
e

2022

7930 GLAC002-2624 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',2200 SF, ALL INTERIOR WALLS. 2200 SF

RM - 
Recurring 
Maintenanc
e

2022

7973 GLAC002-2828 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 350 LF, 
ALL EXTERIOR WOOD FRAMED WINDOW SCREENS. 29 WINDOW SCREENS 29 EA

RM - 
Recurring 
Maintenanc
e

2022

7973 GLAC002-2828 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 255 SF, ALL EXTERIOR WINDOWS.29 EA. 29 EA

RM - 
Recurring 
Maintenanc
e

2022
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7973 GLAC002-2830 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), UP TO 4'X8', ALL EXTERIOR DOORS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2022

7973 GLAC002-2839 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X78", BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2022

7974 GLAC002-2886 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1274 SF, ALL 
EXTERIOR WALLS. 1274 SF

RM - 
Recurring 
Maintenanc
e

2022

7975 GLAC002-2925 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2022

7976 GLAC002-2958 PREPARE/PAINT EXTERIOR WOOD SIDING,880 SF, ALL EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2022

7977 GLAC002-2992 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD SIDING. 880 SF

RM - 
Recurring 
Maintenanc
e

2022

7979 GLAC002-3073 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2022

7987 GLAC002-3334 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2022

7992 GLAC002-3506 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2022

8098 GLAC002-3730 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 6818 SF, ALL 
PAINTED INTERIOR CEILINGS. 6818 SF

RM - 
Recurring 
Maintenanc
e

2022

8101 GLAC002-3830 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2022
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8103 GLAC002-3898 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2022

8103 GLAC002-3899 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2022

8103 GLAC002-3900 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOORS. 260 SF

RM - 
Recurring 
Maintenanc
e

2022

8104 GLAC002-3920 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2022

8105 GLAC002-3960 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2022

8105 GLAC002-3961 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2022

8105 GLAC002-3962 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
FLOORS. 260 SF

RM - 
Recurring 
Maintenanc
e

2022

8106 GLAC002-3982 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2022

8107 GLAC002-4020 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2022

8107 GLAC002-4021 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2022

8110 GLAC002-4099 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2022
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8110 GLAC002-4101 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS, 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8110 GLAC002-4100 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8110 GLAC002-4103 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8110 GLAC002-4107 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8110 GLAC002-4108 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING  MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

8110 GLAC002-4109 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8111 GLAC002-4131 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 FL, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8111 GLAC002-4130 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8111 GLAC002-4132 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8111 GLAC002-4137 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8111 GLAC002-4138 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022
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8111 GLAC002-4139 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8113 GLAC002-4161 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAME SCREENS. 8 EA 8 EA

RM - 
Recurring 
Maintenanc
e

2022

8113 GLAC002-4160 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8113 GLAC002-4163 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8113 GLAC002-4167 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8113 GLAC002-4168 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

8113 GLAC002-4169 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8115 GLAC002-4189 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2022

8115 GLAC002-4191 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62  LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4  EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8115 GLAC002-4190 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8115 GLAC002-4193 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022
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8115 GLAC002-4197 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8115 GLAC002-4198 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

8115 GLAC002-4199 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8117 GLAC002-4221 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8117 GLAC002-4220 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8117 GLAC002-4223 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8117 GLAC002-4227 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8117 GLAC002-4228 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

8117 GLAC002-4229 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8118 GLAC002-4251 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8118 GLAC002-4250 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2022
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8118 GLAC002-4253 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8118 GLAC002-4257 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8118 GLAC002-4258 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

8118 GLAC002-4259 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8124 GLAC002-4432 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2022

8128 GLAC002-4555 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2022

7600 GLAC002-2043 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 200 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 3 EA 200 SF

RM - 
Recurring 
Maintenanc
e

2022

7601 GLAC002-2092 PREPARE AND REFINISH EXTERIOR WOOD, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 1312 SF, ALL EXTERIOR SIDING. 1312 SF

RM - 
Recurring 
Maintenanc
e

2022

8146 GLAC002-4893 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8146 GLAC002-4894 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

7972 GLAC002-2767 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 3X7, ALL INTERIOR WOOD STAINED DOORS. 27 EA

RM - 
Recurring 
Maintenanc
e

2022
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8146 GLAC002-4895 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8001 GLAC002-3628 REFINISH WOOD CEILING,(RECURRING MAINTENANCE), 3490 SF, ALL WOOD STAINED 
CEILING. 3490 SF

RM - 
Recurring 
Maintenanc
e

2022

8150 GLAC002-5016 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8150 GLAC002-5017 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

8434 GLAC002-5800 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), "VARIOUS SIZES", ALL INTERIOR STAINED WOOD DOORS 120 EACH. 120 EA

RM - 
Recurring 
Maintenanc
e

2022

8435 GLAC002-5918 SAND AND REFINISH HARDWOOD FLOOR,(RECURRING MAINTENANCE), 1400, ALL 
INTERIOR STAINED WOOD FLOORS. 1400 SF

RM - 
Recurring 
Maintenanc
e

2022

8438 GLAC002-6036 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 560 SF, ALL 3 SUITES. 560 SF

RM - 
Recurring 
Maintenanc
e

2022

8447 GLAC002-6356 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), SY (110 SF), EMPLOYEE REC 
CENTER. 110 SF

RM - 
Recurring 
Maintenanc
e

2022

8459 108 PREPARE AND PAINT EXTERIOR STUCCO WALLS,(RECURRING MAINTENANCE), 424 SF, 
ALL EXTERIOR WALLS. 424 SF

RM - 
Recurring 
Maintenanc
e

2022

93601 GLAC002-6952 PREPARE AND APPLY CLEAR SILICONE SEALER ON CONCRETE FLOORS TO INCLUDE 
RAMP,(RECURRING MAINTENANCE), 144 SF, INTERIOR CONCRETE FLOOR. 144 SF

RM - 
Recurring 
Maintenanc
e

2022

94885 GLAC002-7001 PREPARE/PAINT INTERIOR METAL WALL PANEL/PARTITION,(RECURRING MAINTENANCE), 
400 SF, INTERIOR METAL DIVIDING WALL. 400 EA

RM - 
Recurring 
Maintenanc
e

2022
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94885 GLAC002-7002 PREPARE/PAINT METAL WATER CLOSET PARTITION,(RECURRING MAINTENANCE), 8 EA, 
INTERIOR WATER CLOSETS. 8 EA

RM - 
Recurring 
Maintenanc
e

2022

103833 GLAC002-7029 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,(PROJECTED OF SERVICE LIFE), 1 
EA, AT RD JUNCTION. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

103833 GLAC002-7030 REPLACE PAVEMENT WORDS PER LETTER, 3' TO 6' TALL,(PROJECTED END OF SERVICE 
LIFE), 4 LETTERS 4' TALL, IN ROAD. 4 EA

RM - 
Recurring 
Maintenanc
e

2022

8154 GLAC002-5110 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2022

8154 GLAC002-5111 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2022

8154 GLAC002-5112 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2022

8156 GLAC002-5186 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2022

8157 GLAC002-5233 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2022

8158 GLAC002-5277 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2022

8424 GLAC002-5424 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2022

8426 GLAC002-5463 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2022
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8427 GLAC002-5503 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2022

8428 GLAC002-5543 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2022

8434 GLAC002-5809 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1580 SF, ALL WOOD 
EXTERIOR AND INTERIOR STAIRS. 1580 SF

RM - 
Recurring 
Maintenanc
e

2022

8434 GLAC002-5757 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 17760 SF, ALL 
EXTERIOR WALLS, TRIM, SOFFIT AND FASCIA. 17760 SF

RM - 
Recurring 
Maintenanc
e

2022

8439 GLAC002-6063 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2700 SF, ALL 
EXTERIOR SIDING. 2700 SF

RM - 
Recurring 
Maintenanc
e

2022

8442 GLAC002-6191 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2022

8445 GLAC002-6215 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 2040 SF, ALL EXTERIOR SIDING AND LOGS. 2040 SF

RM - 
Recurring 
Maintenanc
e

2022

8450 GLAC002-6389 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1280 SF, ALL 
EXTERIOR SIDING. 1280 SF

RM - 
Recurring 
Maintenanc
e

2022

8456 GLAC002-6441 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 294 SF, INTERIOR 
CONCRETE FLOORS. 294 SF

RM - 
Recurring 
Maintenanc
e

2022

8459 115 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 697 SF, ALL WINDOWS. 36 EA

RM - 
Recurring 
Maintenanc
e

2022

8459 110 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2540 SF, ALL 
EXTERIOR WOOD BOARD SIDING. 2540 SF

RM - 
Recurring 
Maintenanc
e

2022
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9621 GLAC002-6503 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, SIDE 
WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2022

9623 GLAC002-6592 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1040 SF, ALL 
EXTERIOR SIDING. 1040 SF

RM - 
Recurring 
Maintenanc
e

2022

9624 GLAC002-6639 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1040 SF, ALL 
EXTERIOR SIDING. 1040 SF

RM - 
Recurring 
Maintenanc
e

2022

9625 GLAC002-6706 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2022

9626 GLAC002-6749 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2022

84682 GLAC002-6783 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2200 SF, ALL 
EXTERIOR PAINTED SIDING. 2200 SF

RM - 
Recurring 
Maintenanc
e

2022

90674 GLAC002-6935 PREPARE/PAINT INTERIOR WOOD WALL PANEL OR PARTITION, 8' TO 15' 
HIGH,(RECURRING MAINTENANCE), 370 SF, INTERIOR WALLS. 370 SF

RM - 
Recurring 
Maintenanc
e

2022

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2022

7601 GLAC002-2118 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2022

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2022

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2022
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7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2022

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2022

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2022

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2022

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2022

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2022

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2022

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2022

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2022

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2022

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2022
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7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2022

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2022

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2022

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2022

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2022

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2022

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2022

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022
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7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2022

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2022

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2022
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8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022
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8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022
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8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022
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8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2022

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2022

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2022
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8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2022

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2022

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2022

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2022

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2022

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2022

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2022

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2022

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2022

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2022

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2022
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8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2022

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2022

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2022

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2022

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2022

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2022

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2022

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2022

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2022

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2022
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8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2022

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2022

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2022

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2022

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2022

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2022

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2022

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2022

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2022

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2022

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2022
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9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2022

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2022

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2022

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2022

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2022

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2022

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2022

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2022

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2022

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2022
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225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2022

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2022

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2022

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2022

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2022

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022
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7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2022

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2022

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2022

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022
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8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2022

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2022

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2022

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2022

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022
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8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2022
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9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2022
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115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2022

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2022

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2022

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2022

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2022



Page H-Att 3 461

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022
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8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2022

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022
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9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2022

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2022

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2022

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2022

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2022

8001 GLAC002-3650 REPLACE ELECTRIC UNIT HEATER, FAN DRIVEN, UP TO 10 KW,(PROJECTED END OF 
USEFUL LIFE), INSIDE MAINTENANCE SHOP AREA. 1 EA

CR - 
Component 
Renewal

2023

8001 GLAC002-3674 REPLACE RESIDENTIAL SMOKE DETECTOR, BATTERY POWERED,(PROJECTED END OF 
USEFUL LIFE), CEILING MOUNT IN VARIOUS LOCATIONS THROUGHOUT BUILDING. 8 EA

CR - 
Component 
Renewal

2023

8157 GLAC002-5248
REPLACE COMMERCIAL WATER HEATER, ELECTRIC,  OVER 100 UP TO 120 
GALLONS,(PROJECTED END OF USEFUL LIFE), UTILITY ROOM NEXT TO LENIN STORAGE 
ROOM.

1 EA
CR - 
Component 
Renewal

2023

8439 GLAC002-6083 REPLACE RUBBER OR VINYL STAIR TREADS,(PROJECTED END OF USEFUL LIFE), 70 LF, 
INTERIOR STAIRWAY. 70LF 24 SF

CR - 
Component 
Renewal

2023
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7600 GLAC002-2022 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',53 EA, ALL EXTERIOR DOORS. 53 EA

RM - 
Recurring 
Maintenanc
e

2023

7600 GLAC002-2053 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 11000 SF, ALL 
INTERIOR CEILINGS. 11000 SF

RM - 
Recurring 
Maintenanc
e

2023

7601 GLAC002-2104 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',3 
EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2023

7601 GLAC002-2126 PREPARE AND PAINT INTERIOR CEILING,700 SF, ALL CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2023

7912 GLAC002-2175 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',1 
EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2023

7921 GLAC002-2303 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1136 SF, ALL 
AREAS WITH PAINTED CONCRETE FLOORS. 1136 SF

RM - 
Recurring 
Maintenanc
e

2023

7921 GLAC002-2305 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 1782 SF, ALL INTERIOR 
PAINTED WOOD FLOORS. 1782 SF

RM - 
Recurring 
Maintenanc
e

2023

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2023

7923 GLAC002-2403 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 68 EA, ALL INTERIOR PAINTED DOORS. 68 EA

RM - 
Recurring 
Maintenanc
e

2023

7923 GLAC002-2388 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(PROJECTED END OF 
USEFUL LIFE), 7600 SF, ALL EXTERIOR WOOD SIDING. 7600 SF

RM - 
Recurring 
Maintenanc
e

2023
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7924 GLAC002-2476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',7 
EA, ALL EXTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2023

7924 GLAC002-2499 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 150 SF, INTERIOR 
STAIRWAY. 150 SF

RM - 
Recurring 
Maintenanc
e

2023

7924 GLAC002-2501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 8240 SF, 
ALL INTERIOR PAINTED WALLS. 8240 SF

RM - 
Recurring 
Maintenanc
e

2023

7928 GLAC002-2559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, BOTH EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2023

7928 GLAC002-2566 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 7',5 
EA, ALL INTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2023

7973 GLAC002-2849 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3268 SF, ALL 
INTERIOR CEILING. 3268 SF

RM - 
Recurring 
Maintenanc
e

2023

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 32"x78", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2023

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 32"x78", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2023

7978 GLAC002-3026 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2023

7991 GLAC002-3471 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2023

7993 GLAC002-3539 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2023
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8001 GLAC002-3578 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 7688 SF, ALL 
EXTERIOR WOOD WALLS. 7688 SF

RM - 
Recurring 
Maintenanc
e

2023

8001 GLAC002-3620 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7265 SF, 
ALL PAINTED INTERIOR WALLS. 7265 SF

RM - 
Recurring 
Maintenanc
e

2023

8099 GLAC002-3779 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5671 SF, ALL 
EXTERIOR WALLS. 5671 SF

RM - 
Recurring 
Maintenanc
e

2023

8099 GLAC002-3779 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5671 SF, ALL 
EXTERIOR WALLS. 5671 SF

RM - 
Recurring 
Maintenanc
e

2023

8101 GLAC002-3832 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS  4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8101 GLAC002-3831 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8101 GLAC002-3834 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8101 GLAC002-3840 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8102 GLAC002-3860 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8102 GLAC002-3862 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
4 EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8102 GLAC002-3861 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023
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8102 GLAC002-3864 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8102 GLAC002-3870 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8103 GLAC002-3890 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2023

8103 GLAC002-3892 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 93 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8103 GLAC002-3891 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL EXTERIOR WINDOWS. 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8103 GLAC002-3894 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8104 GLAC002-3922 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8104 GLAC002-3921 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8104 GLAC002-3924 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8104 GLAC002-3928 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8104 GLAC002-3932 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023
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8105 GLAC002-3952 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2023

8105 GLAC002-3954 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8105 GLAC002-3953 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8105 GLAC002-3956 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36X79, EXTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8106 GLAC002-3984 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8106 GLAC002-3983 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8106 GLAC002-3986 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8106 GLAC002-7332 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8106 GLAC002-3992 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8107 GLAC002-4014 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8107 GLAC002-4013 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS, 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023
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8107 GLAC002-4016 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8108 GLAC002-4041 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8108 GLAC002-4043 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8108 GLAC002-4042 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH  WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8108 GLAC002-4045 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8108 GLAC002-4051 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8109 GLAC002-4070 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8109 GLAC002-4072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8109 GLAC002-4071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8109 GLAC002-4074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8109 GLAC002-4080 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023
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8113 GLAC002-4159 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8119 GLAC002-4281 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 8 EA

RM - 
Recurring 
Maintenanc
e

2023

8119 GLAC002-4280 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8119 GLAC002-4283 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8119 GLAC002-4287 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8119 GLAC002-4288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2023

8119 GLAC002-4289 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8120 GLAC002-4314 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8120 GLAC002-4313 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8120 GLAC002-4316 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8120 GLAC002-4320 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023



Page H-Att 3 471

8120 GLAC002-4321 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2023

8120 GLAC002-4322 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8121 GLAC002-4344 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS - 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8121 GLAC002-4343 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8121 GLAC002-4346 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8122 GLAC002-4372 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8122 GLAC002-4374 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8122 GLAC002-4373 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8122 GLAC002-4376 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8122 GLAC002-4380 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8122 GLAC002-4381 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2023
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8122 GLAC002-4382 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8123 GLAC002-4404 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8123 GLAC002-4403 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8123 GLAC002-4406 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8124 GLAC002-4434 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8124 GLAC002-4433 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8124 GLAC002-4436 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8124 GLAC002-4440 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8124 GLAC002-4441 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2023

8124 GLAC002-4442 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8125 GLAC002-4464 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2023
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8125 GLAC002-4463 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8125 GLAC002-4466 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8126 GLAC002-4492 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8126 GLAC002-4494 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREEN 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8126 GLAC002-4493 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8126 GLAC002-4496 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8126 GLAC002-4500 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8126 GLAC002-4501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2023

8126 GLAC002-4502 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOORS. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8127 GLAC002-4524 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8127 GLAC002-4523 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023
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8127 GLAC002-4526 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8127 GLAC002-4530 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8127 GLAC002-4531 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2023

8127 GLAC002-4532 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 180 SF, ALL INTERIOR 
WOOD FLOOR. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8128 GLAC002-4566 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8129 GLAC002-4585 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8129 GLAC002-4596 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8130 GLAC002-4617 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8130 GLAC002-4616 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8130 GLAC002-4619 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8131 GLAC002-4645 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023
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8131 GLAC002-4656 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8132 GLAC002-4677 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOF FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8132 GLAC002-4676 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8132 GLAC002-4679 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8133 GLAC002-4705 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2023

8133 GLAC002-4716 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8134 GLAC002-4735 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2023

8134 GLAC002-4737 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8134 GLAC002-4736 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8134 GLAC002-4739 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8135 GLAC002-4776 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023
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8136 GLAC002-4806 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8140 GLAC002-4827 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8140 GLAC002-4826 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8140 GLAC002-4829 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8140 GLAC002-4836 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8142 GLAC002-4857 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8142 GLAC002-4856 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8142 GLAC002-4859 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8142 GLAC002-4866 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2023

8146 GLAC002-4887 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8146 GLAC002-4886 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023
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8146 GLAC002-4889 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8147 GLAC002-4917 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8147 GLAC002-4916 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8147 GLAC002-4926 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2023

8148 GLAC002-4948 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8148 GLAC002-4947 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8148 GLAC002-4950 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8148 GLAC002-4957 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2023

8149 GLAC002-4979 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8149 GLAC002-4978 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8149 GLAC002-4981 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023
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8149 GLAC002-4988 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR  CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2023

8150 GLAC002-5010 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8150 GLAC002-5009 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8150 GLAC002-5012 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8152 GLAC002-5041 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8152 GLAC002-5040 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8152 GLAC002-5043 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8152 GLAC002-5050 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR  CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2023

7600 GLAC002-2048 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 240 SF, 
BATHROOMS IN SUITES 62 THROUGH 71. 240 SF

RM - 
Recurring 
Maintenanc
e

2023

7600 GLAC002-2049 REPLACE 12" X 12" VINYL FLOOR TILE,(PROJECTED END OF USEFUL LIFE), 201 SF, 
BATHROOMS/KITCHENS IN SUITES 60, 61 AND 72 THROUGH 95. 2010 SF

RM - 
Recurring 
Maintenanc
e

2023

7921 GLAC002-2376 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 4136 SF, ALL 
BALCONIES AND PORCH DECKS. 4136 SF

RM - 
Recurring 
Maintenanc
e

2023
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8179 GLAC002-5357 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 3400 SF, FIRST 
FLOOR - KITCHEN, STORAGE, SALES. 3400 SF

RM - 
Recurring 
Maintenanc
e

2023

7970 GLAC002-2669 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 291 SY (2625 SF), ALL INTERIOR 
CARPET. 2625 SF

RM - 
Recurring 
Maintenanc
e

2023

7971 GLAC002-2716 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 292 SY (2625 SF), ALL GUEST 
ROOMS. 2625 SF

RM - 
Recurring 
Maintenanc
e

2023

8153 GLAC002-5071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

8153 GLAC002-5074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8153 GLAC002-5081 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2023

8154 GLAC002-5104 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EACH 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8154 GLAC002-5103 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2023

8154 GLAC002-5106 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

8179 GLAC002-5324 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(EXPECTED END OF 
SERVICE LIFE), 4160 SF, ALL EXTERIOR SIDING AND LOGS. 4160 SF

RM - 
Recurring 
Maintenanc
e

2023

8430 GLAC002-5576 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 450 SF, ALL 
EXTERIOR PAINTED SIDING. 450 SF

RM - 
Recurring 
Maintenanc
e

2023
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8431 GLAC002-5624 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 450 SF, ALL 
EXTERIOR PAINTED SIDING AND LATTICE. 450 SF

RM - 
Recurring 
Maintenanc
e

2023

8155 GLAC002-5148 REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",(PROJECTED END OF USEFUL LIFE), 560 
SF, RESTROOMS. 560 SF

RM - 
Recurring 
Maintenanc
e

2023

8156 GLAC002-5195 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 3038 SF, ALL GUEST ROOMS. 3038 SF

RM - 
Recurring 
Maintenanc
e

2023

8433 GLAC002-5712 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 96 SF, SIDING ON 
REAR OF BUILDING AND LATTICE. 96 SF

RM - 
Recurring 
Maintenanc
e

2023

8179 GLAC002-5358 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 100 SF, RED TILE IN 
KITCHEN. 100 SF

RM - 
Recurring 
Maintenanc
e

2023

8430 GLAC002-5594 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 90 SF, 
BATHROOMS IN SUITES 1 AND 2. 90 SF

RM - 
Recurring 
Maintenanc
e

2023

8430 GLAC002-5595 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 30 SF, BATHROOM IN 
SUITE 3. 30 SF

RM - 
Recurring 
Maintenanc
e

2023

8431 GLAC002-5644 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 120 SF, ALL 
FOUR BATHROOMS. 120 SF

RM - 
Recurring 
Maintenanc
e

2023

8439 GLAC002-6084 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 2450 SF, ALL 
INTERIOR 12X12 VINYL FLOOR TILE. 2450 SF

RM - 
Recurring 
Maintenanc
e

2023

8450 GLAC002-6405 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 120 SF, 
ALL BATHROOMS. 14 SF

RM - 
Recurring 
Maintenanc
e

2023

8435 GLAC002-5915 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2200 SF, 
ALL INTERIOR PAINTED WALLS. 2200 SF

RM - 
Recurring 
Maintenanc
e

2023
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8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RM - 
Recurring 
Maintenanc
e

2023

9621 GLAC002-6523 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 105 SF, FRONT 
ENTRY AND 4 BATHROOMS. 105 SF

RM - 
Recurring 
Maintenanc
e

2023

84682 GLAC002-6812 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 800 SF, 
RECEIVING ROOM AND PART OF SALES AREA. 800 SF

RM - 
Recurring 
Maintenanc
e

2023

8436 GLAC002-5963 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 13 EA, ALL INTERIOR DOORS. 13 EA

RM - 
Recurring 
Maintenanc
e

2023

8436 GLAC002-5967 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 5200 SF, 
ALL INTERIOR PAINTED WALLS. 5200 SF

RM - 
Recurring 
Maintenanc
e

2023

8437 GLAC002-6003 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 594 SF, ALL 
EXTERIOR WALLS. 594 SF

RM - 
Recurring 
Maintenanc
e

2023

8441 GLAC002-6134 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 900 SF, 
ALL INTERIOR PAINTED WALLS. 900 SF

RM - 
Recurring 
Maintenanc
e

2023

8445 GLAC002-6235 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 7 EA, ALL INETRIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2023

8445 GLAC002-6255 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1600 SF, ALL 
INTERIOR CEILINGS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2023

8446 GLAC002-6293 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 960 SF, ALL 
EXTERIOR WALLS DOORS AND WINDOWS. 960 SF

RM - 
Recurring 
Maintenanc
e

2023

8447 GLAC002-6352 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 963 SF, 
EMPLOYEE REC CENTER AND RESTROOMS IN AUDITORIUM. 963 SF

RM - 
Recurring 
Maintenanc
e

2023
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8447 GLAC002-6333 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 6270 SF, ALL 
EXTERIOR CLAPBOARD SIDING. 6270 SF

RM - 
Recurring 
Maintenanc
e

2023

8456 GLAC002-6439 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 816 SF, 
INTERIOR WALLS. 816 SF

RM - 
Recurring 
Maintenanc
e

2023

8456 GLAC002-6429 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1095 SF, ALL 
EXTERIOR WALLS. 1095 SF

RM - 
Recurring 
Maintenanc
e

2023

8459 142 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 4561 SF, 
ALL PAINTED INTERIOR WALLS. 4561 SF

RM - 
Recurring 
Maintenanc
e

2023

8459 152 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 140 SF, REAR 
ENTRANCE TO KITCHEN, JANITOR CLOSET AND ALL CONCRETE PAINTED FLOOR. 140 SF

RM - 
Recurring 
Maintenanc
e

2023

8459 153 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1316 SF, ALL 
PAINTED INTERIOR CEILINGS. 1316 SF

RM - 
Recurring 
Maintenanc
e

2023

9620 GLAC002-6478 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 220 SF, LINEN 
STORAGE ROOM. 220 SF

RM - 
Recurring 
Maintenanc
e

2023

9620 GLAC002-6464 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 760 SF, ALL 
EXTERIOR SIDING AND LATTICE. 760 SF

RM - 
Recurring 
Maintenanc
e

2023

8434 GLAC002-5815 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1056 SY (9508 SF), ALL INTERIOR 
CARPET. 9508 SF

RM - 
Recurring 
Maintenanc
e

2023

9621 GLAC002-6508 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

9622 GLAC002-6551 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 60 SF, ALL WOOD 
LATTICE. 60 SF

RM - 
Recurring 
Maintenanc
e

2023
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84682 GLAC002-6815 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1900 SF, ALL 
INTERIOR PAINTED CEILINGS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2023

90665 GLAC002-6907 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTEINANCE), 220 SF, ALL 
PAINTED INTERIOR CEILING. 220 SF

RM - 
Recurring 
Maintenanc
e

2023

90665 GLAC002-6889 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1683, EXTERIOR 
WALLS, DOORS, &  WINDOWS FRAMES 1683 SF

RM - 
Recurring 
Maintenanc
e

2023

90674 GLAC002-6936 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 95 SF, INTERIOR 
PARTIAL CEILING. 95 SF

RM - 
Recurring 
Maintenanc
e

2023

90674 GLAC002-6930 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 490 SF, ALL 
EXTERIOR WALLS, DOORS AND WINDOWS. 490 SF

RM - 
Recurring 
Maintenanc
e

2023

93601 GLAC002-6946 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 
8',(RECURRING MAINTENANCE), 60"X80", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

93613 GLAC002-6968 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 92 LF 6 EA

RM - 
Recurring 
Maintenanc
e

2023

93613 GLAC002-6967 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2023

93613 GLAC002-6970 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2023

93613 GLAC002-6977 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2023

115747 GLAC002-7109 PREPARE AND PAINT METAL STAIRS AND LANDINGS,(RECURRING MAINTENANCE), 350 SF, 
EXTERIOR METAL STAIRS. 350 SF

RM - 
Recurring 
Maintenanc
e

2023
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115747 GLAC002-7110 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 21934 SF, 
ALL INTERIOR PAINTED WALLS ON ALL LEVELS. 21934 SF

RM - 
Recurring 
Maintenanc
e

2023

225882 GLAC002-7167 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 150 SF, ALL 
INTERIOR CEILING. 150 SF

RM - 
Recurring 
Maintenanc
e

2023

225882 GLAC002-7158 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 500 SF, ALL 
EXTERIOR SIDING. 500 SF

RM - 
Recurring 
Maintenanc
e

2023

231812 GLAC002-7289 PREPARE/PAINT EXTERIOR MASONRY/CONCRETE WALLS,(RECURRING MAINTENANCE), 
336 SF, ALL EXTERIOR WALLS. 336 SF

RM - 
Recurring 
Maintenanc
e

2023

232169 GLAC002-7318 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 350 SF, ALL 
EXTERIOR WALLS. 350 SF

RM - 
Recurring 
Maintenanc
e

2023

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2023

7601 GLAC002-2119 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2023

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2023

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2023

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2023

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2023
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7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2023

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2023

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2023

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2023

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2023

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2023

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2023

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2023

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2023

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2023

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2023
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7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2023

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2023

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2023

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2023

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2023

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023
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7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2023

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2023

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2023

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023
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8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023
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8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023
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8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023
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8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2023

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2023

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2023

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2023

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2023
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8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2023

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2023

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2023

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2023

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2023

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2023

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2023

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2023

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2023

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2023

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2023
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8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2023

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2023

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2023

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2023

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2023

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2023

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2023

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2023

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2023

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2023
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8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2023

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2023

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2023

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2023

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2023

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2023

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2023

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2023

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2023

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2023

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2023
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84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2023

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2023

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2023

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2023

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2023

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2023

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2023

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2023

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2023

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2023
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232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2023

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2023

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2023

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023
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7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2023

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2023

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2023

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2023
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8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2023

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2023

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2023

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023
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8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023
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9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2023
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7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2023

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2023

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2023

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2023
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8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2023
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8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2023

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2023

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023
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9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2023

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2023

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2023

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2023

8424 GLAC002-5421 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 820 SF
CR - 
Component 
Renewal

2024

8426 GLAC002-5460 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 920 SF
CR - 
Component 
Renewal

2024

8427 GLAC002-5500 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 920 SF
CR - 
Component 
Renewal

2024

8428 GLAC002-5540 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 920 SF
CR - 
Component 
Renewal

2024

8430 GLAC002-5583 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 1656 SF
CR - 
Component 
Renewal

2024

8431 GLAC002-5632 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 1656 SF
CR - 
Component 
Renewal

2024

8432 GLAC002-5677 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 920 SF
CR - 
Component 
Renewal

2024
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8433 GLAC002-5718 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 700 SF
CR - 
Component 
Renewal

2024

8438 GLAC002-6023 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 1656 SF
CR - 
Component 
Renewal

2024

9621 GLAC002-6510 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 1180 SF
CR - 
Component 
Renewal

2024

9622 GLAC002-6556 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 990 SF
CR - 
Component 
Renewal

2024

84683 GLAC002-6851 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 1656 SF
CR - 
Component 
Renewal

2024

7603 GLAC002-2153 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 450 SF, ALL 
EXTERIOR SIDING. 450 SF

RM - 
Recurring 
Maintenanc
e

2024

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2024

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2024

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2024

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2024

7928 GLAC002-2548 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1152 SF, ALL 
EXTERIOR WOOD SIDING. 1152 SF

RM - 
Recurring 
Maintenanc
e

2024

7930 GLAC002-2628 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 820 SF, ALL 
INTERIOR CEILINGS. 820 SF

RM - 
Recurring 
Maintenanc
e

2024

7970 GLAC002-2665 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3850 SF, 
ALL PAINTED INTERIOR WALLS. 3850 SF

RM - 
Recurring 
Maintenanc
e

2024
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7970 GLAC002-2657 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5724 SF, ALL 
EXTERIOR WALLS. 5724 SF

RM - 
Recurring 
Maintenanc
e

2024

7972 GLAC002-2776 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7078 SF, 
INTERIOR WALLS. 7078 SF

RM - 
Recurring 
Maintenanc
e

2024

7972 GLAC002-2752 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 10993 SF, ALL 
EXTERIOR WALLS. 10993 SF

RM - 
Recurring 
Maintenanc
e

2024

7974 GLAC002-2895 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x76", BOTH INTEIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

7974 GLAC002-2897 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 990 SF, 
ALL INTERIOR WALLS. 990 SF

RM - 
Recurring 
Maintenanc
e

2024

7975 GLAC002-2930 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

7975 GLAC002-2936 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL INTERIOR PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2024

7975 GLAC002-2938 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2024

7975 GLAC002-2926 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE ONLY,65 
SF, 6 EACH EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

7975 GLAC002-2927 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF, 4 EACH MUTLI SASH WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

7976 GLAC002-2963 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 7',2 EA 
3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024
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7976 GLAC002-2962 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,4X8, BOTH EXTERIOR 
ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

7976 GLAC002-2969 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED INTERIOR WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2024

7976 GLAC002-2971 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2024

7976 GLAC002-2959 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 65 SF, ALL EXTERIOR WINDOWS. 8 EA WINDOWS 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7976 GLAC002-2960 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,28 SF, 4 EA EXTERIOR MULTI SASH WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

7977 GLAC002-3003 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2024

7977 GLAC002-3005 PREPARE AND PAINT WOOD FLOOR,32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2024

7977 GLAC002-2993 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE ONLY,51 
SF 6 EA WINDOWS, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

7977 GLAC002-2994 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,28 SF 4 EACH, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

7978 GLAC002-3037 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',224 SF, ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2024

7978 GLAC002-3039 PREPARE AND PAINT WOOD FLOOR,32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2024
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7978 GLAC002-3027 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOW, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

7978 GLAC002-3028 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOWS, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

7978 GLAC002-3026 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2024

7979 GLAC002-3071 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL INTERIOR PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2024

7979 GLAC002-3061 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF, EXTERIOR WINDOWS. 6 EA WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

7979 GLAC002-3062 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOW, EXTERIOR WINDOW. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

7979 GLAC002-3060 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2024

7980 GLAC002-3105 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
ALL PAINTED WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7980 GLAC002-3107 PREPARE AND PAINT WOOD FLOOR,30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7980 GLAC002-3095 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7980 GLAC002-3094 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024
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7981 GLAC002-3140 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
INTERIOR PAINTED WALLS. 480 SF

RM - 
Recurring 
Maintenanc
e

2024

7981 GLAC002-3142 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOMS. 480 SF

RM - 
Recurring 
Maintenanc
e

2024

7981 GLAC002-3130 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOWS, EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

7981 GLAC002-3131 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EA WINDOWS, EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

7981 GLAC002-3129 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2024

7982 GLAC002-3175 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 224 SF, 
ALL PAINTED WALLS. 224 SF

RM - 
Recurring 
Maintenanc
e

2024

7982 GLAC002-3177 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOMS. 32 SF

RM - 
Recurring 
Maintenanc
e

2024

7982 GLAC002-3165 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 51 SF 6 EA WINDOWS, EXTERIOR WINDOWS. 480 EA

RM - 
Recurring 
Maintenanc
e

2024

7982 GLAC002-3166 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 28 SF 4 EACH WINDOWS, EXTERIOR WINDOWS. 480 EA

RM - 
Recurring 
Maintenanc
e

2024

7982 GLAC002-3164 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 480 SF

RM - 
Recurring 
Maintenanc
e

2024

7983 GLAC002-3210 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOMS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024
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7983 GLAC002-3212 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7983 GLAC002-3200 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7983 GLAC002-3199 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024

7984 GLAC002-3246 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7984 GLAC002-3248 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7984 GLAC002-3236 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7984 GLAC002-3235 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024

7985 GLAC002-3279 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7985 GLAC002-3281 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7985 GLAC002-3269 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7985 GLAC002-3268 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024
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7986 GLAC002-3312 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7986 GLAC002-3314 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7986 GLAC002-3302 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7986 GLAC002-3301 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIORS WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024

7987 GLAC002-3345 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7987 GLAC002-3347 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7987 GLAC002-3335 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOW, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7988 GLAC002-3379 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7988 GLAC002-3381 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7988 GLAC002-3369 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7988 GLAC002-3368 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024
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7989 GLAC002-3414 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7989 GLAC002-3416 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7989 GLAC002-3404 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7989 GLAC002-3403 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024

7990 GLAC002-3448 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7990 GLAC002-3450 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7990 GLAC002-3438 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR  WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7990 GLAC002-3437 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2024

7988 GLAC002-3373 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

7991 GLAC002-3482 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7991 GLAC002-3484 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024
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7991 GLAC002-3472 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EACH WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7992 GLAC002-3517 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7992 GLAC002-3519 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 5 SF

RM - 
Recurring 
Maintenanc
e

2024

7992 GLAC002-3507 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EACH WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

7993 GLAC002-3551 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 208 SF, 
BATHROOM WALLS. 208 SF

RM - 
Recurring 
Maintenanc
e

2024

7993 GLAC002-3553 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 30 SF, BATHROOMS. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

7993 GLAC002-3541 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 53 SF 8 EA WINDOWS, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

8098 GLAC002-3719 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANACE), 6269 SF, 
INTERIOR WALLS. 6269 SF

RM - 
Recurring 
Maintenanc
e

2024

8099 GLAC002-3791 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7856 SF, 
ALL INTERIOR WALLS. 7856 SF

RM - 
Recurring 
Maintenanc
e

2024

8103 GLAC002-3901 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8001 GLAC002-3619 PAINT CONCRETE OR MASONRY STAIRS,(RECURRING MAINTENANCE), 35 SF, CONCRETE 
STEPS TO KITCHEN HALL AND LOADING DOCK. 35 SF

RM - 
Recurring 
Maintenanc
e

2024
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8105 GLAC002-3963 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8107 GLAC002-4023 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8107 GLAC002-4012 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2024

8110 GLAC002-4110 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8111 GLAC002-4140 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8111 GLAC002-4129 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2024

8113 GLAC002-4170 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8115 GLAC002-4200 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8117 GLAC002-4230 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8118 GLAC002-4260 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8119 GLAC002-4279 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2024
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8120 GLAC002-4312 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2024

8121 GLAC002-4350 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

8121 GLAC002-4351 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2024

8121 GLAC002-4352 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
WOOD FLOORS. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8123 GLAC002-4410 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

8123 GLAC002-4411 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2024

8123 GLAC002-4412 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, ALL INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8125 GLAC002-4470 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

8125 GLAC002-4471 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2024

8125 GLAC002-4472 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENENCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8127 GLAC002-4522 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTEANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2024
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8128 GLAC002-4559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2024

8128 GLAC002-4563 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2024

8128 GLAC002-4557 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8128 GLAC002-4556 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8129 GLAC002-4589 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2024

8129 GLAC002-4587 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8129 GLAC002-4586 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8129 GLAC002-4585 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2024

8130 GLAC002-4623 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

8130 GLAC002-4624 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2024

8130 GLAC002-4625 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2024
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8131 GLAC002-4649 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2024

8131 GLAC002-4647 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8131 GLAC002-4646 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8132 GLAC002-4683 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

8132 GLAC002-4684 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2024

8132 GLAC002-4685 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8133 GLAC002-4709 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2024

8133 GLAC002-4707 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 FL, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8133 GLAC002-4706 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8134 GLAC002-4743 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

8134 GLAC002-4744 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2024
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8134 GLAC002-4745 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 260 SF, INTERIOR 
WOOD FLOOR. 260 SF

RM - 
Recurring 
Maintenanc
e

2024

8135 GLAC002-4769 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2024

8135 GLAC002-4767 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8135 GLAC002-4766 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8135 GLAC002-4765 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2024

8136 GLAC002-4799 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2024

8136 GLAC002-4797 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8136 GLAC002-4796 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

8136 GLAC002-4795 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2024

8146 GLAC002-4896 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8150 GLAC002-5019 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024
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8154 GLAC002-5113 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2024

8155 GLAC002-5144 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1261 SF, 
ALL INTERIOR PAINTED WALLS. 1261 SF

RM - 
Recurring 
Maintenanc
e

2024

8156 GLAC002-5183 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5321 SF, ALL 
EXTERIOR WALLS. 5321 SF

RM - 
Recurring 
Maintenanc
e

2024

8158 GLAC002-5286 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 338  SY (3038 SF), ALL GUEST 
ROOMS. 3038 SF

RM - 
Recurring 
Maintenanc
e

2024

8157 GLAC002-5230 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5321 SF, ALL 
EXTERIOR WALLS. 5321 SF

RM - 
Recurring 
Maintenanc
e

2024

8158 GLAC002-5274 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5321 SF, ALL 
EXTERIOR WALLS. 5321 SF

RM - 
Recurring 
Maintenanc
e

2024

8424 GLAC002-5415 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2024

8424 GLAC002-5428 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1300 SF, 
ALL INTERIOR PAINTED WALLS. 1300 SF

RM - 
Recurring 
Maintenanc
e

2024

8424 GLAC002-5427 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

8426 GLAC002-5467 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2024

8426 GLAC002-5455 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2024
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8426 GLAC002-5466 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR , RAILINGS AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

8427 GLAC002-5495 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2024

8427 GLAC002-5507 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2024

8427 GLAC002-5506 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS  AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

8428 GLAC002-5535 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, WOOD 
LATTICE ON SIDE WALLS AND FRONT WALL AND PORCH. 50 SF

RM - 
Recurring 
Maintenanc
e

2024

8428 GLAC002-5547 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2024

8428 GLAC002-5546 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 30 SF, FRONT ENTRY 
STAIR, RAILINGS  AND PORCH. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

8430 GLAC002-5592 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1600 SF, 
ALL INTERIOR PAINTED WALLS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2024

8430 GLAC002-5590 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 60 LF, 
ALL EXTERIOR HANDRAILS AND BENCHES. 60 SF

RM - 
Recurring 
Maintenanc
e

2024

8430 GLAC002-5591 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 210 SF, FRONT STAIR 
AND PORCH, TWO SIDE RAMPS, REAR ENTRY LANDING. 210 SF

RM - 
Recurring 
Maintenanc
e

2024

8430 GLAC002-5596 REPLACE CARPET,(PROJECTED END OF SERVICE LIFE), 650 SF, ALL THREE BEDROOMS 
AND FRONT ENTRY. 650 SF

RM - 
Recurring 
Maintenanc
e

2024
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8431 GLAC002-5635 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 7 EA, ALL INTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2024

8431 GLAC002-5643 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2080 SF, 
ALL INTERIOR WALLS. 2080 SF

RM - 
Recurring 
Maintenanc
e

2024

8431 GLAC002-5641 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 30 LF, RAILINGS AT ALL THREE EXTERIOR ENTRIES. 60 SF

RM - 
Recurring 
Maintenanc
e

2024

8431 GLAC002-5642 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 110 SF, STAIRS 
PORCHES AND LANDINGS AT ALL 3 EXTERIOR ENTRIES. 110 SF

RM - 
Recurring 
Maintenanc
e

2024

8432 GLAC002-5681 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

8432 GLAC002-5686 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1364 SF, 
ALL INTERIOR PAINTED WALLS. 1364 SF

RM - 
Recurring 
Maintenanc
e

2024

8432 GLAC002-5685 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 80 SF, FRONT STAIR 
AND PORCH, TWO REAR ENTRY LANDINGS. 80 SF

RM - 
Recurring 
Maintenanc
e

2024

8432 GLAC002-5670 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 50 SF, ALL 
EXTERIOR LATTICE. 50 SF

RM - 
Recurring 
Maintenanc
e

2024

8432 GLAC002-5684 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 30 LF, 
RAILINGS AT ALL THREE EXTERIOR ENTRIES. 30 SF

RM - 
Recurring 
Maintenanc
e

2024

8433 GLAC002-5725 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 720 SF, 
ALL INTERIOR WALLS. 720 SF

RM - 
Recurring 
Maintenanc
e

2024

8433 GLAC002-5724 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 125 SF, FRONT 
PORCH AND STAIRS. 125 SF

RM - 
Recurring 
Maintenanc
e

2024
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8433 GLAC002-5723 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 6 LF, 
FRONT STAIRS. 6 SF

RM - 
Recurring 
Maintenanc
e

2024

8434 GLAC002-5776 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 20 EA VARIOUS SIZED, ALL EXTERIOR DOORS. 20 EA

RM - 
Recurring 
Maintenanc
e

2024

8434 GLAC002-5765
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 1700 SF, ALL EXTERIOR WINDOWS ALL LEVELS. 115 
EACH

115 EA

RM - 
Recurring 
Maintenanc
e

2024

8438 GLAC002-6026 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

8438 GLAC002-6033 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1900 SF, 
ALL INTERIOR WALLS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2024

8438 GLAC002-6031 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 70 SF, FRONT PORCH 
AND STAIRS, REAR ENTRY LANDING. 70 SF

RM - 
Recurring 
Maintenanc
e

2024

8438 GLAC002-6015 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 60 SF, ALL 
LATTICE PANELS. 60 SF

RM - 
Recurring 
Maintenanc
e

2024

8439 GLAC002-6073 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 23 EA, ALL INTERIOR DOORS. 23 EA

RM - 
Recurring 
Maintenanc
e

2024

8439 GLAC002-6082 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7400 SF, 
ALL INTERIOR WALLS. 7400 SF

RM - 
Recurring 
Maintenanc
e

2024

8441 GLAC002-6119 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 752 SF, ALL 
EXTERIOR WALLS, WINDOWS AND DOORS. 752 SF

RM - 
Recurring 
Maintenanc
e

2024

8441 GLAC002-6132 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 155 SF, FRONT 
PORCH. 155 SF

RM - 
Recurring 
Maintenanc
e

2024
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8445 GLAC002-6251 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 1200 SF, ALL INTERIOR CARPET. 1200 SF

RM - 
Recurring 
Maintenanc
e

2024

8446 GLAC002-6306 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1456 SF, 
ALL INTERIOR WALLS. 1456 SF

RM - 
Recurring 
Maintenanc
e

2024

8450 GLAC002-6403 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2981 SF, 
ALL INTERIOR PAINTED WALLS. 2981 SF

RM - 
Recurring 
Maintenanc
e

2024

8456 GLAC002-6432 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 5 EA, ALL EXTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2024

8456 GLAC002-6442 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 294 SF, INTERIOR 
CEILING. 294 SF

RM - 
Recurring 
Maintenanc
e

2024

9621 GLAC002-6522 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1600 SF, 
ALL INTERIOR WALLS. 1600 SF

RM - 
Recurring 
Maintenanc
e

2024

9622 GLAC002-6563 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1120 SF, 
ALL INTERIOR WALLS. 1120 SF

RM - 
Recurring 
Maintenanc
e

2024

9623 GLAC002-6595 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, BOTH EXTERIOR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

9623 GLAC002-6600 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, BOTH INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

9623 GLAC002-6607 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 170 SF, SHOWER 
ROOM. 170 SF

RM - 
Recurring 
Maintenanc
e

2024

9623 GLAC002-6605 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1200 SF, 
ALL INTERIOR WALLS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2024
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9624 GLAC002-6642 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, BOTH EXTERIOR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2024

9624 GLAC002-6647 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, BOTH INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

9624 GLAC002-6654 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 170 SF, SHOWER 
ROOM. 170 SF

RM - 
Recurring 
Maintenanc
e

2024

9624 GLAC002-6652 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1200 SF, 
ALL INTERIOR WALLS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2024

84682 GLAC002-6793 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 8 EA, ALL EXTERIOR DOORS. 8 EA

RM - 
Recurring 
Maintenanc
e

2024

84682 GLAC002-6788 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 15 EA, ALL EXTERIOR WINDOWS. 15 EA

RM - 
Recurring 
Maintenanc
e

2024

84683 GLAC002-6844 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 60 SF, ALL 
LATTICE PANELS. 60 SF

RM - 
Recurring 
Maintenanc
e

2024

84683 GLAC002-6854 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2024

84683 GLAC002-6861 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1900 SF, 
ALL INTERIOR WALLS. 1900 SF

RM - 
Recurring 
Maintenanc
e

2024

94885 GLAC002-6997 PREPARE AND PAINT BOTH SIDES OF EXTERIOR METAL DOOR AND FRAME, OVER 4' X 8' 
UP TO 5' X 10',(RECURRING MAINTENANCE), 2 EA, BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2024

94885 GLAC002-6995 PREPARE/PAINT EXTERIOR METAL SIDING,(RECURRING MAINTENANCE), 960 SF, ALL 
EXTERIOR WALLS. 960 SF

RM - 
Recurring 
Maintenanc
e

2024
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115747 GLAC002-7108 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 33 SY (300 SF), CARPETED 
STAIRCASES. 300 SF

RM - 
Recurring 
Maintenanc
e

2024

228260 GLAC002-7276 PREPARE AND PAINT EXTERIOR WOOD BRIDGE DECKING,(PROJECTED END OF SERVICE 
LIFE), 5809 SF, REPAINT ENTIRE BRIDGE EVERY 5 YEARS. 5809 SF

RM - 
Recurring 
Maintenanc
e

2024

228261 GLAC002-7277 PREPARE AND PAINT EXTERIOR WOOD BRIDGE DECKING,(RECURRING MAINTENANCE), 
5809 SF, REPAINT EVERY 5 YEARS. 5809 SF

RM - 
Recurring 
Maintenanc
e

2024

228276 GLAC002-7282 PREPARE/PAINT METAL PIPE BOLLARD,4 EA, PARKING LOT. 12 LF

RM - 
Recurring 
Maintenanc
e

2024

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2024

7601 GLAC002-2120 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2024

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2024

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2024

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2024

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2024

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2024
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7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2024

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2024

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2024

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2024

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2024

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2024

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2024

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2024

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2024

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2024

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2024
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7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2024

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2024

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2024

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2024

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024
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7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2024

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2024

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2024

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024
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8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024
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8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024
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8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024
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8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2024

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2024

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2024

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2024

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2024

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2024
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8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2024

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2024

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2024

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2024

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2024

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2024

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2024

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2024

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2024

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2024

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2024
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8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2024

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2024

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2024

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2024

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2024

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2024

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2024

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2024

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2024

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2024
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8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2024

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2024

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2024

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2024

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2024

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2024

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2024

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2024

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2024

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2024

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2024
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84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2024

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2024

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2024

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2024

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2024

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2024

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2024

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2024

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2024

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2024
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7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2024

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2024

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2024
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7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2024

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2024

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2024

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2024
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8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2024

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2024

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024
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8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024
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84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2024

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2024
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7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2024

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2024

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024
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8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024
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8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2024

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2024

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2024
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9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2024

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2024

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2024

7600 GLAC002-2071 REPLACE RESIDENTIAL TYPE LOADCENTER, UP TO 125 AMPS, 12 CIRCUITS,(PROJECTED 
END OF USEFUL LIFE), WITHIN THE BUILDING. 1 EA

CR - 
Component 
Renewal

2025

7600 GLAC002-2031 REPLACE WOOD INTERIOR HOLLOW CORE DOOR WITH FRAME AND HARDWARE, UP TO 3' 
X 7',(PROJECTED END OF USEFUL LIFE), 14 EA, BEDROOMS IN SUITES 72 THROUGH 83. 14 EA

CR - 
Component 
Renewal

2025

7600 GLAC002-2032 REPLACE WOOD INTERIOR HOLLOW CORE DOOR WITH FRAME AND HARDWARE, UP TO 3' 
X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, BEDROOM IN SUITE 60. 1 EA

CR - 
Component 
Renewal

2025

7600 GLAC002-2073 REPLACE SURGE PROTECTION AT PANELBOARDS OR LOAD CENTERS,(PROJECTED END 
OF USEFUL LIFE), THROUGHOUT THE BUILDING. 2 EA

CR - 
Component 
Renewal

2025

7921 GLAC002-2292 REPLACE WOOD PANELING,(PROJECTED END OF USEFUL LIFE) 17728 SF 1/2 WALL 
PANELING IN GUEST ROOMS. 17728 SF

CR - 
Component 
Renewal

2025

7921 GLAC002-2332
REPLACE CENTRIFUGAL SUPPLY OR EXHAUST FAN, 2560 CFM, 18" DIAMETER, IN LINE, 
COMPLETE WITH DISCONNECT SWITCH,(PROJECTED END OF USEFUL LIFE), LOWER 
LEVEL MAINTENANCE STORAGE ROOM NEXT TO LAUNDRY ROOM.

1 EA
CR - 
Component 
Renewal

2025

7923 GLAC002-2395
REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE WITH 
LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 8 EA, ALL EXTERIOR 
DOORS EXCEPT THE BASEMENT DOOR.

8 EA
CR - 
Component 
Renewal

2025

7923 GLAC002-2407 REPLACE WOOD INTERIOR HOLLOW CORE DOOR WITH FRAME AND HARDWARE, UP TO 3' 
X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, SECOND FLOOR CORRIDOR. 1 EA

CR - 
Component 
Renewal

2025

7924 GLAC002-2481 REPLACE STEEL EXTERIOR DOOR WITH FRAME AND HARDWARE, OVER 3' X 7' UP TO 4' X 
8',(PROJECTED END OF USEFUL LIFE), 1 EA, EXTERIOR DOOR TO BOILER ROOM. 1 EA

CR - 
Component 
Renewal

2025
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7924 GLAC002-2476
REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE WITH 
LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, FIRST FLOOR - 
EAST EGRESS DOOR.

1 EA
CR - 
Component 
Renewal

2025

7924 GLAC002-2477

REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE WITH 
LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 2 EA, FIRST FLOOR - 
EGRESS DOOR FROM INTERIOR STAIR AND EGRESS DOOR FROM CORRIDOR BY BOILER 
ROOM.

2 EA
CR - 
Component 
Renewal

2025

7924 GLAC002-2478
REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE WITH 
LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, SECOND FLOOR - 
EGRESS DOOR FROM EAST END OF CORRIDOR.

1 EA
CR - 
Component 
Renewal

2025

7924 GLAC002-2479
REPLACE OR REFURBISH HALF GLASS WOOD EXTERIOR DOOR WITH FRAME AND 
HARDWARE WITH LIKE MATERIALS, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, 
FIRST FLOOR - EGRESS DOOR FROM WEST END OF CORRIDOR.

1 EA
CR - 
Component 
Renewal

2025

7928 GLAC002-2554

REFURBISH/REPLACE FIXED SASH WINDOW WITH LIKE MATERIALS, OVER 6 SF UP TO 12 
SF, SINGLE PANE GLASS, WOOD FRAME,(PROJECTED END OF USEFUL LIFE), 4 EA, WEST 
WALLS OF ENTRY ROOM AND NORTHWEST BEDROOM; NORTH WALL OF NORTH MIDDLE 
BEDROOM. USE LIKE MATERIAL.

4 EA
CR - 
Component 
Renewal

2025

7928 GLAC002-2555
REFURBISH/REPLACE FIXED SASH WINDOW WITH LIKE MATERIALS, OVER 6 SF UP TO 12 
SF, SINGLE PANE GLASS, WOOD FRAME,(PROJECTED END OF USEFUL LIFE), 1 EA, WEST 
WALL OF ENTRY ROOM. USE LIKE MATERIAL.

1 EA
CR - 
Component 
Renewal

2025

7930 GLAC002-2618
REPLACE WOOD INTERIOR SOLID CORE DOOR WITH VISION LITE, FRAME AND 
HARDWARE, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, LIVING ROOM DOOR 
LEADING TO BATHROOM.

1 EA
CR - 
Component 
Renewal

2025

7930 GLAC002-2619 REPLACE WOOD INTERIOR SOLID CORE DOOR, FRAME AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 1 EA, LIVING ROOM TO VESTIBULE. 1 EA

CR - 
Component 
Renewal

2025

7930 GLAC002-2620 REPLACE WOOD INTERIOR SOLID CORE DOOR, FRAME AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 5 EA, ALL BEDROOMS. 5 EA

CR - 
Component 
Renewal

2025

7972 GLAC002-2805 REPLACE SWITCHBOARD, 600 AMP, 208V, WITH MAIN BREAKER, INDOOR,(PROJECTED 
END OF USEFUL LIFE), UTILITY ROOM ON NORTH WEST CORNER OF BUILDING. 1 EA

CR - 
Component 
Renewal

2025

7972 GLAC002-2815 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF SERVICE 
LIFE.), INTERIOR ELECTRICAL SYSTEM. 1000 LF 1 EA

CR - 
Component 
Renewal

2025

7972 GLAC002-2806 REPLACE PANELBOARD, 225 AMPS, 4 WIRE, 120/208V, UP TO 42 CIRCUITS,(PROJECTED 
END OF SERVICE LIFE.), UTILITY ROOM AT NORTH WEST CORNER OF BUILDING. 4 EA

CR - 
Component 
Renewal

2025

7974 GLAC002-2916 REPLACE BX ARMORED CABLE UP TO #12 AWG, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR ELECTRICAL SYSTEM. 150 LF 1 EA

CR - 
Component 
Renewal

2025

8001 GLAC002-3599 REPLACE EXTERIOR SOLID WOOD DOOR, UP TO 4' X 8',(PROJECTED END OF USEFUL 
LIFE), 29.5"X79", DOORS TO BASEMENT LEVEL DORM ROOMS. 2 EA

CR - 
Component 
Renewal

2025

8001 GLAC002-3601
REPLACE EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 42"x83", ONE EAST WALL OFF KITCHEN HALLWAY & ONE TO GARBAGE 
ROOM.

2 EA
CR - 
Component 
Renewal

2025
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8001 GLAC002-3602
REPLACE FLUSH WOOD DOUBLE DOORS WITH FRAME AND HARDWARE, OPENING OVER 
6' X 7' UP TO 8' X 8',(PROJECTED END OF USEFUL LIFE), 48"X84" DOUBLE, DOUBLE DOORS 
TO GARBAGE ROOM.

1 EA
CR - 
Component 
Renewal

2025

8001 GLAC002-3607 REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 31"X79", INTERIOR BASEMENT DORM ROOMS. 3 EA

CR - 
Component 
Renewal

2025

8001 GLAC002-3606
REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 27.5"x80", BASEMENT LEVEL BATHROOM DOOR 
NEXT TO DORMS.

1 EA
CR - 
Component 
Renewal

2025

8001 GLAC002-3607
REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X83.5", BASEMENT LEVEL EMPLOYEE REC AND 
DNG ROOM AND ONE UPSTAIR ADA BATH.

4 EA
CR - 
Component 
Renewal

2025

8001 GLAC002-3671 REPLACE MANUAL PULL STATION,(PROJECTED END OF USEFUL LIFE), VARIOUS WALL 
LOCATIONS THROUGHOUT BUILDING. 6 EA

CR - 
Component 
Renewal

2025

8099 GLAC002-3788
REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 24"x80" STAINED HOLLOW, INTERIOR BATHROOM 
DOORS.

22 EA
CR - 
Component 
Renewal

2025

8098 GLAC002-3742
REPLACE AIR COOLED CONDENSER UNIT, WITH COMPRESSOR, OVER 4 UP TO 5 
TONS,(PROJECTED END OF USEFUL LIFE), NEXT TO KITCHEN ENTRY DOOR ON NORTH 
SIDE OF BUILDING.

3 EA
CR - 
Component 
Renewal

2025

8101 GLAC002-3834
REFURBISH OR REPLACE WITH LIKE MATERIAL, EXTERIOR SOLID WOOD BOARD AND 
BATTEN DOOR, UP TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"X79" BOARD AND 
BATTEN, FRONT ENTRANCE.

1 EA
CR - 
Component 
Renewal

2025

8101 GLAC002-3833 REPLACE WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 36"X79" 
REFURBISH OR REPLACE WITH LIKE MATERIAL, EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8102 GLAC002-3863 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79"  EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8102 GLAC002-3864 REFUBISH OR REPLACE  EXTERIOR SOLID WOOD BOARD AND BATTEN DOOR, UP TO 4' X 
8',(PROJECTED END OF USEFUL LIFE), 36x"79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8103 GLAC002-3893 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8103 GLAC002-3894 REFURBISH OR REPLACE EXTERIOR SOLID WOOD DOOR, WITH LIKE MATERIAL. UP TO 4' X 
8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8104 GLAC002-3923 REFURBISH OR REPLACE WOOD SCREEN DOOR WITH LIKE MATERIALS, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8104 GLAC002-3924 REFURBISH OR REPLACE EXTERIOR SOLID WOOD  BOARD AND BATTEN DOOR , UP TO 4' 
X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025



Page H-Att 3 548

8105 GLAC002-3955 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL.UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8105 GLAC002-3956 REFURBISH OR REPLACE EXTERIOR SOLID WOOD DOOR, WITH LIKE MATERIAL. UP TO 4' X 
8',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8106 GLAC002-3985 REFURBISH OR REPLACE WOOD SCREEN DOOR WITH LIKE MATERIAL, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8106 GLAC002-3986 REFUBISH OR REPLACE EXTERIOR SOLID WOOD DOOR WITH LIKE MATERIALS, UP TO 4' X 
8',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8107 GLAC002-4015 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8107 GLAC002-4016 REFURBISH OR REPLACE EXTERIOR SOLID WOOD DOOR, WITH LIKE MATERIAL. UP TO 4' X 
8',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8108 GLAC002-4044 REFURBISH OR REPLACE WOOD SCREEN DOOR WITH LIKE MATERIAL, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR  SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8108 GLAC002-4045 REFURBISH OR REPLACE EXTERIOR SOLID WOOD BOARD AND BATTEN DOOR, WITH LIKE 
MATERIAL UP TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8109 GLAC002-4073 REFURBISH OR REPLACE WOOD SCREEN DOOR,WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8109 GLAC002-4074 REFURBISH OR REPLACE EXTERIOR SOLID WOOD BOARD AND BATTEN DOOR WITH LIKE 
MATERIALS, UP TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8109 GLAC002-4087 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM. 1 EA

CR - 
Component 
Renewal

2025

8110 GLAC002-4102 REFURBISH OR REPLACE WOOD SCREEN DOOR WITH LIKE MATERIALS, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8110 GLAC002-4117 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), INTERIOR BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025

8111 GLAC002-4132 REFURBISH OR REPLACE WOOD SCREEN DOOR WITH LIKE MATERIALS, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8111 GLAC002-4147 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025
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8113 GLAC002-4162 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8113 GLAC002-4177 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025

8115 GLAC002-4192 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8115 GLAC002-4207 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025

8117 GLAC002-4222 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL.  UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8117 GLAC002-4237 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025

8118 GLAC002-4252 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8118 GLAC002-4267 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025

8119 GLAC002-4282 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8120 GLAC002-4315 REFUBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8121 GLAC002-4345 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8122 GLAC002-4375 REFURBISH OR REPLACE WOOD SCREEN DOOR, WIITH LIKE MATERIAL UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8123 GLAC002-4405 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL.UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8124 GLAC002-4435 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR  SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8125 GLAC002-4465 REBURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL .UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025
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8126 GLAC002-4495 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8127 GLAC002-4525 REFURBISH OR REPLACE WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8128 GLAC002-4559 REFURBISH OR REPLACE EXTERIOR BOARD AND BATTEN DOOR, WITH LIKE MATERIAL. UP 
TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR  DOOR. 1 EA

CR - 
Component 
Renewal

2025

8128 GLAC002-4558 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8129 GLAC002-4589 REFURBISH OR REPLACE EXTERIOR BOARD AND BATTEN DOOR, WITH LIKE MATERIAL. UP 
TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8129 GLAC002-4588 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8130 GLAC002-4618 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8131 GLAC002-4649 REFURBISH OR REPLACE EXTERIOR BOARD AND BATTEN DOOR, WITH LIKE MATERIAL. UP 
TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8131 GLAC002-4648 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8132 GLAC002-4678 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8133 GLAC002-4709 REFURBISH OR REPLACE EXTERIOR BOARD AND BATTEN DOOR, WITH LIKE MATERIAL. UP 
TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8133 GLAC002-4708 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8134 GLAC002-4738 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL.UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8135 GLAC002-4769 REBURBISH OR REPLACE EXTERIOR BOARD AND BATTEN DOOR, WITH LIKE MATERIAL.UP 
TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8135 GLAC002-4768 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025
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8136 GLAC002-4799 REFURBISH OR REPLACE EXTERIOR BOARD AND BATTEN DOOR, WITH LIKE MATERIAL. UP 
TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8136 GLAC002-4798 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8140 GLAC002-4828 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8140 GLAC002-4843 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025

8142 GLAC002-4858 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8142 GLAC002-4873 REPLACE RECEPTACLE, DUPLEX, GROUNDED, 20 AMP,(PROJECTED END OF USEFUL 
LIFE), WALL MOUNT IN BEDROOM AND MAIN LIVING AREA. 2 EA

CR - 
Component 
Renewal

2025

8146 GLAC002-4888 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8147 GLAC002-4918 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8148 GLAC002-4949 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL UP TO 3' X 
7',(PROJECTED END OF  USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8149 GLAC002-4980 REPLACE WOOD SCREEN DOOR, UP TO 3' X 7',REFURBISH OR REPLACE WITH LIKE 
MATERIAL.PROJECTED END  OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8149 GLAC002-4985
REFURBISH OR REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, WITH 
LIKE MATERIAL UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 30"X80", INTERIOR 
DOORS.

2 EA
CR - 
Component 
Renewal

2025

8150 GLAC002-5011 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL.UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8152 GLAC002-5042 REPLACE WOOD SCREEN DOOR, UP TO 3' X 7',REFURBISH OR REPLACE WITH LIKE 
MATERIAL.PROJECTED END  OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8153 GLAC002-5073 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

8154 GLAC002-5105 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"x79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025
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8424 GLAC002-5415 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 50 SF, SIDE WALLS, FRONT 
WALL AND PORCH. 50 SF

CR - 
Component 
Renewal

2025

8424 GLAC002-5420 REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, 
FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8426 GLAC002-5455 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 50 SF, SIDE WALLS, FRONT 
WALL AND PORCH. 50 SF

CR - 
Component 
Renewal

2025

8426 GLAC002-5459 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8427 GLAC002-5515 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

8427 GLAC002-5518 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2025

8427 GLAC002-5495 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 50 SF, SIDE WALLS AND 
FRONT WALL AND PORCH. 50 SF

CR - 
Component 
Renewal

2025

8427 GLAC002-5499 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8427 GLAC002-5517 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

8427 GLAC002-5516 REPLACE FROST PROOF HOSE BIB, EXPOSED, ANTI-SIPHON UP TO 3/4",AT THE EXTERIOR 
OF THE BUILDING. 1 EA

CR - 
Component 
Renewal

2025

6790 GLAC002-2002 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF SERVICE LIFE), 2 EA, PARKING LOT AREA. 2 EA

CR - 
Component 
Renewal

2025

8428 GLAC002-5555 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

8428 GLAC002-5557 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2025

8428 GLAC002-5534 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 50 SF, SIDE WALLS AND 
FRONT WALL AND PORCH. 50 SF

CR - 
Component 
Renewal

2025

8428 GLAC002-5539 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025
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8428 GLAC002-5556 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

8430 GLAC002-5602 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

8430 GLAC002-5604 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

8430 GLAC002-5575 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 50 SF, SIDE WALLS AND 
FRONT WALL AND PORCH. 50 SF

CR - 
Component 
Renewal

2025

8430 GLAC002-5580 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8430 GLAC002-5581 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, REAR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8430 GLAC002-5603 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

8431 GLAC002-5651 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

8431 GLAC002-5653 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

8431 GLAC002-5628 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 2 EA, FRONT DOOR AND REAR DOOR OF SUITE 3. 2 EA

CR - 
Component 
Renewal

2025

8431 GLAC002-5628 REPLACE OR REFURBISHWOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, DOOR TO SUITE 4. 1 EA

CR - 
Component 
Renewal

2025

8431 GLAC002-5640 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 4 EA, ABOVE SINKS IN 
ALL 4 SUITES. 4 EA

CR - 
Component 
Renewal

2025

8431 GLAC002-5652 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

8432 GLAC002-5694 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

8432 GLAC002-5696 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025
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8432 GLAC002-5669 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 50 SF, SIDE WALLS AND 
FRONT WALL AND PORCH. 50 SF

CR - 
Component 
Renewal

2025

8432 GLAC002-5674 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8432 GLAC002-5674 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 2 EA, DOORS TO SUITES 3 AND 4. 2 EA

CR - 
Component 
Renewal

2025

8432 GLAC002-5683 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 4 EA, ABOVE SINKS IN 
ALL 4 SUITES. 4 EA

CR - 
Component 
Renewal

2025

8432 GLAC002-5695 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

8433 GLAC002-5733 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

8433 GLAC002-5735 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2025

8433 GLAC002-5711 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 76 SF, SIDE WALLS, FRONT 
WALL AND PORCH. 76 SF

CR - 
Component 
Renewal

2025

8433 GLAC002-5717 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8433 GLAC002-5722 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 1 EA, BATHROOM. 1 EA
CR - 
Component 
Renewal

2025

8433 GLAC002-5734 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

8434 GLAC002-5805
REPLACE WOOD STAIRS SYSTEM,WOOD STAIRS WITH TIMBER LOG HAND RAILS. 
REPLACE WITH LIKE MATERIALS.(PROJECTED END OF USEFUL LIFE) 500 SF 7 EXTERIOR 
SETS.

500 SF
CR - 
Component 
Renewal

2025

8434 GLAC002-5757 REPLACE PAINTED BEVEL OR CLAPBOARD SIDING, SINGLE STORY,(PROJECTED END OF 
USEFUL LIFE), 17760 SF, EXTERIOR CLAPBOARD SIDING. 17760 SF

CR - 
Component 
Renewal

2025

8434 GLAC002-5782
REPLACE OR REFURBISH EXTERIOR SOLID WOOD DOOR, UP TO 4' X 8',(PROJECTED END 
OF USEFUL LIFE), 30"X79", EMPLOYEE RESTROOMS AT SOUTH WALL NEAR EMPLOYEE 
DINING.

2 EA
CR - 
Component 
Renewal

2025

8434 GLAC002-5800 REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END  OF USEFUL LIFE), 28.5"X79", BATHROOM DOORS. 30 EA

CR - 
Component 
Renewal

2025
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8434 GLAC002-5798 REPLACE INTERIOR WOOD DOUBLE DOORS AND FRAME, WITH VISION LITES, UP TO 6' X 7' 
OPENING,(PROJECTED END OF USEFUL LIFE), 68"x84", KITCHEN. 1 EA

CR - 
Component 
Renewal

2025

8434 GLAC002-5846 REPLACE IN-LINE DUCT FAN, UP TO 6" DIAMETER DUCT,(PROJECTED END OF USEFUL 
LIFE), BASEMENT MAINTENANCE SUPPLY ROOM NEXT TO LAUNDRY ROOM. 3 EA

CR - 
Component 
Renewal

2025

8434 GLAC002-5848 REPLACE UP TO 4" IRON BODY, FLANGED GATE VALVE, 125 LB,(PROJECTED END OF 
USEFUL LIFE), LOCATED IN BASEMENT AREA STORAGE ROOM. 1 EA

CR - 
Component 
Renewal

2025

8437 GLAC002-6006
REPLACE WOOD PLANK CONSTRUCTION SERVICE DOOR, HINGED, 33 UP TO 96 
SF,REFURBISH OR REPLACE WITH LIKE MATERIAL. (PROJECTED END OF USEFUL LIFE), 
96"X96", MAIN ENTRANCE.

1 EA
CR - 
Component 
Renewal

2025

8438 GLAC002-6042 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

8438 GLAC002-6044 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2025

8438 GLAC002-6015 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 60 SF, BASE OF FRONT 
AND SIDE WALLS. 60 SF

CR - 
Component 
Renewal

2025

8438 GLAC002-6020 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8438 GLAC002-6020 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, REAR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8438 GLAC002-6029 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 3 EA, SUITE 1 
BATHROOM, SUITE 2 BACK ROOM, SUITE 3 BEDROOM. 3 EA

CR - 
Component 
Renewal

2025

8438 GLAC002-6043 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

8439 GLAC002-6096 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 150 LF 1 EA

CR - 
Component 
Renewal

2025

8439 GLAC002-6069 REPLACE WOOD SHINGLE ROOF (PROJECTED END OF USEFUL LIFE) ENTIRE ROOF 2250 SF
CR - 
Component 
Renewal

2025

8439 GLAC002-6068
REPLACE OR REFURBISH EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 1 EA, SECOND FLOOR, NORTHWEST EGRESS 
DOOR.

1 EA
CR - 
Component 
Renewal

2025

8439 GLAC002-6095 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 200 LF 1 EA

CR - 
Component 
Renewal

2025
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8441 GLAC002-6120
REPLACE DOUBLE HUNG WINDOW, OVER 12 SF UP TO 24 SF, SINGLE PANE GLASS, WOOD 
FRAME,REFURBISH OR REPLACE WITH LIKE MATERIAL. (PROJECTED END OF USEFUL 
LIFE), 28"X66.5", NORTH AND WEST WALLS.

3 EA
CR - 
Component 
Renewal

2025

8441 GLAC002-6122
REPLACE DOUBLE HUNG WINDOW, UP TO 6 SF, SINGLE PANE GLASS, WOOD 
FRAME,REFURBISH OR REPLACE WITH LIKE MATERIAL.(PROJECTED END OF USEFUL 
LIFE), 20"X46", NORTH AND SOUTH WALL.

2 EA
CR - 
Component 
Renewal

2025

8441 GLAC002-6121 REPLACE WINDOW SCREEN AND FRAME, WOOD,REFURBISH OR REPLACE WITH LIKE 
MATERIAL.(PROJECTED END OF USEFUL LIFE), 13 SF, NORTH AND WEST WALLS. 3 EACH. 3 EA

CR - 
Component 
Renewal

2025

8441 GLAC002-6133 REPLACE FIBERGLASS REINFORCED PLASTIC PANELS,(PROJECTED END OF USEFUL 
LIFE), 478 SF, LAUNDRY ROOM. 478 SF

CR - 
Component 
Renewal

2025

8445 GLAC002-6263 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 150 LF 1 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6267 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6230 REPLACE OR REFURBISH HALF GLASS WOOD EXTERIOR DOOR AND HARDWARE, UP TO 3' 
X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, REAR DOOR TO LAUNDRY ROOM. 1 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6229 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, SECOND FLOOR, NORTH SUITE, EXTERIOR DOOR. 1 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6230 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FIRST FLOOR, NORTH SUITE, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6231 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FIRST FLOOR, SOUTH SUITE, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6235
REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 2 EA, 2 FIRST FLOOR BEDROOMS - SOUTH AND 
NORTH SUITE.

2 EA
CR - 
Component 
Renewal

2025

8445 GLAC002-6239 REPLACE WOOD INTERIOR HOLLOW CORE DOOR WITH FRAME AND HARDWARE, UP TO 3' 
X 7',(PROJECTED END OF USEFUL LIFE), 1 EA, SECOND FLOOR SUITE, BATHROOM. 1 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6266 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 150 EA

CR - 
Component 
Renewal

2025

8445 GLAC002-6259
REPLACE ENAMELED CAST IRON KITCHEN SINK, COUNTERTOP MOUNTED, DOUBLE 
BOWL, WITH FAUCETS AND DRAIN, 33" X 22",(PROJECTED END OF USEFUL LIFE), IN THE 
KITCHEN AREA.

1 EA
CR - 
Component 
Renewal

2025

8445 GLAC002-6260
REPLACE STAINLESS STEEL KITCHEN SINK, COUNTERTOP MOUNTED, DOUBLE BOWL, 
WITH FAUCETS AND DRAIN, 33" X 22",(PROJECTED END OF USEFUL LIFE), IN THE KITCHEN 
AREA.

2 EA
CR - 
Component 
Renewal

2025
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8446 GLAC002-6297
REPLACE OR REFURBISH EXTERIOR SOLID WOOD DOOR, UP TO 4' X 8',REFURBISH OR 
REPLACE WITH LIKE MATERIAL.(PROJECTED END OF USEFULL LIFE), 36"X80", BOTH 
ENTRANCE DOORS.

2 EA
CR - 
Component 
Renewal

2025

8447 GLAC002-6377 REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(PROJECTED END OF 
USEFUL LIFE), WALL MOUNT IN AUDITORIUM AREA. 1 EA

CR - 
Component 
Renewal

2025

8447 GLAC002-6371 REPLACE EXTERIOR, WALL PACK, HID UP TO 175 WATT,(PROJECTED END OF USEFUL 
LIFE), SURFACE MOUNT EXTERIOR NORTH WALL OF AUDITORIUM. 1 EA

CR - 
Component 
Renewal

2025

8450 GLAC002-6412 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 150 LF 1 EA

CR - 
Component 
Renewal

2025

8450 GLAC002-6415 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 60 LF 1 EA

CR - 
Component 
Renewal

2025

8450 GLAC002-6393 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT ENTRY. 1 EA

CR - 
Component 
Renewal

2025

8450 GLAC002-6400 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 6 EA, ALL BEDROOMS. 6 EA
CR - 
Component 
Renewal

2025

8450 GLAC002-6414 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 EA

CR - 
Component 
Renewal

2025

8459 174
REPLACE SWITCHBOARD, 800 AMP, 208V, WITH MAIN BREAKER, INDOOR,(PROJECTED 
END OF USEFUL LIFE), LOCATED INSIDE ELECTRICAL UTILITY ROOM ON EAST SIDE OF 
BUILDING.

1 EA
CR - 
Component 
Renewal

2025

8459 178 REPLACE WIRE, SINGLE CONDUCTOR IN EXISTING CONDUIT UP TO #10 AWG,(IN MID 
SERVICE LIFE CYCLE), LOCATED INSIDE WALLS AND CEILING SPACES. 2000 LF 1 EA

CR - 
Component 
Renewal

2025

8459 118
REPLACE OR REFURBISH FULL GLASS EXTERIOR WOOD DOUBLE DOORS WITH FRAME 
AND HARDWARE, OPENING OVER 3' X 7' UP TO 8' X 8',(PROJECTED END OF USEFUL LIFE), 
55 IN X 83 IN, SOUTH WALL DOUBLE GLASS DOORS.

1 EA
CR - 
Component 
Renewal

2025

9620 GLAC002-6482 REPLACE SCHEDULE 40 THREADED STEEL PIPE, OVER 3/4" UP TO 1-1/4",(PROJECTED END 
OF USEFUL LIFE), FROM WATER HEATERS TO EACH CABIN. 250 LF 1 EA

CR - 
Component 
Renewal

2025

9620 GLAC002-6485 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2025

9620 GLAC002-6481 REPLACE TYPE L COPPER PIPE, 1/2" TO 3/4",(PROJECTED END OF USEFUL LIFE), 
THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

9620 GLAC002-6463 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 40 SF, SIDE WALLS AND 
FRONT PORCH. 40 SF

CR - 
Component 
Renewal

2025
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9620 GLAC002-6484 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

9621 GLAC002-6530 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

9621 GLAC002-6532 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2025

9621 GLAC002-6507 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, EXTERIOR FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

9621 GLAC002-6509 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 2 EA, REAR DOORS TO SUITES 3 AND 4. 2 EA

CR - 
Component 
Renewal

2025

9621 GLAC002-6508 REPLACE OR REFURBISH EXTERIOR WOOD DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 2 EA, DOORS TO SUITES 3 AND 4. 2 EA

CR - 
Component 
Renewal

2025

9621 GLAC002-6517 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 4 EA, ALL 4 SUITES. 4 EA
CR - 
Component 
Renewal

2025

9621 GLAC002-6531 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

9622 GLAC002-6571 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 75 LF 1 EA

CR - 
Component 
Renewal

2025

9622 GLAC002-6573 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 LF 1 EA

CR - 
Component 
Renewal

2025

9622 GLAC002-6550 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 60 SF, SIDE AND FRONT 
WALLS AND PORCH. 60 SF

CR - 
Component 
Renewal

2025

9622 GLAC002-6555 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 2 EA, FRONT AND REAR ENTRY DOORS. 2 EA

CR - 
Component 
Renewal

2025

9622 GLAC002-6560 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 2 EA, BATHROOMS. 2 EA
CR - 
Component 
Renewal

2025

9622 GLAC002-6572 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

9623 GLAC002-6612 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 60 LF 1 EA

CR - 
Component 
Renewal

2025
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9623 GLAC002-6616 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

9623 GLAC002-6615 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

9624 GLAC002-6659 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 60 LF 1 EA

CR - 
Component 
Renewal

2025

9624 GLAC002-6662 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

9624 GLAC002-6661 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

38006 GLAC002-6773 REPLACE 12" X 18" REFLECTIVE ALUMINUM NO PARKING SIGNS, SIGN AND POST,4EA. 
LOCATED THROUGHOUT PARKING LOT. (PROJECTED END OF SERVICE LIFE), 5 YEARS. 4 EA

CR - 
Component 
Renewal

2025

84682 GLAC002-6818 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 60 lf 1 EA

CR - 
Component 
Renewal

2025

84682 GLAC002-6821 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 lf 1 EA

CR - 
Component 
Renewal

2025

84682 GLAC002-6786 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 180 SF, REAR STORAGE 
ENCLOSURE. 180 SF

CR - 
Component 
Renewal

2025

84682 GLAC002-6796
REPLACE OR REFURBISH WOOD EXTERIOR DOOR WITH FRAME AND HARDWARE, OVER 3' 
X 7' UP TO 4' X 8',(PROJECTED END OF USEFUL LIFE), 1 EA, EAST WALL OF RECEIVING 
ROOM.

1 EA
CR - 
Component 
Renewal

2025

84682 GLAC002-6797 REPLACE OR REFURBISH WOOD SCREEN DOOR, OVER 3' X 6'8" UP TO 3'6" X 
6'8",(PROJECTED END OF USEFUL LIFE), 1 EA, EAST WALL OF RECEIVING ROOM. 1 EA

CR - 
Component 
Renewal

2025

84682 GLAC002-6799 REPLACE PLANK CONSTRUCTION SERVICE DOOR, HINGED, UP TO 32 SF,(PROJECTED 
END OF USEFUL LIFE), 1 EA, BASEMENT ACCESS DOOR, EAST WALL. 1 EA

CR - 
Component 
Renewal

2025

84682 GLAC002-6798 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 18 SF, DOOR TO EAST 
STORAGE ROOM. 1 EA

CR - 
Component 
Renewal

2025

84682 GLAC002-6820 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 100 LF 1 EA

CR - 
Component 
Renewal

2025

84682 GLAC002-6817 REPLACE SINK, STAINLESS STEEL BAR TYPE,(PROJECTED END OF USEFUL LIFE), IN THE 
STOCKING AREA. 1 EA

CR - 
Component 
Renewal

2025
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84683 GLAC002-6870 REPLACE SCHEDULE 40 THREADED STEEL PIPE, UP TO 3/4",(PROJECTED END OF USEFUL 
LIFE), THROUGHOUT THE BUILDING. 75 lf 1 EA

CR - 
Component 
Renewal

2025

84683 GLAC002-6872 REPLACE SCHEDULE 40 THREADED STEEL PIPE,  OVER 1-1/4" UP TO 2-1/2",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 30 lf 1 EA

CR - 
Component 
Renewal

2025

84683 GLAC002-6844 REPLACE WOOD LATTICE,(PROJECTED END OF USEFUL LIFE), 60 SF, BASE OF FRONT 
AND SIDE WALLS, FRONT PORCH. 60 SF

CR - 
Component 
Renewal

2025

84683 GLAC002-6848 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, FRONT DOOR. 1 EA

CR - 
Component 
Renewal

2025

84683 GLAC002-6848 REPLACE OR REFURBISH WOOD SCREEN DOOR, UP TO 3' X 7',(PROJECTED END OF 
USEFUL LIFE), 1 EA, REAR ENTRY. 1 EA

CR - 
Component 
Renewal

2025

84683 GLAC002-6857 REPLACE MEDICINE CABINET,(PROJECTED END OF USEFUL LIFE), 2 EA, SUITES 1 AND 3 - 
BATHROOMS. 2 EA

CR - 
Component 
Renewal

2025

84683 GLAC002-6871 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), THROUGHOUT THE BUILDING. 50 LF 1 EA

CR - 
Component 
Renewal

2025

90665 GLAC002-6895 REPLACE OR REFURBISH EXTERIOR WOOD DOOR WITH VISION LITE AND HARDWARE, UP 
TO 3' X 7',(PROJECTED END OF USEFUL LIFE), 36"x80", SOUTH WALL ENTRANCE. 1 EA

CR - 
Component 
Renewal

2025

90665 GLAC002-6902 REPLACE HOLLOW CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 30"X76", OFFICE. 1 EA

CR - 
Component 
Renewal

2025

90665 GLAC002-6901 REPLACE SOLID CORE WOOD INTERIOR DOOR AND HARDWARE, UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 32"X72", TOOL ROOM. 1 EA

CR - 
Component 
Renewal

2025

90665 GLAC002-6896 REPLACE INSULATED CORRUGATED METAL PANEL ROOF, UNDER 300 SF,(PROJECTED 
END OF USEFUL LIFE), 280 SF, ROOF. 280 SF

CR - 
Component 
Renewal

2025

90674 GLAC002-6934 REPLACE INTERIOR PLYWOOD SHEETING,(PROJECTED END OF USEFUL LIFE), 112 SF, 
INTERIOR PARTITION WALL. 1 EA

CR - 
Component 
Renewal

2025

93613 GLAC002-6969 REFURBISH OR REPLACE WOOD SCREEN DOOR, WITH LIKE MATERIAL. UP TO 3' X 
7',(PROJECTED END OF USEFUL LIFE), 36"X79", EXTERIOR SCREEN DOOR. 1 EA

CR - 
Component 
Renewal

2025

94885 GLAC002-7009 REPLACE TYPE L COPPER PIPE, 1/2" TO 3/4",(PROJECTED END OF USEFUL LIFE), 
INTERIOR DOMESTIC WATER SYSTEM. 60 LF 1 EA

CR - 
Component 
Renewal

2025

94885 GLAC002-7010 REPLACE TYPE L COPPER PIPE, 1" TO 1-1/4",(PROJECTED END OF USEFUL LIFE), 
INTERIOR DOMESTIC WATER SYSTEM. 50 LF 1 EA

CR - 
Component 
Renewal

2025
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103833 GLAC002-7028
REPLACE REFLECTORIZED PAINTED STEEL SIGN AND POST FOR GUIDE AND 
DIRECTIONAL SIGNAGE, UP TO 18" X 24",(PROJECTED END OF SERVICE LIFE), 1 EA, AT RD 
JUNCTION.

1 EA
CR - 
Component 
Renewal

2025

103833 GLAC002-7031 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF SERVICE LIFE), 2 EA, ALONG ROAD AT INTERSECTION. 2 EA

CR - 
Component 
Renewal

2025

103836 GLAC002-7033
REPLACE REFLECTORIZED PAINTED STEEL SIGN AND POST FOR GUIDE AND 
DIRECTIONAL SIGNAGE, UP TO 18" X 24",(PROJECTED END OF SERVICE LIFE), 2 EA, STOP 
SIGNS.

2 EA
CR - 
Component 
Renewal

2025

103876 GLAC002-7040 MILL ASPHALT PAVEMENT AND OVERLAY WITH 1" WEARING COURSE,(PROJECTED END 
OF SERVICE LIFE), 8313 SF, ENTIRE ROAD. 8313 SF

CR - 
Component 
Renewal

2025

103881 GLAC002-7053 REPLACE 12" X 12" REFLECTIVE ALUMINUM NO PARKING SIGNS, SIGN AND 
POST,(PROJECTED END OF SERVICE LIFE). 1 EA, PARKING LOT. 1 EA

CR - 
Component 
Renewal

2025

103899 GLAC002-7061 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF SERVICE LIFE), 1 EA, IN PARKING AREA. 1 EA

CR - 
Component 
Renewal

2025

103900 GLAC002-7061 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF SERVICE LIFE), 2 EA, PARKING AREA. 2 EA

CR - 
Component 
Renewal

2025

103901 GLAC002-7061 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF SERVICE LIFE), 2 EA, PARKING AREA. 2 EA

CR - 
Component 
Renewal

2025

108162 GLAC002-7073 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF SERVICE LIFE), 1 EA, . 1 EA

CR - 
Component 
Renewal

2025

225882 GLAC002-7152 REPLACE WOOD DECKING FOR EXTERIOR DECK, UP TO 2" X 6",(PROJECTED END OF 
USEFUL LIFE), 100 SF, EXTERIOR RAMP. 100 SF

CR - 
Component 
Renewal

2025

225882 GLAC002-7151 REPLACE FLOOR JOIST BY SQUARE FOOT OF FLOOR, 2" X 8", 16" ON 
CENTER,(PROJECTED END OF USEFUL LIFE), 100 SF, EXTERIOR RAMP. 100 SF

CR - 
Component 
Renewal

2025

228002 GLAC002-7215 REPLACE WOOD BOX TRUSS PEDESTRIAN BRIDGE, 12" X 12" PILES UP TO 12' 
LONG,(PROJECTED END OF SERVICE LIFE), 2820 SF, . 2820 EA

CR - 
Component 
Renewal

2025

228002 GLAC002-7197 REPLACE ASPHALT SIDEWALK,(PROJECTED END OF USEFUL LIFE) 17,237 SF, 
THROUGHOUT SITE. 17237 SF

CR - 
Component 
Renewal

2025

228002 GLAC002-7179 REPLACE ENGRAVED WOOD SIGN AND POST,  OVER 6 UP TO 16 SF,(PROJECTED END OF 
SERVICE LIFE), 153 INCHES TALL X 16 INCHES WIDE, IN FRONT OF LODGE. 1 EA

CR - 
Component 
Renewal

2025

228002 GLAC002-7212 REPLACE WALKWAY POLE AND LUMINAIRE, UP TO 200W INCANDESCENT,(PROJECTED 
END OF USEFUL LIFE), 26 EA, THROUGHOUT SITE. 26 EA

CR - 
Component 
Renewal

2025
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228058 GLAC002-7226 REPLACE SINGLE TAMPERPROOF TRASH CONTAINER,(PROJECTED END OF LIFE), 10 EA, 
THROUGHOUT SITE. 10 EA

CR - 
Component 
Renewal

2025

228059 GLAC002-7241 REPLACE CAST IN PLACE CONCRETE STAIRS, BASED ON SF OF TREADS AND 
LANDING,(PROJECTED END OF SERVICE LIFE), 19 SF, . 19 SF

CR - 
Component 
Renewal

2025

228059 GLAC002-7237 REPLACE SINGLE TAMPERPROOF TRASH CONTAINER,(PROJECTED END OF SERVICE 
LIFE), 4 EA, THROUGHOUT SITE. 4 EA

CR - 
Component 
Renewal

2025

228062 GLAC002-7251 REPLACE SINGLE TAMPERPROOF TRASH CONTAINER, (PROJECTED END OF USEFUL LIFE) 
5 EA. LOCATED IN FRONT OF MOTEL. 5 EA

CR - 
Component 
Renewal

2025

228065 GLAC002-7260 REPLACE SINGLE TAMPERPROOF TRASH CONTAINER,(PROJECTED END OF SERVICE 
LIFE.), 5 EA, BETWEEN PARKING LOT AND GENERAL STORE. 5 EA

CR - 
Component 
Renewal

2025

228172 GLAC002-7271 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(AT END OF 
USEFUL LIFE), BELOW GRADE WASTE WATER SYSTEM. 50 LF 50 EA

CR - 
Component 
Renewal

2025

228173 GLAC002-7270 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), SUB LEVEL BUILDING WASTE WATER SYSTEM. 100 LF 100 LF

CR - 
Component 
Renewal

2025

228175 GLAC002-7273 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), SUB LEVEL BUILDING WASTE WATER SYSTEM. 50 LF 50 EA

CR - 
Component 
Renewal

2025

228177 GLAC002-7275 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), SUB LEVEL BUILDING WASTE WATER SYSTEM. 50 LF 50 EA

CR - 
Component 
Renewal

2025

232169 GLAC002-7317 REPLACE PAINTED BEVEL OR CLAPBOARD SIDING, SINGLE STORY,REPLACE WITH LIKE 
MATERIAL. (PROJECTED END OF USEFUL LIFE), 350 SF, ALL EXTERIOR WALLS. 350 SF

CR - 
Component 
Renewal

2025

7603 GLAC002-2157 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',1 
EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2025

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2025

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2025

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2025
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7923 GLAC002-2426 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 10400 SF, ALL INTERIOR 
PAINTED FLOORS. 10400 SF

RM - 
Recurring 
Maintenanc
e

2025

7923 GLAC002-2427 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 12000 SF, ALL 
INTERIOR PAINTED CEILINGS. 12000 SF

RM - 
Recurring 
Maintenanc
e

2025

7973 GLAC002-2845 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7781 SF, 
ALL INTERIOR PAINTED WALLS. 7781 SF

RM - 
Recurring 
Maintenanc
e

2025

7974 GLAC002-2887
PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 139 SF, ALL EXTERIOR WINDOWS. AND SCREENS.  9 
TOTAL WINDOWS AND SCREENS

9 EA

RM - 
Recurring 
Maintenanc
e

2025

7975 GLAC002-2929 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 2 EA 4X8, BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7975 GLAC002-2933 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',28"x77", PAINT ONE SIDE OF BATHROOM DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7976 GLAC002-2966 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7977 GLAC002-2997 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 7',3X7 
2 EA, EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7977 GLAC002-2996 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,4X8 2 EA, BOTH 
EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7977 GLAC002-3000 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7977 GLAC002-3006 PREPARE AND PAINT INTERIOR CEILING,420 SF ALL INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2025
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7978 GLAC002-3034 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONLY ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7980 GLAC002-3102 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7981 GLAC002-3137 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2025

7982 GLAC002-3172 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7983 GLAC002-3207 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7984 GLAC002-3243 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7985 GLAC002-3276 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7986 GLAC002-3309 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7987 GLAC002-3342 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7988 GLAC002-3376 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7989 GLAC002-3411 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025
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7990 GLAC002-3445 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7991 GLAC002-3479 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7992 GLAC002-3514 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7993 GLAC002-3548 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x77", PAINT ONE SIDE OF BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8001 GLAC002-3618 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 347 SF, ALL WOOD 
STAIRS, RAMPS AND RAILINGS. 347 SF

RM - 
Recurring 
Maintenanc
e

2025

8098 GLAC002-3683 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 9846 SF, ALL 
EXTERIOR WALLS, DOORS AND WINDOWS. 9846 SF

RM - 
Recurring 
Maintenanc
e

2025

8117 GLAC002-4219 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2025

8118 GLAC002-4249 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2025

8119 GLAC002-4290 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2025

8120 GLAC002-4323 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2025

8121 GLAC002-4342 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025
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8122 GLAC002-4383 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2025

8123 GLAC002-4402 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

8124 GLAC002-4443 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2025

8125 GLAC002-4462 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

8126 GLAC002-4503 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2025

8127 GLAC002-4533 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 180 SF, ALL 
INTERIOR CEILING. 180 SF

RM - 
Recurring 
Maintenanc
e

2025

8132 GLAC002-4675 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

8140 GLAC002-4825 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2025

8142 GLAC002-4855 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2025

8146 GLAC002-4885 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2025

8147 GLAC002-4915 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025
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8148 GLAC002-4946 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

8149 GLAC002-4977 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

8150 GLAC002-5008 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENACE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2025

8152 GLAC002-5039 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

8153 GLAC002-5070 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

8154 GLAC002-5102 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2025

8155 GLAC002-5136
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF- 10 EACH WINDOWS, ALL WINDOWS IN 
BUILDING.

10 EA

RM - 
Recurring 
Maintenanc
e

2025

8155 GLAC002-5140 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

8155 GLAC002-5146 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 172 SF, LAUNDRY 
ROOM. 172 SF

RM - 
Recurring 
Maintenanc
e

2025

8156 GLAC002-5192 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL INTERIOR PAINTED WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2025

8156 GLAC002-5197 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, INTERIOR 
CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2025
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8157 GLAC002-5239 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL PAINTED INTERIOR WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2025

8157 GLAC002-5243 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, ALL 
INTERIOR CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2025

8158 GLAC002-5239 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3821 SF, 
ALL PAINTED INTERIOR WALLS. 3821 SF

RM - 
Recurring 
Maintenanc
e

2025

8158 GLAC002-5287 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3038 SF, INTERIOR 
CEILING. 3038 SF

RM - 
Recurring 
Maintenanc
e

2025

8424 GLAC002-5417 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

8424 GLAC002-5419 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8426 GLAC002-5456 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

8426 GLAC002-5458 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8427 GLAC002-5496 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

8427 GLAC002-5498 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8428 GLAC002-5536 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025
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8428 GLAC002-5538 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8430 GLAC002-5577 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL 7 EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2025

8430 GLAC002-5579 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL 4 EXTERIOR DOORS AND 2 SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

8431 GLAC002-5625 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL 8 EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2025

8431 GLAC002-5627 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

8432 GLAC002-5671 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL 6 EXTERIOR WINDOWS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

8432 GLAC002-5673
PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL THREE EXTERIOR ENTRY DOORS AND SCREEN 
DOORS.

6 EA

RM - 
Recurring 
Maintenanc
e

2025

8433 GLAC002-5714 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL 3 EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2025

8433 GLAC002-5716 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8435 GLAC002-5913 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 250 LF, ALL 
EXTERIOR WOOD STAIRS. 112 SF

RM - 
Recurring 
Maintenanc
e

2025

8435 GLAC002-5914 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 40 SF, INTERIOR 
STAIRWAY. 40 SF

RM - 
Recurring 
Maintenanc
e

2025
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7923 GLAC002-2425 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF SERVICE LIFE.), 360 SF, 
ALL SHEET VINYL FLOORING. 40 SY 360 SF

RM - 
Recurring 
Maintenanc
e

2025

7923 GLAC002-2424 REPLACE 12" X 12" VINYL FLOOR TILE,(PROJECTED END OF SERVICE LIFE.), 1400 SF, ALL 
12X12 VINYL TILE. 1400 SF

RM - 
Recurring 
Maintenanc
e

2025

7970 GLAC002-2666 REPLACE VINYL WALL COVERING,(RECURRING MAINTENANCE), 2310 SF, ALL GUEST 
ROOMS. 2310 SF

RM - 
Recurring 
Maintenanc
e

2025

7971 GLAC002-2713 REPLACE VINYL WALL COVERING,(RECURRING MAINTENANCE), 2310 SF, GUEST ROOMS. 2310 SF

RM - 
Recurring 
Maintenanc
e

2025

7972 GLAC002-2777 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 2482 SF, 
INTERIOR STAIN WOOD PANELING. 2482 SF

RM - 
Recurring 
Maintenanc
e

2025

7973 GLAC002-2851 PREPARE/PAINT METAL CEILING, SPRAY,(RECURRING MAINTENANCE), 395 SF, CAMP 
LAUNDRY ROOM. 395 SF

RM - 
Recurring 
Maintenanc
e

2025

7978 GLAC002-3031 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7978 GLAC002-3030 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8, BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7979 GLAC002-3065 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 3X7, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7979 GLAC002-3064 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 4X8, BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8438 GLAC002-6018 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 20 SF, 2 BATHROOM WINDOWS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025
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7979 GLAC002-3068 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X77", PAINT ONE SIDE BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8438 GLAC002-6017 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 50 SF, ALL 5 BEDROOM WINDOWS. 5 EA

RM - 
Recurring 
Maintenanc
e

2025

7980 GLAC002-3099 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7980 GLAC002-3098 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7981 GLAC002-3134 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77, BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7981 GLAC002-3133 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,30"X77", BOTH 
EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7982 GLAC002-3169 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2025

7982 GLAC002-3168 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", BOTH EXTERIOR  DOORS. 480 EA

RM - 
Recurring 
Maintenanc
e

2025

7983 GLAC002-3204 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7983 GLAC002-3203 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7984 GLAC002-3240 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025
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7984 GLAC002-3239 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7985 GLAC002-3273 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7985 GLAC002-3272 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", EXTERIOR ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7986 GLAC002-3306 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7986 GLAC002-3305 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", BOTH EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7987 GLAC002-3339 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7987 GLAC002-3338 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8439 GLAC002-6064 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 260 SF, ALL EXTERIOR WINDOWS. 26 EACH 26 EA

RM - 
Recurring 
Maintenanc
e

2025

7988 GLAC002-3372 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8439 GLAC002-6066 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2025

7989 GLAC002-3408 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025
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7989 GLAC002-3407 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7990 GLAC002-3442 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7990 GLAC002-3441 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7991 GLAC002-3476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7991 GLAC002-3475 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7992 GLAC002-3511 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"X77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7992 GLAC002-3510 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 30"x77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7993 GLAC002-3545 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 30"x77", EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

7993 GLAC002-3544 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING  
MAINTENANCE), 30"X77", EXTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8001 GLAC002-3621 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 1296 SF, 
ALL STAINED PANELING. 1296 SF

RM - 
Recurring 
Maintenanc
e

2025

8155 GLAC002-5135 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 2296 SF, ALL 
EXTERIOR WALLS. 2296 SF

RM - 
Recurring 
Maintenanc
e

2025
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8442 GLAC002-6171 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 160 SF, ALL EXTERIOR WINDOWS. 16 EACH 16 EA

RM - 
Recurring 
Maintenanc
e

2025

8179 GLAC002-5329 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 50 LF, VARIOUS WINDOWS, AS NEEDED. 33 EA

RM - 
Recurring 
Maintenanc
e

2025

8179 GLAC002-5348 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 12 EA, ALL INTERIOR DOORS. 12 EA

RM - 
Recurring 
Maintenanc
e

2025

8179 GLAC002-5356 PREPARE AND STAIN/VARNISH INTERIOR WOOD WALLS (RECURRING MAINTENANCE) ALL 
INTERIOR WOOD WALLS 2200 SF

RM - 
Recurring 
Maintenanc
e

2025

8442 GLAC002-6173 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2025

8179 GLAC002-5368 PREPARE AND PAINT/STAIN WOOD CEILING,(RECURRING MAINTENANCE), 1800 SF, ALL 
EXPOSED  CEILINGS. 1800 SF

RM - 
Recurring 
Maintenanc
e

2025

8442 GLAC002-6179 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2025

8442 GLAC002-6186 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2025

8433 GLAC002-5721 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 1 EA, BATHROOM DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2025

8434 GLAC002-5813 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 1890 SF, 
INTERIOR WOOD PANELED WALLS. 1890 SF

RM - 
Recurring 
Maintenanc
e

2025

8434 GLAC002-5819
REPLACE ANTI-SKID FLOOR TILE, UP TO 24" X 24",5X5 ANTI-SKID TILE.(PROJECTED END OF 
USEFUL LIFE), 1820 SF, KITCHEN, BAR AND LOUNGE AREAS THAT HAS AN ANTISKID 
FLOORING.

1820 SF

RM - 
Recurring 
Maintenanc
e

2025
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8445 GLAC002-6216 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2025

8445 GLAC002-6225 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 7 EA, ALL EXTERIOR DOORS AND SCREEN DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2025

8434 GLAC002-5817 REPLACE FLOOR TILE , UP TO 1" X 1" SCRIM BACKED,(RECURRING MAINTENANCE), 472 SF, 
FIRST FLOOR PUBLIC RESTROOMS. 472 SF

RM - 
Recurring 
Maintenanc
e

2025

8435 GLAC002-5900 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 17 EA, ALL INTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2025

8436 GLAC002-5954 REPLACE GLAZING COMPOUND IN WINDOW,(RECURRING MAINTENANCE), 50 LF, VARIOUS 
WINDOWS, AS NEEDED. 18 EA

RM - 
Recurring 
Maintenanc
e

2025

8438 GLAC002-6032 PREPARE/PAINT WOOD RAILING AND BALUSTRADE,(RECURRING MAINTENANCE), 30 LF, 
FRONT PORCH AND STAIRS, REAR ENTRY LANDING. 8 SF

RM - 
Recurring 
Maintenanc
e

2025

8439 GLAC002-6067 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 2 EA, FIRST FLOOR, BOTH EGRESS 
DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

8442 GLAC002-6170 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1120 SF, ALL 
EXTERIOR WALLS. 1120 SF

RM - 
Recurring 
Maintenanc
e

2025

8445 GLAC002-6231 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 3 EA, FIRST FLOOR 2 ENTRY DOORS, 
SECOND FLOOR ENTRY DOOR. 3 EA

RM - 
Recurring 
Maintenanc
e

2025

8445 GLAC002-6237 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 4 EA, FIRST FLOOR SOUTH SUITE WH 
ROOM (1), FIRST FLOOR NORTH SUITE BATHROOM (2), SECOND FLOOR BEDROOM. 4 EA

RM - 
Recurring 
Maintenanc
e

2025

8450 GLAC002-6398 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 6 EA, DOORS TO SUITES. 6 EA

RM - 
Recurring 
Maintenanc
e

2025
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8456 GLAC002-6440 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 160 SF, 
INTERIOR WOOD PANELING. 160 SF

RM - 
Recurring 
Maintenanc
e

2025

8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RM - 
Recurring 
Maintenanc
e

2025

9621 GLAC002-6508 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 1 EA, EXTERIOR FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2025

9622 GLAC002-6559 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

9625 GLAC002-6684 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1200 SF, ALL 
EXTERIOR SIDING. 1200 SF

RM - 
Recurring 
Maintenanc
e

2025

8459 122 REFURBISH AND RESCREEN DOUBLE  WOOD SCREEN DOORS, OVER 3' X 6'8" UP TO 6" X 
7'8",34"X94" HISTORIC DOUBLE SCREEN DOORS, NORTH AND SOUTH WALLS. 8 EA

RM - 
Recurring 
Maintenanc
e

2025

9626 GLAC002-6729 PREPARE AND REFINISH EXTERIOR WOOD,(RECURRING MAINTENANCE), 1120 SF, ALL 
EXTERIOR SIDING. 1120 SF

RM - 
Recurring 
Maintenanc
e

2025

84682 GLAC002-6793 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 2 EA, FRONT ENTRY PAIR OF DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2025

84682 GLAC002-6799 ALIGN/ADJUST DOOR,(RECURRING MAINTENANCE), 1 EA, NORTH WALL OF RECEIVING 
ROOM. 1 EA

RM - 
Recurring 
Maintenanc
e

2025

84682 GLAC002-6803 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',RECURRING 
MAINTENANCE. ALL INTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2025

84682 GLAC002-6809 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 140 SF, NORTH AND 
EAST EXTERIOR DECKS. 140 SF

RM - 
Recurring 
Maintenanc
e

2025
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225882 GLAC002-7166 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 100 SF, EXTERIOR 
RAMP. 100 SF

RM - 
Recurring 
Maintenanc
e

2025

9622 GLAC002-6553 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2025

9622 GLAC002-6554
PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR ENTRY DOORS AND SCREEN 
DOORS.

4 EA

RM - 
Recurring 
Maintenanc
e

2025

9622 GLAC002-6562 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 150 SF, FRONT 
PORCH AND STAIRS. 150 SF

RM - 
Recurring 
Maintenanc
e

2025

9623 GLAC002-6593 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 100 SF, ALL EXTERIOR WINDOWS. 10 EA

RM - 
Recurring 
Maintenanc
e

2025

9623 GLAC002-6604 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 40 SF, BOTH 
EAXTERIOR STAIRS/LANDINGS. 40 SF

RM - 
Recurring 
Maintenanc
e

2025

9624 GLAC002-6640 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 100 SF, ALL EXTERIOR WINDOWS. 10 EA

RM - 
Recurring 
Maintenanc
e

2025

9624 GLAC002-6651 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 40 SF, BOTH 
EXTERIOR STAIRS/LANDINGS. 40 SF

RM - 
Recurring 
Maintenanc
e

2025

9625 GLAC002-6685 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2025

9625 GLAC002-6688 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 6 EA, ALL EXTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2025

9625 GLAC002-6694 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2025
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9625 GLAC002-6701 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2025

9626 GLAC002-6730 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 140 SF, ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2025

9626 GLAC002-6732 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, ALL EXTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2025

9626 GLAC002-6738 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 4 EA, ALL INTERIOR DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2025

9626 GLAC002-6744 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2050 SF, 
ALL INTERIOR PAINTED WALLS. 2050 SF

RM - 
Recurring 
Maintenanc
e

2025

84682 GLAC002-6811 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 1600 SF, ALL 
INTERIOR STAINED WOOD PANELING. 1600 SF

RM - 
Recurring 
Maintenanc
e

2025

84683 GLAC002-6845 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 80 SF, ALL EXTERIOR WINDOWS. 8 EA

RM - 
Recurring 
Maintenanc
e

2025

84683 GLAC002-6847 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2025

90674 GLAC002-6932 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(RECURRING MAINTENANCE), 74"x86", MAIN ENTRANCE TO SHED. 1 EA

RM - 
Recurring 
Maintenanc
e

2025

93613 GLAC002-6966 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2025

115747 GLAC002-7089 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5880 SF, ALL 
EXTERIOR WALLS. 5880 SF

RM - 
Recurring 
Maintenanc
e

2025
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228002 GLAC002-7198 REPLACE GRAVEL BY HAND, UNDER 5,000 SF, UP TO 6" THICK,(RECURRING MAINTANCE) 
2,274 SF, THROUGHOUT SITE. 2274 SF

RM - 
Recurring 
Maintenanc
e

2025

232169 GLAC002-7322 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 7 SF, FRONT STAIRS. 7 SF

RM - 
Recurring 
Maintenanc
e

2025

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2025

7601 GLAC002-2121 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2025

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2025

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2025

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2025

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2025

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2025

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2025

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2025
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7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2025

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2025

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2025

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2025

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2025

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2025

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2025

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2025

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2025

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2025

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2025
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7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2025

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2025

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025
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7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2025

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2025

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2025

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025
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8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025
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8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025
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8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025
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8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2025

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2025

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2025

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2025

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2025

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2025

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2025

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2025
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8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2025

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2025

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2025

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2025

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2025

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2025

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2025

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2025

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2025

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2025



Page H-Att 3 588

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2025

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2025

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2025

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2025

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2025

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2025

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2025

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2025

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2025

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2025

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2025
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8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2025

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2025

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2025

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2025

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2025

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2025

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2025

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2025

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2025

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2025
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90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2025

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2025

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2025

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2025

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2025

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2025

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2025

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2025

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2025

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2025
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7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2025

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2025

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2025

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2025
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8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2025

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2025

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2025

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2025
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8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2025

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2025

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025
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8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025



Page H-Att 3 595

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2025

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2025

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025
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7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2025

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2025

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025
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8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025
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8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2025

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2025

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2025

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025
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84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2025

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2025

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2025

7600 GLAC002-2053 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 11000 SF, ALL 
INTERIOR CEILINGS. 11000 SF

RM - 
Recurring 
Maintenanc
e

2026

7600 GLAC002-2046 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7584 SF, 
ALL INTERIOR PAINTED WALLS. 7584 SF

RM - 
Recurring 
Maintenanc
e

2026

7600 GLAC002-2043 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 200 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 3 EA 200 SF

RM - 
Recurring 
Maintenanc
e

2026

7601 GLAC002-2104 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',3 
EA, ALL EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2026

7601 GLAC002-2121 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',2002 SF, ALL INTERIOR WALLS. 2002 SF

RM - 
Recurring 
Maintenanc
e

2026

7601 GLAC002-2098 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES,70 SF, ALL 
EXTERIOR WINDOWS. 9 EA 9 EA

RM - 
Recurring 
Maintenanc
e

2026

7603 GLAC002-2160 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',360 SF, ALL INTERIOR WALLS. 360 SF

RM - 
Recurring 
Maintenanc
e

2026

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2026
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7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2026

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2026

7921 GLAC002-2285 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 4976 SF, ALL 
EXTERIOR PAINTED STAIRS, BALCONIES, RAILINGS AND LANDINGS. 4976 SF

RM - 
Recurring 
Maintenanc
e

2026

7923 GLAC002-2395 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 9 EA

RM - 
Recurring 
Maintenanc
e

2026

7923 GLAC002-2403 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 68 EA, ALL INTERIOR PAINTED DOORS. 68 EA

RM - 
Recurring 
Maintenanc
e

2026

7923 GLAC002-2392
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(EXISTING PAINT IS AGED AND WEATHERED), 600 SF, ALL EXTERIOR 
WINDOWS. 120 EA WINDOWS

120 EA

RM - 
Recurring 
Maintenanc
e

2026

7923 GLAC002-2389 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(PROJECTED END OF 
USEFUL LIFE), 7600 SF, ALL EXTERIOR WOOD SIDING. 7600 SF

RM - 
Recurring 
Maintenanc
e

2026

7923 GLAC002-2423 PREPARE AND PAINT OR STAIN WOOD STAIR RAILING AND BALUSTRADE,180 LF, ALL 
EXTERIOR STAIRS. 600 SF

RM - 
Recurring 
Maintenanc
e

2026

7924 GLAC002-2489 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 27 EA, ALL INTERIOR DOORS. 27 EA

RM - 
Recurring 
Maintenanc
e

2026

7924 GLAC002-2509 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4500 SF, ALL 
INTERIOR PAINTED CEILINGS. 4500 SF

RM - 
Recurring 
Maintenanc
e

2026

7924 GLAC002-2475 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(EXISTING PAINT IS AGED AND WEATHERED), 200, ALL EXTERIOR 41 EA WINDOWS. 41 EA

RM - 
Recurring 
Maintenanc
e

2026
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7924 GLAC002-2470 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(EXISTING PAINT IS AGED 
AND WEATHERED), 3840 SF, ALL EXTERIOR SIDING. 3840 SF

RM - 
Recurring 
Maintenanc
e

2026

7923 GLAC002-2392 REPLACE GLAZING COMPOUND IN WINDOW, MULTIPLE STORY,(EXISTING IS AGED AND 
WEATHERED), 100 LF, VARIOUS WINDOWS, ONGOING MAINTENANCE.  120 EA WINDOWS 120 EA

RM - 
Recurring 
Maintenanc
e

2026

7924 GLAC002-2503 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE.), 150 SF, SECOND 
FLOOR MENS' RESTROOM. 150 SF

RM - 
Recurring 
Maintenanc
e

2026

7924 GLAC002-2500 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 500 SF, ALL 
EXTERIOR STAIR TREADS, RISERS & LANDINGS. 500 SF

RM - 
Recurring 
Maintenanc
e

2026

7928 GLAC002-2578 PREPARE AND PAINT INTERIOR CEILING,1200 SF, ALL INTERIOR CEILINGS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2026

7928 GLAC002-2552 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH SIDES,65 SF, 
ALL EXTERIOR WINDOWS. 14 EA

RM - 
Recurring 
Maintenanc
e

2026

7924 GLAC002-2504 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE.), 100 SF, FIRST FLOOR 
WOMENS' RESTROOM. 100 SF

RM - 
Recurring 
Maintenanc
e

2026

7970 GLAC002-2659 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x80", ALL EXTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2026

7970 GLAC002-2662 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"X80" AND 36"X80" , ALL INTERIOR DOORS. 22 EA

RM - 
Recurring 
Maintenanc
e

2026

7970 GLAC002-2658 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 432 LF, 
ALL 32 EXTERIOR WOOD FRAMED SCREENS. 32 EA

RM - 
Recurring 
Maintenanc
e

2026

7970 GLAC002-2658 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 360 SF, ALL 32 WINDOWS. 32 EA

RM - 
Recurring 
Maintenanc
e

2026
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7971 GLAC002-2706 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X80" WOOD SOLID WITH LITES, ALL EXTERIOR DOORS. 17 EA

RM - 
Recurring 
Maintenanc
e

2026

7971 GLAC002-2709 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 28"x80"AND 36"x80", ALL INTERIOR DOORS 22 EACH. 22 EA

RM - 
Recurring 
Maintenanc
e

2026

7971 GLAC002-2705 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 432 LF, 
ALL 32 EXTERIOR WOOD FRAMED SCREENS. 32 EA

RM - 
Recurring 
Maintenanc
e

2026

7971 GLAC002-2705 PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 360 SF, ALL 32 WINDOWS. 32 EA

RM - 
Recurring 
Maintenanc
e

2026

7972 GLAC002-2784 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENENCE), 933 SF, ALL 
INTERIOR CONCRETE FLOORS. 933 SF

RM - 
Recurring 
Maintenanc
e

2026

7972 GLAC002-2760 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 3X7, ALL EXTERIOR DOORS. 11 EA

RM - 
Recurring 
Maintenanc
e

2026

7972 GLAC002-2786 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 5558 SF, ALL 
INTERIOR PAINTED CEILING. 5558 SF

RM - 
Recurring 
Maintenanc
e

2026

7972 GLAC002-2755 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 495 SF 39 WINDOWS, ALL EXT WINDOWS. 39 EA

RM - 
Recurring 
Maintenanc
e

2026

7972 GLAC002-2775 PREPARE/PAINT WROUGHT IRON STAIR RAILING AND BALUSTRADE,(RECURRING 
MAINTENANCE), 70 LF, TUBULAR HANDRAILINGS ON  ALL CONCRETE STAIRS. 70 SF

RM - 
Recurring 
Maintenanc
e

2026

7972 GLAC002-2774 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 80 SF, WEST 
ENTRANCE WOOD STAIRS. 80 SF

RM - 
Recurring 
Maintenanc
e

2026

7973 GLAC002-2827 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 3474 SF, ALL 
EXTERIOR WALLS. 3474 SF

RM - 
Recurring 
Maintenanc
e

2026
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7973 GLAC002-2843 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 108 SF, ALL WOOD 
INTERIOR STAIRS. 108 SF

RM - 
Recurring 
Maintenanc
e

2026

7973 GLAC002-2827 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 3474 SF, ALL 
EXTERIOR WALLS. 3474 SF

RM - 
Recurring 
Maintenanc
e

2026

7979 GLAC002-3073 PREPARE AND PAINT WOOD FLOOR,(RECURRING MAINTENANCE), 32 SF, BATHROOM. 32 SF

RM - 
Recurring 
Maintenanc
e

2026

8001 GLAC002-3597 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 11 EACH, ALL EXTERIOR DOORS. 11 EA

RM - 
Recurring 
Maintenanc
e

2026

8001 GLAC002-3628 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4612 SF, ALL 
PAINTED CEILING. 4612 SF

RM - 
Recurring 
Maintenanc
e

2026

8001 GLAC002-3579
PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, BOTH SIDES MULTIPLE 
STORY,(RECURRING MAINTENANCE), 225 SF, ALL EXTERIOR WINDOWS AND FRAMES. 25 
WINDOWS INCLUDING WINDOW WALLS

25 EA

RM - 
Recurring 
Maintenanc
e

2026

8098 GLAC002-3717 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 107 SF, ALL 
EXTERIOR WOOD STAIRS, LANDINGS AND HANDRAILS. 107 SF

RM - 
Recurring 
Maintenanc
e

2026

8101 GLAC002-3838 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8102 GLAC002-3868 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8104 GLAC002-3929 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8106 GLAC002-3990 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026
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8108 GLAC002-4049 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTEANCE), 300 SF, ALL 
INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8109 GLAC002-4078 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8121 GLAC002-4353 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2026

8123 GLAC002-4413 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, ALL 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2026

8125 GLAC002-4473 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2026

8128 GLAC002-4564 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8129 GLAC002-4593 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

8129 GLAC002-4594 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8130 GLAC002-4626 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2026

8131 GLAC002-4653 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

8131 GLAC002-4654 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026
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8132 GLAC002-4686 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2026

8133 GLAC002-4713 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

8133 GLAC002-4714 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8134 GLAC002-4746 PREPARE/PAINT INTERIOR WOOD CEILING,(RECURRING MAINTENANCE), 260 SF, 
INTERIOR CEILING. 260 SF

RM - 
Recurring 
Maintenanc
e

2026

8135 GLAC002-4773 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

8135 GLAC002-4774 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 330 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8136 GLAC002-4803 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

8136 GLAC002-4804 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8140 GLAC002-4833 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

8140 GLAC002-4834 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8142 GLAC002-4863 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026
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8142 GLAC002-4864 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

8147 GLAC002-4923 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026

8147 GLAC002-4924 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2026

8148 GLAC002-4954 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026

8148 GLAC002-4955 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2026

8149 GLAC002-4985 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026

8149 GLAC002-4986 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2026

8152 GLAC002-5047 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026

8152 GLAC002-5048 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2026

8153 GLAC002-5078 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026

8153 GLAC002-5079 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2026
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8153 GLAC002-5072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2026

8179 GLAC002-5334 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 9 EA, ALL EXTERIOR DOORS. 15 EA

RM - 
Recurring 
Maintenanc
e

2026

8179 GLAC002-5355 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 3440 SF, 
ALL INETRIOR PAINTED WALLS. 3440 SF

RM - 
Recurring 
Maintenanc
e

2026

8179 GLAC002-5327
PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 165 SF, ALL EXTERIOR WINDOWS. 33 
EACH

33 EA

RM - 
Recurring 
Maintenanc
e

2026

8185 GLAC002-5399 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 8',1 
EA, DOUBLE ENTRY DOORS. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

8435 GLAC002-5890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 5 EA, ALL EXTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2026

8435 GLAC002-5920 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1800 SF, ALL 
INTERIOR PAINTED CEILINGS. 1800 SF

RM - 
Recurring 
Maintenanc
e

2026

8435 GLAC002-5884
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY, MULTIPLE STORY,(RECURRING MAINTENANCE), 230 SF, ALL EXTERIOR WINDOWS. 
29 EACH

29 EA

RM - 
Recurring 
Maintenanc
e

2026

8436 GLAC002-5970 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1200 SF, ALL 
INTERIOR PAINTED CEILINGS. 1200 SF

RM - 
Recurring 
Maintenanc
e

2026

8436 GLAC002-5954
PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY, MULTIPLE STORY,(RECURRING MAINTENANCE), 150 SF, ALL EXTERIOR WINDOWS. 
18 EACH

18 EA

RM - 
Recurring 
Maintenanc
e

2026

8438 GLAC002-6019 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 4 EA, FRONT AND REAR DOORS AND SCREEN DOORS. 4 EA

RM - 
Recurring 
Maintenanc
e

2026
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8438 GLAC002-6038 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 720 SF, ALL 
INTERIOR CEILINGS. 720 SF

RM - 
Recurring 
Maintenanc
e

2026

8441 GLAC002-6138 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 532 SF, ALL 
INTERIOR CEILING. 532 SF

RM - 
Recurring 
Maintenanc
e

2026

8445 GLAC002-6249 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1100 SF, 
ALL INTERIOR WALLS. 1100 SF

RM - 
Recurring 
Maintenanc
e

2026

8447 GLAC002-6354 REPLACE SHEET VINYL FLOOR COVERING,(RECURRING MAINTENANCE), 127 SY (1147 SF), 
EMPLOYEE REC CENTER AND ALL RESTROOMS. 1147 SF

RM - 
Recurring 
Maintenanc
e

2026

8446 GLAC002-6305 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 96 SF, BOTH 
ENTRANCES. 112 SF

RM - 
Recurring 
Maintenanc
e

2026

8447 GLAC002-6357 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 331 SF, ALL 
PAINTED CEILINGS. 331 SF

RM - 
Recurring 
Maintenanc
e

2026

8450 GLAC002-6392 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT DOOR AND SCREEN DOOR. 2 EA

RM - 
Recurring 
Maintenanc
e

2026

8450 GLAC002-6399 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, BATHROOM DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2026

8450 GLAC002-6390 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 200 SF, ALL EXTERIOR WINDOWS. 20 EA

RM - 
Recurring 
Maintenanc
e

2026

8459 135
PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOORS AND FRAME, OVER 6' X 7' UP TO 
8' X 8',(RECURRING MAINTENANCE), 32"x98" DOUBLE FRENCH DOORS, NORTH AND SOUTH 
WALLS.

8 EA

RM - 
Recurring 
Maintenanc
e

2026

9620 GLAC002-6467 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, FRONT AND REAR ENTRY DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026
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9620 GLAC002-6475 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 400 SF, 
LINEN STORAGE ROOM. 400 SF

RM - 
Recurring 
Maintenanc
e

2026

9620 GLAC002-6465 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 30 SF, ALL 3 EXTERIOR WINDOWS. 3 EA

RM - 
Recurring 
Maintenanc
e

2026

9621 GLAC002-6513 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 6 EA, ALL INTERIOR DOORS. 6 EA

RM - 
Recurring 
Maintenanc
e

2026

9621 GLAC002-6504 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 70 SF, ALL EXTERIOR WINDOWS. 7 EA

RM - 
Recurring 
Maintenanc
e

2026

84682 GLAC002-6810 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 600 SF, 
ALL INTERIOR PAINTED WALLS. 600 SF

RM - 
Recurring 
Maintenanc
e

2026

84683 GLAC002-6866 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 720 SF, ALL 
INTERIOR CEILINGS. 720 SF

RM - 
Recurring 
Maintenanc
e

2026

90665 GLAC002-6904 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 12 SY (104 SF), TOOL ROOM. 104 SF

RM - 
Recurring 
Maintenanc
e

2026

90665 GLAC002-6903 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 696 SF, 
INTERIOR PAINTED WALLS. 696 SF

RM - 
Recurring 
Maintenanc
e

2026

93613 GLAC002-6974 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026

93613 GLAC002-6975 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2026

103836 GLAC002-7034 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,1 EA, AT INTERSECTION. 1 EA

RM - 
Recurring 
Maintenanc
e

2026
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103900 GLAC002-7059 PREPARE/PAINT HANDICAPPED PAVEMENT MARKING AND SYMBOL TO ACCOMMODATE 
ADA REQUIREMENTS,1 EA, PARKING AREA. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

103900 GLAC002-7058 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR YELLOW,178 
LF, ENTRANCE TO CABIN. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

103901 GLAC002-7064 PREPARE/PAINT HANDICAPPED PARKING STALL PAVEMENT MARKINGS AND SYMBOL TO 
ACCOMMODATE ADA REQUIREMENTS,3 EA, PARKING AREA. 3 EA

RM - 
Recurring 
Maintenanc
e

2026

115747 GLAC002-7113 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 106 SY, 
ALL VINYL FLOORING. 952 SF

RM - 
Recurring 
Maintenanc
e

2026

103901 GLAC002-7065 PREPARE/PAINT PAVEMENT MARKING, 4" WIDE REFLECTORIZED WHITE OR YELLOW,178 
LF, PARKING AREA. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

115747 GLAC002-7104 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 35"X79.5", ALL INTERIOR STAINED DOORS. 25 EA

RM - 
Recurring 
Maintenanc
e

2026

115747 GLAC002-7115 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 7384 SF, ALL 
INTERIOR CEILING. 7384 SF

RM - 
Recurring 
Maintenanc
e

2026

225882 GLAC002-7164 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 1 EA, ONLY INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

225882 GLAC002-7160 PREPARE AND PAINT EXTERIOR WOOD DOUBLE DOOR AND FRAME, UP TO 6' X 
7',(RECURRING MAINTENANCE), 1 EA, NORTH WALL. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

225882 GLAC002-7165 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2026

225882 GLAC002-7159 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 16 SF, EAST AND WEST WALLS. 2 EA

RM - 
Recurring 
Maintenanc
e

2026
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228062 GLAC002-7257 PREPARE/PAINT ATHLETIC COURT MARKINGS,1 EA, PARKING LOT. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

231812 GLAC002-7291 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X74", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2026

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2026

7601 GLAC002-2122 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2026

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2026

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2026

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2026

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2026

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2026

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2026

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2026
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7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2026

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2026

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2026

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2026

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2026

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2026

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2026

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2026

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2026

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2026

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2026
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7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2026

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2026

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026
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7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2026

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2026

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2026

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026
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8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026
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8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026



Page H-Att 3 617

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026
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8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2026

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2026

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2026

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2026

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2026

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2026

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2026

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2026
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8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2026

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2026

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2026

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2026

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2026

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2026

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2026

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2026

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2026

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2026
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8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2026

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2026

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2026

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2026

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2026

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2026

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2026

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2026

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2026

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2026

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2026
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8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2026

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2026

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2026

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2026

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2026

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2026

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2026

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2026

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2026

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2026
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90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2026

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2026

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2026

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2026

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2026

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2026

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2026

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2026

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2026

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2026
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7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2026

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2026

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2026

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2026
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8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2026

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2026

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2026

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2026
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8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2026

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2026

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026
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8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026
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84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2026

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2026

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026
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7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2026

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2026

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026
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8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026
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8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2026

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2026

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2026

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026
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84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2026

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2026

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2026

8434 GLAC002-5850 REPLACE SWITCHBOARD, 800 AMP, 208V, WITH MAIN BREAKER, OUTDOOR,(PROJECTED 
END OF USEFUL LIFE), BASEMENT LEVEL UTILITY ROOM. 1 EA

CR - 
Component 
Renewal

2027

8434 GLAC002-5854 REPLACE SURGE PROTECTION PANELBOARD, 225 AMPS, 20/208V,(PROJECTED END OF 
USEFUL LIFE), BASEMENT LEVEL UTILITY ROOM. 1 EA

CR - 
Component 
Renewal

2027

8459 187
REPLACE EMERGENCY BACKUP LIGHTING FIXTURE, INTERIOR,(NORMAL LIFE CYCLE 
REPLACEMENT), INTERIOR HALLWAYS, DINING AREA, OFFICES, STORAGE ROOM AND 
KITCHEN AREAS OF BUILDING.

3 EA
CR - 
Component 
Renewal

2027

7600 GLAC002-2022 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',53 EA, ALL EXTERIOR DOORS. 53 EA

RM - 
Recurring 
Maintenanc
e

2027

7601 GLAC002-2092 PREPARE AND REFINISH EXTERIOR WOOD, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 1312 SF, ALL EXTERIOR SIDING. 1312 SF

RM - 
Recurring 
Maintenanc
e

2027

7912 GLAC002-2175 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',1 
EA, FRONT DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2027

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2027

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2027
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7921 GLAC002-2205 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 54528 SF, ALL 
EXTERIOR WOOD SIDING AND TRIM. 54528 SF

RM - 
Recurring 
Maintenanc
e

2027

7923 GLAC002-2423 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 26900 SF, 
ALL INTERIOR PAINTED WALLS. 26900 SF

RM - 
Recurring 
Maintenanc
e

2027

7924 GLAC002-2476 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 8',7 
EA, ALL EXTERIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2027

7928 GLAC002-2559 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 2 EA, BOTH EXTERIOR DOORS. 3 EA

RM - 
Recurring 
Maintenanc
e

2027

7928 GLAC002-2566 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 7',5 
EA, ALL INTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2027

7928 GLAC002-2572 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 1860 SF, 
ALL INTERIOR WALLS. 1860 SF

RM - 
Recurring 
Maintenanc
e

2027

7930 GLAC002-2617 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 8 EA, ALL INTERIOR DOORS. 8 EA

RM - 
Recurring 
Maintenanc
e

2027

7930 GLAC002-2624 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',2200 SF, ALL INTERIOR WALLS. 2200 SF

RM - 
Recurring 
Maintenanc
e

2027

7930 GLAC002-2624 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',2200 SF, ALL INTERIOR WALLS. 2200 SF

RM - 
Recurring 
Maintenanc
e

2027

7930 GLAC002-2606 PREPARE/PAINT EXTERIOR WOOD SIDING,(BEYOND SERVICE LIFE), 1120 SF, ALL 
EXTERIOR WOOD SIDING. 1120 SF

RM - 
Recurring 
Maintenanc
e

2027

7970 GLAC002-2671 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3164 SF, ALL 
INTERIOR PAINTED CEILING. 3164 SF

RM - 
Recurring 
Maintenanc
e

2027
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7971 GLAC002-2718 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 3164 SF, ALL 
INTERIOR CEILING. 3164 SF

RM - 
Recurring 
Maintenanc
e

2027

7971 GLAC002-2704 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5724 SF, ALL 
EXTERIOR SIDING. 5724 SF

RM - 
Recurring 
Maintenanc
e

2027

7973 GLAC002-2830 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), UP TO 4'X8', ALL EXTERIOR DOORS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2027

7973 GLAC002-2839 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X78", BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

7973 GLAC002-2828 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 350 LF, 
ALL EXTERIOR WOOD FRAMED WINDOW SCREENS. 29 WINDOW SCREENS 29 EA

RM - 
Recurring 
Maintenanc
e

2027

7973 GLAC002-2828 PREPARE AND PAINT WOOD WINDOW, SINGLE LIGHT PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 255 SF, ALL EXTERIOR WINDOWS.29 EA. 29 EA

RM - 
Recurring 
Maintenanc
e

2027

7974 GLAC002-2901 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 490 SF, ALL 
INTERIOR  CEILING. 490 SF

RM - 
Recurring 
Maintenanc
e

2027

7974 GLAC002-2886 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1274 SF, ALL 
EXTERIOR WALLS. 1274 SF

RM - 
Recurring 
Maintenanc
e

2027

7975 GLAC002-2939 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE),420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2027

7975 GLAC002-2925 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2027

7976 GLAC002-2972 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2027
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7976 GLAC002-2958 PREPARE/PAINT EXTERIOR WOOD SIDING,880 SF, ALL EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2027

7977 GLAC002-2992 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD SIDING. 880 SF

RM - 
Recurring 
Maintenanc
e

2027

7978 GLAC002-3040 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 ALL INTERIOR 
CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2027

7979 GLAC002-3074 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2027

7980 GLAC002-3108 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7981 GLAC002-3143 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 480 SF

RM - 
Recurring 
Maintenanc
e

2027

7982 GLAC002-3178 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
INTERIOR CEILING. 420 SF

RM - 
Recurring 
Maintenanc
e

2027

7983 GLAC002-3213 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7984 GLAC002-3249 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7985 GLAC002-3282 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7986 GLAC002-3315 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027
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7987 GLAC002-3348 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7987 GLAC002-3334 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2027

7988 GLAC002-3382 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7989 GLAC002-3417 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7990 GLAC002-3451 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR  CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7991 GLAC002-3485 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7992 GLAC002-3520 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

7993 GLAC002-3554 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 360 SF, ALL 
INTERIOR CEILING. 360 SF

RM - 
Recurring 
Maintenanc
e

2027

8098 GLAC002-3719 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANACE), 6269 SF, 
INTERIOR WALLS. 6269 SF

RM - 
Recurring 
Maintenanc
e

2027

8099 GLAC002-3797 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 4440 SF, ALL 
PAINTED INTERIOR CEILING. 4440 SF

RM - 
Recurring 
Maintenanc
e

2027

8103 GLAC002-3898 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027
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8103 GLAC002-3899 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2027

8105 GLAC002-3960 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8105 GLAC002-3961 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
ALL INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2027

8107 GLAC002-4020 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X80", INTERIOR DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8107 GLAC002-4021 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 512 SF, 
INTERIOR WALLS. 512 SF

RM - 
Recurring 
Maintenanc
e

2027

8110 GLAC002-4103 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8110 GLAC002-4107 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8110 GLAC002-4108 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING  MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8110 GLAC002-4101 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS, 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8110 GLAC002-4100 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8111 GLAC002-4132 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027
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8111 GLAC002-4137 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8111 GLAC002-4138 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8111 GLAC002-4131 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 FL, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8111 GLAC002-4130 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8113 GLAC002-4163 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8113 GLAC002-4167 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8113 GLAC002-4168 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8113 GLAC002-4161 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAME SCREENS. 8 EA 8 EA

RM - 
Recurring 
Maintenanc
e

2027

8113 GLAC002-4160 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, EXTERIOR SIDE 
ONLY,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8115 GLAC002-4193 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8115 GLAC002-4197 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027
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8115 GLAC002-4198 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8115 GLAC002-4191 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62  LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4  EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8115 GLAC002-4190 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8117 GLAC002-4223 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8117 GLAC002-4227 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8117 GLAC002-4228 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8117 GLAC002-4221 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8117 GLAC002-4220 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8118 GLAC002-4253 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8118 GLAC002-4257 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8118 GLAC002-4258 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027



Page H-Att 3 639

8118 GLAC002-4251 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8118 GLAC002-4250 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2027

8146 GLAC002-4893 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8146 GLAC002-4894 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8150 GLAC002-5016 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8150 GLAC002-5017 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8154 GLAC002-5110 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

8154 GLAC002-5111 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2027

8155 GLAC002-5149 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1140 SF, INTERIOR 
PAINTED CEILING. 1140 SF

RM - 
Recurring 
Maintenanc
e

2027

8156 GLAC002-5186 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2027

8157 GLAC002-5233 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2027
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8158 GLAC002-5277 PREPARE AND PAINT EXTERIOR SIDE OF DOOR AND FRAME ONLY,(RECURRING 
MAINTENANCE), 16 EA, ALL EXTERIOR DOORS. 16 EA

RM - 
Recurring 
Maintenanc
e

2027

8424 GLAC002-5425 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8424 GLAC002-5424 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8424 GLAC002-5431 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 500 SF, ALL 
INTERIOR CEILINGS. 500 SF

RM - 
Recurring 
Maintenanc
e

2027

8426 GLAC002-5463 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8426 GLAC002-5464 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8426 GLAC002-5471 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2027

8427 GLAC002-5503 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8427 GLAC002-5511 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2027

8427 GLAC002-5504 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8428 GLAC002-5543 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 2 EA, ENTRY DOORS TO SUITES. 2 EA

RM - 
Recurring 
Maintenanc
e

2027
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8428 GLAC002-5551 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2027

8428 GLAC002-5544 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 2 EA, BATHROOM DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2027

8430 GLAC002-5598 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 850 SF, ALL 
INTERIOR CEILINGS. 850 SF

RM - 
Recurring 
Maintenanc
e

2027

8430 GLAC002-5588 REFINISH BOTH SIDES OF STAINED INTERIOR WOOD DOOR, UP TO 3' X 7',(RECURRING 
MAINTENANCE), 5 EA, ALL INTERIOR DOORS. 5 EA

RM - 
Recurring 
Maintenanc
e

2027

8431 GLAC002-5647 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 850 SF, ALL 
INTERIOR CEILINGS. 850 SF

RM - 
Recurring 
Maintenanc
e

2027

8432 GLAC002-5690 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 576 SF, ALL 
INTERIOR CEILINGS. 576 SF

RM - 
Recurring 
Maintenanc
e

2027

8433 GLAC002-5729 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 280 SF, ALL 
INTERIOR CEILINGS. 280 SF

RM - 
Recurring 
Maintenanc
e

2027

8434 GLAC002-5821 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 20400 SF, ALL 
PAINTED INTERIOR CEILING. 20400 SF

RM - 
Recurring 
Maintenanc
e

2027

8434 GLAC002-5809 PREPARE/PAINT/STAIN WOOD STAIRS,(RECURRING MAINTENANCE), 1580 SF, ALL WOOD 
EXTERIOR AND INTERIOR STAIRS. 1580 SF

RM - 
Recurring 
Maintenanc
e

2027

8439 GLAC002-6064 ALIGN AND ADJUST WINDOW SASH,(RECURRING MAINTENANCE), 26 EA, ALL EXTERIOR 
WINDOWS. 26 EA

RM - 
Recurring 
Maintenanc
e

2027

8439 GLAC002-6086 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 2440 SF, ALL 
INTERIOR PAINTED CEILINGS. 2440 SF

RM - 
Recurring 
Maintenanc
e

2027
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8446 GLAC002-6308 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTEANCE), 688 SF, INTERIOR 
CEILING. 688 SF

RM - 
Recurring 
Maintenanc
e

2027

8450 GLAC002-6408 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 1350 SF, ALL 
CEILINGS. 1350 SF

RM - 
Recurring 
Maintenanc
e

2027

8459 115 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 697 SF, ALL WINDOWS. 36 EA

RM - 
Recurring 
Maintenanc
e

2027

8459 170
REPLACE SINGLE BAND DRIVE BELT FOR FANS, BLOWERS, AND 
COMPRESSORS,(ROUTINE MAINTENANCE), IN ROOF MOUNTED KITCHEN HOOD EXHAUST 
FANS AND EVAPORATIVE COOLER.

4 EA

RM - 
Recurring 
Maintenanc
e

2027

9621 GLAC002-6526 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 580 SF, ALL 
INTERIOR CEILINGS. 580 SF

RM - 
Recurring 
Maintenanc
e

2027

9622 GLAC002-6567 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 420 SF, ALL 
CEILINGS. 420 SF

RM - 
Recurring 
Maintenanc
e

2027

9623 GLAC002-6608 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 700 SF, ALL 
INTERIOR CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2027

9624 GLAC002-6655 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 700 SF, ALL 
INTERIOR CEILINGS. 700 SF

RM - 
Recurring 
Maintenanc
e

2027

90674 GLAC002-6935 PREPARE/PAINT INTERIOR WOOD WALL PANEL OR PARTITION, 8' TO 15' 
HIGH,(RECURRING MAINTENANCE), 370 SF, INTERIOR WALLS. 370 SF

RM - 
Recurring 
Maintenanc
e

2027

103833 GLAC002-7029 REPLACE MARKINGS FOR STOP BARS UP TO 18" WIDE,(PROJECTED OF SERVICE LIFE), 1 
EA, AT RD JUNCTION. 1 EA

RM - 
Recurring 
Maintenanc
e

2027

103833 GLAC002-7030 REPLACE PAVEMENT WORDS PER LETTER, 3' TO 6' TALL,(PROJECTED END OF SERVICE 
LIFE), 4 LETTERS 4' TALL, IN ROAD. 4 EA

RM - 
Recurring 
Maintenanc
e

2027
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7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2027

7601 GLAC002-2123 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2027

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2027

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2027

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2027

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2027

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2027

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2027

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2027

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2027

7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2027
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7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2027

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2027

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2027

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2027

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2027

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2027

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2027

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2027

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2027

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2027
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7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2027

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027
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7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2027

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2027

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2027

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027
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8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027
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8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027
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8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2027
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8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2027

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2027

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2027

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2027

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2027

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2027

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2027

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2027

8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2027
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8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2027

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2027

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2027

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2027

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2027

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2027

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2027

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2027

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2027

8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2027
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8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2027

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2027

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2027

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2027

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2027

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2027

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2027

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2027

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2027

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2027

9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2027
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9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2027

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2027

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2027

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2027

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2027

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2027

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2027

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2027

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2027

90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2027
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93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2027

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2027

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2027

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2027

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2027

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2027

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2027

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2027

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2027

7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027
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7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2027

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2027

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2027
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8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2027

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2027

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2027
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8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2027

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027
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8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027
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84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2027

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2027

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027
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7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2027

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2027

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027
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8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2027

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027
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8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2027

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2027

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2027

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2027
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84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2027

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2027

8434 GLAC002-5849
REPLACE COMMERCIAL KITCHEN HOOD WET CHEMICAL FIRE EXTINGUISHER SYSTEM, 
MINIMUM,(PROJECTED END OF SERVICE LIFE), WALL MOUNTED NEXT TO KITCHEN 
EXHAUST HOOD.

1 EA
CR - 
Component 
Renewal

2028

8456 GLAC002-6448 REPLACE CAST IRON PIPE SECTION WITH 2 NO-HUB COUPLINGS, UP TO 4",(PROJECTED 
END OF USEFUL LIFE), RESTROOM WASTE PIPE SYSTEM AT WEST END OF BUILDING. 50 EA

CR - 
Component 
Renewal

2028

8456 GLAC002-6444 REPLACE WALL/FLOOR MOUNTED WATER CLOSET, TANK TYPE,(PROJECTED END OF 
USEFUL LIFE), RESTROOMS AT WEST END OF BUILDING. 2 EA

CR - 
Component 
Renewal

2028

115747 GLAC002-7098 REPLACE ASPHALT SHINGLES, CLASS A, STEEP ROOF, 6/12 AND GREATER, 300 SF AND 
OVER,(PROJECTED END OF USEFUL LIFE), 9875 SF, ROOF. 9875 SF

CR - 
Component 
Renewal

2028

7600 GLAC002-2053 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 11000 SF, ALL 
INTERIOR CEILINGS. 11000 SF

RM - 
Recurring 
Maintenanc
e

2028

7921 GLAC002-2288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 45,480 SF 
(20% OF TOTAL PAINTED WALLS EACH YR- TOTAL 181,918), INTERIOR WALLS. 45480 SF

RM - 
Recurring 
Maintenanc
e

2028

7921 GLAC002-2307 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), PAINT 25% PER 
YEAR. 16,201 SF (TOTAL 101,259 SF), ALL INTERIOR PAINTED CEILINGS. 16201 SF

RM - 
Recurring 
Maintenanc
e

2028

7921 GLAC002-2208

PREPARE AND PAINT WOOD WINDOWS, MULTIPLE LIGHTS PER SASH, BOTH SIDES, 
MULTIPLE STORY,(RECURRING MAINTENANCE), 25% OF TOTAL 11807 SF, AT A TOTAL 
COST OF $53,175 ALL EXTERIOR WINDOWS. 2952 SF PER APPRO 113 WINDOWS AND 
$13,293.50 PER YEAR.

113 EA

RM - 
Recurring 
Maintenanc
e

2028

7923 GLAC002-2389 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(PROJECTED END OF 
USEFUL LIFE), 7600 SF, ALL EXTERIOR WOOD SIDING. 7600 SF

RM - 
Recurring 
Maintenanc
e

2028

7924 GLAC002-2470 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(EXISTING PAINT IS AGED 
AND WEATHERED), 3840 SF, ALL EXTERIOR SIDING. 3840 SF

RM - 
Recurring 
Maintenanc
e

2028
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7924 GLAC002-2501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 8240 SF, 
ALL INTERIOR PAINTED WALLS. 8240 SF

RM - 
Recurring 
Maintenanc
e

2028

7928 GLAC002-2548 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1152 SF, ALL 
EXTERIOR WOOD SIDING. 1152 SF

RM - 
Recurring 
Maintenanc
e

2028

7930 GLAC002-2606 PREPARE/PAINT EXTERIOR WOOD SIDING,(BEYOND SERVICE LIFE), 1120 SF, ALL 
EXTERIOR WOOD SIDING. 1120 SF

RM - 
Recurring 
Maintenanc
e

2028

7970 GLAC002-2657 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 5724 SF, ALL 
EXTERIOR WALLS. 5724 SF

RM - 
Recurring 
Maintenanc
e

2028

7972 GLAC002-2752 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 10993 SF, ALL 
EXTERIOR WALLS. 10993 SF

RM - 
Recurring 
Maintenanc
e

2028

7974 GLAC002-2886 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 1274 SF, ALL 
EXTERIOR WALLS. 1274 SF

RM - 
Recurring 
Maintenanc
e

2028

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 32"x78", BOTH ENTRANCE DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2028

7974 GLAC002-2890 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD SCREEN DOOR, UP TO 3' X 
7',(RECURRING MAINTENANCE), 32"x78", BOTH EXTERIOR SCREEN DOORS. 2 EA

RM - 
Recurring 
Maintenanc
e

2028

7975 GLAC002-2925 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2028

7976 GLAC002-2958 PREPARE/PAINT EXTERIOR WOOD SIDING,880 SF, ALL EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2028

7977 GLAC002-2992 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD SIDING. 880 SF

RM - 
Recurring 
Maintenanc
e

2028
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7978 GLAC002-3026 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2028

7979 GLAC002-3060 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WOOD WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2028

7980 GLAC002-3094 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2028

7981 GLAC002-3129 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 880 SF

RM - 
Recurring 
Maintenanc
e

2028

7982 GLAC002-3164 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 880 SF, ALL 
EXTERIOR WALLS. 480 SF

RM - 
Recurring 
Maintenanc
e

2028

7983 GLAC002-3199 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2028

7984 GLAC002-3235 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2028

7985 GLAC002-3268 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIOR WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2028

7986 GLAC002-3301 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 780 SF, ALL 
EXTERIORS WALLS. 780 SF

RM - 
Recurring 
Maintenanc
e

2028

8001 GLAC002-3627 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1384 SF, ALL 
PAINTED CONCRETE FLOORS. 1384 SF

RM - 
Recurring 
Maintenanc
e

2028

8001 GLAC002-3620 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 7265 SF, 
ALL PAINTED INTERIOR WALLS. 7265 SF

RM - 
Recurring 
Maintenanc
e

2028
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8101 GLAC002-3834 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8101 GLAC002-3832 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS  4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8101 GLAC002-3831 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8102 GLAC002-3864 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8102 GLAC002-3862 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
4 EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8102 GLAC002-3861 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8103 GLAC002-3894 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8103 GLAC002-3892 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 93 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8103 GLAC002-3891 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL EXTERIOR WINDOWS. 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8104 GLAC002-3924 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8104 GLAC002-3928 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028
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8104 GLAC002-3922 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8104 GLAC002-3921 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EACH. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8105 GLAC002-3956 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36X79, EXTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8105 GLAC002-3954 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8105 GLAC002-3953 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8106 GLAC002-3986 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8106 GLAC002-7332 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8106 GLAC002-3984 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8106 GLAC002-3983 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8106 GLAC002-3982 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 508 SF, ALL 
EXTERIOR WALLS. 508 SF

RM - 
Recurring 
Maintenanc
e

2028

8107 GLAC002-4016 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028
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8107 GLAC002-4014 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8107 GLAC002-4013 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS, 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8108 GLAC002-4045 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8108 GLAC002-4043 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8108 GLAC002-4042 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH  WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8109 GLAC002-4074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8109 GLAC002-4072 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, 4 
EACH WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8109 GLAC002-4071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, 4 EACH EXTERIOR WINDOWS. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8119 GLAC002-4283 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8119 GLAC002-4287 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"x79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8119 GLAC002-4288 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2028
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8119 GLAC002-4281 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 8 EA

RM - 
Recurring 
Maintenanc
e

2028

8119 GLAC002-4280 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8120 GLAC002-4316 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8120 GLAC002-4320 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8120 GLAC002-4321 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2028

8120 GLAC002-4314 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8120 GLAC002-4313 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8121 GLAC002-4346 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8121 GLAC002-4344 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS - 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8121 GLAC002-4343 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8122 GLAC002-4376 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028
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8122 GLAC002-4380 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8122 GLAC002-4381 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2028

8122 GLAC002-4374 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8122 GLAC002-4373 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8123 GLAC002-4406 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8123 GLAC002-4404 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8123 GLAC002-4403 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8123 GLAC002-4402 PREPARE/PAINT EXTERIOR WOOD SIDING,(RECURRING MAINTENANCE), 792 SF, ALL 
EXTERIOR WALLS. 792 SF

RM - 
Recurring 
Maintenanc
e

2028

8124 GLAC002-4436 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8124 GLAC002-4440 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR  DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8124 GLAC002-4441 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2028
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8124 GLAC002-4434 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8124 GLAC002-4433 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8125 GLAC002-4466 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8125 GLAC002-4464 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8125 GLAC002-4463 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8126 GLAC002-4496 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8126 GLAC002-4500 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8126 GLAC002-4501 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2028

8126 GLAC002-4494 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREEN 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8126 GLAC002-4493 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8127 GLAC002-4526 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028
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8127 GLAC002-4530 PREPARE AND PAINT BOTH SIDES OF INTERIOR WOOD DOOR, OVER 3' X 7' UP TO 4' X 
10',(RECURRING MAINTENANCE), 30"X79", INTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8127 GLAC002-4531 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 300 SF, 
ALL INTERIOR WALLS. 300 SF

RM - 
Recurring 
Maintenanc
e

2028

8127 GLAC002-4524 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8127 GLAC002-4523 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8130 GLAC002-4619 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8130 GLAC002-4617 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, 
EXTERIOR WOOD FRAMED SCREENS -6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8130 GLAC002-4616 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8132 GLAC002-4679 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8132 GLAC002-4677 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
WOOF FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8132 GLAC002-4676 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8134 GLAC002-4739 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028
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8134 GLAC002-4737 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8134 GLAC002-4736 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8140 GLAC002-4829 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8140 GLAC002-4827 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8140 GLAC002-4826 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8142 GLAC002-4859 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8142 GLAC002-4857 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8142 GLAC002-4856 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8146 GLAC002-4889 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8146 GLAC002-4887 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8146 GLAC002-4886 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028
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8147 GLAC002-4917 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8147 GLAC002-4916 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8148 GLAC002-4950 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8148 GLAC002-4948 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8148 GLAC002-4947 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8149 GLAC002-4981 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8149 GLAC002-4979 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8149 GLAC002-4978 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8150 GLAC002-5012 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8150 GLAC002-5010 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8150 GLAC002-5009 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028
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8152 GLAC002-5043 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8152 GLAC002-5041 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RUCURRING MAINTENANCE), 92 LF, ALL  
EXTERIOR WOOD FRAMED SCREENS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8152 GLAC002-5040 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTEANCE), 90 SF, ALL WINDOWS 6 EACH. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8153 GLAC002-5074 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8153 GLAC002-5071 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8154 GLAC002-5106 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"x79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

8154 GLAC002-5104 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 62 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 4 EACH 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8154 GLAC002-5103 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 60 SF, ALL EXTERIOR WINDOWS 4 EA. 4 EA

RM - 
Recurring 
Maintenanc
e

2028

8434 GLAC002-5811 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 39067 SF, 
ALL PAINTED INTERIOR WALLS. 39067 SF

RM - 
Recurring 
Maintenanc
e

2028

8434 GLAC002-5811 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 39067 SF, 
ALL PAINTED INTERIOR WALLS. 39067 SF

RM - 
Recurring 
Maintenanc
e

2028

8435 GLAC002-5883 PREPARE/PAINT EXTERIOR WOOD SIDING, MULTIPLE STORY,(RECURRING 
MAINTENANCE), 2200 SF, ALL EXTERIOR SIDING. 2200 SF

RM - 
Recurring 
Maintenanc
e

2028
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8435 GLAC002-5915 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 2200 SF, 
ALL INTERIOR PAINTED WALLS. 2200 SF

RM - 
Recurring 
Maintenanc
e

2028

8435 GLAC002-5916 PREPARE/PAINT/REFINISH WOOD WAINSCOT,(RECURRING MAINTENANCE), 1200 SF, ALL 
INTERIOR WOOD PANELING. 1200 SF

RM - 
Recurring 
Maintenanc
e

2028

8436 GLAC002-5963 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 13 EA, ALL INTERIOR DOORS. 13 EA

RM - 
Recurring 
Maintenanc
e

2028

8436 GLAC002-5967 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 5200 SF, 
ALL INTERIOR PAINTED WALLS. 5200 SF

RM - 
Recurring 
Maintenanc
e

2028

8441 GLAC002-6135 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 145 SF, LAUNDRY 
ROOM. 145 SF

RM - 
Recurring 
Maintenanc
e

2028

8441 GLAC002-6134 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 900 SF, 
ALL INTERIOR PAINTED WALLS. 900 SF

RM - 
Recurring 
Maintenanc
e

2028

8442 GLAC002-6191 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2028

8445 GLAC002-6235 PREPARE AND PAINT BOTH SIDES OF WOOD INTERIOR DOOR AND FRAME, UP TO 3' X 
7',(RECURRING MAINTENANCE), 7 EA, ALL INETRIOR DOORS. 7 EA

RM - 
Recurring 
Maintenanc
e

2028

8447 GLAC002-6352 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 963 SF, 
EMPLOYEE REC CENTER AND RESTROOMS IN AUDITORIUM. 963 SF

RM - 
Recurring 
Maintenanc
e

2028

8456 GLAC002-6439 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 816 SF, 
INTERIOR WALLS. 816 SF

RM - 
Recurring 
Maintenanc
e

2028

7921 GLAC002-2376 PREPARE AND PAINT PORCH DECK,(RECURRING MAINTENANCE), 4136 SF, ALL 
BALCONIES AND PORCH DECKS. 4136 SF

RM - 
Recurring 
Maintenanc
e

2028
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7924 GLAC002-2502 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 960 SF, 
ROOMS 18, 19 AND 20. 960 SF

RM - 
Recurring 
Maintenanc
e

2028

7972 GLAC002-2783 SAND AND REFINISH HARDWOOD FLOOR,(RECURRING MAINTENANCE), 1271 SF, ALL 
ROOMS WITH WOOD FLOORS. 1271 SF

RM - 
Recurring 
Maintenanc
e

2028

7975 GLAC002-2935 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR WOOD WALLS, DOORS AND WINDOW FRAMES. 928 SF

RM - 
Recurring 
Maintenanc
e

2028

7975 GLAC002-2937 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2028

7976 GLAC002-2968 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR STAIN WOOD WALLS, DOORS AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2028

7976 GLAC002-2970 REPLACE CARPET,44 SY (391 SF), ALL INTERIOR CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2028

7977 GLAC002-3002 PREPARE AND STAIN INTERIOR WOOD PANELING,928 SF, CLEAR  COAT ALL INTERIOR  
WOOD WALLS, DOORS AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2028

7977 GLAC002-3004 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2028

7978 GLAC002-3036 PREPARE AND STAIN INTERIOR WOOD PANELING,928 SF, CLEAR COAT ALL STAINED 
WOOD WALLS, DOORS, AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2028

7978 GLAC002-3038 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2028

7979 GLAC002-3070 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT WOOD WALL PANELS, DOORS, AND WINDOWS. 928 SF

RM - 
Recurring 
Maintenanc
e

2028
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7979 GLAC002-3072 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), INTERIOR CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2028

7980 GLAC002-3104 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7980 GLAC002-3106 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7981 GLAC002-3139 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR WOOD WALLS, DOORS AND WINDOWS. 480 SF

RM - 
Recurring 
Maintenanc
e

2028

7981 GLAC002-3141 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 480 SF

RM - 
Recurring 
Maintenanc
e

2028

7982 GLAC002-3174 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 928 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, WINDOWS AND DOORS. 928 SF

RM - 
Recurring 
Maintenanc
e

2028

7982 GLAC002-3176 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 44 SY (391 SF), ALL INTERIOR 
CARPET. 391 SF

RM - 
Recurring 
Maintenanc
e

2028

7983 GLAC002-3209 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7983 GLAC002-3211 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7984 GLAC002-3245 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7984 GLAC002-3247 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028
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7985 GLAC002-3278 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR  COAT ALL INTERIOR WOOD STAIN WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7985 GLAC002-3280 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7986 GLAC002-3311 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING  MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7986 GLAC002-3313 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7987 GLAC002-3344 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR STAINED WOOD WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7987 GLAC002-3346 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7988 GLAC002-3378 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS, AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7988 GLAC002-3380 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SYF (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7989 GLAC002-3413 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7989 GLAC002-3415 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7990 GLAC002-3447 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028
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7990 GLAC002-3449 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7991 GLAC002-3481 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7991 GLAC002-3483 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7992 GLAC002-3516 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COATE ALL INTERIOR WOOD STAINED WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7992 GLAC002-3518 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 37 SF (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

7993 GLAC002-3550 PREPARE AND STAIN INTERIOR WOOD PANELING,(RECURRING MAINTENANCE), 624 SF, 
CLEAR COAT ALL WOOD STAINED WOOD WALLS, DOORS AND WINDOWS. 624 SF

RM - 
Recurring 
Maintenanc
e

2028

7993 GLAC002-3552 REPLACE CARPET,(PROJECTED END  OF USEFUL LIFE), 37 SY (330 SF), ALL INTERIOR 
CARPET. 330 SF

RM - 
Recurring 
Maintenanc
e

2028

8098 GLAC002-3729 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 276 SY (2488 SF), STORE, OFFICE, 
& LOBBY. 2488 SF

RM - 
Recurring 
Maintenanc
e

2028

9625 GLAC002-6706 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2028

9626 GLAC002-6749 PREPARE AND PAINT INTERIOR CEILING,(RECURRING MAINTENANCE), 800 SF, ALL 
INTERIOR CEILINGS. 800 SF

RM - 
Recurring 
Maintenanc
e

2028

93601 GLAC002-6946 PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 
8',(RECURRING MAINTENANCE), 60"X80", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028
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93613 GLAC002-6970 PREPARE AND PAINT BOTH SIDES OF EXTERIOR WOOD DOOR AND FRAME, UP TO 4' X 
8',(RECURRING MAINTENANCE), 36"X79", EXTERIOR DOOR. 1 EA

RM - 
Recurring 
Maintenanc
e

2028

93613 GLAC002-6968 PREPARE AND PAINT WINDOW SCREEN FRAMES,(RECURRING MAINTENANCE), 92 LF, ALL 
EXTERIOR WOOD FRAMED SCREENS. 92 LF 6 EA

RM - 
Recurring 
Maintenanc
e

2028

93613 GLAC002-6967 PREPARE AND PAINT WOOD WINDOW, MULTIPLE LIGHTS PER SASH, BOTH 
SIDES,(RECURRING MAINTENANCE), 90 SF, ALL WINDOWS 6 EA. 6 EA

RM - 
Recurring 
Maintenanc
e

2028

8434 GLAC002-5818 SAND AND REFINISH HARDWOOD FLOOR,(RECURRING MAINTENANCE), 3129 SF, ALL 
INTERIOR WOOD FLOORS. 3129 SF

RM - 
Recurring 
Maintenanc
e

2028

8434 GLAC002-5815 REPLACE CARPET,(PROJECTED END OF USEFUL LIFE), 120 SY (1080 SF), ALL INTERIOR 
CARPETED STAIR CASES. 1080 SF

RM - 
Recurring 
Maintenanc
e

2028

115747 GLAC002-7102
PREPARE AND PAINT BOTH SIDES OF METAL DOUBLE DOORS AND FRAME, UP TO 6' X 
8',PAINT BOTH SIDES OF ALL METAL DOORS. (RECURRING MAINTENANCE), BASEMENT 
STORAGE ROOM.

8 EA

RM - 
Recurring 
Maintenanc
e

2028

115747 GLAC002-7114 PREPARE AND PAINT CONCRETE FLOOR,(RECURRING MAINTENANCE), 1455 SF, 
CONCRETE FLOORS IN BASEMENT LEVEL. 1455 SF

RM - 
Recurring 
Maintenanc
e

2028

115747 GLAC002-7110 PREPARE AND PAINT INTERIOR WALLS, UP TO 10',(RECURRING MAINTENANCE), 21934 SF, 
ALL INTERIOR PAINTED WALLS ON ALL LEVELS. 21934 SF

RM - 
Recurring 
Maintenanc
e

2028

8442 GLAC002-6188 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 200 SF, 
TOILET/SHOWER ROOM. 200 SF

RM - 
Recurring 
Maintenanc
e

2028

8446 GLAC002-6307 REPLACE SHEET VINYL FLOOR COVERING,(PROJECTED END OF USEFUL LIFE), 77 SY, 
INTERIOR FLOOR. 688 SF

RM - 
Recurring 
Maintenanc
e

2028

9625 GLAC002-6703 REPLACE 12" X 12" VINYL FLOOR TILE,(RECURRING MAINTENANCE), 200 SF, 
TOILET/SHOWER ROOM. 200 SF

RM - 
Recurring 
Maintenanc
e

2028
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9626 GLAC002-6746 REPLACE 12" X 12" VINYL FLOOR TILE,(PROJECTED END OF USEFUL LIFE), 200 SF, 
TOILET/SHOWER ROOM. 200 SF

RM - 
Recurring 
Maintenanc
e

2028

7600 GLAC002-2025 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9590 SF

PM - 
Preventive 
Maintenanc
e

2028

7601 GLAC002-2124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 717 SF

PM - 
Preventive 
Maintenanc
e

2028

7603 GLAC002-2158 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 225 SF

PM - 
Preventive 
Maintenanc
e

2028

7912 GLAC002-2176 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 64 SF

PM - 
Preventive 
Maintenanc
e

2028

7914 GLAC002-2195 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1854 SF

PM - 
Preventive 
Maintenanc
e

2028

7921 GLAC002-2246 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS, 
ENTIRE HOTEL ROOFS AND PORTE COCHERE 65224 SF

PM - 
Preventive 
Maintenanc
e

2028

7923 GLAC002-7335 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF &  DRAINS 11205 SF

PM - 
Preventive 
Maintenanc
e

2028

7924 GLAC002-2482 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4880 SF

PM - 
Preventive 
Maintenanc
e

2028

7928 GLAC002-2561 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2625 SF

PM - 
Preventive 
Maintenanc
e

2028

7930 GLAC002-2614 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2438 SF

PM - 
Preventive 
Maintenanc
e

2028
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7970 GLAC002-2660 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2028

7971 GLAC002-2702 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 5749 SF

PM - 
Preventive 
Maintenanc
e

2028

7972 GLAC002-2765 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 10332 SF

PM - 
Preventive 
Maintenanc
e

2028

7973 GLAC002-2835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4380 SF

PM - 
Preventive 
Maintenanc
e

2028

7974 GLAC002-2892 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 648 SF

PM - 
Preventive 
Maintenanc
e

2028

7975 GLAC002-2931 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2028

7976 GLAC002-2964 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2028

7977 GLAC002-2998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2028

7978 GLAC002-3032 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2028

7979 GLAC002-3066 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2028

7980 GLAC002-3100 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028
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7981 GLAC002-3135 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2028

7982 GLAC002-3170 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 480 SF

PM - 
Preventive 
Maintenanc
e

2028

7983 GLAC002-3205 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7984 GLAC002-3241 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7985 GLAC002-3274 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7986 GLAC002-3307 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7987 GLAC002-3340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7988 GLAC002-3374 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7989 GLAC002-3409 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7990 GLAC002-3443 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7991 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028
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7992 GLAC002-3477 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

7993 GLAC002-3546 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

8001 GLAC002-3603 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 384 SF

PM - 
Preventive 
Maintenanc
e

2028

8098 GLAC002-3698 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 15033 SF

PM - 
Preventive 
Maintenanc
e

2028

8099 GLAC002-3786 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4855 SF

PM - 
Preventive 
Maintenanc
e

2028

8101 GLAC002-3835 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8102 GLAC002-3865 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8103 GLAC002-3895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8104 GLAC002-3925 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8105 GLAC002-3957 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8106 GLAC002-3987 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028
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8107 GLAC002-4017 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8108 GLAC002-4046 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8109 GLAC002-4075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8110 GLAC002-4105 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8111 GLAC002-4134 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8113 GLAC002-4164 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8115 GLAC002-4194 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8117 GLAC002-4224 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8118 GLAC002-4254 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8119 GLAC002-4284 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8120 GLAC002-4317 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028
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8121 GLAC002-4347 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8122 GLAC002-4377 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8123 GLAC002-4407 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8124 GLAC002-4437 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8125 GLAC002-4467 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8126 GLAC002-4497 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8127 GLAC002-4527 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8128 GLAC002-4560 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8129 GLAC002-4590 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8130 GLAC002-4620 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8131 GLAC002-4650 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028
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8132 GLAC002-4680 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8133 GLAC002-4710 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8134 GLAC002-4740 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8135 GLAC002-4770 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8136 GLAC002-4800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8140 GLAC002-4830 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8142 GLAC002-4860 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8146 GLAC002-4890 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8147 GLAC002-4920 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8148 GLAC002-4951 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8149 GLAC002-4982 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028
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8150 GLAC002-5013 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 288 SF

PM - 
Preventive 
Maintenanc
e

2028

8152 GLAC002-5044 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8153 GLAC002-5075 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8154 GLAC002-5107 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 416 SF

PM - 
Preventive 
Maintenanc
e

2028

8155 GLAC002-5142 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1536 SF

PM - 
Preventive 
Maintenanc
e

2028

8156 GLAC002-5187 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2028

8157 GLAC002-5234 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2028

8158 GLAC002-5278 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6830 SF

PM - 
Preventive 
Maintenanc
e

2028

8179 GLAC002-5340 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2028

8185 GLAC002-5400 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 7535 SF

PM - 
Preventive 
Maintenanc
e

2028

8424 GLAC002-5421 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 820 SF

PM - 
Preventive 
Maintenanc
e

2028
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8426 GLAC002-5460 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2028

8427 GLAC002-5500 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2028

8428 GLAC002-5540 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2028

8430 GLAC002-5583 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2028

8431 GLAC002-5632 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2028

8432 GLAC002-5677 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 920 SF

PM - 
Preventive 
Maintenanc
e

2028

8433 GLAC002-5718 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 700 SF

PM - 
Preventive 
Maintenanc
e

2028

8434 GLAC002-5787 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 14077 SF

PM - 
Preventive 
Maintenanc
e

2028

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

8435 GLAC002-5895 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2835 SF

PM - 
Preventive 
Maintenanc
e

2028

8436 GLAC002-5960 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1825 SF

PM - 
Preventive 
Maintenanc
e

2028
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8437 GLAC002-6007 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 430 SF

PM - 
Preventive 
Maintenanc
e

2028

8438 GLAC002-6023 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2028

8439 GLAC002-6069 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2250 SF

PM - 
Preventive 
Maintenanc
e

2028

8441 GLAC002-6126 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2028

8442 GLAC002-6175 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 940 SF

PM - 
Preventive 
Maintenanc
e

2028

8445 GLAC002-6232 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1700 SF

PM - 
Preventive 
Maintenanc
e

2028

8446 GLAC002-6300 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1157 SF

PM - 
Preventive 
Maintenanc
e

2028

8447 GLAC002-6341 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6160 SF

PM - 
Preventive 
Maintenanc
e

2028

8450 GLAC002-6394 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 2285 SF

PM - 
Preventive 
Maintenanc
e

2028

8456 GLAC002-6435 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 530 SF

PM - 
Preventive 
Maintenanc
e

2028

8459 124 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 6600 SF

PM - 
Preventive 
Maintenanc
e

2028
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9620 GLAC002-6468 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 900 SF

PM - 
Preventive 
Maintenanc
e

2028

9621 GLAC002-6510 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1180 SF

PM - 
Preventive 
Maintenanc
e

2028

9622 GLAC002-6556 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 990 SF

PM - 
Preventive 
Maintenanc
e

2028

9623 GLAC002-6597 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2028

9624 GLAC002-6644 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 914 SF

PM - 
Preventive 
Maintenanc
e

2028

9625 GLAC002-6690 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2028

9626 GLAC002-6734 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1340 SF

PM - 
Preventive 
Maintenanc
e

2028

84682 GLAC002-6800 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 4500 SF

PM - 
Preventive 
Maintenanc
e

2028

84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

84683 GLAC002-6851 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 1656 SF

PM - 
Preventive 
Maintenanc
e

2028

90665 GLAC002-6897 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 
FOR ENTIRE ROOF METAL AND WOOD SHAKE 936 SF

PM - 
Preventive 
Maintenanc
e

2028
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90674 GLAC002-6933 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 230 SF

PM - 
Preventive 
Maintenanc
e

2028

93601 GLAC002-6947 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 240 SF

PM - 
Preventive 
Maintenanc
e

2028

93613 GLAC002-6971 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 336 SF

PM - 
Preventive 
Maintenanc
e

2028

94885 GLAC002-6998 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 672 SF

PM - 
Preventive 
Maintenanc
e

2028

115747 GLAC002-7098 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 9875 SF

PM - 
Preventive 
Maintenanc
e

2028

225882 GLAC002-7161 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 323 SF

PM - 
Preventive 
Maintenanc
e

2028

231812 GLAC002-7292 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 110 SF

PM - 
Preventive 
Maintenanc
e

2028

232169 GLAC002-7320 PERFORM PREVENTIVE MAINTENANCE ON ROOF. INSPECT AND CLEAN ROOF & DRAINS 190 SF

PM - 
Preventive 
Maintenanc
e

2028

7600 GLAC002-2069
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7921 GLAC002-2328

PERFORM PREVENTIVE MAINTENANCE ON WATER HEATERS.CHECK FOR DEFICIENCIES, 
WATER LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE) ALL WATER HEATERS IN ALL MECHANICAL ROOMS

11 EA

PM - 
Preventive 
Maintenanc
e

2028

7921 GLAC002-2345

PERFORM PREVENTIVE MAINTENANCE ON PANEL AND SWITCH BOARDS.CHECK FOR 
DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL 
CONDITION OF PANEL. (PREVENTIVE MAINTENANCE) ALL PANEL AND SWITCHBOARDS 
THRU OUT HOTEL IN MECHANICAL ROOMS.

34 EA

PM - 
Preventive 
Maintenanc
e

2028
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7923 GLAC002-2449
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7924 GLAC002-2517

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

7924 GLAC002-2527
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7928 GLAC002-2585

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7930 GLAC002-2634

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7972 GLAC002-2805

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7972 GLAC002-2806

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), UTILITY ROOM ON NORTH WEST CORNER 
OF BUILDING.

4 EA

PM - 
Preventive 
Maintenanc
e

2028

7973 GLAC002-2864

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), MAIN SERVICE AND LOAD CENTERS IN 
HOUSEKEEPING ROOM AND TOP OF STAIRS TO SECOND FLOOR.

3 EA

PM - 
Preventive 
Maintenanc
e

2028

8001 GLAC002-3654
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INSIDE MAINTENANCE SHOP AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2028
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8098 GLAC002-3742

PERFORM PREVENTIVE MAINTENANCE, CONDENSER, AIR COOLED, 3 TO 25 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES. PRESSURE WASH 
COILS AND FANS WITH COIL CLEANING SOLUTION. CLEAN FAN INTAKE SCREENS. CHECK 
FOR LOOSING WIRING AND CONNECTIONS. LUBRICATE BEARINGS, CHECK BELTS, 
REFRIGERANT AND CLEAN AREA AROUND UNIT. (ROUTINE PREVENTIVE MAINTENANCE), 
EXTERIOR NEXT TO KITCHEN ENTRY DOOR ON NORTH SIDE OF BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2028

8098 GLAC002-3746

PERFORM PREVENTIVE MAINTENANCE, AIR HANDLING UNIT, 3 TO 24 TONS, 
RECOMMENDED FREQUENCY:  QUARTERLY,CHECK FOR DEFICIENCIES, CHECK 
CONTROLS, NOISE AND VIBRATION, CLEAN COILS, DRAIN PAN AND BLOWER MOTOR. 
LUBRICATE SHAFT AND MOTOR BEARINGS, PIVOT JOINTS AND LINKAGES. CHECK BELTS 
AND ADJUST. CLEAN FAN, REPLACE FILTERS AND CLEAN AREA AROUND UNIT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOM TOP AIR HANDLING UNIT OVER KITCHEN AREA.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8099 GLAC002-3802

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8179 GLAC002-5382
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8185 GLAC002-5404
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8434 GLAC002-5832

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT(ROUTINE PREVENTIVE MAINTENANCE), BASEMENT UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2028

8434 GLAC002-5833

PERFORM PREVENTIVE MAINTENANCE, STORAGE TANK, GROUND LEVEL, 
RECOMMENDED FREQUENCY; ANNUALLY,CHECK FOR DEFICIENCIES, LEAKS FOR 
DAMAGE TO TANK BASE OR BASE PLATES. TIGHTEN AND LUBRICATE VALVES AND CHECK 
CATHODIC PROTECTION SYSTEM (ROUTINE PREVENTIVE MAINTENANCE), BASEMENT 
UTILITY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2028

8434 GLAC002-5842

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY,CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (ROUTINE 
PREVENTIVE MAINTENANCE), ROOF AND BASEMENT MOUNTED EVAPORATIVE COOLER.

2 EA

PM - 
Preventive 
Maintenanc
e

2028
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8434 GLAC002-5846

PERFORM PREVENTIVE MAINTENANCE UTILITY FAN,  RECOMMENDED FREQUENCY; SEMI-
ANNUALLY, START AND STOP FAN WITH LOCAL SWITCH, CHECK MOTOR AND FAN SHAFT 
BEARINGS FOR NOISE OR VIBRATION, OVERHEATING AND LUBRICATE BEARINGS. CHECK 
BELTS, WHERE APPLICABLE, CHECK BLOWER INTAKE, ELECTRICAL WIRING. CLEAN FAN 
AND SURROUNDING AREAS. (ROUTINE PREVENTIVE MAINTENANCE), INLINE EXHAUST 
FANS IN BASEMENT SUPPLY ROOM NEXT TO LAUNDRY ROOM.

3 EA

PM - 
Preventive 
Maintenanc
e

2028

8434 GLAC002-5850

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (ROUTINE PREVENTIVE MAINTENANCE), INCLUDES MAIN SWITCH, PANELBOARDS, 
LOADCENTERS AND SURGE PROTECTION DEVICES THROUGHOUT BUILDING.

10 EA

PM - 
Preventive 
Maintenanc
e

2028

8435 GLAC002-5927

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND 
UNIT.(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8436 GLAC002-5977

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8439 GLAC002-6094

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8439 GLAC002-6101
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8441 GLAC002-6142

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTATIVE MAINTENANCE), 80 GALLON WATER HEATER IN UTILITY ROOM 
ON EAST SIDE OF BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8445 GLAC002-6265

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028
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8446 GLAC002-6312

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8447 GLAC002-6367

PERFORM PREVENTIVE MAINTENANCE FOR WET PIPE FIRE SUPPRESSION SYSTEM. 
RECOMMENDED FREQUENCY: MONTHLY, NOTIFY PROPER AUTHORITIES BEFORE 
MAINTENANCE. CHECK OPERATION OF PIV OPEN AND CLOSE OS&Y, CUT OFF VALVE TO 
CHECK OPERATION. PERFORM OPERATIONAL TEST OF WATER FLOW DETECTORS. 
CHECK GENERAL CONDITION OF GASKETS, VALVES, PIPING, SPRINKLERS, PACKING 
GLANDS. TIGHTEN FLANGE BOLTS, CHECK FOR LEAKS (ROUTINE PREVENTIVE 
MAINTENANCE), ENTIRE BUILDING FIRE SPRINKLER SYSTEM.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8447 GLAC002-6369

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(ROUTINE PREVENTIVE MAINTENANCE), SOUTH EAST CORNER OF AUDITORIUM 
NEXT TO FIRE SPRINKLER RISER.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8459 160

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, GAS, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), 120 GAL, STORE ROOM.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

9620 GLAC002-6479

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT. 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

9620 GLAC002-6486
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

9623 GLAC002-6613

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

84682 GLAC002-6819

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATER WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028
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84682 GLAC002-6825

PERFORM PREVENTIVE MAINTENANCE, EVAPORATIVE COOLER, RECOMMENDED 
FREQUENCY: ANNUALLY, CHECK FOR DEFICIENCIES, NOISE OR VIBRATIONS. CLEAN 
EVAPORATOR LOWER PANELS. LUBRICATE FAN, BEARINGS, AND MOTOR. CHECK BELTS, 
VISUALLY INSPECT WIRING AND CONNECTIONS. CLEAN AND ADJUST FLOAT (PREVENTIVE 
MAINTENANCE), ON EVAPORATIVE COOLER ON PERIMETER OF THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

84682 GLAC002-6826
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 400 AMP MAIN SWITCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

90665 GLAC002-6909

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY, CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(ROUTINE PREVENTIVE MAINTENANCE), 6 GALLON, INSIDE UNDERNEATH WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

90665 GLAC002-6912

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNT OVER 
WORKBENCH.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

90674 GLAC002-6937

PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (ROUTINE PREVENTIVE MAINTENANCE), INTERIOR WALL MOUNTED LOAD 
CENTER.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

115747 GLAC002-7122

PERFORM PREVENTIVE MAINTENANCE, WATER HEATER, ELECTRIC, TO 120 GALLONS, 
RECOMMENDED FREQUENCY:  SEMI-ANNUALLY,CHECK FOR DEFICIENCIES, WATER 
LEAKS, OR FUEL LEAKS, CHECK RELIEF VALVES, CONTROLS, REGULATORS, 
THERMOSTAT DEVICE, AND SHUT OFF VALVE. CHECK WIRING AND CONNECTIONS, 
WATER TEMP SETTING. DRAIN SEDIMENT FROM TANK AND CLEAN AREA AROUND UNIT 
(PREVENTIVE MAINTENANCE), ON WATER HEATERS WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

115747 GLAC002-7134
PERFORM PREVENTIVE MAINTENANCE, SWITCHBOARD,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 600 AMP MAIN SWITCH.

6 EA

PM - 
Preventive 
Maintenanc
e

2028

7600 GLAC002-2070
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

5 EA

PM - 
Preventive 
Maintenanc
e

2028

7601 GLAC002-2138
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7603 GLAC002-2161
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028
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7912 GLAC002-2181
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7923 GLAC002-2450
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS THROUGHOUT THE BUILDING.

9 EA

PM - 
Preventive 
Maintenanc
e

2028

7924 GLAC002-2528
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

3 EA

PM - 
Preventive 
Maintenanc
e

2028

7928 GLAC002-2591
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7930 GLAC002-2640
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

7990 GLAC002-3457

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANELCHECK FOR DEFICIENCIES, EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND 
CLEAN GENERAL CONDITION OF PANEL(ROUTINE PREVENTIVE MAINTENANCE), WALL 
MOUNT IN UNIT A.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8156 GLAC002-5210
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE) IN UIILITY ROOM NEXT TO LINNEN STORAGE ROOM.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

8179 GLAC002-5381
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

8185 GLAC002-5403
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8424 GLAC002-5441
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8426 GLAC002-5481
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028
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8427 GLAC002-5521
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8428 GLAC002-5560
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8430 GLAC002-5607
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8431 GLAC002-5655
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8432 GLAC002-5698
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8433 GLAC002-5737
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8435 GLAC002-5933
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

8436 GLAC002-5983
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

8438 GLAC002-6047
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8439 GLAC002-6099
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

8442 GLAC002-6199
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028
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8445 GLAC002-6273
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8446 GLAC002-6317
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8450 GLAC002-6417
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), ON 70 AMP PANEL BOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

8459 174

PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL(PREVENTIVE MAINTENANCE), 800 AMP- 225- & 100 AMP PANELBOARDS, 
ELECTRICAL ROOM.

5 EA

PM - 
Preventive 
Maintenanc
e

2028

9620 GLAC002-6487
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

9621 GLAC002-6535
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), AT 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

9622 GLAC002-6576 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
70 AMP PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2028

9623 GLAC002-6620
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

9624 GLAC002-6666 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,(PREVENTIVE MAINTENANCE), ON 
PANELBOARD WITHIN THE BUILDING. 1 EA

PM - 
Preventive 
Maintenanc
e

2028

9625 GLAC002-6714
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

9626 GLAC002-6757
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL (PREVENTIVE MAINTENANCE), ON PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028
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84682 GLAC002-6827
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON PANELBOARDS WITHIN THE BUILDING.

2 EA

PM - 
Preventive 
Maintenanc
e

2028

84683 GLAC002-6875
PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS, CHECK FOR DEFICIENCIES, 
EXCESSIVE HEAT, NOISE, OR VIBRATION. CHECK AND CLEAN GENERAL CONDITION OF 
PANEL. (PREVENTIVE MAINTENANCE), ON 70 AMP PANELBOARD WITHIN THE BUILDING.

1 EA

PM - 
Preventive 
Maintenanc
e

2028

93613 GLAC002-6982 PERFORM PREVENTIVE MAINTENANCE, PANELBOARDS,WALL MOUNT IN MAIN LIVING 
AREA. 1 EA

PM - 
Preventive 
Maintenanc
e

2028


