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98612 Seven Bays Gas Dock Shed Repair Stucco Exterior Wall
Prepare and paint the lower perimeter wood (potentially part of the flooring system) around the base of the building as the 
paint is deteriorated and requires renewal. 20 SF

98612 Seven Bays Gas Dock Shed Repair Metal Roof Covering Repair damaged and leaking roof by removing and replacing broken pipe penetration on the south side of the building. 4 SF

98612 Seven Bays Gas Dock Shed Paint Plywood Floor Finish Prepare and paint the plywood interior floor finish as the paint is significantly deteriorated and worn throughout.   124 SF

98645 Keller Ferry Gas Hose Reel Shed Repair Lattice Fencing
Repair the wood framing and lattice fencing around the west elevation perimeter.  The lattice fencing is detattached from 
the wood framing perimeter support and requires repair. 20 SF

98996 Keller Ferry Store to Float Dock House Repair Trail Repair trail by filling in depressions the placing a compacted gravel base to improve the footing on the trail.  

99134 Keller Ferry Turf Areas Repair Railroad Tie Retaining Wall Repair railroad tie retaining rail by removing and replacing existing failing retaining wall. 100 LF

99144 Keller Ferry Houseboat Parking Lot Repair Unpaved Road Surface
Repair the unpaved parking lot by grading the existing surface to remove the ridges and depressions. Then place and 
compact a new aggregate base course.  Approximately 10% of area for repair. 10500 SF

99284 Seven Bays Sidewalks Repair Sidewalks
Remove and replace deteriorated sidewalk at  the store entrance.  Repair the damaged treds on the steps that connect the 
parking lot to the store. 200 SF

101767 Keller Ferry Gas Dock Building Repair Stucco Exterior Wall Repair the deteriorated stucco wall on the northwest corner of the building.  90 SF

101767 Keller Ferry Gas Dock Building Caulk Metal Sliding Window
Caulk the metal sliding windows on the north, west and east elevations (24"x36"x1 each; 40"x36"x1 each; 36"x72"x1 each) 
every 4 years. This includes all of the components of this nature throughout the building or within this Asset ID.

101767 Keller Ferry Gas Dock Building Repair Exterior Door Repair the deadbolt on the exterior wood door on the front of the building.  The deadbolt hardware is non‐functioning. 1 EA

101767 Keller Ferry Gas Dock Building Repair Exterior Door
Repair the molding adjacent the door frame above the exterior door on the interior side.  The corner of the molding is 
detattached and requires repair.  IF the molding is unrepairable replace entire perimeter molding. 1 EA

101767 Keller Ferry Gas Dock Building Repair Wood Molding
Repair the painted wood molding along the lower perimeter wall adjacent the vinyl floor finish on the interior west wall.  The 
molding is detattched from the wall and requires repair, approximately 8 LF. 85 SF

101767 Keller Ferry Gas Dock Building Repair Vinyl Sheet Flooring Replace the damaged vinyl sheet floor finish adjacent the exterior door entrance to the building. 6 SF

101767 Keller Ferry Gas Dock Building Repair Light Cover Repair broken light cover. 1 EA

1097838 Seven Bays Power Reel Shed Repair Lattice Fencing Remove and replace the damaged lattice fencing around the perimeter of the reel shed on the rear elevation.   22 SF

1097839 Seven Bays Storage Cooler Repair Stucco Exterior Wall Repair the exterior stucco wall near the cold storage entrance door. 65 SF
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1097839 Seven Bays Storage Cooler Paint Stucco Exterior Wall
Prepare and paint the exterior stucco wall finish throughout the entire cooler.  The paint is deteriorated and worn and 
requires replacement. 325 SF

1097839 Seven Bays Storage Cooler Paint Cold Storage Door
Prepare and paint the cold storage access door to the cooler.  The paint is worn and deteriorated and requires replacement. 
1 EA

1097839 Seven Bays Storage Cooler Paint Wood Wall Finish
Prepare and paint the interior plywood interior wall finish throughout the building.  The paint is deteriorated and worn and 
requires replacement. 325 SF

1097839 Seven Bays Storage Cooler Paint Wood Floor Finish
Prepare and paint the plywood interior floor finish throughout the building.  The paint is deteriorated and worn and requires 
replacement. 103 SF

1097839 Seven Bays Storage Cooler Paint Wood Ceiling Finish
Prepare and paint the plywood ceiling finish throughout the building.  The paint is deteriorated and worn and requires 
replacement. 103 SF


